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NERC FAC-001-0 Standard:

Facility Connection Requirements 

Applicability

Compliance Processes for Transmission Owner (TO)
Applicable NERC Standard

http://www.nerc.com/page.php?cid=2|20
Transmission Owner (TO) Process

The Transmission Owner will create requirements for interconnections to its transmission, generation & end user facilities.  These requirements will be written and will provide guidelines for requesting interconnection to the Transmission Owners facilities.

The Transmission Owner will publish the requirements for interconnection and make them available to entities requesting interconnection.

The Transmission Owner’s facility connection requirements will include the following considerations, but are not limited to them:

a) Provide a written summary of its plans to achieve the required system performance as described above throughout the planning horizon:

b) Procedures for coordinated joint studies of new facilities and their impacts on the interconnected transmission systems.

c) Procedures for notification of new or modified facilities to others (those responsible for the reliability of the interconnected transmission systems) as soon as feasible.

d) Voltage level and MW and MVAR capacity or demand at point of connection.

e) Breaker duty and surge protection.

f) System protection and coordination.

g) Metering and telecommunications.

h) Grounding and safety issues.

i) Insulation and insulation coordination.

j) Voltage, Reactive Power, and power factor control.

k) Power quality impacts.

l) Equipment Ratings.

m) Synchronizing of facilities.

n) Maintenance coordination.

o) Operational issues (abnormal frequency and voltages).

p) Inspection requirements for existing or new facilities.

q) Communications and procedures during normal and emergency operating conditions.

The Transmission Owner shall maintain and update its facility connection requirements as necessary. The Transmission Owner shall make documentation of these requirements available to the users of the transmission system, the Regional Reliability Organization, and NERC on request (five business days).
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