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NERC PRC-021-1 Standard:

Under Voltage Load Shedding Program Data

Applicability

Compliance Processes for Distribution Provider (DP) & Transmission Owner (TO)
Applicable NERC Standard

http://www.nerc.com/page.php?cid=2|20
Distribution Provider, Generation Owner, and Transmission Owner Process

Distribution Provider (DP) and Transmission Owner (TO) have installed Under Voltage Load Shedding (UVLS) relays on specific customer feeders/facilities and provided BPA with relay settings and peak load dropped for each relay.

BPA has ensured that the DP’s and TO’s UVLS relaying and settings meet the BPA program requirements.

DP & TO establish a program for maintenance and testing of UVLS relays. 

DP & TO has written documentation identifying the UVLS equipment, the schedule for testing and the schedule for equipment maintenance.  (Requirement 1.)

DP & TO tests and maintains UVLS relay(s) according to program established.  DP & TO records results of testing and maintenance performed.  DP & TO will provide records and documents associated with their maintenance program to BPA upon request (within 30 calendar days). (Requirement 2.)
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