DECISIONS on RATINGS, etc. for FINAL RUN

SSG-WI Transmission Subgroup

December 5, 2005

Portland Airport Conference Center – St. Helens B Room

9:30 am to 3:00 pm

Load factor was low in CA.  Decided to leave alone at this time. 

W of Colstrip – Looks like double counted, the increase should be 750 MW not 1500 MW.  

W of Crossover should be 3348 MW  

SCIT catalog number looks wrong.  

PGE Bay – use 400 MW to SF.  0 from SF.  

David – add 300 MW solar for Sdiego   

DC lines Looks like a limit may still be turned on, something doesn’t look right.  LMPs should be all the same with the uncontrained case.   

Mont to NW – Change limit to 3000 MW. 

Bridger West – raise the limit to 2900 MW.  .

Billings to Yellowtail – Monitor Montana – SE path instead of Billings Yellowtail path. – Ray wants us to change the path we monitor.

Phase shifter operation - operate them with fixed settings. 

Slide 41 (? Which path?)– new limit 2700 

Not all incremental data has been submitted form Montana.  Ray will submit more info to Jamie by the 7th.  

Increased IID-SCE rating to keep from getting negative LMPs.  Discussed transmission additions to SDG&E.  David Wang will try to get data by tomorrow, or we will go with the increased rating and no transmission added.  

Move the 300 MW solar from LA area to Imperial, by reducing LA solar by 125 MW and adding this to IID, raising IID to 300MW.

Need to make sure the resources in Alberta are not double counted.  51% reserve looks too high for Alberta.  Mary will check with Clarissa.  Alberta should have a 20% reserve margin, so we need to reduce resources in Alberta.  Probably reduce all the gas and half the coal in Alberta.

SCIT rating should be 13,700 MW

COI – PDCI  - - Combined rating should go up to probably 7600.  Looks like combined number did not increase.  Pacific DC = 2700 to recognize that most can inject in S CA is 2700 MW.  Use 2800 for DC N to S.  

Devers – S Bernadino and everything that says Devers - - - limits go away  - - everything that says Devers in left hand column should be deleted.

Make sure there isn’t a 2nd IV – Miguel line.  Make sure there aren’t 2 in the power flow.

El Centro bank – remove it as a limit.  Put a high limit on the bank.

PG&E - SPP reverse limit looks twice as high as it should be.  Jim Filipi will check and notify Jamie.

CA to Mexico – leave as is.

Add 2 new 500 kV lines in Alberta. Langdon to Genesee, Edmonton to Langdon.  (Need the Transmission data for Jamie - - I think Bill Hosie was going to follow up, not sure)

PG&E – Bay – increase to 400 MW., 0 MW in reverse direction

Canada – NW – 2850 + 300.  (Jamie copied several changes on her copy of the rating sheet).

BC Hydro discounted capacity is way too low. - - Mary will talk to Clarissa.

Cost Table - - Need specific project costs or miles if generic costs are to be used.  

Developed cost numbers for lines. And mileage.  Ray will get Montana costs.  Need miles from SRP (need to contact Rob).

