Figure 2-6. Teton Substation - New Line Termination Facilities

- New Bay with 115-kV Line and Termination Facilities
- Series Capacitor
- Disconnect Switch
- Power Circuit Breakers
- Bus Tubing
- Substation Deadend
- Wood Pole Transmission Line Deadend

Substation Entrance
Substation Fence Line
Substation Property Boundary
Parking Area
Control House

Swan Valley-Teton No. 1 115-kV Line (existing line)
LVPL 115-kV Line to Wilson Substation
Swan Valley-Teton No. 2 115-kV Line (new line)
LVPL 115-kV Line to Crystal Springs Substation

Scale in Feet: 20 0 20 40