
Department of Energy r,NT op 	

Bonneville Power Administration 
P.O. Box 3621 

Portland, Oregon 97208-3621 

FREEDOM OF INFORMATION ACT/PRIVACY PROGRAM 

October 20, 2014 

In reply refer to: FOIA #BPA-2014-01763-F 

Thomas Popik 
Foundation for Resilient Societies 
52 Technology Way 
Nashua, NH 03060 

Dear Mr. Popik: 

This is a final response to your request for Bonneville Power Administration (BPA) records 
under the Freedom of Information Act (FOIA), 5 U.S.C. § 552. Your request was received in our 
office on August 26, 2014, with an acknowledgement letter sent to you on September 3, 2014. 

You requested: 
"Report and study results for Technology Innovation Project 264: Modeling Geomagnetically 
Induced Current for Evaluation and Mitigation." 

Response: 
We conducted a search of the records of Technology & Innovation. We have located 44 pages of 
material responsive to your request. We are releasing these records in full. 

There are no fees associated with this request. 

Appeal: 
You may still seek administrative appeal pursuant to Department of Energy FOIA regulations at 
10 C.F.R. § 1004.8 if you feel the search was not adequate. If you choose to appeal, you must do 
so in writing within 30 days, and include the following information: 

(1). The nature of your appeal - denial of records, partial denial of records, adequacy of 
search, or denial of fee waiver; 

(2) Any legal authorities relied upon to support the appeal; and 
(3) A copy of this determination letter. 



Clearly mark both your letter and envelope with the words "FOIA Appeal," and direct it to the 
following address: 

Director, Office of Hearings and Appeals 
Department of Energy 

1000 Independence Avenue SW 
Washington DC 20585-1615 

I appreciate the opportunity to assist you. If you have any questions, please contact Kim Winn, 
FOIA Public Liaison, at 503-230-5273. 

Sincerely, 

C. M. Frost 
Freedom of Information/Privacy Act Officer 

Enclosure: 
CD 
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GIC Transformers (for pasting to Simulator for contouring) HMSL -400 HMSL +550
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0 Ashe 500/25 #1 NORTHWEST 0.648 74.782 24.927 29.614 0.216 24.927 0.000 0.000 40061 40063 0 0 1 Unknown Unknown Unknown 1.10 40941 40939 0 0 1 42.99 3 -400 Baseline with All Available Data 0 Ashe 500/25 #1 NORTHWEST 0.65 74.81 24.94 29.62 0.22 24.94 0.00 0.00 40061 40063 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Santiam 500/230 #1 NORTHWEST 0.48 55.69 35.72 42.99 0.44 50.34 0.13 31.83 40941 40939 0 0 1 Gwye Gwye Single Phase 1.10
0 Dworshak 500/13.8/13.8 #1 NORTHWEST 0.567 65.495 21.832 25.744 0.189 21.832 0.000 0.000 40369 40363 40365 41201 1 Gwye Delta Single Phase 1.10 40629 40627 0 0 1 31.98 3 -400 Baseline with All Available Data 0 Dworshak 500/13.8/13.8 #1 NORTHWEST 0.57 65.46 21.82 25.70 0.19 21.82 0.00 0.00 40369 40363 40365 41201 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Lane 500/230 #1 NORTHWEST 0.52 60.46 26.48 31.98 0.28 31.93 0.05 13.15 40629 40627 0 0 1 Gwye Gwye Single Phase 1.10
0 Lane 500/230 #1 NORTHWEST 0.524 60.458 26.479 31.960 0.276 31.926 0.052 13.146 40629 40627 0 0 1 Gwye Gwye Single Phase 1.10 40091 40092 0 0 1 30.14 3 -400 Baseline with All Available Data 0 Lane 500/230 #1 NORTHWEST 0.52 60.46 26.48 31.94 0.28 31.93 0.05 13.15 40629 40627 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Bell 500/230 #1 NORTHWEST 0.34 39.58 25.17 30.14 0.32 36.66 0.11 26.31 40091 40092 0 0 1 Gwye Gwye Single Phase 1.10
0 Santiam 500/230 #1 NORTHWEST 0.482 55.689 35.722 42.961 0.436 50.339 0.127 31.829 40941 40939 0 0 1 Gwye Gwye Single Phase 1.10 40061 40063 0 0 1 29.61 3 -400 Baseline with All Available Data 0 McNary 345/230 #1 NORTHWEST 0.36 60.09 18.15 14.51 0.09 14.41 0.02 5.68 40721 41353 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Ashe 500/25 #1 NORTHWEST 0.65 74.76 24.92 29.61 0.22 24.92 0.00 0.00 40061 40063 0 0 1 Unknown Unknown Unknown 1.10
0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.456 52.694 17.565 20.838 0.152 17.565 0.000 0.000 44237 44231 44232 44235 1 Gwye Delta Single Phase 1.10 40808 40810 0 0 1 26.19 3 -400 Baseline with All Available Data 0 Santiam 500/230 #1 NORTHWEST 0.48 55.69 35.72 42.93 0.44 50.34 0.13 31.83 40941 40939 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Ostrander 500/230 #1 NORTHWEST 0.41 47.38 21.91 26.19 0.24 28.13 0.07 16.27 40808 40810 0 0 1 Gwye Gwye Single Phase 1.10
0 Ostrander 500/230 #1 NORTHWEST 0.410 47.380 21.906 26.186 0.244 28.132 0.065 16.267 40808 40810 0 0 1 Gwye Gwye Single Phase 1.10 40369 40363 40365 41201 1 25.79 3 -400 Baseline with All Available Data 0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.46 52.88 17.63 20.89 0.15 17.63 0.00 0.00 44237 44231 44232 44235 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Dworshak 500/13.8/13.8 #1 NORTHWEST 0.57 65.53 21.84 25.79 0.19 21.84 0.00 0.00 40369 40363 40365 41201 1 Gwye Delta Single Phase 1.10
0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.373 43.122 14.374 17.075 0.124 14.374 0.000 0.000 44257 44251 44252 44255 1 Gwye Delta Single Phase 1.10 40949 40947 0 0 1 22.88 3 -400 Baseline with All Available Data 0 South Bremerton 230/115 #1 NORTHWEST 0.21 52.27 11.54 3.26 0.02 5.66 0.02 11.76 42900 42901 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Satsop 500/230 #1 NORTHWEST 0.21 24.20 19.18 22.88 0.25 28.71 0.09 21.22 40949 40947 0 0 1 Gwye Gwye Single Phase 1.10
0 McNary 345/230 #1 NORTHWEST 0.359 60.019 18.140 14.502 0.086 14.408 0.023 5.659 40721 41353 0 0 1 Gwye Gwye Single Phase 0.76 40989 40986 0 0 1 20.84 3 -400 Baseline with All Available Data 0 Aberdeen 230/115 #5 NORTHWEST 0.20 50.86 13.14 3.14 0.04 9.32 0.02 7.63 40011 40007 0 0 5 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Slatt 500/230 #1 NORTHWEST 0.36 41.45 17.47 20.84 0.18 20.85 0.03 7.48 40989 40986 0 0 1 Gwye Gwye Single Phase 1.10
0 Slatt 500/230 #1 NORTHWEST 0.359 41.445 17.466 20.838 0.181 20.850 0.030 7.486 40989 40986 0 0 1 Gwye Gwye Single Phase 1.10 44237 44231 44232 44235 1 20.79 3 -400 Baseline with All Available Data 0 Novelty 230/115 #1 NORTHWEST 0.20 48.83 10.93 3.11 0.04 10.10 0.03 16.10 42304 42305 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.46 52.51 17.51 20.79 0.15 17.51 0.00 0.00 44237 44231 44232 44235 1 Gwye Delta Single Phase 1.10
0 Bell 500/230 #1 NORTHWEST 0.343 39.581 25.165 30.090 0.318 36.664 0.105 26.309 40091 40092 0 0 1 Gwye Gwye Single Phase 1.10 40687 45189 0 0 1 17.54 3 -400 Baseline with All Available Data 0 Ostrander 500/230 #1 NORTHWEST 0.41 47.38 21.91 26.18 0.24 28.13 0.07 16.27 40808 40810 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Malin 500/230 #1 NORTHWEST 0.28 32.46 15.37 17.54 0.17 19.27 0.04 8.88 40687 45189 0 0 1 Gwye Gwye Unknown 1.10
0 Boardman (PGE) 500/24 #1 NORTHWEST 0.342 39.518 13.173 14.218 0.114 13.173 0.000 0.000 43049 43047 0 0 1 Gwye Delta Unknown 1.10 40797 40794 0 0 1 17.09 3 -400 Baseline with All Available Data 0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.37 43.17 14.39 17.10 0.13 14.39 0.00 0.00 44257 44251 44252 44255 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Olympia 500/230 #1 NORTHWEST 0.03 3.05 14.35 17.09 0.23 26.30 0.10 26.23 40797 40794 0 0 1 Gwye Gwye Single Phase 1.10
0 Tacoma 500/230 #1 NORTHWEST 0.316 36.479 13.596 16.232 0.128 14.819 0.012 3.107 41051 41049 0 0 1 Gwye Gwye Single Phase 1.10 44257 44251 44252 44255 1 17.06 3 -400 Baseline with All Available Data 0 Slatt 500/230 #1 NORTHWEST 0.36 41.44 17.47 20.84 0.18 20.85 0.03 7.49 40989 40986 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.37 43.07 14.36 17.06 0.12 14.36 0.00 0.00 44257 44251 44252 44255 1 Gwye Delta Single Phase 1.10
0 Hatwai 500/230 #1 NORTHWEST 0.291 33.584 9.720 11.447 0.074 8.565 0.014 3.550 40521 40519 0 0 1 Gwye Gwye Single Phase 1.10 41051 41049 0 0 1 16.24 3 -400 Baseline with All Available Data 0 East Omak 230/115 #1 NORTHWEST 0.16 40.09 11.01 2.63 0.04 9.05 0.01 5.59 40373 40371 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Tacoma 500/230 #1 NORTHWEST 0.32 36.48 13.60 16.24 0.13 14.82 0.01 3.11 41051 41049 0 0 1 Gwye Gwye Single Phase 1.10
0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.286 33.076 11.025 13.094 0.095 11.025 0.000 0.000 44217 44211 44212 44215 1 Gwye Delta Single Phase 1.10 40827 40824 0 0 1 15.95 3 -400 Baseline with All Available Data 0 Bell 500/230 #1 NORTHWEST 0.34 39.58 25.17 30.05 0.32 36.67 0.11 26.31 40091 40092 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Pearl 500/230 #1 NORTHWEST 0.24 27.75 13.27 15.95 0.16 17.90 0.05 11.89 40827 40824 0 0 1 Gwye Gwye Single Phase 1.10
0 Malin 500/230 #1 NORTHWEST 0.281 32.466 15.369 17.544 0.167 19.272 0.035 8.877 40687 45189 0 0 1 Gwye Gwye Unknown 1.10 40111 41341 0 0 2 15.30 3 -400 Baseline with All Available Data 0 Boardman (PGE) 500/24 #1 NORTHWEST 0.34 39.52 13.17 14.21 0.11 13.17 0.00 0.00 43049 43047 0 0 1 Gwye Delta Unknown 1.10 6 +550 Baseline with All Available Data 0 Big Eddy 500/230 #2 NORTHWEST 0.05 6.21 12.84 15.30 0.19 22.01 0.08 19.94 40111 41341 0 0 2 Gwye Gwye Single Phase 1.10
0 Sacajawea 500/115 #1 NORTHWEST 0.248 28.667 4.382 5.189 0.025 2.837 0.014 6.781 40913 40911 0 0 1 Gwye Gwye Single Phase 1.10 40721 41353 0 0 1 14.49 3 -400 Baseline with All Available Data 0 Aberdeen 115/13.8 #1 NORTHWEST 0.08 39.29 13.10 1.85 0.03 13.10 0.00 0.00 40007 46792 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 McNary 345/230 #1 NORTHWEST 0.36 59.95 18.13 14.49 0.09 14.41 0.02 5.64 40721 41353 0 0 1 Gwye Gwye Single Phase 0.76
0 Pearl 500/230 #1 NORTHWEST 0.240 27.753 13.273 15.949 0.155 17.899 0.047 11.891 40827 40824 0 0 1 Gwye Gwye Single Phase 1.10 43049 43047 0 0 1 14.23 3 -400 Baseline with All Available Data 0 Salem 230/115 #1 NORTHWEST 0.15 38.06 9.92 2.84 0.03 7.49 0.01 5.88 40923 40921 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boardman (PGE) 500/24 #1 NORTHWEST 0.34 39.52 13.17 14.23 0.11 13.17 0.00 0.00 43049 43047 0 0 1 Gwye Delta Unknown 1.10
0 Central Ferry 500/230 #1 NORTHWEST 0.231 26.667 11.109 13.165 0.114 13.184 0.020 4.999 40666 40664 0 0 1 Gwye Gwye Single Phase 1.10 40233 40232 0 0 3 13.79 3 -400 Baseline with All Available Data 0 Shelton 230/115 #1 NORTHWEST 0.15 37.55 9.70 2.33 0.03 7.02 0.01 5.95 40971 40969 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Chief Joseph 500/230 #3 NORTHWEST 0.07 8.50 11.61 13.79 0.18 20.43 0.08 19.18 40233 40232 0 0 3 Gwye Gwye Single Phase 1.10
0 Snohomish 345/230 #1 NORTHWEST 0.215 35.941 12.152 9.540 0.076 12.670 0.009 2.313 40994 41328 0 0 1 Gwye Gwye Single Phase 0.76 40837 40838 0 0 1 13.19 3 -400 Baseline with All Available Data 0 Tacoma 500/230 #1 NORTHWEST 0.32 36.48 13.60 16.23 0.13 14.82 0.01 3.11 41051 41049 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Ponderosa 500/230 #1 NORTHWEST 0.21 24.05 10.99 13.19 0.12 13.82 0.03 6.64 40837 40838 0 0 1 Gwye Gwye Single Phase 1.10
0 Pearl 500/230 #2 NORTHWEST 0.214 24.726 6.616 3.613 0.052 5.949 0.021 5.202 40827 40826 0 0 2 Unknown Unknown Core, Three Phase Generic 0.50 40666 40664 0 0 1 13.14 3 -400 Baseline with All Available Data 0 Snohomish 345/230 #1 NORTHWEST 0.22 35.94 12.15 9.53 0.08 12.67 0.01 2.31 40994 41328 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Central Ferry 500/230 #1 NORTHWEST 0.23 26.60 11.08 13.14 0.11 13.18 0.02 5.01 40666 40664 0 0 1 Gwye Gwye Single Phase 1.10
0 Satsop 500/230 #1 NORTHWEST 0.210 24.198 19.175 22.880 0.249 28.705 0.085 21.217 40949 40947 0 0 1 Gwye Gwye Single Phase 1.10 40045 40044 0 0 1 13.08 3 -400 Baseline with All Available Data 0 Carlton 230/115 #1 NORTHWEST 0.14 35.32 10.33 2.46 0.04 8.89 0.01 3.40 40181 40179 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Allston 500/230 #1 NORTHWEST 0.11 12.10 11.04 13.08 0.15 17.16 0.05 13.30 40045 40044 0 0 1 Gwye Gwye Single Phase 1.10
0 South Bremerton 230/115 #1 NORTHWEST 0.208 52.269 11.543 3.262 0.023 5.663 0.023 11.760 42900 42901 0 0 1 Gwye Gwye Unknown 0.28 44217 44211 44212 44215 1 13.08 3 -400 Baseline with All Available Data 0 Mcloughlin 230/115 #1 NORTHWEST 0.14 34.49 13.28 3.80 0.06 15.16 0.01 4.97 43314 43309 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.29 33.02 11.01 13.08 0.10 11.01 0.00 0.00 44217 44211 44212 44215 1 Gwye Delta Single Phase 1.10
0 Ponderosa 500/230 #1 NORTHWEST 0.208 24.053 10.986 13.179 0.120 13.816 0.026 6.637 40837 40838 0 0 1 Gwye Gwye Single Phase 1.10 40723 41351 0 0 1 12.72 3 -400 Baseline with All Available Data 0 Rogue 230/115 #1 NORTHWEST 0.13 33.72 8.13 1.96 0.02 5.02 0.01 6.22 40895 40893 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 McNary 500/230 #1 NORTHWEST 0.10 10.97 10.74 12.72 0.15 16.88 0.05 13.63 40723 41351 0 0 1 Gwye Gwye Single Phase 1.10
0 Aberdeen 230/115 #5 NORTHWEST 0.203 50.862 13.139 3.138 0.037 9.324 0.015 7.630 40011 40007 0 0 5 Gwye Gwye Core, Three Phase Generic 0.23 40521 40519 0 0 1 11.43 3 -400 Baseline with All Available Data 0 Maple Valley 345/230 #1 NORTHWEST 0.20 33.68 11.20 8.93 0.07 11.15 0.01 2.23 40691 40692 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Hatwai 500/230 #1 NORTHWEST 0.30 34.78 9.69 11.43 0.07 8.07 0.01 3.52 40521 40519 0 0 1 Gwye Gwye Single Phase 1.10
0 Maple Valley 345/230 #1 NORTHWEST 0.201 33.686 11.203 8.929 0.067 11.153 0.009 2.229 40691 40692 0 0 1 Gwye Gwye Single Phase 0.76 40111 41343 0 0 5 11.23 3 -400 Baseline with All Available Data 0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.29 33.13 11.04 13.11 0.10 11.04 0.00 0.00 44217 44211 44212 44215 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Big Eddy 500/230 #5 NORTHWEST 0.06 6.60 9.42 11.23 0.14 15.57 0.05 13.37 40111 41343 0 0 5 Gwye Gwye Single Phase 1.10
0 Novelty 230/115 #1 NORTHWEST 0.195 48.824 10.926 3.109 0.040 10.104 0.032 16.100 42304 42305 0 0 1 Gwye Gwye Unknown 0.28 40045 40043 0 0 2 11.14 3 -400 Baseline with All Available Data 0 Malin 500/230 #1 NORTHWEST 0.28 32.47 15.37 17.55 0.17 19.27 0.04 8.88 40687 45189 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Allston 500/230 #2 NORTHWEST 0.08 8.98 9.40 11.14 0.13 14.98 0.05 12.11 40045 40043 0 0 2 Gwye Gwye Single Phase 1.10
0 Sno-king 500/230 #1 NORTHWEST 0.188 21.705 6.156 7.321 0.048 5.547 0.014 3.432 41007 41006 0 0 1 Gwye Gwye Single Phase 1.10 40834 40836 0 0 1 10.22 3 -400 Baseline with All Available Data 0 Hatwai 500/230 #1 NORTHWEST 0.28 32.39 9.75 11.47 0.08 9.06 0.01 3.58 40521 40519 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Ponderosa 500/230 #1 NORTHWEST 0.16 18.08 8.53 10.22 0.09 10.89 0.02 5.49 40834 40836 0 0 1 Unknown Unknown Unknown 1.10
0 Chief Joseph 345/230 #1 NORTHWEST 0.179 29.872 10.768 8.544 0.075 12.565 0.016 3.925 40223 40230 0 0 1 Gwye Gwye Single Phase 0.76 45197 45195 0 0 2 10.21 3 -400 Baseline with All Available Data 0 Clatsop 230/115 #1 NORTHWEST 0.13 31.96 9.89 5.09 0.04 9.33 0.01 2.38 40243 45314 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Meridian 500/230 #2 NORTHWEST 0.13 14.68 9.01 10.21 0.11 12.52 0.03 7.92 45197 45195 0 0 2 Gwye Gwye Unknown 1.10
0 Keeler 500/230 #1 NORTHWEST 0.177 20.390 7.684 9.187 0.083 9.546 0.027 6.746 40601 40599 0 0 1 Gwye Gwye Single Phase 1.10 45197 45195 0 0 1 10.21 3 -400 Baseline with All Available Data 0 Tillamook 230/115 #1 NORTHWEST 0.12 30.66 8.30 1.99 0.03 6.48 0.01 4.51 41075 41073 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Meridian 500/230 #1 NORTHWEST 0.13 14.68 9.01 10.21 0.11 12.52 0.03 7.92 45197 45195 0 0 1 Gwye Gwye Unknown 1.10
0 Grand Coulee 500/230 #1 NORTHWEST 0.170 19.579 5.788 6.877 0.045 5.160 0.006 1.383 40287 41357 0 0 1 Unknown Unknown Unknown 1.10 40994 41328 0 0 1 9.55 3 -400 Baseline with All Available Data 0 Chief Joseph 345/230 #1 NORTHWEST 0.18 29.87 10.77 8.54 0.08 12.57 0.02 3.92 40223 40230 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Snohomish 345/230 #1 NORTHWEST 0.22 35.94 12.15 9.55 0.08 12.67 0.01 2.31 40994 41328 0 0 1 Gwye Gwye Single Phase 0.76
0 Chief Joseph 345/230 #2 NORTHWEST 0.166 27.782 9.997 7.932 0.076 12.670 0.027 6.775 40225 40232 0 0 2 Gwye Gwye Single Phase 0.76 40601 40599 0 0 1 9.19 3 -400 Baseline with All Available Data 0 Paul 115/115 #1 NORTHWEST 0.06 29.73 9.91 1.46 0.01 2.50 0.03 12.41 42806 42807 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Keeler 500/230 #1 NORTHWEST 0.18 20.39 7.68 9.19 0.08 9.55 0.03 6.75 40601 40599 0 0 1 Gwye Gwye Single Phase 1.10
0 East Omak 230/115 #1 NORTHWEST 0.160 40.091 11.005 2.630 0.036 9.049 0.011 5.594 40373 40371 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40691 40692 0 0 1 8.93 3 -400 Baseline with All Available Data 0 Boardman (PGE) 230/115 #1 NORTHWEST 0.12 29.03 10.68 3.00 0.05 11.68 0.00 2.11 40129 40127 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Maple Valley 345/230 #1 NORTHWEST 0.20 33.69 11.20 8.93 0.07 11.15 0.01 2.23 40691 40692 0 0 1 Gwye Gwye Single Phase 0.76
0 Ponderosa 500/230 #1 NORTHWEST 0.157 18.082 8.526 10.214 0.094 10.894 0.022 5.493 40834 40836 0 0 1 Unknown Unknown Unknown 1.10 40223 40230 0 0 1 8.54 3 -400 Baseline with All Available Data 0 Sacajawea 500/115 #1 NORTHWEST 0.25 28.72 4.38 5.19 0.03 2.83 0.01 6.80 40913 40911 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Chief Joseph 345/230 #1 NORTHWEST 0.18 29.87 10.77 8.54 0.08 12.57 0.02 3.93 40223 40230 0 0 1 Gwye Gwye Single Phase 0.76
0 Troutdale 500/230 #1 NORTHWEST 0.156 17.966 6.603 7.869 0.062 7.126 0.005 1.161 41095 41094 0 0 1 Gwye Gwye Single Phase 1.10 40225 40232 0 0 2 7.93 3 -400 Baseline with All Available Data 0 Chief Joseph 345/230 #2 NORTHWEST 0.17 27.78 10.00 7.93 0.08 12.67 0.03 6.78 40225 40232 0 0 2 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Chief Joseph 345/230 #2 NORTHWEST 0.17 27.78 10.00 7.93 0.08 12.67 0.03 6.78 40225 40232 0 0 2 Gwye Gwye Single Phase 0.76
0 Salem 230/115 #1 NORTHWEST 0.152 38.062 9.921 2.847 0.030 7.494 0.012 5.882 40923 40921 0 0 1 Unknown Unknown Unknown 0.28 41095 41094 0 0 1 7.87 3 -400 Baseline with All Available Data 0 Pearl 500/230 #1 NORTHWEST 0.24 27.75 13.27 15.95 0.16 17.90 0.05 11.89 40827 40824 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Troutdale 500/230 #1 NORTHWEST 0.16 17.97 6.60 7.87 0.06 7.13 0.01 1.16 41095 41094 0 0 1 Gwye Gwye Single Phase 1.10
0 Shelton 230/115 #1 NORTHWEST 0.150 37.553 9.698 2.327 0.028 7.023 0.012 5.947 40971 40969 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 43485 43483 0 0 1 7.54 3 -400 Baseline with All Available Data 0 Cowlitz 230/115 #8 NORTHWEST 0.11 26.91 9.49 1.32 0.04 10.00 0.00 2.14 46609 46607 0 0 8 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Round Butte 500/230 #1 NORTHWEST 0.09 9.98 6.31 7.54 0.08 9.16 0.03 6.51 43485 43483 0 0 1 Gwye Gwye Unknown 1.10
0 Carlton 230/115 #1 NORTHWEST 0.141 35.316 10.329 2.460 0.035 8.886 0.007 3.395 40181 40179 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 41113 41111 0 0 2 7.34 3 -400 Baseline with All Available Data 0 Central Ferry 500/230 #1 NORTHWEST 0.23 26.74 11.14 13.19 0.11 13.19 0.02 4.99 40666 40664 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Vantage 500/230 #2 NORTHWEST 0.07 8.14 6.24 7.34 0.08 9.24 0.03 6.53 41113 41111 0 0 2 Gwye Gwye Single Phase 1.10
0 Mcloughlin 230/115 #1 NORTHWEST 0.137 34.486 13.277 3.796 0.060 15.163 0.010 4.974 43314 43309 0 0 1 Gwye Gwye Unknown 0.28 41007 41006 0 0 1 7.33 3 -400 Baseline with All Available Data 0 Cowlitz 230/115 #9 NORTHWEST 0.11 26.55 9.39 1.30 0.04 9.93 0.00 2.14 46609 46607 0 0 9 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Sno-king 500/230 #1 NORTHWEST 0.19 21.71 6.16 7.33 0.05 5.55 0.01 3.43 41007 41006 0 0 1 Gwye Gwye Single Phase 1.10
0 Rogue 230/115 #1 NORTHWEST 0.134 33.722 8.132 1.951 0.020 5.023 0.012 6.218 40895 40893 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40287 41357 0 0 1 6.88 3 -400 Baseline with All Available Data 0 Box Canyon (PEND) 115/115 #1 NORTHWEST 0.05 25.87 8.62 1.22 0.01 2.65 0.01 6.86 47126 47009 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 500/230 #1 NORTHWEST 0.17 19.58 5.79 6.88 0.05 5.16 0.01 1.38 40287 41357 0 0 1 Unknown Unknown Unknown 1.10
0 Clatsop 230/115 #1 NORTHWEST 0.127 31.960 9.892 5.089 0.037 9.326 0.005 2.382 40243 45314 0 0 1 Gwye Gwye Single Phase 0.51 40749 40747 0 0 1 6.42 3 -400 Baseline with All Available Data 0 Pearl 500/230 #2 NORTHWEST 0.21 24.73 6.62 3.61 0.05 5.95 0.02 5.20 40827 40826 0 0 2 Unknown Unknown Core, Three Phase Generic 0.50 6 +550 Baseline with All Available Data 0 Monroe 500/230 #1 NORTHWEST 0.06 7.19 5.39 6.42 0.08 9.43 0.04 9.29 40749 40747 0 0 1 Gwye Gwye Single Phase 1.10
0 Meridian 500/230 #2 NORTHWEST 0.127 14.680 9.012 10.200 0.108 12.521 0.032 7.923 45197 45195 0 0 2 Gwye Gwye Unknown 1.10 40306 40304 0 0 5 5.83 3 -400 Baseline with All Available Data 0 Satsop 500/230 #1 NORTHWEST 0.21 24.20 19.18 22.88 0.25 28.71 0.09 21.22 40949 40947 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Covington 500/230 #5 NORTHWEST 0.02 2.55 4.90 5.83 0.08 9.52 0.04 10.19 40306 40304 0 0 5 Gwye Gwye Single Phase 1.10
0 Meridian 500/230 #1 NORTHWEST 0.127 14.680 9.012 10.200 0.108 12.521 0.032 7.923 45197 45195 0 0 1 Gwye Gwye Unknown 1.10 40973 47031 0 0 1 5.61 3 -400 Baseline with All Available Data 0 Ponderosa 500/230 #1 NORTHWEST 0.21 24.05 10.99 13.17 0.12 13.82 0.03 6.64 40837 40838 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Sickler 500/230 #1 NORTHWEST 0.10 11.39 4.71 5.61 0.05 5.55 0.01 2.31 40973 47031 0 0 1 Gwye Gwye Single Phase 1.10
0 Tillamook 230/115 #1 NORTHWEST 0.122 30.660 8.303 1.988 0.026 6.480 0.009 4.511 41075 41073 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40891 46832 0 0 1 5.56 3 -400 Baseline with All Available Data 0 Anaconda Mill Creek 230/115 #1 NORTHWEST 0.10 23.77 7.92 4.23 0.03 7.92 0.00 0.00 40458 40456 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Rocky Reach 345/230 #1 NORTHWEST 0.10 16.93 7.06 5.56 0.07 11.15 0.03 7.72 40891 46832 0 0 1 Gwye Gwye Single Phase 0.76
0 Alvey 500/230 #5 NORTHWEST 0.117 13.491 2.068 2.461 0.000 0.000 0.018 4.497 40051 40049 0 0 5 Gwye Gwye Single Phase 1.10 40901 40899 0 0 1 5.38 3 -400 Baseline with All Available Data 0 Kittitas Valley Wind Power Project 230/34.5 #1 NORTHWEST 0.09 23.72 7.91 2.19 0.03 7.91 0.00 0.00 44276 44277 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 J.D. Ross 345/230 #1 NORTHWEST 0.06 9.63 6.94 5.38 0.09 14.41 0.05 11.20 40901 40899 0 0 1 Gwye Gwye Single Phase 0.76
0 Boardman (PGE) 230/115 #1 NORTHWEST 0.116 29.033 10.680 2.997 0.047 11.683 0.004 2.110 40129 40127 0 0 1 Unknown Unknown Unknown 0.28 40913 40911 0 0 1 5.19 3 -400 Baseline with All Available Data 0 Tahkenitch 230/115 #1 NORTHWEST 0.09 22.46 7.41 1.77 0.03 7.34 0.00 1.32 41061 41059 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Sacajawea 500/115 #1 NORTHWEST 0.25 28.62 4.38 5.19 0.03 2.84 0.01 6.76 40913 40911 0 0 1 Gwye Gwye Single Phase 1.10
0 Hermiston Power Project 500/18 #1 NORTHWEST 0.111 12.871 4.290 5.097 0.037 4.290 0.000 0.000 47638 47639 0 0 1 Unknown Unknown Unknown 1.10 40821 42806 0 0 1 5.17 3 -400 Baseline with All Available Data 0 Sno-king 500/230 #1 NORTHWEST 0.19 21.70 6.16 7.32 0.05 5.55 0.01 3.43 41007 41006 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Paul 500/115 #1 NORTHWEST 0.07 7.45 4.41 5.17 0.04 4.98 0.01 2.50 40821 42806 0 0 1 Gwye Gwye Unknown 1.10
0 Hermiston Power Project 500/18 #1 NORTHWEST 0.111 12.871 4.290 5.097 0.037 4.290 0.000 0.000 47638 47641 0 0 1 Unknown Unknown Unknown 1.10 40243 45314 0 0 1 5.09 3 -400 Baseline with All Available Data 0 Hot Springs Windfarm 230/18 #1 IDAHO 0.09 21.62 7.21 0.99 0.03 7.21 0.00 0.00 60396 60397 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Clatsop 230/115 #1 NORTHWEST 0.13 31.96 9.89 5.09 0.04 9.33 0.01 2.38 40243 45314 0 0 1 Gwye Gwye Single Phase 0.51
0 Hermiston Power Project 500/18 #1 NORTHWEST 0.111 12.871 4.290 5.097 0.037 4.290 0.000 0.000 47638 47640 0 0 1 Unknown Unknown Unknown 1.10 47638 47640 0 0 1 5.09 3 -400 Baseline with All Available Data 0 Dayton 115/59.8 #1 NORTHWEST 0.04 20.97 7.90 1.10 0.02 8.91 0.00 2.28 43139 43137 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.85 4.28 5.09 0.04 4.28 0.00 0.00 47638 47640 0 0 1 Unknown Unknown Unknown 1.10
0 Cowlitz 230/115 #8 NORTHWEST 0.107 26.907 9.486 1.316 0.040 10.004 0.004 2.138 46609 46607 0 0 8 Gwye Gwye 3-Legged Core, Three Phase 0.13 47638 47641 0 0 1 5.09 3 -400 Baseline with All Available Data 0 Alcoa 230/115 #1 NORTHWEST 0.08 20.80 4.96 1.16 0.01 3.16 0.01 4.27 40033 40031 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.85 4.28 5.09 0.04 4.28 0.00 0.00 47638 47641 0 0 1 Unknown Unknown Unknown 1.10
0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.107 12.377 4.126 4.894 0.036 4.126 0.000 0.000 44237 44233 44234 44236 1 Gwye Delta Single Phase 1.10 47638 47639 0 0 1 5.09 3 -400 Baseline with All Available Data 0 Lower Baker 115/13.8 #1 NORTHWEST 0.04 20.56 6.85 0.96 0.01 6.85 0.00 0.00 42108 42121 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.85 4.28 5.09 0.04 4.28 0.00 0.00 47638 47639 0 0 1 Unknown Unknown Unknown 1.10
0 Custer 500/230 #2 NORTHWEST 0.107 12.341 1.271 1.467 0.037 4.257 0.032 8.017 40323 40321 0 0 2 Gwye Gwye Single Phase 1.10 44237 44233 44234 44236 1 4.88 3 -400 Baseline with All Available Data 0 Keeler 500/230 #1 NORTHWEST 0.18 20.39 7.68 9.19 0.08 9.55 0.03 6.75 40601 40599 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.11 12.33 4.11 4.88 0.04 4.11 0.00 0.00 44237 44233 44234 44236 1 Gwye Delta Single Phase 1.10
0 Cowlitz 230/115 #9 NORTHWEST 0.106 26.553 9.391 1.302 0.040 9.931 0.004 2.144 46609 46607 0 0 9 Gwye Gwye 3-Legged Core, Three Phase 0.13 40693 40689 0 0 1 4.41 3 -400 Baseline with All Available Data 0 Albany 230/115 #1 NORTHWEST 0.08 20.30 6.79 1.54 0.03 6.93 0.00 1.82 40027 40025 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Maple Valley 500/230 #1 NORTHWEST 0.08 9.64 4.98 4.41 0.06 6.99 0.02 5.19 40693 40689 0 0 1 Unknown Unknown Three Phase Shell 0.83
0 Custer 500/230 #1 NORTHWEST 0.106 12.241 1.273 1.468 0.037 4.307 0.032 8.040 40323 40322 0 0 1 Gwye Gwye Single Phase 1.10 40458 40456 0 0 1 4.21 3 -400 Baseline with All Available Data 0 Grand Coulee 500/230 #1 NORTHWEST 0.17 19.58 5.79 6.88 0.05 5.16 0.01 1.38 40287 41357 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Anaconda Mill Creek 230/115 #1 NORTHWEST 0.10 23.77 7.92 4.21 0.03 7.92 0.00 0.00 40458 40456 0 0 1 Gwye Gwye Single Phase 0.51
0 Allston 500/230 #1 NORTHWEST 0.105 12.102 11.042 13.076 0.149 17.159 0.053 13.297 40045 40044 0 0 1 Gwye Gwye Single Phase 1.10 41113 41112 0 0 1 4.02 3 -400 Baseline with All Available Data 0 Drummond 161/115 #1 PACE 0.05 18.88 6.23 1.01 0.02 6.08 0.00 0.56 66843 65470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16 6 +550 Baseline with All Available Data 0 Vantage 500/230 #1 NORTHWEST 0.05 6.04 3.42 4.02 0.04 4.62 0.01 2.61 41113 41112 0 0 1 Gwye Gwye Single Phase 1.10
0 Rocky Reach 345/230 #1 NORTHWEST 0.101 16.927 7.056 5.560 0.067 11.153 0.031 7.717 40891 46832 0 0 1 Gwye Gwye Single Phase 0.76 44257 44253 44254 44256 1 4.00 3 -400 Baseline with All Available Data 0 Andrew York 230/115 #1 NORTHWEST 0.08 18.77 3.57 0.49 0.01 1.76 0.01 5.74 46860 46862 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.09 10.11 3.37 4.00 0.03 3.37 0.00 0.00 44257 44253 44254 44256 1 Gwye Delta Single Phase 1.10
0 Sickler 500/230 #1 NORTHWEST 0.099 11.382 4.707 5.606 0.048 5.548 0.009 2.310 40973 47031 0 0 1 Gwye Gwye Single Phase 1.10 41742 40296 0 0 1 3.97 3 -400 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47596 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41742 40296 0 0 1 Unknown Unknown Unknown 1.10
0 Anaconda Mill Creek 230/115 #1 NORTHWEST 0.095 23.770 7.923 4.216 0.032 7.923 0.000 0.000 40458 40456 0 0 1 Gwye Gwye Single Phase 0.51 41744 40298 0 0 1 3.97 3 -400 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47598 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41744 40298 0 0 1 Unknown Unknown Unknown 1.10
0 McNary 500/230 #1 NORTHWEST 0.095 11.001 10.724 12.701 0.146 16.829 0.054 13.561 40723 41351 0 0 1 Gwye Gwye Single Phase 1.10 41743 40297 0 0 1 3.97 3 -400 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47597 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41743 40297 0 0 1 Unknown Unknown Unknown 1.10
0 Kittitas Valley Wind Power Project 230/34.5 #1 NORTHWEST 0.094 23.710 7.903 2.191 0.031 7.903 0.000 0.000 44276 44277 0 0 1 Unknown Unknown Unknown 0.28 43314 43309 0 0 1 3.80 3 -400 Baseline with All Available Data 0 Ponderosa 500/230 #1 NORTHWEST 0.16 18.08 8.53 10.21 0.09 10.89 0.02 5.49 40834 40836 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Mcloughlin 230/115 #1 NORTHWEST 0.14 34.49 13.28 3.80 0.06 15.16 0.01 4.97 43314 43309 0 0 1 Gwye Gwye Unknown 0.28
0 John Day Ph 500/230 #1 NORTHWEST 0.091 10.469 2.135 2.546 0.060 6.927 0.041 10.416 40585 40584 0 0 1 Gwye Gwye Single Phase 1.10 40827 40826 0 0 2 3.61 3 -400 Baseline with All Available Data 0 Troutdale 500/230 #1 NORTHWEST 0.16 17.97 6.60 7.87 0.06 7.13 0.01 1.16 41095 41094 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Pearl 500/230 #2 NORTHWEST 0.21 24.73 6.62 3.61 0.05 5.95 0.02 5.20 40827 40826 0 0 2 Unknown Unknown Core, Three Phase Generic 0.50
0 Tahkenitch 230/115 #1 NORTHWEST 0.089 22.457 7.412 1.772 0.029 7.338 0.003 1.321 41061 41059 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 41741 40295 0 0 1 3.42 3 -400 Baseline with All Available Data 0 Shawnee 230/115 #1 NORTHWEST 0.07 17.77 3.94 1.11 0.01 2.09 0.01 4.15 48385 48383 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41741 40295 0 0 1 Unknown Unknown Unknown 1.10
0 Hot Springs Windfarm 230/18 #1 IDAHO 0.089 22.219 7.406 1.012 0.030 7.406 0.000 0.000 60396 60397 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 41740 40293 0 0 1 3.42 3 -400 Baseline with All Available Data 0 Happy Valley 230/115 #1 NORTHWEST 0.07 17.41 4.25 1.20 0.01 3.12 0.01 3.84 40505 47561 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41740 40293 0 0 1 Unknown Unknown Unknown 1.10
0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.088 10.118 3.373 4.006 0.029 3.373 0.000 0.000 44257 44253 44254 44256 1 Gwye Delta Single Phase 1.10 41739 40291 0 0 1 3.42 3 -400 Baseline with All Available Data 0 Ross Dam 230/13.8 #1 NORTHWEST 0.07 17.37 5.79 3.07 0.02 5.79 0.00 0.00 46461 46439 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41739 40291 0 0 1 Unknown Unknown Unknown 1.10
0 Grand Coulee 500/15 #1 NORTHWEST 0.087 10.031 3.344 3.973 0.029 3.344 0.000 0.000 41743 40297 0 0 1 Unknown Unknown Unknown 1.10 40774 47584 0 0 1 3.36 3 -400 Baseline with All Available Data 0 Ross Dam 230/13.8 #1 NORTHWEST 0.07 17.30 5.77 3.05 0.02 5.77 0.00 0.00 46460 46441 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.08 8.97 2.99 3.36 0.03 2.99 0.00 0.00 40774 47584 0 0 1 Gwye Gwye Unknown 1.10
0 Grand Coulee 500/15 #1 NORTHWEST 0.087 10.031 3.344 3.973 0.029 3.344 0.000 0.000 41742 40296 0 0 1 Unknown Unknown Unknown 1.10 40409 40407 0 0 1 3.30 3 -400 Baseline with All Available Data 0 Fairmount 230/115 #1 NORTHWEST 0.07 17.29 4.74 1.11 0.02 3.72 0.00 2.09 40403 40401 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Fairview 230/115 #1 NORTHWEST 0.07 16.78 6.30 3.30 0.03 7.44 0.01 3.83 40409 40407 0 0 1 Gwye Gwye Single Phase 0.51
0 Grand Coulee 500/15 #1 NORTHWEST 0.087 10.031 3.344 3.973 0.029 3.344 0.000 0.000 41744 40298 0 0 1 Unknown Unknown Unknown 1.10 42900 42901 0 0 1 3.26 3 -400 Baseline with All Available Data 0 Rocky Reach 345/230 #1 NORTHWEST 0.10 16.93 7.06 5.56 0.07 11.15 0.03 7.72 40891 46832 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 South Bremerton 230/115 #1 NORTHWEST 0.21 52.27 11.54 3.26 0.02 5.66 0.02 11.76 42900 42901 0 0 1 Gwye Gwye Unknown 0.28
0 Round Butte 500/230 #1 NORTHWEST 0.086 9.978 6.313 7.538 0.079 9.162 0.026 6.508 43485 43483 0 0 1 Gwye Gwye Unknown 1.10 47745 47744 0 0 1 3.25 3 -400 Baseline with All Available Data 0 Chemawa 115/59.8 #1 NORTHWEST 0.03 16.88 5.63 1.45 0.01 5.63 0.00 0.00 40211 40209 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Centralia Switching Station 500/20 #1 NORTHWEST 0.07 8.22 2.74 3.25 0.02 2.74 0.00 0.00 47745 47744 0 0 1 Unknown Unknown Unknown 1.10
0 Garrison 500/230 #1 NORTHWEST 0.086 9.950 1.526 1.807 0.000 0.000 0.013 3.317 40459 40457 0 0 1 Gwye Gwye Single Phase 1.10 40011 40007 0 0 5 3.14 3 -400 Baseline with All Available Data 0 Fairview 230/115 #1 NORTHWEST 0.07 16.78 6.30 3.31 0.03 7.44 0.01 3.83 40409 40407 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Aberdeen 230/115 #5 NORTHWEST 0.20 50.86 13.14 3.14 0.04 9.32 0.02 7.63 40011 40007 0 0 5 Gwye Gwye Core, Three Phase Generic 0.23
0 Alcoa 230/115 #1 NORTHWEST 0.083 20.799 4.956 1.164 0.013 3.163 0.009 4.274 40033 40031 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 65665 65670 65685 98535 2 3.14 3 -400 Baseline with All Available Data 0 La Grande 115/13.8 #1 NORTHWEST 0.03 16.76 5.59 0.80 0.01 5.59 0.00 0.00 46734 46733 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Goshen 345/161/13.8 #2 PACE 0.04 7.05 7.42 3.14 0.08 12.64 0.03 11.25 65665 65670 65685 98535 2 Unknown Unknown Unknown 0.41
0 Maple Valley 500/230 #1 NORTHWEST 0.083 9.636 4.978 4.412 0.061 6.992 0.021 5.192 40693 40689 0 0 1 Unknown Unknown Three Phase Shell 0.83 65665 65670 65680 98534 1 3.14 3 -400 Baseline with All Available Data 0 Wind Ridge 230/115 #1 NORTHWEST 0.07 16.32 5.44 1.55 0.02 5.44 0.00 0.00 42361 42362 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Goshen 345/161/13.8 #1 PACE 0.04 7.05 7.42 3.14 0.08 12.64 0.03 11.25 65665 65670 65680 98534 1 Unknown Unknown Unknown 0.41
0 Albany 230/115 #1 NORTHWEST 0.081 20.295 6.786 1.543 0.028 6.934 0.004 1.823 40027 40025 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 42304 42305 0 0 1 3.11 3 -400 Baseline with All Available Data 0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.06 15.90 5.07 1.43 0.02 4.84 0.00 0.84 48031 48029 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Novelty 230/115 #1 NORTHWEST 0.19 48.82 10.93 3.11 0.04 10.10 0.03 16.10 42304 42305 0 0 1 Gwye Gwye Unknown 0.28
0 Rock Creek 500/230 #1 NORTHWEST 0.079 9.153 0.242 0.288 0.019 2.170 0.021 5.220 41401 41402 0 0 1 Gwye Gwye Single Phase 1.10 47741 47740 0 0 1 3.09 3 -400 Baseline with All Available Data 0 Alvey 230/115 #4 NORTHWEST 0.06 15.80 4.18 0.99 0.01 3.13 0.01 2.28 40049 40047 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Centralia Switching Station 500/20 #1 NORTHWEST 0.07 7.79 2.60 3.09 0.02 2.60 0.00 0.00 47741 47740 0 0 1 Unknown Unknown Unknown 1.10
0 Aberdeen 115/13.8 #1 NORTHWEST 0.078 39.290 13.097 1.850 0.026 13.097 0.000 0.000 40007 46792 0 0 1 Gwye Delta Unknown 0.14 44217 44213 44214 44216 1 3.07 3 -400 Baseline with All Available Data 0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.06 15.52 4.95 1.39 0.02 4.72 0.00 0.84 48025 48023 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.07 7.76 2.59 3.07 0.02 2.59 0.00 0.00 44217 44213 44214 44216 1 Gwye Delta Single Phase 1.10
0 Allston 500/230 #2 NORTHWEST 0.078 8.984 9.404 11.135 0.130 14.975 0.048 12.112 40045 40043 0 0 2 Gwye Gwye Single Phase 1.10 46461 46439 0 0 1 3.07 3 -400 Baseline with All Available Data 0 Sedro Woolley 230/115 #1 NORTHWEST 0.06 15.40 4.10 1.17 0.02 6.08 0.02 7.73 42100 42119 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Ross Dam 230/13.8 #1 NORTHWEST 0.07 17.37 5.79 3.07 0.02 5.79 0.00 0.00 46461 46439 0 0 1 Gwye Delta Single Phase 0.51
0 Napavine 500/18 #1 NORTHWEST 0.078 8.969 2.990 3.357 0.026 2.990 0.000 0.000 40774 47584 0 0 1 Gwye Gwye Unknown 1.10 46460 46441 0 0 1 3.05 3 -400 Baseline with All Available Data 0 Beaver 230/13.8 #1 NORTHWEST 0.06 15.31 5.10 1.41 0.02 5.10 0.00 0.00 43021 43017 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Ross Dam 230/13.8 #1 NORTHWEST 0.07 17.30 5.77 3.05 0.02 5.77 0.00 0.00 46460 46441 0 0 1 Gwye Delta Single Phase 0.51
0 Andrew York 230/115 #1 NORTHWEST 0.075 18.775 3.572 0.492 0.007 1.763 0.011 5.740 46860 46862 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 40129 40127 0 0 1 3.00 3 -400 Baseline with All Available Data 0 Aberdeen 230/115 #4 NORTHWEST 0.06 15.31 5.44 1.30 0.02 5.78 0.00 0.70 40009 40007 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Boardman (PGE) 230/115 #1 NORTHWEST 0.12 29.04 10.68 3.00 0.05 11.69 0.00 2.11 40129 40127 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 500/15 #1 NORTHWEST 0.075 8.627 2.876 3.417 0.025 2.876 0.000 0.000 41739 40291 0 0 1 Unknown Unknown Unknown 1.10 40923 40921 0 0 1 2.85 3 -400 Baseline with All Available Data 0 Whitehorn 115/13.8 #1 NORTHWEST 0.03 15.18 5.06 0.71 0.01 5.06 0.00 0.00 42040 42042 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Salem 230/115 #1 NORTHWEST 0.15 38.06 9.92 2.85 0.03 7.49 0.01 5.88 40923 40921 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 500/15 #1 NORTHWEST 0.075 8.627 2.876 3.417 0.025 2.876 0.000 0.000 41741 40295 0 0 1 Unknown Unknown Unknown 1.10 40774 47583 0 0 1 2.78 3 -400 Baseline with All Available Data 0 Lane 230/115 #1 NORTHWEST 0.06 15.07 3.66 1.45 0.01 2.91 0.01 3.72 40627 40625 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.07 7.53 2.51 2.78 0.02 2.51 0.00 0.00 40774 47583 0 0 1 Gwye Gwye Unknown 1.10
0 Grand Coulee 500/15 #1 NORTHWEST 0.075 8.627 2.876 3.417 0.025 2.876 0.000 0.000 41740 40293 0 0 1 Unknown Unknown Unknown 1.10 40774 47582 0 0 1 2.78 3 -400 Baseline with All Available Data 0 Toledo 230/69 #1 NORTHWEST 0.06 15.05 5.02 1.42 0.02 5.02 0.00 0.00 41083 41081 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.07 7.53 2.51 2.78 0.02 2.51 0.00 0.00 40774 47582 0 0 1 Gwye Gwye Unknown 1.10
0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.074 18.658 6.219 1.789 0.025 6.219 0.000 0.000 47595 47596 0 0 1 Unknown Unknown Unknown 0.28 45262 45452 0 0 1 2.69 3 -400 Baseline with All Available Data 0 Whitehorn 115/13.8 #1 NORTHWEST 0.03 14.79 4.93 0.69 0.01 4.93 0.00 0.00 42040 42043 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.06 6.73 2.24 2.69 0.02 2.24 0.00 0.00 45262 45452 0 0 1 Unknown Unknown Unknown 1.10
0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.074 18.658 6.219 1.789 0.025 6.219 0.000 0.000 47595 47598 0 0 1 Unknown Unknown Unknown 0.28 40373 40371 0 0 1 2.63 3 -400 Baseline with All Available Data 0 Meridian 500/230 #1 NORTHWEST 0.13 14.68 9.01 10.19 0.11 12.52 0.03 7.92 45197 45195 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 East Omak 230/115 #1 NORTHWEST 0.16 40.09 11.01 2.63 0.04 9.05 0.01 5.59 40373 40371 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.074 18.658 6.219 1.789 0.025 6.219 0.000 0.000 47595 47597 0 0 1 Unknown Unknown Unknown 0.28 40585 40584 0 0 1 2.54 3 -400 Baseline with All Available Data 0 Meridian 500/230 #2 NORTHWEST 0.13 14.68 9.01 10.19 0.11 12.52 0.03 7.92 45197 45195 0 0 2 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 John Day Ph 500/230 #1 NORTHWEST 0.09 10.47 2.13 2.54 0.06 6.92 0.04 10.41 40585 40584 0 0 1 Gwye Gwye Single Phase 1.10
0 Chief Joseph 500/230 #3 NORTHWEST 0.074 8.503 11.610 13.793 0.177 20.425 0.076 19.178 40233 40232 0 0 3 Gwye Gwye Single Phase 1.10 40051 40049 0 0 5 2.46 3 -400 Baseline with All Available Data 0 Applegate Dam 115/69 #1 NORTHWEST 0.03 14.31 4.77 0.65 0.01 4.77 0.00 0.00 45009 45374 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Alvey 500/230 #5 NORTHWEST 0.12 13.49 2.07 2.46 0.00 0.00 0.02 4.50 40051 40049 0 0 5 Gwye Gwye Single Phase 1.10
0 Centralia Switching Station 500/20 #1 NORTHWEST 0.071 8.215 2.738 3.252 0.024 2.738 0.000 0.000 47745 47744 0 0 1 Unknown Unknown Unknown 1.10 40181 40179 0 0 1 2.46 3 -400 Baseline with All Available Data 0 Walla Walla 230/69 #2 NORTHWEST 0.06 14.24 4.75 1.31 0.02 4.75 0.00 0.00 45327 45325 0 0 2 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Carlton 230/115 #1 NORTHWEST 0.14 35.32 10.33 2.46 0.04 8.89 0.01 3.40 40181 40179 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Shawnee 230/115 #1 NORTHWEST 0.070 17.580 3.880 1.097 0.008 2.093 0.008 4.145 48385 48383 0 0 1 Unknown Unknown Unknown 0.28 40302 40303 0 0 4 2.41 3 -400 Baseline with All Available Data 0 Franklin 230/115 #1 NORTHWEST 0.06 14.13 5.46 2.06 0.04 8.82 0.02 8.98 40443 40440 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Covington 500/230 #4 NORTHWEST 0.03 2.97 4.45 2.41 0.08 8.69 0.04 9.40 40302 40303 0 0 4 Unknown Unknown Core, Three Phase Generic 0.50
0 Vantage 500/230 #2 NORTHWEST 0.070 8.138 6.241 7.331 0.080 9.246 0.026 6.533 41113 41111 0 0 2 Gwye Gwye Single Phase 1.10 41347 40733 0 0 1 2.35 3 -400 Baseline with All Available Data 0 Danskin Wind Project 230/18 #1 IDAHO 0.06 13.99 4.66 0.64 0.02 4.66 0.00 0.00 60394 60391 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Midway 230/115 #1 NORTHWEST 0.03 8.32 4.55 2.35 0.03 6.38 0.01 3.74 41347 40733 0 0 1 Gwye Gwye Single Phase 0.51
0 Happy Valley 230/115 #1 NORTHWEST 0.069 17.410 4.250 1.201 0.012 3.116 0.008 3.841 40505 47561 0 0 1 Unknown Unknown Unknown 0.28 40795 40793 0 0 1 2.34 3 -400 Baseline with All Available Data 0 Blue Lake 230/115 #1 NORTHWEST 0.05 13.62 5.63 1.62 0.03 7.93 0.01 6.30 43685 43684 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Olympia 300/230 #1 NORTHWEST 0.02 4.10 3.40 2.34 0.05 10.17 0.04 8.91 40795 40793 0 0 1 Gwye Gwye Single Phase 0.66
0 Ross Dam 230/13.8 #1 NORTHWEST 0.069 17.374 5.791 3.067 0.023 5.791 0.000 0.000 46461 46439 0 0 1 Gwye Delta Single Phase 0.51 40971 40969 0 0 1 2.33 3 -400 Baseline with All Available Data 0 Alvey 500/230 #5 NORTHWEST 0.12 13.49 2.07 2.46 0.00 0.00 0.02 4.50 40051 40049 0 0 5 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Shelton 230/115 #1 NORTHWEST 0.15 37.55 9.70 2.33 0.03 7.02 0.01 5.95 40971 40969 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Ross Dam 230/13.8 #1 NORTHWEST 0.069 17.298 5.766 3.053 0.023 5.766 0.000 0.000 46460 46441 0 0 1 Gwye Delta Single Phase 0.51 45262 45451 0 0 1 2.25 3 -400 Baseline with All Available Data 0 Sammamish 230/115 #1 NORTHWEST 0.05 13.46 3.44 0.98 0.02 5.97 0.02 8.06 42319 42323 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.05 5.65 1.88 2.25 0.02 1.88 0.00 0.00 45262 45451 0 0 1 Unknown Unknown Unknown 1.10
0 Fairmount 230/115 #1 NORTHWEST 0.069 17.286 4.740 1.114 0.015 3.718 0.004 2.093 40403 40401 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 45262 45450 0 0 1 2.25 3 -400 Baseline with All Available Data 0 Southwest 230/115 #1 NORTHWEST 0.05 13.44 4.76 0.66 0.02 5.05 0.00 1.04 46645 46643 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.05 5.65 1.88 2.25 0.02 1.88 0.00 0.00 45262 45450 0 0 1 Unknown Unknown Unknown 1.10
0 Centralia Switching Station 500/20 #1 NORTHWEST 0.068 7.794 2.598 3.086 0.023 2.598 0.000 0.000 47741 47740 0 0 1 Unknown Unknown Unknown 1.10 44276 44277 0 0 1 2.19 3 -400 Baseline with All Available Data 0 Sherwood 230/115 #1 NORTHWEST 0.05 13.40 1.84 0.53 0.01 1.47 0.01 5.54 43527 43523 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Kittitas Valley Wind Power Project 230/34.5 #1 NORTHWEST 0.09 23.71 7.90 2.19 0.03 7.90 0.00 0.00 44276 44277 0 0 1 Unknown Unknown Unknown 0.28
0 Fairview 230/115 #1 NORTHWEST 0.067 16.779 6.295 3.309 0.030 7.438 0.008 3.825 40409 40407 0 0 1 Gwye Gwye Single Phase 0.51 43039 43037 0 0 2 2.17 3 -400 Baseline with All Available Data 0 Walla Walla 230/69 #1 NORTHWEST 0.05 13.36 4.46 1.23 0.02 4.46 0.00 0.00 45327 45325 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Bethel (PGE) 230/115 #2 NORTHWEST 0.05 12.50 7.55 2.17 0.04 10.92 0.01 6.76 43039 43037 0 0 2 Gwye Gwye Unknown 0.28
0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.067 7.769 2.590 3.075 0.022 2.590 0.000 0.000 44217 44213 44214 44216 1 Gwye Delta Single Phase 1.10 41021 41019 0 0 1 2.09 3 -400 Baseline with All Available Data 0 Chehalis 230/69 #1 NORTHWEST 0.05 13.23 4.79 1.37 0.02 4.95 0.00 0.54 40207 40203 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 St. Johns 230/115 #1 NORTHWEST 0.04 11.16 4.03 2.09 0.02 4.41 0.00 1.01 41021 41019 0 0 1 Gwye Gwye Single Phase 0.51
0 Wind Ridge 230/115 #1 NORTHWEST 0.065 16.352 5.451 1.565 0.022 5.451 0.000 0.000 42361 42362 0 0 1 Gwye Gwye Unknown 0.28 40443 40440 0 0 1 2.05 3 -400 Baseline with All Available Data 0 Lopez Island 115/69 #4 NORTHWEST 0.03 13.06 4.35 1.13 0.01 4.35 0.00 0.00 41235 41234 0 0 4 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Franklin 230/115 #1 NORTHWEST 0.06 13.79 5.43 2.05 0.04 8.82 0.02 8.93 40443 40440 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Hot Springs 500/230 #1 NORTHWEST 0.065 7.539 1.155 1.376 0.000 0.002 0.010 2.515 40553 40551 0 0 1 Gwye Gwye Single Phase 1.10 41075 41073 0 0 1 1.99 3 -400 Baseline with All Available Data 0 Port Angeles 230/69 #1 NORTHWEST 0.05 12.92 4.86 1.37 0.02 5.10 0.00 0.79 40839 40841 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Tillamook 230/115 #1 NORTHWEST 0.12 30.66 8.30 1.99 0.03 6.48 0.01 4.51 41075 41073 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Napavine 500/18 #1 NORTHWEST 0.065 7.526 2.509 2.783 0.022 2.509 0.000 0.000 40774 47582 0 0 1 Gwye Gwye Unknown 1.10 40895 40893 0 0 1 1.95 3 -400 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.89 4.30 5.11 0.04 4.30 0.00 0.00 47638 47639 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Rogue 230/115 #1 NORTHWEST 0.13 33.72 8.13 1.95 0.02 5.02 0.01 6.22 40895 40893 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Napavine 500/18 #1 NORTHWEST 0.065 7.526 2.509 2.783 0.022 2.509 0.000 0.000 40774 47583 0 0 1 Gwye Gwye Unknown 1.10 40213 40211 0 0 1 1.92 3 -400 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.89 4.30 5.11 0.04 4.30 0.00 0.00 47638 47641 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Chemawa 230/115 #1 NORTHWEST 0.05 12.45 7.94 1.92 0.05 11.73 0.02 7.79 40213 40211 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Paul 500/115 #1 NORTHWEST 0.065 7.454 4.409 5.169 0.043 4.984 0.005 2.499 40821 42806 0 0 1 Gwye Gwye Unknown 1.10 40613 40611 0 0 1 1.87 3 -400 Baseline with All Available Data 0 Hermiston Power Project 500/18 #1 NORTHWEST 0.11 12.89 4.30 5.11 0.04 4.30 0.00 0.00 47638 47640 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Kitsap 230/115 #1 NORTHWEST 0.04 10.33 4.65 1.87 0.02 5.89 0.01 2.51 40613 40611 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.063 15.909 5.073 1.430 0.019 4.844 0.002 0.839 48031 48029 0 0 1 Gwye Gwye Unknown 0.28 46431 46429 0 0 13 1.85 3 -400 Baseline with All Available Data 0 Bonneville 161/69 #1 PACE 0.04 12.77 4.26 0.83 0.01 4.26 0.00 0.00 65195 65196 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Gorge (SCL) 230/11 #13 NORTHWEST 0.04 10.99 3.66 1.85 0.02 3.66 0.00 0.00 46431 46429 0 0 13 Gwye Delta Single Phase 0.51
0 Alvey 230/115 #4 NORTHWEST 0.063 15.797 4.178 0.994 0.012 3.127 0.005 2.280 40049 40047 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23 40007 46792 0 0 1 1.85 3 -400 Baseline with All Available Data 0 Lane 230/115 #2 NORTHWEST 0.05 12.70 3.99 0.96 0.02 4.41 0.01 3.45 40627 40625 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Aberdeen 115/13.8 #1 NORTHWEST 0.08 39.29 13.10 1.85 0.03 13.10 0.00 0.00 40007 46792 0 0 1 Gwye Delta Unknown 0.14
0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.062 15.523 4.948 1.395 0.019 4.722 0.002 0.836 48025 48023 0 0 1 Gwye Gwye Unknown 0.28 40459 40457 0 0 1 1.81 3 -400 Baseline with All Available Data 0 Hungry Horse 230/13.8 #12 NORTHWEST 0.05 12.50 4.17 1.15 0.02 4.17 0.00 0.00 40557 40555 0 0 12 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Garrison 500/230 #1 NORTHWEST 0.09 9.95 1.53 1.81 0.00 0.00 0.01 3.32 40459 40457 0 0 1 Gwye Gwye Single Phase 1.10
0 Monroe 500/230 #1 NORTHWEST 0.062 7.193 5.395 6.413 0.082 9.434 0.037 9.289 40749 40747 0 0 1 Gwye Gwye Single Phase 1.10 47595 47596 0 0 1 1.79 3 -400 Baseline with All Available Data 0 Hungry Horse 230/13.8 #34 NORTHWEST 0.05 12.50 4.17 1.14 0.02 4.17 0.00 0.00 40557 40556 0 0 34 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47596 0 0 1 Unknown Unknown Unknown 0.28
0 Sedro Woolley 230/115 #1 NORTHWEST 0.061 15.397 4.099 1.174 0.024 6.077 0.015 7.728 42100 42119 0 0 1 Gwye Gwye Unknown 0.28 47595 47598 0 0 1 1.79 3 -400 Baseline with All Available Data 0 Bethel (PGE) 230/115 #2 NORTHWEST 0.05 12.50 7.55 2.17 0.04 10.92 0.01 6.76 43039 43037 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47598 0 0 1 Unknown Unknown Unknown 0.28
0 Beaver 230/13.8 #1 NORTHWEST 0.061 15.309 5.103 1.407 0.020 5.103 0.000 0.000 43021 43017 0 0 1 Gwye Delta Unknown 0.28 47595 47597 0 0 1 1.79 3 -400 Baseline with All Available Data 0 Chemawa 230/115 #1 NORTHWEST 0.05 12.45 7.94 1.90 0.05 11.73 0.02 7.79 40213 40211 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Grays Harbor Energy Facility 230/18 #1 NORTHWEST 0.07 18.66 6.22 1.79 0.03 6.22 0.00 0.00 47595 47597 0 0 1 Unknown Unknown Unknown 0.28
0 Aberdeen 230/115 #4 NORTHWEST 0.061 15.307 5.440 1.298 0.023 5.778 0.001 0.698 40009 40007 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23 41061 41059 0 0 1 1.78 3 -400 Baseline with All Available Data 0 Bald Mountain 115/69 #1 NORTHWEST 0.03 12.42 4.14 0.46 0.01 4.14 0.00 0.00 41184 41185 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Tahkenitch 230/115 #1 NORTHWEST 0.09 22.46 7.41 1.78 0.03 7.34 0.00 1.32 41061 41059 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Lane 230/115 #1 NORTHWEST 0.060 15.072 3.656 1.451 0.012 2.910 0.007 3.716 40627 40625 0 0 1 Gwye Gwye Three Phase Shell 0.38 40993 41329 0 0 1 1.76 3 -400 Baseline with All Available Data 0 Lower Granite 500/13.8/13.8 #1 NORTHWEST 0.11 12.42 4.14 4.91 0.04 4.14 0.00 0.00 44237 44233 44234 44236 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Snohomish 345/230 #1 NORTHWEST 0.00 0.74 4.12 1.76 0.08 12.57 0.05 12.67 40993 41329 0 0 1 Unknown Unknown Unknown 0.41
0 Toledo 230/69 #1 NORTHWEST 0.060 15.052 5.017 1.423 0.020 5.017 0.000 0.000 41083 41081 0 0 1 Unknown Unknown Unknown 0.28 40207 40205 0 0 1 1.76 3 -400 Baseline with All Available Data 0 Custer 500/230 #2 NORTHWEST 0.11 12.34 1.27 1.47 0.04 4.26 0.03 8.02 40323 40321 0 0 2 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Chehalis 230/115 #1 NORTHWEST 0.04 10.02 3.34 1.76 0.01 3.34 0.00 0.00 40207 40205 0 0 1 Gwye Delta Single Phase 0.51
0 Paul 115/115 #1 NORTHWEST 0.059 29.731 9.910 1.457 0.005 2.499 0.025 12.407 42806 42807 0 0 1 Gwye Gwye Unknown 0.14 43123 48516 48518 48519 1 1.74 3 -400 Baseline with All Available Data 0 Malin 230/69 #1 NORTHWEST 0.05 12.27 4.09 1.10 0.02 4.09 0.00 0.00 45189 45187 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.04 4.40 1.47 1.74 0.01 1.47 0.00 0.00 43123 48516 48518 48519 1 Unknown Unknown Unknown 1.10
0 J.D. Ross 345/230 #1 NORTHWEST 0.058 9.630 6.943 5.374 0.086 14.408 0.045 11.198 40901 40899 0 0 1 Gwye Gwye Single Phase 0.76 44166 44149 44150 44159 1 1.71 3 -400 Baseline with All Available Data 0 Sno-king 230/115 #3 NORTHWEST 0.05 12.26 2.21 0.63 0.01 2.73 0.01 5.35 41004 41002 0 0 3 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.31 1.44 1.71 0.01 1.44 0.00 0.00 44166 44149 44150 44159 1 Gwye Delta Single Phase 1.10
0 COB Energy Facility 500/18 #1 NORTHWEST 0.058 6.730 2.243 2.686 0.019 2.243 0.000 0.000 45262 45452 0 0 1 Unknown Unknown Unknown 1.10 44167 44151 44152 44160 1 1.66 3 -400 Baseline with All Available Data 0 Custer 500/230 #1 NORTHWEST 0.11 12.24 1.27 1.47 0.04 4.31 0.03 8.04 40323 40322 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.20 1.40 1.66 0.01 1.40 0.00 0.00 44167 44151 44152 44160 1 Gwye Delta Single Phase 1.10
0 Big Eddy 500/230 #5 NORTHWEST 0.057 6.600 9.420 11.224 0.135 15.571 0.053 13.371 40111 41343 0 0 5 Gwye Gwye Single Phase 1.10 43685 43684 0 0 1 1.62 3 -400 Baseline with All Available Data 0 Allston 500/230 #1 NORTHWEST 0.11 12.10 11.04 13.08 0.15 17.16 0.05 13.30 40045 40044 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Blue Lake 230/115 #1 NORTHWEST 0.05 13.62 5.63 1.62 0.03 7.93 0.01 6.30 43685 43684 0 0 1 Gwye Gwye Unknown 0.28
0 Danskin Wind Project 230/18 #1 IDAHO 0.056 14.057 4.686 0.640 0.019 4.686 0.000 0.000 60394 60391 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 44167 44153 44154 44161 1 1.60 3 -400 Baseline with All Available Data 0 Toledo 230/69 #2 NORTHWEST 0.05 12.09 4.03 1.14 0.02 4.03 0.00 0.00 41083 41081 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.05 1.35 1.60 0.01 1.35 0.00 0.00 44167 44153 44154 44161 1 Gwye Delta Single Phase 1.10
0 Franklin 230/115 #1 NORTHWEST 0.056 13.961 5.446 2.057 0.035 8.818 0.018 8.954 40443 40440 0 0 1 Gwye Gwye Three Phase Shell 0.38 42361 42362 0 0 1 1.58 3 -400 Baseline with All Available Data 0 Pine Creek 115/115 #1 NORTHWEST 0.02 11.80 3.94 0.52 0.00 1.77 0.01 5.15 48316 48315 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Wind Ridge 230/115 #1 NORTHWEST 0.07 16.39 5.46 1.58 0.02 5.46 0.00 0.00 42361 42362 0 0 1 Gwye Gwye Unknown 0.28
0 Blue Lake 230/115 #1 NORTHWEST 0.054 13.618 5.631 1.617 0.032 7.928 0.013 6.297 43685 43684 0 0 1 Gwye Gwye Unknown 0.28 40027 40025 0 0 1 1.55 3 -400 Baseline with All Available Data 0 Sunset 230/115 #1 NORTHWEST 0.05 11.73 3.26 0.94 0.02 5.71 0.02 7.33 43740 43739 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Albany 230/115 #1 NORTHWEST 0.08 20.30 6.79 1.55 0.03 6.93 0.00 1.82 40027 40025 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Sammamish 230/115 #1 NORTHWEST 0.054 13.462 3.440 0.982 0.024 5.973 0.016 8.059 42319 42323 0 0 1 Gwye Gwye Unknown 0.28 46427 46425 0 0 1 1.53 3 -400 Baseline with All Available Data 0 Walla Walla 115/69 #1 NORTHWEST 0.02 11.61 3.87 0.46 0.01 3.87 0.00 0.00 41131 41129 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Eastpine 230/115 #1 NORTHWEST 0.04 9.83 5.44 1.53 0.04 10.16 0.02 10.51 46427 46425 0 0 1 Gwye Gwye Unknown 0.28
0 Southwest 230/115 #1 NORTHWEST 0.054 13.443 4.764 0.660 0.020 5.048 0.002 1.039 46645 46643 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 48255 48253 0 0 1 1.47 3 -400 Baseline with All Available Data 0 Caldwell 230/138 #1 IDAHO 0.05 11.47 3.68 0.49 0.01 3.47 0.00 0.36 60110 60105 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 N. Lewiston 230/115 #1 NORTHWEST 0.05 12.85 5.15 1.47 0.03 7.26 0.01 6.09 48255 48253 0 0 1 Gwye Gwye Unknown 0.28
0 Big Eddy 500/230 #2 NORTHWEST 0.054 6.209 12.835 15.293 0.191 22.005 0.079 19.936 40111 41341 0 0 2 Gwye Gwye Single Phase 1.10 40323 40322 0 0 1 1.47 3 -400 Baseline with All Available Data 0 Green Peter 115/13.8 #1 NORTHWEST 0.02 11.39 3.80 0.44 0.01 3.80 0.00 0.00 40485 40484 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Custer 500/230 #1 NORTHWEST 0.11 12.24 1.27 1.47 0.04 4.31 0.03 8.04 40323 40322 0 0 1 Gwye Gwye Single Phase 1.10
0 Drummond 161/115 #1 PACE 0.053 18.881 6.234 1.012 0.017 6.084 0.001 0.562 66843 65470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16 40323 40321 0 0 2 1.47 3 -400 Baseline with All Available Data 0 Sickler 500/230 #1 NORTHWEST 0.10 11.38 4.70 5.60 0.05 5.54 0.01 2.31 40973 47031 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Custer 500/230 #2 NORTHWEST 0.11 12.34 1.27 1.47 0.04 4.26 0.03 8.02 40323 40321 0 0 2 Gwye Gwye Single Phase 1.10
0 Sherwood 230/115 #1 NORTHWEST 0.053 13.402 1.836 0.525 0.006 1.465 0.011 5.542 43527 43523 0 0 1 Gwye Gwye Unknown 0.28 42806 42807 0 0 1 1.46 3 -400 Baseline with All Available Data 0 N. Lewiston 230/115 #1 NORTHWEST 0.05 11.31 4.57 1.29 0.03 7.01 0.01 6.63 48255 48253 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Paul 115/115 #1 NORTHWEST 0.06 29.73 9.91 1.46 0.01 2.50 0.03 12.41 42806 42807 0 0 1 Gwye Gwye Unknown 0.14
0 Chehalis 230/69 #1 NORTHWEST 0.053 13.225 4.789 1.366 0.020 4.952 0.001 0.543 40207 40203 0 0 1 Unknown Unknown Unknown 0.28 40627 40625 0 0 1 1.45 3 -400 Baseline with All Available Data 0 Murryhill 230/115 #1 NORTHWEST 0.05 11.26 3.51 1.01 0.02 4.51 0.01 4.45 43348 43347 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Lane 230/115 #1 NORTHWEST 0.06 15.07 3.66 1.45 0.01 2.91 0.01 3.72 40627 40625 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Box Canyon (PEND) 115/115 #1 NORTHWEST 0.052 25.868 8.623 1.223 0.005 2.646 0.014 6.860 47126 47009 0 0 1 Unknown Unknown Unknown 0.14 40211 40209 0 0 1 1.44 3 -400 Baseline with All Available Data 0 St. Johns 230/115 #1 NORTHWEST 0.04 11.16 4.03 2.09 0.02 4.41 0.00 1.01 41021 41019 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Chemawa 115/59.8 #1 NORTHWEST 0.03 16.88 5.63 1.44 0.01 5.63 0.00 0.00 40211 40209 0 0 1 Gwye Delta Single Phase 0.25
0 Vantage 500/230 #1 NORTHWEST 0.052 6.044 3.422 4.020 0.040 4.621 0.010 2.606 41113 41112 0 0 1 Gwye Gwye Single Phase 1.10 42700 42701 0 0 1 1.44 3 -400 Baseline with All Available Data 0 McNary 500/230 #1 NORTHWEST 0.10 11.03 10.71 12.68 0.15 16.78 0.05 13.49 40723 41351 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 White River (PSPL) 230/115 #1 NORTHWEST 0.03 6.74 3.62 1.44 0.02 5.41 0.01 4.10 42700 42701 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Port Angeles 230/69 #1 NORTHWEST 0.051 12.918 4.860 1.373 0.020 5.098 0.001 0.792 40839 40841 0 0 1 Unknown Unknown Unknown 0.28 48031 48029 0 0 1 1.43 3 -400 Baseline with All Available Data 0 Mont. 230/34.5 #1 NORTHWEST 0.04 11.00 3.67 1.05 0.02 3.67 0.00 0.00 47394 47395 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.06 15.91 5.08 1.43 0.02 4.85 0.00 0.84 48031 48029 0 0 1 Gwye Gwye Unknown 0.28
0 Lane 230/115 #2 NORTHWEST 0.051 12.703 3.987 0.959 0.018 4.408 0.007 3.449 40627 40625 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 41083 41081 0 0 1 1.43 3 -400 Baseline with All Available Data 0 Gorge (SCL) 230/11 #13 NORTHWEST 0.04 10.99 3.66 1.85 0.02 3.66 0.00 0.00 46431 46429 0 0 13 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Toledo 230/69 #1 NORTHWEST 0.06 15.05 5.02 1.43 0.02 5.02 0.00 0.00 41083 41081 0 0 1 Unknown Unknown Unknown 0.28
0 Hungry Horse 230/13.8 #12 NORTHWEST 0.050 12.503 4.168 1.146 0.017 4.168 0.000 0.000 40557 40555 0 0 12 Unknown Unknown Unknown 0.28 43021 43017 0 0 1 1.41 3 -400 Baseline with All Available Data 0 Outlook 230/115 #1 NORTHWEST 0.04 10.96 2.63 0.73 0.01 1.63 0.00 2.04 45229 45227 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Beaver 230/13.8 #1 NORTHWEST 0.06 15.31 5.10 1.41 0.02 5.10 0.00 0.00 43021 43017 0 0 1 Gwye Delta Unknown 0.28
0 Hungry Horse 230/13.8 #34 NORTHWEST 0.050 12.503 4.168 1.137 0.017 4.168 0.000 0.000 40557 40556 0 0 34 Unknown Unknown Unknown 0.28 45262 47660 0 0 1 1.40 3 -400 Baseline with All Available Data 0 Columbia Falls 230/115 #1 NORTHWEST 0.04 10.84 2.92 0.70 0.01 2.23 0.00 1.52 40249 40247 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 COB Energy Facility 500/13.8 #1 NORTHWEST 0.03 3.50 1.17 1.40 0.01 1.17 0.00 0.00 45262 47660 0 0 1 Unknown Unknown Unknown 1.10
0 Bethel (PGE) 230/115 #2 NORTHWEST 0.050 12.496 7.545 2.172 0.044 10.924 0.013 6.759 43039 43037 0 0 2 Gwye Gwye Unknown 0.28 48025 48023 0 0 1 1.40 3 -400 Baseline with All Available Data 0 Union Gap 230/115 #1 NORTHWEST 0.04 10.81 3.16 0.86 0.01 2.72 0.00 0.89 45317 45315 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Beacon (Spokane) 230/115 #1 NORTHWEST 0.06 15.53 4.95 1.40 0.02 4.72 0.00 0.84 48025 48023 0 0 1 Gwye Gwye Unknown 0.28
0 Chemawa 230/115 #1 NORTHWEST 0.050 12.450 7.941 1.910 0.047 11.731 0.016 7.788 40213 40211 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40553 40551 0 0 1 1.38 3 -400 Baseline with All Available Data 0 Larson 230/115 #1 NORTHWEST 0.04 10.65 2.30 0.63 0.01 1.40 0.01 2.80 46151 46039 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Hot Springs 500/230 #1 NORTHWEST 0.07 7.54 1.16 1.38 0.00 0.00 0.01 2.52 40553 40551 0 0 1 Gwye Gwye Single Phase 1.10
0 Malin 230/69 #1 NORTHWEST 0.049 12.268 4.090 1.096 0.016 4.090 0.000 0.000 45189 45187 0 0 1 Gwye Gwye Unknown 0.28 40839 40841 0 0 1 1.37 3 -400 Baseline with All Available Data 0 John Day Ph 500/230 #1 NORTHWEST 0.09 10.46 2.14 2.55 0.06 6.93 0.04 10.42 40585 40584 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Port Angeles 230/69 #1 NORTHWEST 0.05 12.92 4.86 1.37 0.02 5.10 0.00 0.79 40839 40841 0 0 1 Unknown Unknown Unknown 0.28
0 Sno-king 230/115 #3 NORTHWEST 0.049 12.264 2.213 0.632 0.011 2.731 0.011 5.347 41004 41002 0 0 3 Unknown Unknown Unknown 0.28 43039 43037 0 0 1 1.37 3 -400 Baseline with All Available Data 0 Swan Valley 161/115 #1 PACE 0.03 10.46 3.64 0.60 0.01 4.03 0.00 0.84 66465 66470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16 6 +550 Baseline with All Available Data 0 Bethel (PGE) 230/115 #1 NORTHWEST 0.03 8.04 4.86 1.37 0.03 7.03 0.01 4.35 43039 43037 0 0 1 Gwye Gwye Unknown 0.28
0 COB Energy Facility 500/18 #1 NORTHWEST 0.049 5.645 1.882 2.253 0.016 1.882 0.000 0.000 45262 45450 0 0 1 Unknown Unknown Unknown 1.10 40207 40203 0 0 1 1.37 3 -400 Baseline with All Available Data 0 Munro BPA System Control Center 230/115 #2 NORTHWEST 0.04 10.37 4.79 1.35 0.02 6.13 0.01 2.75 48463 48461 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Chehalis 230/69 #1 NORTHWEST 0.05 13.23 4.79 1.37 0.02 4.95 0.00 0.54 40207 40203 0 0 1 Unknown Unknown Unknown 0.28
0 COB Energy Facility 500/18 #1 NORTHWEST 0.049 5.645 1.882 2.253 0.016 1.882 0.000 0.000 45262 45451 0 0 1 Unknown Unknown Unknown 1.10 48463 48461 0 0 2 1.35 3 -400 Baseline with All Available Data 0 Kitsap 230/115 #1 NORTHWEST 0.04 10.33 4.65 1.87 0.02 5.89 0.01 2.51 40613 40611 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Munro BPA System Control Center 230/115 #2 NORTHWEST 0.04 10.37 4.79 1.35 0.02 6.13 0.01 2.75 48463 48461 0 0 2 Unknown Unknown Unknown 0.28
0 Toledo 230/69 #2 NORTHWEST 0.048 12.093 4.031 1.143 0.016 4.031 0.000 0.000 41083 41081 0 0 2 Unknown Unknown Unknown 0.28 46629 46628 0 0 1 1.35 3 -400 Baseline with All Available Data 0 Mile Hi 115/69 #1 NORTHWEST 0.02 10.33 3.44 0.44 0.01 3.44 0.00 0.00 45203 45348 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Mossyrock 230/13.8 #1 NORTHWEST 0.03 7.59 2.53 1.35 0.01 2.53 0.00 0.00 46629 46628 0 0 1 Gwye Delta Single Phase 0.51
0 N. Lewiston 230/115 #1 NORTHWEST 0.048 12.082 4.857 1.381 0.028 7.134 0.013 6.361 48255 48253 0 0 1 Gwye Gwye Unknown 0.28 46629 46627 0 0 1 1.33 3 -400 Baseline with All Available Data 0 White River (PSPL) 230/115 #2 NORTHWEST 0.04 10.31 4.39 1.26 0.02 5.96 0.01 4.20 42700 42701 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Mossyrock 230/13.8 #1 NORTHWEST 0.03 7.50 2.50 1.33 0.01 2.50 0.00 0.00 46629 46627 0 0 1 Gwye Delta Single Phase 0.51
0 Sunset 230/115 #1 NORTHWEST 0.047 11.729 3.261 0.937 0.023 5.713 0.015 7.330 43740 43739 0 0 1 Gwye Gwye Unknown 0.28 60110 60105 0 0 2 1.33 3 -400 Baseline with All Available Data 0 Port Angeles 230/115 #3 NORTHWEST 0.04 10.30 5.22 1.21 0.03 7.21 0.01 4.49 40845 40843 0 0 3 Unknown Unknown Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Caldwell 230/138 #2 IDAHO 0.04 9.15 3.48 1.33 0.02 4.12 0.00 1.07 60110 60105 0 0 2 Gwye Gwye Three Phase Shell 0.38
0 Caldwell 230/138 #1 IDAHO 0.046 11.430 3.670 0.492 0.014 3.460 0.001 0.359 60110 60105 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 46431 46430 0 0 4 1.32 3 -400 Baseline with All Available Data 0 Pelton 230/13.8 #1 NORTHWEST 0.04 10.22 3.41 0.98 0.01 3.41 0.00 0.00 43409 43407 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Gorge (SCL) 230/11 #4 NORTHWEST 0.03 7.83 2.61 1.32 0.01 2.61 0.00 0.00 46431 46430 0 0 4 Gwye Delta Single Phase 0.51
0 Lolo 230/115 #2 NORTHWEST 0.045 11.399 3.249 0.919 0.011 2.806 0.003 1.358 48197 48195 0 0 2 Gwye Gwye Unknown 0.28 46609 46607 0 0 8 1.32 3 -400 Baseline with All Available Data 0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.04 10.20 3.40 0.81 0.01 3.40 0.00 0.00 44016 44006 44007 44012 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Cowlitz 230/115 #8 NORTHWEST 0.11 26.91 9.49 1.32 0.04 10.00 0.00 2.14 46609 46607 0 0 8 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Murryhill 230/115 #1 NORTHWEST 0.045 11.264 3.506 1.009 0.018 4.511 0.009 4.446 43348 43347 0 0 1 Gwye Gwye Unknown 0.28 46609 46607 0 0 9 1.30 3 -400 Baseline with All Available Data 0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.04 10.20 3.40 0.81 0.01 3.40 0.00 0.00 44017 44008 44009 44013 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Cowlitz 230/115 #9 NORTHWEST 0.11 26.55 9.39 1.30 0.04 9.93 0.00 2.14 46609 46607 0 0 9 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 St. Johns 230/115 #1 NORTHWEST 0.044 11.162 4.025 2.088 0.018 4.414 0.002 1.005 41021 41019 0 0 1 Gwye Gwye Single Phase 0.51 40009 40007 0 0 4 1.30 3 -400 Baseline with All Available Data 0 Lolo 230/115 #2 NORTHWEST 0.04 10.16 2.67 0.75 0.01 2.17 0.00 1.94 48197 48195 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Aberdeen 230/115 #4 NORTHWEST 0.06 15.31 5.44 1.30 0.02 5.78 0.00 0.70 40009 40007 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23
0 Mont. 230/34.5 #1 NORTHWEST 0.044 10.996 3.665 1.054 0.015 3.665 0.000 0.000 47394 47395 0 0 1 Unknown Unknown Unknown 0.28 42700 42701 0 0 2 1.27 3 -400 Baseline with All Available Data 0 Lower Monumental 500/13.8/13.8 #1 NORTHWEST 0.09 10.13 3.38 4.01 0.03 3.38 0.00 0.00 44257 44253 44254 44256 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 White River (PSPL) 230/115 #2 NORTHWEST 0.04 10.31 4.39 1.27 0.02 5.96 0.01 4.20 42700 42701 0 0 2 Gwye Gwye Unknown 0.28
0 Gorge (SCL) 230/11 #13 NORTHWEST 0.044 10.985 3.662 1.853 0.015 3.662 0.000 0.000 46431 46429 0 0 13 Gwye Delta Single Phase 0.51 46421 46420 0 0 2 1.25 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T1 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47100 47104 0 0 T1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Diablo 230/13.8 #2 NORTHWEST 0.03 7.38 2.46 1.25 0.01 2.46 0.00 0.00 46421 46420 0 0 2 Gwye Delta Single Phase 0.51
0 Outlook 230/115 #1 NORTHWEST 0.044 10.948 2.628 0.727 0.006 1.628 0.004 2.043 45229 45227 0 0 1 Gwye Gwye Unknown 0.28 46421 46419 0 0 1 1.25 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T2 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47100 47105 0 0 T2 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Diablo 230/13.8 #1 NORTHWEST 0.03 7.38 2.46 1.25 0.01 2.46 0.00 0.00 46421 46419 0 0 1 Gwye Delta Single Phase 0.51
0 Columbia Falls 230/115 #1 NORTHWEST 0.043 10.842 2.923 0.697 0.009 2.231 0.003 1.517 40249 40247 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 45183 45181 0 0 1 1.24 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T3 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47106 0 0 T3 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Lone Pine 230/115 #1 NORTHWEST 0.04 9.08 4.28 1.24 0.02 5.58 0.01 2.74 45183 45181 0 0 1 Gwye Gwye Unknown 0.28
0 Union Gap 230/115 #1 NORTHWEST 0.043 10.814 3.159 0.864 0.011 2.718 0.002 0.894 45317 45315 0 0 1 Gwye Gwye Unknown 0.28 40099 40097 0 0 1 1.23 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T5 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47108 0 0 T5 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Benton 230/115 #1 NORTHWEST 0.04 9.50 5.45 1.23 0.04 8.97 0.02 7.91 40099 40097 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Dayton 115/59.8 #1 NORTHWEST 0.042 20.967 7.899 1.103 0.018 8.912 0.002 2.279 43139 43137 0 0 1 Gwye Gwye Unknown 0.14 47126 47009 0 0 1 1.22 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T4 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47107 0 0 T4 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Box Canyon (PEND) 115/115 #1 NORTHWEST 0.05 25.87 8.62 1.22 0.01 2.65 0.01 6.86 47126 47009 0 0 1 Unknown Unknown Unknown 0.14
0 Larson 230/115 #1 NORTHWEST 0.042 10.643 2.297 0.632 0.006 1.403 0.006 2.801 46151 46039 0 0 1 Unknown Unknown Unknown 0.28 40845 40843 0 0 3 1.21 3 -400 Baseline with All Available Data 0 Warner 230/115 #1 NORTHWEST 0.04 10.06 3.49 0.84 0.02 4.85 0.01 4.59 41135 41136 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Port Angeles 230/115 #3 NORTHWEST 0.04 10.30 5.22 1.21 0.03 7.21 0.01 4.49 40845 40843 0 0 3 Unknown Unknown Core, Three Phase Generic 0.23
0 Goshen 345/161/13.8 #2 PACE 0.042 7.045 7.424 3.121 0.076 12.640 0.031 11.246 65665 65670 65685 98535 2 Unknown Unknown Unknown 0.41 40505 47561 0 0 1 1.20 3 -400 Baseline with All Available Data 0 Union Gap 230/115 #2 NORTHWEST 0.04 10.04 2.93 0.80 0.01 2.52 0.00 0.83 45317 45315 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Happy Valley 230/115 #1 NORTHWEST 0.07 17.41 4.25 1.20 0.01 3.12 0.01 3.84 40505 47561 0 0 1 Unknown Unknown Unknown 0.28
0 Goshen 345/161/13.8 #1 PACE 0.042 7.045 7.424 3.121 0.076 12.640 0.031 11.246 65665 65670 65680 98534 1 Unknown Unknown Unknown 0.41 45183 45181 0 0 2 1.19 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41742 40296 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Lone Pine 230/115 #2 NORTHWEST 0.04 8.73 4.12 1.19 0.02 5.36 0.01 2.64 45183 45181 0 0 2 Gwye Gwye Unknown 0.28
0 Lower Baker 115/13.8 #1 NORTHWEST 0.041 20.563 6.854 0.960 0.014 6.854 0.000 0.000 42108 42121 0 0 1 Gwye Delta Unknown 0.14 41141 41139 0 0 1 1.19 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41744 40298 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Wendson 230/115 #1 NORTHWEST 0.04 9.72 3.00 1.19 0.01 3.03 0.00 1.81 41141 41139 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Munro BPA System Control Center 230/115 #2 NORTHWEST 0.041 10.371 4.785 1.352 0.024 6.129 0.005 2.750 48463 48461 0 0 2 Unknown Unknown Unknown 0.28 42100 42119 0 0 1 1.18 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.09 10.03 3.34 3.97 0.03 3.34 0.00 0.00 41743 40297 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Sedro Woolley 230/115 #1 NORTHWEST 0.06 15.40 4.10 1.18 0.02 6.08 0.02 7.73 42100 42119 0 0 1 Gwye Gwye Unknown 0.28
0 Kitsap 230/115 #1 NORTHWEST 0.041 10.332 4.651 1.869 0.023 5.888 0.005 2.509 40613 40611 0 0 1 Gwye Gwye Three Phase Shell 0.38 60250 61805 0 0 1 1.17 3 -400 Baseline with All Available Data 0 Chehalis 230/115 #1 NORTHWEST 0.04 10.02 3.34 1.76 0.01 3.34 0.00 0.00 40207 40205 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Mountain Home 138/115 #1 IDAHO 0.03 11.17 3.74 1.17 0.01 3.83 0.00 1.15 60250 61805 0 0 1 Unknown Unknown Single Phase 0.30
0 White River (PSPL) 230/115 #2 NORTHWEST 0.041 10.308 4.387 1.264 0.024 5.964 0.008 4.202 42700 42701 0 0 2 Gwye Gwye Unknown 0.28 40033 40031 0 0 1 1.17 3 -400 Baseline with All Available Data 0 Round Butte 500/230 #1 NORTHWEST 0.09 9.98 6.31 7.53 0.08 9.16 0.03 6.51 43485 43483 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Alcoa 230/115 #1 NORTHWEST 0.08 20.80 4.96 1.17 0.01 3.16 0.01 4.28 40033 40031 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Port Angeles 230/115 #3 NORTHWEST 0.041 10.296 5.220 1.212 0.029 7.212 0.009 4.490 40845 40843 0 0 3 Unknown Unknown Core, Three Phase Generic 0.23 41083 41081 0 0 2 1.15 3 -400 Baseline with All Available Data 0 Sappho 115/69 #1 NORTHWEST 0.02 9.97 3.32 0.82 0.01 3.32 0.00 0.00 40945 40943 0 0 1 Gwye Gwye Single Phase 0.25 6 +550 Baseline with All Available Data 0 Toledo 230/69 #2 NORTHWEST 0.05 12.09 4.03 1.15 0.02 4.03 0.00 0.00 41083 41081 0 0 2 Unknown Unknown Unknown 0.28
0 Pelton 230/13.8 #1 NORTHWEST 0.041 10.219 3.406 0.978 0.014 3.406 0.000 0.000 43409 43407 0 0 1 Gwye Delta Unknown 0.28 40557 40555 0 0 12 1.14 3 -400 Baseline with All Available Data 0 Garrison 500/230 #1 NORTHWEST 0.09 9.95 1.53 1.80 0.00 0.00 0.01 3.32 40459 40457 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Hungry Horse 230/13.8 #12 NORTHWEST 0.05 12.50 4.17 1.14 0.02 4.17 0.00 0.00 40557 40555 0 0 12 Unknown Unknown Unknown 0.28
0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.041 10.195 3.398 0.814 0.014 3.398 0.000 0.000 44016 44006 44007 44012 1 Gwye Delta Core, Three Phase Generic 0.23 40557 40556 0 0 34 1.14 3 -400 Baseline with All Available Data 0 Bowmont 230/138 #1 IDAHO 0.04 9.94 1.74 0.23 0.00 0.63 0.01 3.94 60064 60065 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Hungry Horse 230/13.8 #34 NORTHWEST 0.05 12.50 4.17 1.14 0.02 4.17 0.00 0.00 40557 40556 0 0 34 Unknown Unknown Unknown 0.28
0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.041 10.195 3.398 0.813 0.014 3.398 0.000 0.000 44017 44008 44009 44013 1 Gwye Delta Core, Three Phase Generic 0.23 46403 46401 0 0 4 1.13 3 -400 Baseline with All Available Data 0 St. Johns 115/59.8 #1 NORTHWEST 0.02 9.91 3.49 0.89 0.01 3.78 0.00 0.84 41019 41017 0 0 1 Gwye Gwye Single Phase 0.25 6 +550 Baseline with All Available Data 0 Bothell 230/115 #4 NORTHWEST 0.03 6.17 3.95 1.13 0.03 7.25 0.01 7.13 46403 46401 0 0 4 Gwye Gwye Unknown 0.28
0 Wells (DOPD) 230/14.4 #T2 NORTHWEST 0.040 10.112 3.371 0.468 0.013 3.371 0.000 0.000 47100 47105 0 0 T2 Gwye Delta 3-Legged Core, Three Phase 0.13 46403 46401 0 0 1 1.13 3 -400 Baseline with All Available Data 0 Eastpine 230/115 #1 NORTHWEST 0.04 9.83 5.44 1.53 0.04 10.16 0.02 10.51 46427 46425 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Bothell 230/115 #1 NORTHWEST 0.03 6.19 3.94 1.13 0.03 7.23 0.01 7.12 46403 46401 0 0 1 Gwye Gwye Unknown 0.28
0 Wells (DOPD) 230/14.4 #T1 NORTHWEST 0.040 10.112 3.371 0.468 0.013 3.371 0.000 0.000 47100 47104 0 0 T1 Gwye Delta 3-Legged Core, Three Phase 0.13 41235 41234 0 0 4 1.13 3 -400 Baseline with All Available Data 0 Wendson 230/115 #1 NORTHWEST 0.04 9.72 3.00 1.18 0.01 3.03 0.00 1.81 41141 41139 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Lopez Island 115/69 #4 NORTHWEST 0.03 13.06 4.35 1.13 0.01 4.35 0.00 0.00 41235 41234 0 0 4 Gwye Delta Single Phase 0.25
0 Wells (DOPD) 230/14.4 #T5 NORTHWEST 0.040 10.108 3.369 0.467 0.013 3.369 0.000 0.000 47102 47108 0 0 T5 Gwye Delta 3-Legged Core, Three Phase 0.13 48463 48461 0 0 1 1.12 3 -400 Baseline with All Available Data 0 Maple Valley 500/230 #1 NORTHWEST 0.08 9.64 4.98 4.41 0.06 6.99 0.02 5.19 40693 40689 0 0 1 Unknown Unknown Three Phase Shell 0.83 6 +550 Baseline with All Available Data 0 Munro BPA System Control Center 230/115 #1 NORTHWEST 0.03 8.59 3.97 1.12 0.02 5.08 0.01 2.28 48463 48461 0 0 1 Unknown Unknown Unknown 0.28
0 Wells (DOPD) 230/14.4 #T4 NORTHWEST 0.040 10.108 3.369 0.467 0.013 3.369 0.000 0.000 47102 47107 0 0 T4 Gwye Delta 3-Legged Core, Three Phase 0.13 40403 40401 0 0 1 1.11 3 -400 Baseline with All Available Data 0 J.D. Ross 345/230 #1 NORTHWEST 0.06 9.63 6.94 5.37 0.09 14.41 0.05 11.20 40901 40899 0 0 1 Gwye Gwye Single Phase 0.76 6 +550 Baseline with All Available Data 0 Fairmount 230/115 #1 NORTHWEST 0.07 17.29 4.74 1.11 0.02 3.72 0.00 2.09 40403 40401 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Wells (DOPD) 230/14.4 #T3 NORTHWEST 0.040 10.108 3.369 0.467 0.013 3.369 0.000 0.000 47102 47106 0 0 T3 Gwye Delta 3-Legged Core, Three Phase 0.13 43139 43137 0 0 1 1.10 3 -400 Baseline with All Available Data 0 Chehalis 230/69 #2 NORTHWEST 0.04 9.62 3.48 0.99 0.01 3.60 0.00 0.40 40207 40203 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Dayton 115/59.8 #1 NORTHWEST 0.04 20.97 7.90 1.10 0.02 8.91 0.00 2.28 43139 43137 0 0 1 Gwye Gwye Unknown 0.14
0 Union Gap 230/115 #2 NORTHWEST 0.040 10.042 2.934 0.803 0.010 2.524 0.002 0.830 45317 45315 0 0 2 Gwye Gwye Unknown 0.28 45189 45187 0 0 1 1.10 3 -400 Baseline with All Available Data 0 Dworshak 115/13.8 #1 NORTHWEST 0.02 9.53 3.18 0.37 0.01 3.18 0.00 0.00 40367 40361 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Malin 230/69 #1 NORTHWEST 0.05 12.27 4.09 1.10 0.02 4.09 0.00 0.00 45189 45187 0 0 1 Gwye Gwye Unknown 0.28
0 Warner 230/115 #1 NORTHWEST 0.040 10.041 3.490 0.837 0.019 4.857 0.009 4.587 41135 41136 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 48197 48195 0 0 2 1.09 3 -400 Baseline with All Available Data 0 Benton 230/115 #1 NORTHWEST 0.04 9.52 5.45 1.23 0.04 8.97 0.02 7.90 40099 40097 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Lolo 230/115 #2 NORTHWEST 0.05 12.64 3.83 1.09 0.01 3.45 0.00 0.78 48197 48195 0 0 2 Gwye Gwye Unknown 0.28
0 Chehalis 230/115 #1 NORTHWEST 0.040 10.015 3.338 1.758 0.013 3.338 0.000 0.000 40207 40205 0 0 1 Gwye Delta Single Phase 0.51 48385 48383 0 0 1 1.09 3 -400 Baseline with All Available Data 0 Longview 230/115 #1 NORTHWEST 0.04 9.48 2.66 0.63 0.02 4.46 0.01 5.57 40671 40669 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Shawnee 230/115 #1 NORTHWEST 0.07 17.39 3.82 1.09 0.01 2.10 0.01 4.14 48385 48383 0 0 1 Unknown Unknown Unknown 0.28
0 Bowmont 230/138 #1 IDAHO 0.040 9.921 1.733 0.232 0.003 0.628 0.009 3.936 60064 60065 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 40615 40612 0 0 1 1.07 3 -400 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.04 9.48 3.16 0.92 0.01 3.16 0.00 0.00 47823 47825 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Kitsap 230/115 #1 NORTHWEST 0.03 8.15 4.41 1.07 0.02 6.14 0.01 3.48 40615 40612 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Eastpine 230/115 #1 NORTHWEST 0.039 9.833 5.438 1.532 0.040 10.159 0.021 10.509 46427 46425 0 0 1 Gwye Gwye Unknown 0.28 47394 47395 0 0 1 1.05 3 -400 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.04 9.46 3.15 0.92 0.01 3.15 0.00 0.00 47824 47826 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Mont. 230/34.5 #1 NORTHWEST 0.04 11.00 3.67 1.05 0.02 3.67 0.00 0.00 47394 47395 0 0 1 Unknown Unknown Unknown 0.28
0 Wendson 230/115 #1 NORTHWEST 0.039 9.718 3.002 1.185 0.012 3.029 0.004 1.808 41141 41139 0 0 1 Gwye Gwye Three Phase Shell 0.38 60396 60397 0 0 1 1.04 3 -400 Baseline with All Available Data 0 Big Grassy 161/69 #1 PACE 0.03 9.45 3.15 0.60 0.01 3.15 0.00 0.00 65155 65156 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Hot Springs Windfarm 230/18 #1 IDAHO 0.09 22.82 7.61 1.04 0.03 7.61 0.00 0.00 60396 60397 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Chehalis 230/69 #2 NORTHWEST 0.038 9.619 3.483 0.993 0.014 3.601 0.000 0.395 40207 40203 0 0 2 Unknown Unknown Unknown 0.28 66843 65470 0 0 1 1.01 3 -400 Baseline with All Available Data 0 Green Springs 115/69 #1 NORTHWEST 0.02 9.44 3.15 0.46 0.01 3.15 0.00 0.00 45125 45213 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Drummond 161/115 #1 PACE 0.05 18.88 6.23 1.01 0.02 6.08 0.00 0.56 66843 65470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16
0 Benton 230/115 #1 NORTHWEST 0.038 9.509 5.449 1.231 0.036 8.968 0.016 7.904 40099 40097 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 43348 43347 0 0 1 1.01 3 -400 Baseline with All Available Data 0 Moscow 115/115 #1 NORTHWEST 0.02 9.43 3.14 0.44 0.00 1.61 0.00 1.81 48251 48247 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Murryhill 230/115 #1 NORTHWEST 0.05 11.27 3.51 1.01 0.02 4.51 0.01 4.45 43348 43347 0 0 1 Gwye Gwye Unknown 0.28
0 Longview 230/115 #1 NORTHWEST 0.038 9.481 2.658 0.633 0.018 4.462 0.011 5.572 40671 40669 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40285 41357 0 0 1 1.01 3 -400 Baseline with All Available Data 0 Sulphur 230/115 #1 NORTHWEST 0.04 9.41 3.14 0.87 0.01 3.14 0.00 0.00 41291 45497 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 300/230 #1 NORTHWEST 0.01 1.83 2.72 1.01 0.05 10.17 0.04 9.76 40285 41357 0 0 1 Unknown Unknown Unknown 0.36
0 Windy Point 230/34.5 #1 NORTHWEST 0.038 9.479 3.160 0.917 0.013 3.160 0.000 0.000 47823 47825 0 0 1 Unknown Unknown Unknown 0.28 40049 40047 0 0 4 0.99 3 -400 Baseline with All Available Data 0 Carver 230/115 #1 NORTHWEST 0.04 9.40 2.53 0.73 0.02 4.16 0.01 5.36 43089 43087 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Alvey 230/115 #4 NORTHWEST 0.06 15.80 4.18 0.99 0.01 3.13 0.01 2.28 40049 40047 0 0 4 Gwye Gwye Core, Three Phase Generic 0.23
0 Windy Point 230/34.5 #1 NORTHWEST 0.038 9.461 3.154 0.915 0.013 3.154 0.000 0.000 47824 47826 0 0 1 Unknown Unknown Unknown 0.28 40207 40203 0 0 2 0.99 3 -400 Baseline with All Available Data 0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.04 9.30 3.15 0.88 0.01 3.27 0.00 1.02 48357 48356 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Chehalis 230/69 #2 NORTHWEST 0.04 9.62 3.48 0.99 0.01 3.60 0.00 0.40 40207 40203 0 0 2 Unknown Unknown Unknown 0.28
0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.038 4.418 1.473 1.750 0.013 1.473 0.000 0.000 43123 48516 48518 48519 1 Unknown Unknown Unknown 1.10 42319 42323 0 0 1 0.98 3 -400 Baseline with All Available Data 0 Chiloquin 230/115 #1 NORTHWEST 0.04 9.24 2.02 0.57 0.01 1.26 0.01 2.39 45047 45045 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Sammamish 230/115 #1 NORTHWEST 0.05 13.46 3.44 0.98 0.02 5.97 0.02 8.06 42319 42323 0 0 1 Gwye Gwye Unknown 0.28
0 Sulphur 230/115 #1 NORTHWEST 0.037 9.408 3.136 0.871 0.012 3.136 0.000 0.000 41291 45497 0 0 1 Gwye Delta Unknown 0.28 43409 43407 0 0 1 0.98 3 -400 Baseline with All Available Data 0 Caldwell 230/138 #2 IDAHO 0.04 9.22 3.50 1.34 0.02 4.14 0.00 1.07 60110 60105 0 0 2 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Pelton 230/13.8 #1 NORTHWEST 0.04 10.22 3.41 0.98 0.01 3.41 0.00 0.00 43409 43407 0 0 1 Gwye Delta Unknown 0.28
0 Carver 230/115 #1 NORTHWEST 0.037 9.402 2.529 0.728 0.017 4.160 0.011 5.358 43089 43087 0 0 1 Gwye Gwye Unknown 0.28 40345 40344 0 0 1 0.97 3 -400 Baseline with All Available Data 0 Rock Creek 500/230 #1 NORTHWEST 0.08 9.15 0.24 0.28 0.02 2.17 0.02 5.22 41401 41402 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Detroit 230/13.8 #1 NORTHWEST 0.02 5.64 1.88 0.97 0.01 1.88 0.00 0.00 40345 40344 0 0 1 Gwye Delta Single Phase 0.51
0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.037 9.303 3.149 0.883 0.013 3.266 0.002 1.016 48357 48356 0 0 1 Gwye Gwye Unknown 0.28 46645 46643 0 0 2 0.97 3 -400 Baseline with All Available Data 0 Berrydale 230/115 #1 NORTHWEST 0.04 9.09 1.03 0.30 0.01 3.43 0.01 6.15 42507 42508 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Southwest 230/115 #2 NORTHWEST 0.03 8.52 3.38 0.97 0.02 3.93 0.00 1.25 46645 46643 0 0 2 Gwye Gwye Unknown 0.28
0 Chiloquin 230/115 #1 NORTHWEST 0.037 9.236 2.019 0.574 0.005 1.257 0.005 2.387 45047 45045 0 0 1 Gwye Gwye Unknown 0.28 40049 40047 0 0 3 0.97 3 -400 Baseline with All Available Data 0 Lone Pine 230/115 #1 NORTHWEST 0.04 9.08 4.28 1.24 0.02 5.58 0.01 2.74 45183 45181 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Alvey 230/115 #3 NORTHWEST 0.03 8.07 1.85 0.97 0.00 1.03 0.00 1.71 40049 40047 0 0 3 Gwye Gwye Single Phase 0.51
0 Caldwell 230/138 #2 IDAHO 0.037 9.186 3.489 1.331 0.016 4.129 0.003 1.067 60110 60105 0 0 2 Gwye Gwye Three Phase Shell 0.38 40345 40344 0 0 2 0.97 3 -400 Baseline with All Available Data 0 Custer 230/115 #1 NORTHWEST 0.04 9.05 2.32 0.66 0.02 4.67 0.01 6.35 40322 42001 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Detroit 230/13.8 #2 NORTHWEST 0.02 5.63 1.88 0.97 0.01 1.88 0.00 0.00 40345 40344 0 0 2 Gwye Delta Single Phase 0.51
0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.037 4.307 1.436 1.705 0.012 1.436 0.000 0.000 44166 44149 44150 44159 1 Gwye Delta Single Phase 1.10 42108 42121 0 0 1 0.96 3 -400 Baseline with All Available Data 0 Ponderosa 230/115 #1 NORTHWEST 0.04 9.02 3.08 0.89 0.01 3.15 0.00 0.19 40838 45247 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Lower Baker 115/13.8 #1 NORTHWEST 0.04 20.56 6.85 0.96 0.01 6.85 0.00 0.00 42108 42121 0 0 1 Gwye Delta Unknown 0.14
0 Bonneville 161/69 #1 PACE 0.036 12.772 4.257 0.829 0.012 4.257 0.000 0.000 65195 65196 0 0 1 Unknown Unknown Unknown 0.19 40627 40625 0 0 2 0.96 3 -400 Baseline with All Available Data 0 Allston 500/230 #2 NORTHWEST 0.08 8.98 9.40 11.14 0.13 14.98 0.05 12.11 40045 40043 0 0 2 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Lane 230/115 #2 NORTHWEST 0.05 12.70 3.99 0.96 0.02 4.41 0.01 3.45 40627 40625 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23
0 Berrydale 230/115 #1 NORTHWEST 0.036 9.088 1.029 0.297 0.014 3.433 0.012 6.145 42507 42508 0 0 1 Gwye Gwye Unknown 0.28 43740 43739 0 0 1 0.94 3 -400 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.08 8.97 2.99 3.36 0.03 2.99 0.00 0.00 40774 47584 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Sunset 230/115 #1 NORTHWEST 0.05 11.73 3.26 0.94 0.02 5.71 0.02 7.33 43740 43739 0 0 1 Gwye Gwye Unknown 0.28
0 Lone Pine 230/115 #1 NORTHWEST 0.036 9.083 4.282 1.238 0.022 5.576 0.005 2.742 45183 45181 0 0 1 Gwye Gwye Unknown 0.28 47823 47825 0 0 1 0.92 3 -400 Baseline with All Available Data 0 Beaver 230/20 #1 NORTHWEST 0.04 8.96 2.99 0.82 0.01 2.99 0.00 0.00 43021 43019 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.04 9.48 3.16 0.92 0.01 3.16 0.00 0.00 47823 47825 0 0 1 Unknown Unknown Unknown 0.28
0 Custer 230/115 #1 NORTHWEST 0.036 9.054 2.320 0.663 0.019 4.674 0.013 6.353 40322 42001 0 0 1 Gwye Gwye Unknown 0.28 47824 47826 0 0 1 0.91 3 -400 Baseline with All Available Data 0 Locust 230/138 #1 IDAHO 0.04 8.90 1.42 0.19 0.01 2.14 0.01 4.64 60207 61254 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.04 9.46 3.15 0.91 0.01 3.15 0.00 0.00 47824 47826 0 0 1 Unknown Unknown Unknown 0.28
0 Ponderosa 230/115 #1 NORTHWEST 0.036 9.021 3.079 0.885 0.013 3.150 0.000 0.191 40838 45247 0 0 1 Gwye Gwye Unknown 0.28 41149 41147 0 0 1 0.90 3 -400 Baseline with All Available Data 0 Hanly Road 115/115 #1 NORTHWEST 0.02 8.85 2.95 0.42 0.01 2.95 0.00 0.00 47165 47166 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 White Bluffs 230/115 #1 NORTHWEST 0.01 3.23 3.78 0.90 0.03 6.48 0.01 5.40 41149 41147 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Beaver 230/20 #1 NORTHWEST 0.036 8.960 2.987 0.824 0.012 2.987 0.000 0.000 43021 43019 0 0 1 Gwye Delta Unknown 0.28 41019 41017 0 0 1 0.89 3 -400 Baseline with All Available Data 0 Lexington 230/115 #1 NORTHWEST 0.04 8.78 3.44 0.82 0.02 4.05 0.00 1.42 40651 40649 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 St. Johns 115/59.8 #1 NORTHWEST 0.02 9.91 3.49 0.89 0.01 3.78 0.00 0.84 41019 41017 0 0 1 Gwye Gwye Single Phase 0.25
0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.036 4.204 1.401 1.664 0.012 1.401 0.000 0.000 44167 44151 44152 44160 1 Gwye Delta Single Phase 1.10 42100 42120 0 0 2 0.89 3 -400 Baseline with All Available Data 0 Amalgamated Sugar- Nampa 230/138 #1 IDAHO 0.04 8.78 3.43 0.46 0.02 4.18 0.00 1.27 61829 60255 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Sedro Woolley 230/115 #2 NORTHWEST 0.01 2.26 3.09 0.89 0.03 6.20 0.01 6.33 42100 42120 0 0 2 Gwye Gwye Unknown 0.28
0 Locust 230/138 #1 IDAHO 0.035 8.827 1.408 0.189 0.009 2.150 0.011 4.617 60207 61254 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 40838 45247 0 0 1 0.88 3 -400 Baseline with All Available Data 0 Lone Pine 230/115 #2 NORTHWEST 0.04 8.73 4.12 1.19 0.02 5.36 0.01 2.64 45183 45181 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Ponderosa 230/115 #1 NORTHWEST 0.04 9.02 3.08 0.88 0.01 3.15 0.00 0.19 40838 45247 0 0 1 Gwye Gwye Unknown 0.28
0 Lexington 230/115 #1 NORTHWEST 0.035 8.784 3.444 0.817 0.016 4.053 0.003 1.419 40651 40649 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 48357 48356 0 0 1 0.88 3 -400 Baseline with All Available Data 0 Rocky Ford 230/115 #1 NORTHWEST 0.04 8.71 2.03 0.56 0.01 2.35 0.01 3.37 46156 46155 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.04 9.30 3.15 0.88 0.01 3.27 0.00 1.02 48357 48356 0 0 1 Gwye Gwye Unknown 0.28
0 Dry Gulch 230/115 #1 NORTHWEST 0.035 8.770 1.954 0.557 0.009 2.374 0.007 3.505 48512 48510 0 0 1 Gwye Gwye Unknown 0.28 46435 46433 0 0 2 0.87 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41741 40295 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Massachusetts 230/115 #2 NORTHWEST 0.02 5.54 3.10 0.87 0.02 5.70 0.01 5.78 46435 46433 0 0 2 Gwye Gwye Unknown 0.28
0 Lone Pine 230/115 #2 NORTHWEST 0.035 8.729 4.115 1.190 0.021 5.359 0.005 2.636 45183 45181 0 0 2 Gwye Gwye Unknown 0.28 46435 46433 0 0 3 0.87 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41740 40293 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Massachusetts 230/115 #3 NORTHWEST 0.02 5.52 3.10 0.87 0.02 5.71 0.01 5.79 46435 46433 0 0 3 Gwye Gwye Unknown 0.28
0 Rocky Ford 230/115 #1 NORTHWEST 0.035 8.709 2.031 0.561 0.009 2.346 0.007 3.374 46156 46155 0 0 1 Unknown Unknown Unknown 0.28 41291 45497 0 0 1 0.87 3 -400 Baseline with All Available Data 0 Grand Coulee 500/15 #1 NORTHWEST 0.08 8.63 2.88 3.42 0.03 2.88 0.00 0.00 41739 40291 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Sulphur 230/115 #1 NORTHWEST 0.04 9.40 3.13 0.87 0.01 3.13 0.00 0.00 41291 45497 0 0 1 Gwye Delta Unknown 0.28
0 Amalgamated Sugar- Nampa 230/138 #1 IDAHO 0.035 8.695 3.395 0.454 0.016 4.141 0.003 1.260 61829 60255 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 45317 45315 0 0 1 0.87 3 -400 Baseline with All Available Data 0 Munro BPA System Control Center 230/115 #1 NORTHWEST 0.03 8.59 3.97 1.12 0.02 5.08 0.01 2.28 48463 48461 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Union Gap 230/115 #1 NORTHWEST 0.04 10.82 3.16 0.87 0.01 2.72 0.00 0.89 45317 45315 0 0 1 Gwye Gwye Unknown 0.28
0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.035 4.052 1.351 1.604 0.012 1.351 0.000 0.000 44167 44153 44154 44161 1 Gwye Delta Single Phase 1.10 42104 42107 0 0 1 0.85 3 -400 Baseline with All Available Data 0 Usk 230/115 #1 NORTHWEST 0.03 8.58 2.67 0.74 0.01 3.32 0.01 3.12 47091 47254 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 March Point Cogeneration Compa 230/115 #1 NORTHWEST 0.03 7.74 2.95 0.85 0.01 3.31 0.00 1.02 42104 42107 0 0 1 Gwye Gwye Unknown 0.28
0 Chemawa 115/59.8 #1 NORTHWEST 0.034 16.882 5.627 1.444 0.011 5.627 0.000 0.000 40211 40209 0 0 1 Gwye Delta Single Phase 0.25 41135 41136 0 0 1 0.84 3 -400 Baseline with All Available Data 0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.03 8.57 2.86 0.78 0.01 2.86 0.00 0.00 47819 47820 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Warner 230/115 #1 NORTHWEST 0.04 10.02 3.49 0.84 0.02 4.86 0.01 4.59 41135 41136 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Munro BPA System Control Center 230/115 #1 NORTHWEST 0.034 8.593 3.965 1.120 0.020 5.078 0.005 2.279 48463 48461 0 0 1 Unknown Unknown Unknown 0.28 46403 46401 0 0 2 0.83 3 -400 Baseline with All Available Data 0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.03 8.57 2.86 0.78 0.01 2.86 0.00 0.00 47819 47821 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Bothell 230/115 #2 NORTHWEST 0.02 4.37 2.89 0.83 0.02 5.34 0.01 5.24 46403 46401 0 0 2 Gwye Gwye Unknown 0.28
0 Usk 230/115 #1 NORTHWEST 0.034 8.580 2.671 0.743 0.013 3.325 0.006 3.115 47091 47254 0 0 1 Unknown Unknown Unknown 0.28 46403 46401 0 0 3 0.83 3 -400 Baseline with All Available Data 0 Southwest 230/115 #2 NORTHWEST 0.03 8.52 3.38 0.97 0.02 3.93 0.00 1.25 46645 46643 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Bothell 230/115 #3 NORTHWEST 0.02 4.37 2.89 0.83 0.02 5.34 0.01 5.24 46403 46401 0 0 3 Gwye Gwye Unknown 0.28
0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.034 8.568 2.856 0.786 0.011 2.856 0.000 0.000 47819 47821 0 0 1 Unknown Unknown Unknown 0.28 65195 65196 0 0 1 0.83 3 -400 Baseline with All Available Data 0 Chief Joseph 500/230 #3 NORTHWEST 0.07 8.50 11.61 13.79 0.18 20.43 0.08 19.18 40233 40232 0 0 3 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Bonneville 161/69 #1 PACE 0.04 12.77 4.26 0.83 0.01 4.26 0.00 0.00 65195 65196 0 0 1 Unknown Unknown Unknown 0.19
0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.034 8.568 2.856 0.786 0.011 2.856 0.000 0.000 47819 47820 0 0 1 Unknown Unknown Unknown 0.28 43021 43019 0 0 1 0.82 3 -400 Baseline with All Available Data 0 Ponderosa 230/115 #2 NORTHWEST 0.03 8.49 2.89 0.82 0.01 2.95 0.00 0.14 40836 45247 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Beaver 230/20 #1 NORTHWEST 0.04 8.96 2.99 0.82 0.01 2.99 0.00 0.00 43021 43019 0 0 1 Gwye Delta Unknown 0.28
0 Walla Walla 230/69 #2 NORTHWEST 0.034 8.566 2.855 0.789 0.011 2.855 0.000 0.000 45327 45325 0 0 2 Gwye Delta Unknown 0.28 40945 40943 0 0 1 0.82 3 -400 Baseline with All Available Data 0 Dodge Junction 230/34.5 #1 NORTHWEST 0.03 8.45 2.84 0.78 0.01 2.84 0.00 0.02 42991 42992 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Sappho 115/69 #1 NORTHWEST 0.02 9.97 3.32 0.82 0.01 3.32 0.00 0.00 40945 40943 0 0 1 Gwye Gwye Single Phase 0.25
0 Lolo 230/115 #1 NORTHWEST 0.034 8.549 2.437 0.690 0.008 2.104 0.002 1.018 48197 48195 0 0 1 Gwye Gwye Unknown 0.28 40651 40649 0 0 1 0.82 3 -400 Baseline with All Available Data 0 Juniper 230/34.5 #1 NORTHWEST 0.03 8.41 2.80 0.82 0.01 2.80 0.00 0.00 47386 47387 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Lexington 230/115 #1 NORTHWEST 0.04 8.78 3.44 0.82 0.02 4.05 0.00 1.42 40651 40649 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Southwest 230/115 #2 NORTHWEST 0.034 8.516 3.382 0.970 0.016 3.925 0.002 1.250 46645 46643 0 0 2 Gwye Gwye Unknown 0.28 47386 47387 0 0 1 0.82 3 -400 Baseline with All Available Data 0 Boundary 230/115 #1 NORTHWEST 0.03 8.37 0.08 0.02 0.01 2.64 0.01 5.43 40145 40143 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Juniper 230/34.5 #1 NORTHWEST 0.03 8.41 2.80 0.82 0.01 2.80 0.00 0.00 47386 47387 0 0 1 Unknown Unknown Unknown 0.28
0 Dodge Junction 230/34.5 #1 NORTHWEST 0.034 8.504 2.853 0.792 0.011 2.856 0.000 0.022 42991 42992 0 0 1 Gwye Gwye Unknown 0.28 48197 48195 0 0 1 0.82 3 -400 Baseline with All Available Data 0 Midway 230/115 #1 NORTHWEST 0.03 8.37 4.57 2.36 0.03 6.40 0.01 3.75 41347 40733 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Lolo 230/115 #1 NORTHWEST 0.04 9.48 2.87 0.82 0.01 2.59 0.00 0.58 48197 48195 0 0 1 Gwye Gwye Unknown 0.28
0 Ponderosa 230/115 #2 NORTHWEST 0.034 8.491 2.888 0.815 0.012 2.945 0.000 0.143 40836 45247 0 0 2 Unknown Unknown Unknown 0.28 40909 40907 0 0 1 0.81 3 -400 Baseline with All Available Data 0 Chenoweth 230/115 #1 NORTHWEST 0.03 8.35 3.15 0.75 0.01 3.51 0.00 0.77 40219 40217 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Sacheen 230/115 #1 NORTHWEST 0.00 0.18 2.10 0.81 0.02 4.18 0.01 4.15 40909 40907 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Danskin Wind Project 230/138 #1 IDAHO 0.034 8.414 3.831 0.523 0.027 6.794 0.014 5.951 60394 60390 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 40836 45247 0 0 2 0.81 3 -400 Baseline with All Available Data 0 Oak Grove (PGE) 115/35 #1 NORTHWEST 0.02 8.31 2.77 0.39 0.01 2.77 0.00 0.00 43372 43373 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Ponderosa 230/115 #2 NORTHWEST 0.03 8.49 2.89 0.81 0.01 2.95 0.00 0.14 40836 45247 0 0 2 Unknown Unknown Unknown 0.28
0 La Grande 115/13.8 #1 NORTHWEST 0.033 16.763 5.588 0.796 0.011 5.588 0.000 0.000 46734 46733 0 0 1 Gwye Delta Unknown 0.14 44016 44006 44007 44012 1 0.81 3 -400 Baseline with All Available Data 0 Canyon Rd-Tacoma (evi) 230/115 #1 NORTHWEST 0.03 8.26 5.26 0.73 0.03 7.97 0.01 5.67 46633 46632 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.04 10.20 3.40 0.81 0.01 3.40 0.00 0.00 44016 44006 44007 44012 1 Gwye Delta Core, Three Phase Generic 0.23
0 Juniper 230/34.5 #1 NORTHWEST 0.033 8.408 2.803 0.815 0.011 2.803 0.000 0.000 47386 47387 0 0 1 Unknown Unknown Unknown 0.28 44017 44008 44009 44013 1 0.81 3 -400 Baseline with All Available Data 0 Centralia Switching Station 500/20 #1 NORTHWEST 0.07 8.22 2.74 3.25 0.02 2.74 0.00 0.00 47745 47744 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Bonneville 230/13.8/13.8 #1 NORTHWEST 0.04 10.20 3.40 0.81 0.01 3.40 0.00 0.00 44017 44008 44009 44013 1 Gwye Delta Core, Three Phase Generic 0.23
0 Boundary 230/115 #1 NORTHWEST 0.033 8.373 0.078 0.022 0.010 2.635 0.011 5.425 40145 40143 0 0 1 Unknown Unknown Unknown 0.28 43313 43311 0 0 1 0.81 3 -400 Baseline with All Available Data 0 Murray 230/115 #1 NORTHWEST 0.03 8.19 0.65 0.09 0.02 3.71 0.01 6.35 40767 40765 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Mcloughlin 230/115 #1 NORTHWEST 0.02 5.03 2.82 0.81 0.02 4.40 0.01 3.59 43313 43311 0 0 1 Gwye Gwye Unknown 0.28
0 Chenoweth 230/115 #1 NORTHWEST 0.033 8.347 3.146 0.753 0.014 3.510 0.002 0.765 40219 40217 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 45317 45315 0 0 2 0.80 3 -400 Baseline with All Available Data 0 Port Angeles 115/69 #1 NORTHWEST 0.02 8.16 2.72 0.69 0.01 2.72 0.00 0.00 40843 40841 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Union Gap 230/115 #2 NORTHWEST 0.04 10.04 2.93 0.80 0.01 2.53 0.00 0.83 45317 45315 0 0 2 Gwye Gwye Unknown 0.28
0 Midway 230/115 #1 NORTHWEST 0.033 8.342 4.557 2.357 0.025 6.385 0.007 3.744 41347 40733 0 0 1 Gwye Gwye Single Phase 0.51 42991 42992 0 0 1 0.80 3 -400 Baseline with All Available Data 0 Kitsap 230/115 #1 NORTHWEST 0.03 8.15 4.41 1.08 0.02 6.14 0.01 3.48 40615 40612 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Dodge Junction 230/34.5 #1 NORTHWEST 0.03 8.55 2.87 0.80 0.01 2.87 0.00 0.02 42991 42992 0 0 1 Gwye Gwye Unknown 0.28
0 Canyon Rd-Tacoma (evi) 230/115 #1 NORTHWEST 0.033 8.260 5.257 0.729 0.032 7.966 0.011 5.668 46633 46632 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 44165 44147 44148 44158 1 0.80 3 -400 Baseline with All Available Data 0 Vantage 500/230 #2 NORTHWEST 0.07 8.14 6.24 7.32 0.08 9.25 0.03 6.54 41113 41111 0 0 2 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.53 1.51 0.80 0.01 1.51 0.00 0.00 44165 44147 44148 44158 1 Gwye Delta Single Phase 0.51
0 Murray 230/115 #1 NORTHWEST 0.033 8.192 0.651 0.090 0.015 3.711 0.013 6.353 40767 40765 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 46734 46733 0 0 1 0.80 3 -400 Baseline with All Available Data 0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.03 8.11 2.70 0.76 0.01 2.70 0.00 0.00 48059 48063 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 La Grande 115/13.8 #1 NORTHWEST 0.03 16.76 5.59 0.80 0.01 5.59 0.00 0.00 46734 46733 0 0 1 Gwye Delta Unknown 0.14
0 Kitsap 230/115 #1 NORTHWEST 0.032 8.148 4.413 1.074 0.024 6.140 0.007 3.475 40615 40612 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 48059 48057 0 0 1 0.80 3 -400 Baseline with All Available Data 0 Jefferson 161/69 #2 PACE 0.02 8.10 1.97 0.38 0.00 1.42 0.00 1.28 65850 65851 0 0 2 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Cabinet Gorge 230/115 #1 NORTHWEST 0.03 7.51 2.81 0.80 0.01 3.40 0.00 2.01 48059 48057 0 0 1 Unknown Unknown Unknown 0.28
0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.032 8.110 2.703 0.765 0.011 2.703 0.000 0.000 48059 48063 0 0 1 Unknown Unknown Unknown 0.28 45245 45243 0 0 1 0.79 3 -400 Baseline with All Available Data 0 Alvey 230/115 #3 NORTHWEST 0.03 8.07 1.85 0.97 0.00 1.03 0.00 1.71 40049 40047 0 0 3 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Pamona Heights 230/115 #1 NORTHWEST 0.03 7.77 2.88 0.79 0.01 3.18 0.00 0.61 45245 45243 0 0 1 Gwye Gwye Unknown 0.28
0 Alvey 230/115 #3 NORTHWEST 0.032 8.072 1.850 0.968 0.004 1.029 0.003 1.705 40049 40047 0 0 3 Gwye Gwye Single Phase 0.51 47819 47821 0 0 1 0.79 3 -400 Baseline with All Available Data 0 Bethel (PGE) 230/115 #1 NORTHWEST 0.03 8.04 4.86 1.36 0.03 7.03 0.01 4.35 43039 43037 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.03 8.57 2.86 0.79 0.01 2.86 0.00 0.00 47819 47821 0 0 1 Unknown Unknown Unknown 0.28
0 Bethel (PGE) 230/115 #1 NORTHWEST 0.032 8.042 4.856 1.364 0.028 7.030 0.009 4.350 43039 43037 0 0 1 Gwye Gwye Unknown 0.28 47819 47820 0 0 1 0.79 3 -400 Baseline with All Available Data 0 Snoqualmie 115/6.9 #1 NORTHWEST 0.02 8.04 2.68 0.38 0.01 2.68 0.00 0.00 42335 42336 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Big Horn Wind (PPM) 230/34.5 #1 NORTHWEST 0.03 8.57 2.86 0.79 0.01 2.86 0.00 0.00 47819 47820 0 0 1 Unknown Unknown Unknown 0.28
0 Walla Walla 230/69 #1 NORTHWEST 0.032 8.042 2.681 0.741 0.011 2.681 0.000 0.000 45327 45325 0 0 1 Gwye Delta Unknown 0.28 48059 48063 0 0 1 0.77 3 -400 Baseline with All Available Data 0 Castle 115/69 #1 NORTHWEST 0.02 8.01 2.67 0.37 0.01 2.67 0.00 0.00 47406 47407 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.03 8.11 2.70 0.77 0.01 2.70 0.00 0.00 48059 48063 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.032 7.950 2.650 0.763 0.011 2.650 0.000 0.000 40280 40278 0 0 1 Unknown Unknown Unknown 0.28 40280 40278 0 0 1 0.76 3 -400 Baseline with All Available Data 0 La Grande 115/6.6 #1 NORTHWEST 0.02 7.96 2.65 0.38 0.01 2.65 0.00 0.00 46734 46732 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 7.95 2.65 0.76 0.01 2.65 0.00 0.00 40280 40278 0 0 1 Unknown Unknown Unknown 0.28
0 Talbot 230/115 #2 NORTHWEST 0.032 7.946 1.564 0.451 0.005 1.176 0.005 2.624 42500 42511 0 0 2 Gwye Gwye Unknown 0.28 48512 48510 0 0 1 0.76 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 7.95 2.65 0.76 0.01 2.65 0.00 0.00 40280 40278 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Dry Gulch 230/115 #1 NORTHWEST 0.04 10.76 2.64 0.76 0.01 2.69 0.01 3.53 48512 48510 0 0 1 Gwye Gwye Unknown 0.28
0 Gorge (SCL) 230/11 #4 NORTHWEST 0.031 7.830 2.610 1.321 0.010 2.610 0.000 0.000 46431 46430 0 0 4 Gwye Delta Single Phase 0.51 47731 47736 47737 47733 1 0.75 3 -400 Baseline with All Available Data 0 Talbot 230/115 #2 NORTHWEST 0.03 7.95 1.56 0.45 0.01 1.18 0.01 2.62 42500 42511 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.02 1.90 0.63 0.75 0.01 0.63 0.00 0.00 47731 47736 47737 47733 1 Unknown Unknown Unknown 1.10
0 Pamona Heights 230/115 #1 NORTHWEST 0.031 7.763 2.882 0.793 0.013 3.176 0.001 0.610 45245 45243 0 0 1 Gwye Gwye Unknown 0.28 47731 47734 47735 47732 1 0.75 3 -400 Baseline with All Available Data 0 Krain Corner 115/57.5 #1 NORTHWEST 0.02 7.90 2.63 0.37 0.01 2.63 0.00 0.00 42509 42510 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.02 1.90 0.63 0.75 0.01 0.63 0.00 0.00 47731 47734 47735 47732 1 Unknown Unknown Unknown 1.10
0 Martin Creek 230/115 #1 NORTHWEST 0.031 7.758 2.744 0.653 0.012 2.902 0.001 0.316 40705 40703 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40219 40217 0 0 1 0.75 3 -400 Baseline with All Available Data 0 Danskin Wind Project 230/138 #1 IDAHO 0.03 7.89 3.83 0.52 0.03 7.28 0.02 6.70 60394 60390 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Chenoweth 230/115 #1 NORTHWEST 0.03 8.35 3.15 0.75 0.01 3.51 0.00 0.77 40219 40217 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 March Point Cogeneration Compa 230/115 #1 NORTHWEST 0.031 7.737 2.946 0.849 0.013 3.314 0.002 1.015 42104 42107 0 0 1 Gwye Gwye Unknown 0.28 47091 47254 0 0 1 0.74 3 -400 Baseline with All Available Data 0 Gorge (SCL) 230/11 #4 NORTHWEST 0.03 7.83 2.61 1.32 0.01 2.61 0.00 0.00 46431 46430 0 0 4 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Usk 230/115 #1 NORTHWEST 0.03 8.58 2.67 0.74 0.01 3.33 0.01 3.12 47091 47254 0 0 1 Unknown Unknown Unknown 0.28
0 O'Brien 230/115 #2 NORTHWEST 0.031 7.722 1.911 0.550 0.007 1.801 0.004 2.234 42503 42514 0 0 2 Gwye Gwye Unknown 0.28 44014 44002 0 0 1 0.74 3 -400 Baseline with All Available Data 0 Cedar Falls (SCL) 115/6.6 #1 NORTHWEST 0.02 7.81 2.60 0.37 0.01 2.60 0.00 0.00 42125 42126 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.30 1.43 0.74 0.01 1.43 0.00 0.00 44014 44002 0 0 1 Gwye Delta Single Phase 0.51
0 Sherwood 230/115 #1 NORTHWEST 0.031 7.685 1.543 0.441 0.012 3.101 0.010 4.801 43527 43525 0 0 1 Gwye Gwye Unknown 0.28 44163 44143 44144 44156 1 0.74 3 -400 Baseline with All Available Data 0 Centralia Switching Station 500/20 #1 NORTHWEST 0.07 7.80 2.60 3.09 0.02 2.60 0.00 0.00 47741 47740 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.19 1.40 0.74 0.01 1.40 0.00 0.00 44163 44143 44144 44156 1 Gwye Delta Single Phase 0.51
0 LaGrande 230/69 #1 NORTHWEST 0.031 7.661 2.554 0.712 0.010 2.554 0.000 0.000 40621 40620 0 0 1 Unknown Unknown Unknown 0.28 46633 46632 0 0 1 0.73 3 -400 Baseline with All Available Data 0 Little Goose Ph 500/13.8/13.8 #1 NORTHWEST 0.07 7.78 2.59 3.08 0.02 2.59 0.00 0.00 44217 44213 44214 44216 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Canyon Rd-Tacoma (evi) 230/115 #1 NORTHWEST 0.03 8.26 5.26 0.73 0.03 7.97 0.01 5.67 46633 46632 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Whitehorn 115/13.8 #1 NORTHWEST 0.030 15.183 5.061 0.708 0.010 5.061 0.000 0.000 42040 42042 0 0 1 Gwye Delta Unknown 0.14 45229 45227 0 0 1 0.73 3 -400 Baseline with All Available Data 0 Kettle Falls 115/13.8 #1 NORTHWEST 0.02 7.76 2.59 0.37 0.01 2.59 0.00 0.00 48175 48173 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Outlook 230/115 #1 NORTHWEST 0.04 10.94 2.63 0.73 0.01 1.63 0.00 2.04 45229 45227 0 0 1 Gwye Gwye Unknown 0.28
0 Mossyrock 230/13.8 #1 NORTHWEST 0.030 7.590 2.530 1.349 0.010 2.530 0.000 0.000 46629 46628 0 0 1 Gwye Delta Single Phase 0.51 43089 43087 0 0 1 0.73 3 -400 Baseline with All Available Data 0 Martin Creek 230/115 #1 NORTHWEST 0.03 7.76 2.74 0.65 0.01 2.90 0.00 0.32 40705 40703 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Carver 230/115 #1 NORTHWEST 0.04 9.40 2.53 0.73 0.02 4.16 0.01 5.36 43089 43087 0 0 1 Gwye Gwye Unknown 0.28
0 Isthmus 230/115 #1 NORTHWEST 0.030 7.558 2.519 0.717 0.010 2.520 0.000 0.000 45153 45151 0 0 1 Gwye Gwye Unknown 0.28 43089 43088 0 0 1 0.73 3 -400 Baseline with All Available Data 0 Pamona Heights 230/115 #1 NORTHWEST 0.03 7.76 2.88 0.79 0.01 3.17 0.00 0.61 45245 45243 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Carver 230/115 #1 NORTHWEST 0.02 5.89 2.53 0.73 0.01 3.09 0.00 1.14 43089 43088 0 0 1 Gwye Gwye Unknown 0.28
0 Hanna 230/115 #1 NORTHWEST 0.030 7.532 2.179 0.626 0.008 1.961 0.002 1.042 44995 44994 0 0 1 Gwye Gwye Unknown 0.28 44162 44141 44142 44155 1 0.72 3 -400 Baseline with All Available Data 0 March Point Cogeneration Compa 230/115 #1 NORTHWEST 0.03 7.74 2.95 0.85 0.01 3.31 0.00 1.02 42104 42107 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.11 1.37 0.72 0.01 1.37 0.00 0.00 44162 44141 44142 44155 1 Gwye Delta Single Phase 0.51

Averaged over all orientations and HMSL -400 and HMSL +550, with all available transformer/substation data
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0 Canby 2 230/69 #1 NORTHWEST 0.030 7.511 2.504 0.717 0.010 2.504 0.000 0.000 40169 40167 0 0 1 Unknown Unknown Unknown 0.28 44015 44004 0 0 1 0.72 3 -400 Baseline with All Available Data 0 O'Brien 230/115 #2 NORTHWEST 0.03 7.72 1.91 0.55 0.01 1.80 0.00 2.23 42503 42514 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.18 1.39 0.72 0.01 1.39 0.00 0.00 44015 44004 0 0 1 Gwye Delta Single Phase 0.51
0 Cabinet Gorge 230/115 #1 NORTHWEST 0.030 7.508 2.808 0.794 0.014 3.405 0.004 2.006 48059 48057 0 0 1 Unknown Unknown Unknown 0.28 40169 40167 0 0 1 0.72 3 -400 Baseline with All Available Data 0 Sherwood 230/115 #1 NORTHWEST 0.03 7.69 1.54 0.44 0.01 3.10 0.01 4.80 43527 43525 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Canby 2 230/69 #1 NORTHWEST 0.03 7.50 2.50 0.72 0.01 2.50 0.00 0.00 40169 40167 0 0 1 Unknown Unknown Unknown 0.28
0 Phalen Gulcn 230/34.5 #1 NORTHWEST 0.030 7.507 2.515 0.701 0.010 2.518 0.000 0.015 42987 42988 0 0 1 Gwye Gwye Unknown 0.28 45153 45151 0 0 1 0.72 3 -400 Baseline with All Available Data 0 Cornelius 115/59.8 #1 NORTHWEST 0.02 7.62 2.49 0.35 0.01 2.46 0.00 0.30 43109 43107 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Isthmus 230/115 #1 NORTHWEST 0.03 7.56 2.52 0.72 0.01 2.52 0.00 0.00 45153 45151 0 0 1 Gwye Gwye Unknown 0.28
0 Mossyrock 230/13.8 #1 NORTHWEST 0.030 7.499 2.500 1.333 0.010 2.500 0.000 0.000 46629 46627 0 0 1 Gwye Delta Single Phase 0.51 40621 40620 0 0 1 0.71 3 -400 Baseline with All Available Data 0 Lolo 230/115 #1 NORTHWEST 0.03 7.62 2.01 0.56 0.01 1.62 0.00 1.45 48197 48195 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 LaGrande 230/69 #1 NORTHWEST 0.03 7.72 2.57 0.71 0.01 2.57 0.00 0.00 40621 40620 0 0 1 Unknown Unknown Unknown 0.28
0 Troutdale 230/69 #1 NORTHWEST 0.030 7.470 0.747 0.214 0.000 0.000 0.003 2.490 45301 45297 0 0 1 Delta Gwye Unknown 0.28 44015 44003 0 0 1 0.71 3 -400 Baseline with All Available Data 0 LaGrande 230/69 #1 NORTHWEST 0.03 7.61 2.54 0.71 0.01 2.54 0.00 0.00 40621 40620 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.18 1.39 0.71 0.01 1.39 0.00 0.00 44015 44003 0 0 1 Gwye Delta Single Phase 0.51
0 COB Energy Facility 500/13.8 #1 NORTHWEST 0.030 3.500 1.167 1.397 0.010 1.167 0.000 0.000 45262 47660 0 0 1 Unknown Unknown Unknown 1.10 42040 42042 0 0 1 0.71 3 -400 Baseline with All Available Data 0 Mossyrock 230/13.8 #1 NORTHWEST 0.03 7.59 2.53 1.35 0.01 2.53 0.00 0.00 46629 46628 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Whitehorn 115/13.8 #1 NORTHWEST 0.03 15.18 5.06 0.71 0.01 5.06 0.00 0.00 42040 42042 0 0 1 Gwye Delta Unknown 0.14
0 Whitehorn 115/13.8 #1 NORTHWEST 0.029 14.788 4.929 0.690 0.010 4.929 0.000 0.000 42040 42043 0 0 1 Gwye Delta Unknown 0.14 42987 42988 0 0 1 0.71 3 -400 Baseline with All Available Data 0 Cushman 2 115/12.6 #1 NORTHWEST 0.02 7.57 2.52 0.36 0.01 2.52 0.00 0.00 46682 46791 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Phalen Gulcn 230/34.5 #1 NORTHWEST 0.03 7.50 2.51 0.71 0.01 2.52 0.00 0.02 42987 42988 0 0 1 Gwye Gwye Unknown 0.28
0 Applegate Dam 115/69 #1 NORTHWEST 0.029 14.310 4.770 0.654 0.010 4.770 0.000 0.000 45009 45374 0 0 1 Gwye Gwye Unknown 0.14 40249 40247 0 0 1 0.70 3 -400 Baseline with All Available Data 0 Isthmus 230/115 #1 NORTHWEST 0.03 7.56 2.52 0.72 0.01 2.52 0.00 0.00 45153 45151 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Columbia Falls 230/115 #1 NORTHWEST 0.04 10.84 2.92 0.70 0.01 2.23 0.00 1.52 40249 40247 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Swan Valley 161/115 #1 PACE 0.029 10.455 3.640 0.601 0.011 4.029 0.002 0.843 66465 66470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16 45245 45243 0 0 2 0.69 3 -400 Baseline with All Available Data 0 Hot Springs 500/230 #1 NORTHWEST 0.07 7.54 1.16 1.37 0.00 0.00 0.01 2.51 40553 40551 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Pamona Heights 230/115 #2 NORTHWEST 0.03 6.78 2.52 0.69 0.01 2.77 0.00 0.53 45245 45243 0 0 2 Gwye Gwye Unknown 0.28
0 Diablo 230/13.8 #2 NORTHWEST 0.029 7.384 2.461 1.251 0.010 2.461 0.000 0.000 46421 46420 0 0 2 Gwye Delta Single Phase 0.51 40599 40597 0 0 1 0.69 3 -400 Baseline with All Available Data 0 Hanna 230/115 #1 NORTHWEST 0.03 7.53 2.18 0.63 0.01 1.96 0.00 1.04 44995 44994 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Keeler 230/115 #1 NORTHWEST 0.02 4.57 2.91 0.69 0.02 4.52 0.01 3.41 40599 40597 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Diablo 230/13.8 #1 NORTHWEST 0.029 7.384 2.461 1.245 0.010 2.461 0.000 0.000 46421 46419 0 0 1 Gwye Delta Single Phase 0.51 42040 42043 0 0 1 0.69 3 -400 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.07 7.53 2.51 2.78 0.02 2.51 0.00 0.00 40774 47583 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Whitehorn 115/13.8 #1 NORTHWEST 0.03 14.79 4.93 0.69 0.01 4.93 0.00 0.00 42040 42043 0 0 1 Gwye Delta Unknown 0.14
0 Horse Heaven 230/115 #1 NORTHWEST 0.029 7.228 2.409 0.577 0.010 2.409 0.000 0.000 40549 40547 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 41752 41726 0 0 1 0.69 3 -400 Baseline with All Available Data 0 Napavine 500/18 #1 NORTHWEST 0.07 7.53 2.51 2.78 0.02 2.51 0.00 0.00 40774 47582 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 7.15 2.38 0.69 0.01 2.38 0.00 0.00 41752 41726 0 0 1 Unknown Unknown Unknown 0.28
0 Keeler 230/115 #2 NORTHWEST 0.028 7.154 2.059 0.490 0.008 1.961 0.003 1.418 40599 40597 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 40843 40841 0 0 1 0.69 3 -400 Baseline with All Available Data 0 Mountain Home 138/115 #1 IDAHO 0.02 7.52 2.42 0.76 0.01 2.19 0.00 1.08 60250 61805 0 0 1 Unknown Unknown Single Phase 0.30 6 +550 Baseline with All Available Data 0 Port Angeles 115/69 #1 NORTHWEST 0.02 8.16 2.72 0.69 0.01 2.72 0.00 0.00 40843 40841 0 0 1 Gwye Delta Single Phase 0.25
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.028 7.153 2.384 0.687 0.009 2.384 0.000 0.000 41752 41726 0 0 1 Unknown Unknown Unknown 0.28 42374 42375 0 0 1 0.69 3 -400 Baseline with All Available Data 0 Canby 2 230/69 #1 NORTHWEST 0.03 7.52 2.51 0.72 0.01 2.51 0.00 0.00 40169 40167 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Schnebly 230/34.5 #1 NORTHWEST 0.02 6.09 2.36 0.69 0.01 2.41 0.00 0.38 42374 42375 0 0 1 Unknown Unknown Unknown 0.28
0 Lost River 230/69 #1 PACE 0.028 7.102 2.367 0.646 0.009 2.367 0.000 0.000 65910 65911 0 0 1 Unknown Unknown Unknown 0.28 40876 40873 0 0 1 0.68 3 -400 Baseline with All Available Data 0 Phalen Gulcn 230/34.5 #1 NORTHWEST 0.03 7.51 2.52 0.70 0.01 2.52 0.00 0.02 42987 42988 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Redmond 230/115 #1 NORTHWEST 0.02 6.13 2.41 0.68 0.01 2.85 0.00 1.05 40876 40873 0 0 1 Unknown Unknown Unknown 0.28
0 Rivergate 230/115 #1 NORTHWEST 0.028 7.024 2.338 0.659 0.013 3.308 0.007 3.335 43459 43461 0 0 1 Gwye Gwye Unknown 0.28 47381 47382 0 0 1 0.67 3 -400 Baseline with All Available Data 0 Cabinet Gorge 230/115 #1 NORTHWEST 0.03 7.51 2.81 0.79 0.01 3.41 0.00 2.01 48059 48057 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Linden 230/34.5 #1 NORTHWEST 0.03 6.96 2.32 0.67 0.01 2.32 0.00 0.00 47381 47382 0 0 1 Unknown Unknown Unknown 0.28
0 Linden 230/34.5 #1 NORTHWEST 0.028 6.965 2.322 0.668 0.009 2.322 0.000 0.000 47381 47382 0 0 1 Unknown Unknown Unknown 0.28 40322 42001 0 0 1 0.66 3 -400 Baseline with All Available Data 0 Mossyrock 230/13.8 #1 NORTHWEST 0.03 7.50 2.50 1.33 0.01 2.50 0.00 0.00 46629 46627 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Custer 230/115 #1 NORTHWEST 0.04 9.05 2.32 0.66 0.02 4.67 0.01 6.35 40322 42001 0 0 1 Gwye Gwye Unknown 0.28
0 Cascade 230/115/34.5 #1 NORTHWEST 0.028 6.956 2.319 0.663 0.009 2.319 0.000 0.000 42312 42315 42313 42314 1 Gwye Gwye Unknown 0.28 42312 42315 42313 42314 1 0.66 3 -400 Baseline with All Available Data 0 Troutdale 230/69 #1 NORTHWEST 0.03 7.47 0.75 0.21 0.00 0.00 0.00 2.49 45301 45297 0 0 1 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Cascade 230/115/34.5 #1 NORTHWEST 0.03 6.96 2.32 0.66 0.01 2.32 0.00 0.00 42312 42315 42313 42314 1 Gwye Gwye Unknown 0.28
0 St. Marys 230/115 #1 NORTHWEST 0.028 6.928 2.051 0.590 0.008 2.050 0.003 1.547 43541 43553 0 0 1 Gwye Gwye Unknown 0.28 46645 46643 0 0 1 0.66 3 -400 Baseline with All Available Data 0 Paul 500/115 #1 NORTHWEST 0.07 7.45 4.41 5.17 0.04 4.98 0.01 2.50 40821 42806 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Southwest 230/115 #1 NORTHWEST 0.05 13.44 4.76 0.66 0.02 5.05 0.00 1.04 46645 46643 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.027 6.862 2.287 0.647 0.009 2.287 0.000 0.000 48059 48061 0 0 1 Unknown Unknown Unknown 0.28 43459 43461 0 0 1 0.66 3 -400 Baseline with All Available Data 0 Diablo 230/13.8 #2 NORTHWEST 0.03 7.38 2.46 1.25 0.01 2.46 0.00 0.00 46421 46420 0 0 2 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Rivergate 230/115 #1 NORTHWEST 0.03 7.02 2.34 0.66 0.01 3.31 0.01 3.34 43459 43461 0 0 1 Gwye Gwye Unknown 0.28
0 Pamona Heights 230/115 #2 NORTHWEST 0.027 6.773 2.514 0.692 0.011 2.771 0.001 0.532 45245 45243 0 0 2 Gwye Gwye Unknown 0.28 40705 40703 0 0 1 0.65 3 -400 Baseline with All Available Data 0 Diablo 230/13.8 #1 NORTHWEST 0.03 7.38 2.46 1.25 0.01 2.46 0.00 0.00 46421 46419 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Martin Creek 230/115 #1 NORTHWEST 0.03 7.76 2.74 0.65 0.01 2.90 0.00 0.32 40705 40703 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 White River (PSPL) 230/115 #1 NORTHWEST 0.027 6.743 3.619 1.434 0.022 5.409 0.008 4.095 42700 42701 0 0 1 Gwye Gwye Three Phase Shell 0.38 45009 45374 0 0 1 0.65 3 -400 Baseline with All Available Data 0 Cushman 2 115/12.6 #1 NORTHWEST 0.02 7.28 2.43 0.35 0.01 2.43 0.00 0.00 46681 46791 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Applegate Dam 115/69 #1 NORTHWEST 0.03 14.31 4.77 0.65 0.01 4.77 0.00 0.00 45009 45374 0 0 1 Gwye Gwye Unknown 0.14
0 Tacoma 230/13.8 #4 NORTHWEST 0.027 6.680 2.227 0.639 0.009 2.227 0.000 0.000 41049 41262 0 0 4 Unknown Unknown Unknown 0.28 65910 65911 0 0 1 0.65 3 -400 Baseline with All Available Data 0 Horse Heaven 230/115 #1 NORTHWEST 0.03 7.23 2.41 0.58 0.01 2.41 0.00 0.00 40549 40547 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Lost River 230/69 #1 PACE 0.03 7.10 2.37 0.65 0.01 2.37 0.00 0.00 65910 65911 0 0 1 Unknown Unknown Unknown 0.28
0 Lopez Island 115/69 #4 NORTHWEST 0.026 13.057 4.352 1.126 0.009 4.352 0.000 0.000 41235 41234 0 0 4 Gwye Delta Single Phase 0.25 48059 48061 0 0 1 0.65 3 -400 Baseline with All Available Data 0 Scenic 115/69 #1 NORTHWEST 0.01 7.22 2.41 0.34 0.01 2.41 0.00 0.00 45478 45477 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.03 6.86 2.29 0.65 0.01 2.29 0.00 0.00 48059 48061 0 0 1 Unknown Unknown Unknown 0.28
0 Big Grassy 161/69 #1 PACE 0.026 9.447 3.149 0.569 0.009 3.149 0.000 0.000 65155 65156 0 0 1 Unknown Unknown Unknown 0.19 60394 60391 0 0 1 0.64 3 -400 Baseline with All Available Data 0 Del Norte 115/69 #1 NORTHWEST 0.01 7.20 2.40 0.33 0.01 2.40 0.00 0.00 45085 45385 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Danskin Wind Project 230/18 #1 IDAHO 0.06 14.12 4.71 0.64 0.02 4.71 0.00 0.00 60394 60391 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Tacoma 230/13.8 #3 NORTHWEST 0.026 6.627 2.209 0.634 0.009 2.209 0.000 0.000 41049 41261 0 0 3 Unknown Unknown Unknown 0.28 41049 41262 0 0 4 0.64 3 -400 Baseline with All Available Data 0 Del Norte 115/69 #1 NORTHWEST 0.01 7.20 2.40 0.33 0.01 2.40 0.00 0.00 45085 45386 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Tacoma 230/13.8 #4 NORTHWEST 0.03 6.68 2.23 0.64 0.01 2.23 0.00 0.00 41049 41262 0 0 4 Unknown Unknown Unknown 0.28
0 Boulder Park 230/115 #1 NORTHWEST 0.026 6.580 0.734 0.206 0.008 1.938 0.008 3.851 48524 48520 0 0 1 Gwye Gwye Unknown 0.28 41049 41261 0 0 3 0.63 3 -400 Baseline with All Available Data 0 Monroe 500/230 #1 NORTHWEST 0.06 7.19 5.40 6.41 0.08 9.43 0.04 9.29 40749 40747 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Tacoma 230/13.8 #3 NORTHWEST 0.03 6.63 2.21 0.63 0.01 2.21 0.00 0.00 41049 41261 0 0 3 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.026 6.479 2.160 0.622 0.009 2.160 0.000 0.000 41751 41723 0 0 1 Unknown Unknown Unknown 0.28 41004 41002 0 0 3 0.63 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 7.15 2.38 0.69 0.01 2.38 0.00 0.00 41752 41726 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Sno-king 230/115 #3 NORTHWEST 0.05 12.26 2.21 0.63 0.01 2.73 0.01 5.35 41004 41002 0 0 3 Unknown Unknown Unknown 0.28
0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.026 6.448 2.149 0.610 0.009 2.149 0.000 0.000 48281 48285 0 0 1 Unknown Unknown Unknown 0.28 40671 40669 0 0 1 0.63 3 -400 Baseline with All Available Data 0 Keeler 230/115 #2 NORTHWEST 0.03 7.15 2.06 0.49 0.01 1.96 0.00 1.42 40599 40597 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Longview 230/115 #1 NORTHWEST 0.04 9.48 2.66 0.63 0.02 4.46 0.01 5.57 40671 40669 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 The Saddleback Mountain Project 230/34.5 #1 NORTHWEST 0.026 6.414 2.138 0.597 0.009 2.138 0.000 0.000 47851 47852 0 0 1 Unknown Unknown Unknown 0.28 46151 46039 0 0 1 0.63 3 -400 Baseline with All Available Data 0 Lost River 230/69 #1 PACE 0.03 7.10 2.37 0.64 0.01 2.37 0.00 0.00 65910 65911 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Larson 230/115 #1 NORTHWEST 0.04 10.64 2.30 0.63 0.01 1.40 0.01 2.80 46151 46039 0 0 1 Unknown Unknown Unknown 0.28
0 Troutdale 230/115 #1 NORTHWEST 0.026 6.403 2.134 0.606 0.009 2.134 0.000 0.000 45303 45299 0 0 1 Gwye Delta Unknown 0.28 44995 44994 0 0 1 0.63 3 -400 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.10 2.37 0.55 0.01 2.37 0.00 0.00 60320 60322 0 0 1 Gwye Delta Three Phase Shell 0.23 6 +550 Baseline with All Available Data 0 Hanna 230/115 #1 NORTHWEST 0.03 7.53 2.18 0.63 0.01 1.96 0.00 1.04 44995 44994 0 0 1 Gwye Gwye Unknown 0.28
0 Olympia 500/230 #1 NORTHWEST 0.026 3.047 14.351 17.094 0.228 26.301 0.104 26.229 40797 40794 0 0 1 Gwye Gwye Single Phase 1.10 45063 45061 0 0 1 0.63 3 -400 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.09 2.36 0.55 0.01 2.36 0.00 0.00 60320 60321 0 0 1 Gwye Delta Three Phase Shell 0.23 6 +550 Baseline with All Available Data 0 Copco 1 230/115 #1 NORTHWEST 0.01 3.25 2.18 0.63 0.01 3.45 0.01 2.70 45063 45061 0 0 1 Gwye Gwye Unknown 0.28
0 Covington 500/230 #4 NORTHWEST 0.026 2.969 4.449 2.406 0.075 8.684 0.037 9.395 40302 40303 0 0 4 Unknown Unknown Core, Three Phase Generic 0.50 45063 45061 0 0 2 0.63 3 -400 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.09 2.36 0.55 0.01 2.36 0.00 0.00 60320 60323 0 0 1 Gwye Delta Three Phase Shell 0.23 6 +550 Baseline with All Available Data 0 Copco 1 230/115 #2 NORTHWEST 0.01 3.25 2.18 0.63 0.01 3.45 0.01 2.70 45063 45061 0 0 2 Gwye Gwye Unknown 0.28
0 Bald Mountain 115/69 #1 NORTHWEST 0.025 12.421 4.141 0.468 0.008 4.141 0.000 0.001 41184 41185 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12 40088 40087 0 0 1 0.62 3 -400 Baseline with All Available Data 0 Goshen 345/161/13.8 #2 PACE 0.04 7.04 7.42 3.11 0.08 12.64 0.03 11.25 65665 65670 65685 98535 2 Unknown Unknown Unknown 0.41 6 +550 Baseline with All Available Data 0 Bell 230/115 #1 NORTHWEST 0.03 6.20 2.63 0.62 0.02 4.28 0.01 4.17 40088 40087 0 0 1 Unknown Unknown Core, Three Phase Generic 0.23
0 Parish Gap 230/69 #1 NORTHWEST 0.025 6.384 1.659 0.462 0.006 1.548 0.001 1.201 45588 45589 0 0 1 Gwye Gwye Unknown 0.28 41751 41723 0 0 1 0.62 3 -400 Baseline with All Available Data 0 Goshen 345/161/13.8 #1 PACE 0.04 7.04 7.42 3.11 0.08 12.64 0.03 11.25 65665 65670 65680 98534 1 Unknown Unknown Unknown 0.41 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 6.48 2.16 0.62 0.01 2.16 0.00 0.00 41751 41723 0 0 1 Unknown Unknown Unknown 0.28
0 Fry 230/115 #2 NORTHWEST 0.025 6.350 1.786 0.496 0.008 1.899 0.004 1.879 45111 45109 0 0 2 Gwye Gwye Unknown 0.28 40095 40093 0 0 1 0.61 3 -400 Baseline with All Available Data 0 Rivergate 230/115 #1 NORTHWEST 0.03 7.02 2.34 0.66 0.01 3.31 0.01 3.34 43459 43461 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Bellingham Division 230/115 #1 NORTHWEST 0.02 3.85 2.56 0.61 0.02 3.89 0.01 2.68 40095 40093 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Pilot Butte 230/69 #1 NORTHWEST 0.025 6.333 2.111 0.600 0.008 2.111 0.000 0.000 45239 45441 0 0 1 Gwye Delta Unknown 0.28 48281 48285 0 0 1 0.61 3 -400 Baseline with All Available Data 0 Linden 230/34.5 #1 NORTHWEST 0.03 6.97 2.32 0.67 0.01 2.32 0.00 0.00 47381 47382 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.03 6.45 2.15 0.61 0.01 2.15 0.00 0.00 48281 48285 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.025 6.308 2.103 0.606 0.008 2.103 0.000 0.000 41752 41729 0 0 1 Unknown Unknown Unknown 0.28 45303 45299 0 0 1 0.61 3 -400 Baseline with All Available Data 0 Cascade 230/115/34.5 #1 NORTHWEST 0.03 6.96 2.32 0.66 0.01 2.32 0.00 0.00 42312 42315 42313 42314 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Troutdale 230/115 #1 NORTHWEST 0.03 6.40 2.13 0.61 0.01 2.13 0.00 0.00 45303 45299 0 0 1 Gwye Delta Unknown 0.28
0 Benewah 230/115 #1 NORTHWEST 0.025 6.304 1.999 0.566 0.008 1.968 0.001 0.688 48037 48035 0 0 1 Unknown Unknown Unknown 0.28 41752 41729 0 0 1 0.61 3 -400 Baseline with All Available Data 0 Roza 115/34.5/6.6 #1 NORTHWEST 0.01 6.95 2.32 0.33 0.01 2.32 0.00 0.00 41286 41285 40756 41284 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 6.31 2.10 0.61 0.01 2.10 0.00 0.00 41752 41729 0 0 1 Unknown Unknown Unknown 0.28
0 Boulder Park 230/115 #2 NORTHWEST 0.025 6.216 0.702 0.197 0.007 1.834 0.007 3.633 48524 48522 0 0 2 Gwye Gwye Unknown 0.28 45239 45441 0 0 1 0.60 3 -400 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.03 6.93 2.05 0.59 0.01 2.05 0.00 1.55 43541 43553 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Pilot Butte 230/69 #1 NORTHWEST 0.03 6.33 2.11 0.60 0.01 2.11 0.00 0.00 45239 45441 0 0 1 Gwye Delta Unknown 0.28
0 Bell 230/115 #1 NORTHWEST 0.025 6.202 2.625 0.621 0.017 4.278 0.008 4.164 40088 40087 0 0 1 Unknown Unknown Core, Three Phase Generic 0.23 41353 40717 0 0 1 0.60 3 -400 Baseline with All Available Data 0 Cabinet Gorge 230/13.8 #1 NORTHWEST 0.03 6.86 2.29 0.65 0.01 2.29 0.00 0.00 48059 48061 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 McNary 230/115 #1 NORTHWEST 0.01 2.44 2.49 0.60 0.02 4.78 0.01 4.67 41353 40717 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Bothell 230/115 #1 NORTHWEST 0.025 6.187 3.941 1.127 0.029 7.226 0.014 7.116 46403 46401 0 0 1 Gwye Gwye Unknown 0.28 66465 66470 0 0 1 0.60 3 -400 Baseline with All Available Data 0 Dry Gulch 230/115 #1 NORTHWEST 0.03 6.78 1.27 0.36 0.01 2.06 0.01 3.48 48512 48510 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Swan Valley 161/115 #1 PACE 0.03 10.45 3.64 0.60 0.01 4.03 0.00 0.84 66465 66470 0 0 1 Gwye Gwye Core, Three Phase Generic 0.16
0 Bothell 230/115 #4 NORTHWEST 0.025 6.172 3.949 1.129 0.029 7.246 0.014 7.133 46403 46401 0 0 4 Gwye Gwye Unknown 0.28 47851 47852 0 0 1 0.60 3 -400 Baseline with All Available Data 0 Pamona Heights 230/115 #2 NORTHWEST 0.03 6.77 2.51 0.69 0.01 2.77 0.00 0.53 45245 45243 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 The Saddleback Mountain Project 230/34.5 #1 NORTHWEST 0.03 6.41 2.14 0.60 0.01 2.14 0.00 0.00 47851 47852 0 0 1 Unknown Unknown Unknown 0.28
0 Walla Walla 115/69 #1 NORTHWEST 0.024 12.125 4.042 0.483 0.008 4.042 0.000 0.000 41131 41129 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 43329 43327 0 0 1 0.60 3 -400 Baseline with All Available Data 0 White River (PSPL) 230/115 #1 NORTHWEST 0.03 6.74 3.62 1.43 0.02 5.41 0.01 4.10 42700 42701 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Monitor 230/59.8 #1 NORTHWEST 0.02 5.39 2.11 0.60 0.01 2.46 0.00 2.15 43329 43327 0 0 1 Gwye Gwye Unknown 0.28
0 Pine Creek 115/115 #1 NORTHWEST 0.024 11.813 3.938 0.522 0.004 1.771 0.010 5.149 48316 48315 0 0 1 Unknown Unknown Unknown 0.14 43541 43553 0 0 1 0.59 3 -400 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.06 6.73 2.24 2.69 0.02 2.24 0.00 0.00 45262 45452 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.03 6.93 2.05 0.59 0.01 2.05 0.00 1.55 43541 43553 0 0 1 Gwye Gwye Unknown 0.28
0 Redmond 230/115 #1 NORTHWEST 0.024 6.131 2.411 0.684 0.011 2.851 0.002 1.053 40876 40873 0 0 1 Unknown Unknown Unknown 0.28 41751 41722 0 0 1 0.58 3 -400 Baseline with All Available Data 0 McNary 115/69 #1 NORTHWEST 0.01 6.70 1.34 0.16 0.00 0.00 0.00 2.23 40717 40715 0 0 1 Delta Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.02 6.05 2.02 0.58 0.01 2.02 0.00 0.00 41751 41722 0 0 1 Unknown Unknown Unknown 0.28
0 St. Marys 230/115 #1 NORTHWEST 0.024 6.126 1.412 0.406 0.017 4.230 0.012 6.038 43541 43555 0 0 1 Gwye Gwye Unknown 0.28 42318 42322 0 0 2 0.58 3 -400 Baseline with All Available Data 0 Tacoma 230/13.8 #4 NORTHWEST 0.03 6.68 2.23 0.64 0.01 2.23 0.00 0.00 41049 41262 0 0 4 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Sammamish 230/115 #2 NORTHWEST 0.02 5.95 2.03 0.58 0.02 3.88 0.01 4.66 42318 42322 0 0 2 Gwye Gwye Unknown 0.28
0 Schnebly 230/34.5 #1 NORTHWEST 0.024 6.104 2.361 0.679 0.010 2.419 0.000 0.384 42374 42375 0 0 1 Unknown Unknown Unknown 0.28 40487 41209 0 0 1 0.58 3 -400 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.01 6.66 2.22 0.15 0.00 2.22 0.00 0.00 45685 45689 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Green Valley 230/69 #1 NORTHWEST 0.02 6.10 2.03 0.58 0.01 2.03 0.00 0.00 40487 41209 0 0 1 Unknown Unknown Unknown 0.28
0 Green Valley 230/69 #1 NORTHWEST 0.024 6.095 2.032 0.578 0.008 2.032 0.000 0.000 40487 41209 0 0 1 Unknown Unknown Unknown 0.28 45123 45121 0 0 3 0.58 3 -400 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.01 6.66 2.22 0.15 0.00 2.22 0.00 0.00 45685 45687 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Grants Pass 230/115 #3 NORTHWEST 0.02 4.05 2.02 0.58 0.01 3.26 0.01 2.97 45123 45121 0 0 3 Gwye Gwye Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.024 6.051 2.017 0.581 0.008 2.017 0.000 0.000 41751 41722 0 0 1 Unknown Unknown Unknown 0.28 47398 47399 0 0 1 0.58 3 -400 Baseline with All Available Data 0 Tacoma 230/13.8 #3 NORTHWEST 0.03 6.63 2.21 0.63 0.01 2.21 0.00 0.00 41049 41261 0 0 3 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Mont. 230/34.5 #1 NORTHWEST 0.02 6.04 2.01 0.58 0.01 2.01 0.00 0.00 47398 47399 0 0 1 Unknown Unknown Unknown 0.28
0 Mont. 230/34.5 #1 NORTHWEST 0.024 6.035 2.012 0.578 0.008 2.012 0.000 0.000 47398 47399 0 0 1 Unknown Unknown Unknown 0.28 40549 40547 0 0 1 0.58 3 -400 Baseline with All Available Data 0 Big Eddy 500/230 #5 NORTHWEST 0.06 6.60 9.42 11.22 0.14 15.57 0.05 13.37 40111 41343 0 0 5 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Horse Heaven 230/115 #1 NORTHWEST 0.03 7.22 2.41 0.58 0.01 2.41 0.00 0.00 40549 40547 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Juniper 230/34.5 #1 NORTHWEST 0.024 5.998 1.999 0.574 0.008 1.999 0.000 0.000 47390 47391 0 0 1 Unknown Unknown Unknown 0.28 45047 45045 0 0 1 0.57 3 -400 Baseline with All Available Data 0 Boulder Park 230/115 #1 NORTHWEST 0.03 6.58 0.74 0.21 0.01 1.95 0.01 3.86 48524 48520 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Chiloquin 230/115 #1 NORTHWEST 0.04 9.24 2.02 0.57 0.01 1.26 0.01 2.39 45047 45045 0 0 1 Gwye Gwye Unknown 0.28
0 Pilot Butte 230/69 #3 NORTHWEST 0.024 5.981 1.994 0.567 0.008 1.994 0.000 0.000 45239 45441 0 0 3 Gwye Delta Unknown 0.28 47390 47391 0 0 1 0.57 3 -400 Baseline with All Available Data 0 Monpac 115/69 #1 NORTHWEST 0.01 6.57 2.19 0.30 0.00 2.19 0.00 0.00 45354 45355 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Juniper 230/34.5 #1 NORTHWEST 0.02 6.01 2.00 0.57 0.01 2.00 0.00 0.00 47390 47391 0 0 1 Unknown Unknown Unknown 0.28
0 Pilot Butte 230/69 #2 NORTHWEST 0.024 5.981 1.994 0.567 0.008 1.994 0.000 0.000 45239 45441 0 0 2 Gwye Delta Unknown 0.28 45239 45441 0 0 3 0.57 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 6.48 2.16 0.62 0.01 2.16 0.00 0.00 41751 41723 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Pilot Butte 230/69 #3 NORTHWEST 0.02 5.98 1.99 0.57 0.01 1.99 0.00 0.00 45239 45441 0 0 3 Gwye Delta Unknown 0.28
0 Libby - PACIF 230/13.8/13.8 #1 NORTHWEST 0.024 5.980 1.993 0.477 0.008 1.993 0.000 0.000 44200 44191 44192 44197 1 Gwye Delta Core, Three Phase Generic 0.23 45239 45441 0 0 2 0.57 3 -400 Baseline with All Available Data 0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.01 6.46 2.15 0.30 0.00 2.15 0.00 0.00 48353 48361 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Pilot Butte 230/69 #2 NORTHWEST 0.02 5.98 1.99 0.57 0.01 1.99 0.00 0.00 45239 45441 0 0 2 Gwye Delta Unknown 0.28
0 Sammamish 230/115 #2 NORTHWEST 0.024 5.947 2.026 0.579 0.015 3.879 0.009 4.660 42318 42322 0 0 2 Gwye Gwye Unknown 0.28 42363 42365 0 0 1 0.56 3 -400 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.03 6.45 2.15 0.61 0.01 2.15 0.00 0.00 48281 48285 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.77 1.92 0.56 0.01 1.92 0.00 0.00 42363 42365 0 0 1 Gwye Delta Unknown 0.28
0 Hilltop 345/230 #1 SIERRA 0.024 4.060 4.607 0.000 0.071 11.947 0.045 11.206 64058 40537 0 0 1 Unknown Unknown Unknown 0.41 46156 46155 0 0 1 0.56 3 -400 Baseline with All Available Data 0 The Saddleback Mountain Project 230/34.5 #1 NORTHWEST 0.03 6.42 2.14 0.60 0.01 2.14 0.00 0.00 47851 47852 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Ford 230/115 #1 NORTHWEST 0.04 8.71 2.03 0.56 0.01 2.35 0.01 3.37 46156 46155 0 0 1 Unknown Unknown Unknown 0.28
0 Green Peter 115/13.8 #1 NORTHWEST 0.023 11.389 3.796 0.439 0.008 3.796 0.000 0.000 40485 40484 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 47830 47834 0 0 1 0.56 3 -400 Baseline with All Available Data 0 Benewah 230/115 #1 NORTHWEST 0.03 6.41 2.04 0.58 0.01 2.02 0.00 0.69 48037 48035 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 5.72 1.91 0.56 0.01 1.91 0.00 0.00 47830 47834 0 0 1 Unknown Unknown Unknown 0.28
0 Jefferson 161/69 #2 PACE 0.023 8.095 1.966 0.373 0.004 1.418 0.002 1.281 65850 65851 0 0 2 Unknown Unknown Unknown 0.19 42363 42370 0 0 1 0.56 3 -400 Baseline with All Available Data 0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.01 6.41 2.14 0.30 0.00 2.14 0.00 0.00 42020 42021 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.73 1.91 0.56 0.01 1.91 0.00 0.00 42363 42370 0 0 1 Gwye Delta Unknown 0.28
0 Carver 230/115 #1 NORTHWEST 0.023 5.890 2.529 0.726 0.012 3.094 0.002 1.136 43089 43088 0 0 1 Gwye Gwye Unknown 0.28 48037 48035 0 0 1 0.56 3 -400 Baseline with All Available Data 0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.01 6.41 2.14 0.30 0.00 2.14 0.00 0.00 42020 42022 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Benewah 230/115 #1 NORTHWEST 0.03 6.20 1.96 0.56 0.01 1.92 0.00 0.69 48037 48035 0 0 1 Unknown Unknown Unknown 0.28
0 Rocky Reach 230/115 #1 NORTHWEST 0.023 5.865 0.514 0.071 0.004 0.988 0.006 2.919 46831 46821 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 60320 60323 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Troutdale 230/115 #1 NORTHWEST 0.03 6.40 2.13 0.61 0.01 2.13 0.00 0.00 45303 45299 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.18 2.39 0.55 0.01 2.39 0.00 0.00 60320 60323 0 0 1 Gwye Delta Three Phase Shell 0.23
0 Libby - PACIF 230/13.8/13.8 #2 NORTHWEST 0.023 5.858 1.953 0.467 0.008 1.953 0.000 0.000 44201 44193 44194 44198 2 Gwye Delta Core, Three Phase Generic 0.23 60320 60321 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Jacksonville 115/69 #1 NORTHWEST 0.01 6.39 2.13 0.30 0.00 2.13 0.00 0.00 45252 45250 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.18 2.39 0.55 0.01 2.39 0.00 0.00 60320 60321 0 0 1 Gwye Delta Three Phase Shell 0.23
0 Ashe 230/230 #1 NORTHWEST 0.023 5.815 1.938 0.553 0.008 1.938 0.000 0.000 40059 40060 0 0 1 Unknown Unknown Unknown 0.28 60320 60322 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Parish Gap 230/69 #1 NORTHWEST 0.03 6.38 1.66 0.46 0.01 1.55 0.00 1.20 45588 45589 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 C.J. Strike 138/13.8 #1 IDAHO 0.02 7.19 2.40 0.55 0.01 2.40 0.00 0.00 60320 60322 0 0 1 Gwye Delta Three Phase Shell 0.23
0 Massachusetts 230/115 #1 NORTHWEST 0.023 5.801 1.658 0.468 0.010 2.496 0.006 2.951 46435 46433 0 0 1 Gwye Gwye Unknown 0.28 40059 40060 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Grand Ronde 115/59.8 #1 NORTHWEST 0.01 6.38 2.18 0.31 0.00 2.24 0.00 0.47 43223 43221 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Ashe 230/230 #1 NORTHWEST 0.02 5.81 1.94 0.55 0.01 1.94 0.00 0.00 40059 40060 0 0 1 Unknown Unknown Unknown 0.28
0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.023 5.757 1.919 0.555 0.008 1.919 0.000 0.000 42363 42365 0 0 1 Gwye Delta Unknown 0.28 45123 45121 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Fry 230/115 #2 NORTHWEST 0.03 6.35 1.79 0.50 0.01 1.90 0.00 1.88 45111 45109 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Grants Pass 230/115 #1 NORTHWEST 0.02 3.85 1.92 0.55 0.01 3.11 0.01 2.82 45123 45121 0 0 1 Gwye Gwye Unknown 0.28
0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.023 5.723 1.908 0.551 0.008 1.908 0.000 0.000 42363 42370 0 0 1 Gwye Delta Unknown 0.28 42503 42514 0 0 2 0.55 3 -400 Baseline with All Available Data 0 Pilot Butte 230/69 #1 NORTHWEST 0.03 6.33 2.11 0.60 0.01 2.11 0.00 0.00 45239 45441 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 O'Brien 230/115 #2 NORTHWEST 0.03 7.72 1.91 0.55 0.01 1.80 0.00 2.23 42503 42514 0 0 2 Gwye Gwye Unknown 0.28
0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.023 5.722 1.907 0.562 0.008 1.907 0.000 0.000 47830 47834 0 0 1 Unknown Unknown Unknown 0.28 42363 42364 0 0 1 0.55 3 -400 Baseline with All Available Data 0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.01 6.32 2.11 0.29 0.00 2.11 0.00 0.00 48351 48359 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.63 1.88 0.55 0.01 1.88 0.00 0.00 42363 42364 0 0 1 Gwye Delta Unknown 0.28
0 Mountain Home 138/115 #1 IDAHO 0.022 9.348 3.078 0.968 0.007 3.011 0.002 1.112 60250 61805 0 0 1 Unknown Unknown Single Phase 0.30 65155 65156 0 0 1 0.54 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.03 6.31 2.10 0.61 0.01 2.10 0.00 0.00 41752 41729 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Big Grassy 161/69 #1 PACE 0.03 9.45 3.15 0.54 0.01 3.15 0.00 0.00 65155 65156 0 0 1 Unknown Unknown Unknown 0.19
0 Boundary 230/14.4 #5 NORTHWEST 0.022 5.643 1.881 0.522 0.007 1.881 0.000 0.000 46484 46472 0 0 5 Gwye Delta Unknown 0.28 45183 45179 45308 45310 1 0.54 3 -400 Baseline with All Available Data 0 Cougar 115/6.9 #1 NORTHWEST 0.01 6.30 2.10 0.25 0.00 2.10 0.00 0.00 46211 41304 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Lone Pine 230/69/13.8 #1 NORTHWEST 0.02 5.36 1.91 0.54 0.01 1.97 0.00 0.19 45183 45179 45308 45310 1 Gwye Gwye Unknown 0.28
0 Boundary 230/14.4 #6 NORTHWEST 0.022 5.643 1.881 0.522 0.007 1.881 0.000 0.000 46486 46474 0 0 6 Gwye Delta Unknown 0.28 45123 45121 0 0 2 0.54 3 -400 Baseline with All Available Data 0 Kendall 115/57.5 #1 NORTHWEST 0.01 6.23 2.08 0.29 0.00 2.08 0.00 0.00 42008 42009 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Grants Pass 230/115 #2 NORTHWEST 0.02 3.77 1.88 0.54 0.01 3.04 0.01 2.76 45123 45121 0 0 2 Gwye Gwye Unknown 0.28
0 Detroit 230/13.8 #1 NORTHWEST 0.022 5.642 1.881 0.976 0.007 1.881 0.000 0.000 40345 40344 0 0 1 Gwye Delta Single Phase 0.51 40671 41228 0 0 1 0.53 3 -400 Baseline with All Available Data 0 Boulder Park 230/115 #2 NORTHWEST 0.03 6.21 0.71 0.20 0.01 1.84 0.01 3.64 48524 48522 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.02 5.59 1.86 0.53 0.01 1.86 0.00 0.00 40671 41228 0 0 1 Unknown Unknown Unknown 0.28
0 Sand Dunes 230/115 #1 NORTHWEST 0.022 5.642 1.836 0.508 0.007 1.829 0.001 0.529 46089 46087 0 0 1 Unknown Unknown Unknown 0.28 40875 40874 0 0 1 0.53 3 -400 Baseline with All Available Data 0 Big Eddy 500/230 #2 NORTHWEST 0.05 6.21 12.83 15.29 0.19 22.00 0.08 19.94 40111 41341 0 0 2 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Redmond 230/115 #1 NORTHWEST 0.02 4.61 1.86 0.53 0.01 2.23 0.00 0.87 40875 40874 0 0 1 Unknown Unknown Unknown 0.28
0 Detroit 230/13.8 #2 NORTHWEST 0.022 5.626 1.875 0.973 0.007 1.875 0.000 0.000 40345 40344 0 0 2 Gwye Delta Single Phase 0.51 42501 42512 0 0 1 0.53 3 -400 Baseline with All Available Data 0 Bell 230/115 #1 NORTHWEST 0.03 6.20 2.63 0.62 0.02 4.28 0.01 4.16 40088 40087 0 0 1 Unknown Unknown Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Talbot 230/115 #1 NORTHWEST 0.02 5.60 1.82 0.53 0.01 2.52 0.01 2.54 42501 42512 0 0 1 Gwye Gwye Unknown 0.28
0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.022 5.623 1.874 0.542 0.007 1.874 0.000 0.000 42363 42364 0 0 1 Gwye Delta Unknown 0.28 43021 43018 0 0 1 0.53 3 -400 Baseline with All Available Data 0 Hills Creek 115/6.9 #1 NORTHWEST 0.01 6.20 2.07 0.25 0.00 2.07 0.00 0.00 41212 41213 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Beaver 230/13.8 #1 NORTHWEST 0.02 5.48 1.83 0.53 0.01 1.83 0.00 0.00 43021 43018 0 0 1 Gwye Delta Unknown 0.28
0 Talbot 230/115 #1 NORTHWEST 0.022 5.604 1.815 0.526 0.010 2.523 0.005 2.544 42501 42512 0 0 1 Gwye Gwye Unknown 0.28 43527 43523 0 0 1 0.53 3 -400 Baseline with All Available Data 0 Bothell 230/115 #1 NORTHWEST 0.03 6.19 3.94 1.13 0.03 7.23 0.01 7.12 46403 46401 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Sherwood 230/115 #1 NORTHWEST 0.05 13.40 1.84 0.53 0.01 1.47 0.01 5.54 43527 43523 0 0 1 Gwye Gwye Unknown 0.28
0 Longview 230/13.8 #1 NORTHWEST 0.022 5.589 1.863 0.532 0.007 1.863 0.000 0.000 40671 41228 0 0 1 Unknown Unknown Unknown 0.28 60394 60390 0 0 1 0.52 3 -400 Baseline with All Available Data 0 Bothell 230/115 #4 NORTHWEST 0.03 6.17 3.95 1.13 0.03 7.25 0.01 7.13 46403 46401 0 0 4 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Danskin Wind Project 230/138 #1 IDAHO 0.04 8.94 3.83 0.52 0.03 6.31 0.01 5.20 60394 60390 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.022 5.542 1.847 0.487 0.007 1.847 0.000 0.000 40787 48287 0 0 1 Unknown Unknown Unknown 0.28 48316 48315 0 0 1 0.52 3 -400 Baseline with All Available Data 0 Redmond 230/115 #1 NORTHWEST 0.02 6.13 2.41 0.69 0.01 2.85 0.00 1.05 40876 40873 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Pine Creek 115/115 #1 NORTHWEST 0.02 11.82 3.94 0.52 0.00 1.77 0.01 5.15 48316 48315 0 0 1 Unknown Unknown Unknown 0.14
0 Massachusetts 230/115 #2 NORTHWEST 0.022 5.538 3.097 0.873 0.023 5.704 0.012 5.782 46435 46433 0 0 2 Gwye Gwye Unknown 0.28 46486 46474 0 0 6 0.52 3 -400 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.02 6.13 1.41 0.41 0.02 4.23 0.01 6.04 43541 43555 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #6 NORTHWEST 0.02 5.65 1.88 0.52 0.01 1.88 0.00 0.00 46486 46474 0 0 6 Gwye Delta Unknown 0.28
0 Massachusetts 230/115 #3 NORTHWEST 0.022 5.519 3.099 0.874 0.023 5.710 0.012 5.786 46435 46433 0 0 3 Gwye Gwye Unknown 0.28 46484 46472 0 0 5 0.52 3 -400 Baseline with All Available Data 0 Schnebly 230/34.5 #1 NORTHWEST 0.02 6.12 2.37 0.67 0.01 2.42 0.00 0.39 42374 42375 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #5 NORTHWEST 0.02 5.65 1.88 0.52 0.01 1.88 0.00 0.00 46484 46472 0 0 5 Gwye Delta Unknown 0.28
0 Beaver 230/13.8 #1 NORTHWEST 0.022 5.477 1.826 0.526 0.007 1.826 0.000 0.000 43021 43018 0 0 1 Gwye Delta Unknown 0.28 40875 40873 0 0 2 0.52 3 -400 Baseline with All Available Data 0 Green Valley 230/69 #1 NORTHWEST 0.02 6.10 2.03 0.58 0.01 2.03 0.00 0.00 40487 41209 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Redmond 230/115 #2 NORTHWEST 0.02 4.67 1.86 0.52 0.01 2.21 0.00 0.81 40875 40873 0 0 2 Unknown Unknown Unknown 0.28
0 Cove 230/69 #2 NORTHWEST 0.022 5.404 1.801 0.513 0.007 1.801 0.000 0.000 45128 45130 0 0 2 Gwye Delta Unknown 0.28 44911 45332 0 0 1 0.52 3 -400 Baseline with All Available Data 0 Yreka 115/69 #1 NORTHWEST 0.01 6.07 2.02 0.30 0.00 2.03 0.00 0.00 45538 45537 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.02 5.56 1.85 0.52 0.01 1.85 0.00 0.00 44911 45332 0 0 1 Gwye Gwye Unknown 0.28
0 Covington 500/230 #5 NORTHWEST 0.022 2.552 4.899 5.831 0.082 9.513 0.041 10.184 40306 40304 0 0 5 Gwye Gwye Single Phase 1.10 45128 45130 0 0 2 0.51 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.02 6.05 2.02 0.58 0.01 2.02 0.00 0.00 41751 41722 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Cove 230/69 #2 NORTHWEST 0.02 5.40 1.80 0.51 0.01 1.80 0.00 0.00 45128 45130 0 0 2 Gwye Delta Unknown 0.28
0 Mile Hi 115/69 #1 NORTHWEST 0.021 10.331 3.444 0.441 0.007 3.444 0.000 0.000 45203 45348 0 0 1 Gwye Gwye Unknown 0.14 46089 46087 0 0 1 0.51 3 -400 Baseline with All Available Data 0 Vantage 500/230 #1 NORTHWEST 0.05 6.04 3.42 4.02 0.04 4.62 0.01 2.61 41113 41112 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Sand Dunes 230/115 #1 NORTHWEST 0.02 5.64 1.84 0.51 0.01 1.83 0.00 0.53 46089 46087 0 0 1 Unknown Unknown Unknown 0.28
0 Monitor 230/59.8 #1 NORTHWEST 0.021 5.392 2.109 0.596 0.010 2.456 0.002 2.149 43329 43327 0 0 1 Gwye Gwye Unknown 0.28 41131 41129 0 0 1 0.50 3 -400 Baseline with All Available Data 0 Mont. 230/34.5 #1 NORTHWEST 0.02 6.04 2.01 0.58 0.01 2.01 0.00 0.00 47398 47399 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Walla Walla 115/69 #1 NORTHWEST 0.03 12.64 4.21 0.50 0.01 4.21 0.00 0.00 41131 41129 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Lone Pine 230/69/13.8 #1 NORTHWEST 0.021 5.361 1.914 0.541 0.008 1.968 0.000 0.189 45183 45179 45308 45310 1 Gwye Gwye Unknown 0.28 45111 45109 0 0 2 0.50 3 -400 Baseline with All Available Data 0 Juniper 230/34.5 #1 NORTHWEST 0.02 5.99 2.00 0.58 0.01 2.00 0.00 0.00 47390 47391 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Fry 230/115 #2 NORTHWEST 0.03 6.35 1.79 0.50 0.01 1.90 0.00 1.88 45111 45109 0 0 2 Gwye Gwye Unknown 0.28
0 O'Brien 230/115 #1 NORTHWEST 0.021 5.319 1.274 0.367 0.005 1.247 0.003 1.692 42503 42513 0 0 1 Gwye Gwye Unknown 0.28 41328 40992 0 0 3 0.49 3 -400 Baseline with All Available Data 0 Pilot Butte 230/69 #3 NORTHWEST 0.02 5.98 1.99 0.57 0.01 1.99 0.00 0.00 45239 45441 0 0 3 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Snohomish 230/115 #3 NORTHWEST 0.01 2.94 0.94 0.49 0.01 2.77 0.01 3.73 41328 40992 0 0 3 Gwye Gwye Single Phase 0.51
0 La Pine 230/115 #1 NORTHWEST 0.021 5.311 0.990 0.236 0.003 0.635 0.004 1.789 40635 40633 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 46860 46862 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Pilot Butte 230/69 #2 NORTHWEST 0.02 5.98 1.99 0.57 0.01 1.99 0.00 0.00 45239 45441 0 0 2 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Andrew York 230/115 #1 NORTHWEST 0.08 18.78 3.57 0.49 0.01 1.76 0.01 5.74 46860 46862 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Grand Coulee 230/115 #1 NORTHWEST 0.021 5.286 0.249 0.072 0.009 2.261 0.008 4.023 41356 40281 0 0 1 Unknown Unknown Unknown 0.28 60110 60105 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #1 NORTHWEST 0.02 5.98 1.99 0.48 0.01 1.99 0.00 0.00 44200 44191 44192 44197 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Caldwell 230/138 #1 IDAHO 0.05 11.39 3.66 0.49 0.01 3.45 0.00 0.36 60110 60105 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.021 5.265 1.755 0.490 0.007 1.755 0.000 0.000 44911 45332 0 0 1 Gwye Gwye Unknown 0.28 40599 40597 0 0 2 0.49 3 -400 Baseline with All Available Data 0 Sammamish 230/115 #2 NORTHWEST 0.02 5.95 2.03 0.58 0.02 3.88 0.01 4.66 42318 42322 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Keeler 230/115 #2 NORTHWEST 0.03 7.15 2.06 0.49 0.01 1.96 0.00 1.42 40599 40597 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23
0 Olympia 300/230 #1 NORTHWEST 0.021 4.102 3.403 2.341 0.053 10.174 0.035 8.905 40795 40793 0 0 1 Gwye Gwye Single Phase 0.66 46613 46790 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Carver 230/115 #1 NORTHWEST 0.02 5.89 2.53 0.73 0.01 3.09 0.00 1.14 43089 43088 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Cushman 1 115/13.2 #1 NORTHWEST 0.01 5.56 1.85 0.49 0.00 1.85 0.00 0.00 46613 46790 0 0 1 Gwye Delta Single Phase 0.25
0 Sappho 115/69 #1 NORTHWEST 0.020 9.972 3.324 0.818 0.007 3.324 0.000 0.000 40945 40943 0 0 1 Gwye Gwye Single Phase 0.25 46613 46789 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Rocky Reach 230/115 #1 NORTHWEST 0.02 5.86 0.51 0.07 0.00 0.99 0.01 2.92 46831 46821 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Cushman 1 115/13.2 #1 NORTHWEST 0.01 5.56 1.85 0.49 0.00 1.85 0.00 0.00 46613 46789 0 0 1 Gwye Delta Single Phase 0.25
0 St. Johns 115/59.8 #1 NORTHWEST 0.020 9.906 3.491 0.894 0.008 3.778 0.001 0.838 41019 41017 0 0 1 Gwye Gwye Single Phase 0.25 40787 48287 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #2 NORTHWEST 0.02 5.86 1.95 0.47 0.01 1.95 0.00 0.00 44201 44193 44194 44198 2 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.02 5.54 1.85 0.49 0.01 1.85 0.00 0.00 40787 48287 0 0 1 Unknown Unknown Unknown 0.28
0 Lancaster 230/18 #1 NORTHWEST 0.020 5.131 1.710 0.474 0.007 1.710 0.000 0.000 40624 47568 0 0 1 Unknown Unknown Unknown 0.28 48357 48355 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Ashe 230/230 #1 NORTHWEST 0.02 5.82 1.94 0.55 0.01 1.94 0.00 0.00 40059 40060 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.02 5.12 1.73 0.49 0.01 1.79 0.00 0.53 48357 48355 0 0 1 Gwye Gwye Unknown 0.28
0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.020 5.116 1.732 0.486 0.007 1.793 0.001 0.530 48357 48355 0 0 1 Gwye Gwye Unknown 0.28 46293 46292 0 0 1 0.49 3 -400 Baseline with All Available Data 0 Condon Windpower LLC 115/34.5 #1 NORTHWEST 0.01 5.82 1.95 0.28 0.00 1.95 0.00 0.01 41365 41363 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 McKenzie 230/115 #1 NORTHWEST 0.01 2.06 3.49 0.49 0.03 6.33 0.01 5.67 46293 46292 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Gresham 230/115 #1 NORTHWEST 0.020 5.089 1.572 0.449 0.007 1.775 0.003 1.470 43215 43219 0 0 1 Gwye Gwye Unknown 0.28 40043 40041 0 0 3 0.48 3 -400 Baseline with All Available Data 0 Massachusetts 230/115 #1 NORTHWEST 0.02 5.80 1.66 0.47 0.01 2.50 0.01 2.95 46435 46433 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Allston 230/115 #3 NORTHWEST 0.01 2.67 2.03 0.48 0.02 4.04 0.01 4.20 40043 40041 0 0 3 Gwye Gwye Core, Three Phase Generic 0.23
0 Maupin 230/69 #1 NORTHWEST 0.020 5.027 1.595 0.458 0.006 1.560 0.000 0.129 40709 40707 0 0 1 Unknown Unknown Unknown 0.28 47857 47966 0 0 1 0.48 3 -400 Baseline with All Available Data 0 Orenco 115/59.8 #1 NORTHWEST 0.01 5.78 1.91 0.27 0.00 1.90 0.00 0.15 43381 43379 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Miller 230/34.5 #1 NORTHWEST 0.02 4.93 1.64 0.48 0.01 1.64 0.00 0.00 47857 47966 0 0 1 Unknown Unknown Unknown 0.28
0 Mcloughlin 230/115 #1 NORTHWEST 0.020 5.025 2.816 0.810 0.018 4.397 0.007 3.587 43313 43311 0 0 1 Gwye Gwye Unknown 0.28 41184 41185 0 0 1 0.48 3 -400 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.75 1.92 0.55 0.01 1.92 0.00 0.00 42363 42365 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Bald Mountain 115/69 #1 NORTHWEST 0.03 12.42 4.14 0.48 0.01 4.14 0.00 0.00 41184 41185 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12
0 Fry 230/115 #1 NORTHWEST 0.020 4.939 1.389 0.386 0.006 1.477 0.003 1.462 45111 45109 0 0 1 Gwye Gwye Unknown 0.28 44200 44191 44192 44197 1 0.48 3 -400 Baseline with All Available Data 0 Twin Falls Hydro 115/13.8 #1 NORTHWEST 0.01 5.74 1.91 0.27 0.00 1.91 0.00 0.00 42340 42341 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #1 NORTHWEST 0.02 5.98 1.99 0.48 0.01 1.99 0.00 0.00 44200 44191 44192 44197 1 Gwye Delta Core, Three Phase Generic 0.23
0 Troutdale 230/69 #1 NORTHWEST 0.020 4.937 0.494 0.139 0.000 0.000 0.002 1.646 45303 45297 0 0 1 Delta Gwye Unknown 0.28 40624 47568 0 0 1 0.47 3 -400 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.02 5.72 1.91 0.38 0.01 1.91 0.00 0.00 67512 67513 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Lancaster 230/18 #1 NORTHWEST 0.02 5.13 1.71 0.47 0.01 1.71 0.00 0.00 40624 47568 0 0 1 Unknown Unknown Unknown 0.28
0 Miller 230/34.5 #1 NORTHWEST 0.020 4.932 1.644 0.479 0.007 1.644 0.000 0.000 47857 47966 0 0 1 Unknown Unknown Unknown 0.28 47100 47104 0 0 T1 0.47 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 5.72 1.91 0.56 0.01 1.91 0.00 0.00 47830 47834 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T1 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47100 47104 0 0 T1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Dworshak 115/13.8 #1 NORTHWEST 0.019 9.590 3.197 0.371 0.006 3.197 0.000 0.000 40367 40361 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 46435 46433 0 0 1 0.47 3 -400 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.71 1.90 0.54 0.01 1.90 0.00 0.00 42363 42370 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Massachusetts 230/115 #1 NORTHWEST 0.02 5.80 1.66 0.47 0.01 2.50 0.01 2.95 46435 46433 0 0 1 Gwye Gwye Unknown 0.28
0 Moscow 115/115 #1 NORTHWEST 0.019 9.589 3.196 0.449 0.003 1.593 0.004 1.823 48251 48247 0 0 1 Unknown Unknown Unknown 0.14 47100 47105 0 0 T2 0.47 3 -400 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.69 1.90 0.26 0.00 1.90 0.00 0.00 42130 42132 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T2 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47100 47105 0 0 T2 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Green Springs 115/69 #1 NORTHWEST 0.019 9.435 3.145 0.455 0.006 3.145 0.000 0.000 45125 45213 0 0 1 Gwye Gwye Unknown 0.14 47102 47106 0 0 T3 0.47 3 -400 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.69 1.90 0.26 0.00 1.90 0.00 0.00 42130 42131 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T3 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47106 0 0 T3 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Amps 230/69 #1 PACE 0.019 4.845 1.615 0.441 0.006 1.615 0.000 0.000 65025 65026 0 0 1 Unknown Unknown Unknown 0.28 47102 47107 0 0 T4 0.47 3 -400 Baseline with All Available Data 0 Weed Junction 115/69 #1 NORTHWEST 0.01 5.67 1.89 0.27 0.00 1.89 0.00 0.00 44961 45525 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T4 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47107 0 0 T4 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.019 4.817 1.606 0.462 0.006 1.606 0.000 0.000 40280 40279 0 0 1 Unknown Unknown Unknown 0.28 44201 44193 44194 44198 2 0.47 3 -400 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.05 5.65 1.88 2.25 0.02 1.88 0.00 0.00 45262 45450 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #2 NORTHWEST 0.02 5.86 1.95 0.47 0.01 1.95 0.00 0.00 44201 44193 44194 44198 2 Gwye Delta Core, Three Phase Generic 0.23
0 Cold Springs 230/69 #1 NORTHWEST 0.019 4.701 0.470 0.135 0.000 0.000 0.002 1.567 45051 45050 0 0 1 Delta Gwye Unknown 0.28 47102 47108 0 0 T5 0.47 3 -400 Baseline with All Available Data 0 COB Energy Facility 500/18 #1 NORTHWEST 0.05 5.65 1.88 2.25 0.02 1.88 0.00 0.00 45262 45451 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/14.4 #T5 NORTHWEST 0.04 10.11 3.37 0.47 0.01 3.37 0.00 0.00 47102 47108 0 0 T5 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Gresham 230/115 #1 NORTHWEST 0.019 4.684 1.098 0.314 0.014 3.566 0.010 5.046 43215 43217 0 0 1 Gwye Gwye Unknown 0.28 44164 44145 44146 44157 1 0.47 3 -400 Baseline with All Available Data 0 Sand Dunes 230/115 #1 NORTHWEST 0.02 5.64 1.84 0.51 0.01 1.83 0.00 0.53 46089 46087 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.01 2.64 0.88 0.47 0.00 0.88 0.00 0.00 44164 44145 44146 44157 1 Gwye Delta Single Phase 0.51
0 Redmond 230/115 #2 NORTHWEST 0.019 4.671 1.861 0.519 0.009 2.208 0.002 0.811 40875 40873 0 0 2 Unknown Unknown Unknown 0.28 40280 40279 0 0 1 0.46 3 -400 Baseline with All Available Data 0 Detroit 230/13.8 #1 NORTHWEST 0.02 5.64 1.88 0.98 0.01 1.88 0.00 0.00 40345 40344 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.02 4.82 1.61 0.46 0.01 1.61 0.00 0.00 40280 40279 0 0 1 Unknown Unknown Unknown 0.28
0 Dran 230/138 #1 IDAHO 0.019 4.652 1.402 0.190 0.005 1.316 0.002 0.859 60130 61223 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 45588 45589 0 0 1 0.46 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #5 NORTHWEST 0.02 5.64 1.88 0.52 0.01 1.88 0.00 0.00 46484 46472 0 0 5 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Parish Gap 230/69 #1 NORTHWEST 0.03 6.38 1.66 0.46 0.01 1.55 0.00 1.20 45588 45589 0 0 1 Gwye Gwye Unknown 0.28
0 Hanly Road 115/115 #1 NORTHWEST 0.018 8.852 2.951 0.420 0.006 2.953 0.000 0.002 47165 47166 0 0 1 Unknown Unknown Unknown 0.14 48251 48247 0 0 1 0.46 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #6 NORTHWEST 0.02 5.64 1.88 0.52 0.01 1.88 0.00 0.00 46486 46474 0 0 6 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Moscow 115/115 #1 NORTHWEST 0.02 9.75 3.25 0.46 0.00 1.58 0.00 1.83 48251 48247 0 0 1 Unknown Unknown Unknown 0.14
0 Rocky Reach 230/115 #2 NORTHWEST 0.018 4.629 0.195 0.027 0.006 1.515 0.006 3.040 46831 46821 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 40709 40707 0 0 1 0.46 3 -400 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.63 1.88 0.27 0.00 1.88 0.00 0.00 42030 42032 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Maupin 230/69 #1 NORTHWEST 0.02 5.03 1.60 0.46 0.01 1.56 0.00 0.13 40709 40707 0 0 1 Unknown Unknown Unknown 0.28
0 Redmond 230/115 #1 NORTHWEST 0.018 4.607 1.861 0.528 0.009 2.233 0.002 0.866 40875 40874 0 0 1 Unknown Unknown Unknown 0.28 45125 45213 0 0 1 0.46 3 -400 Baseline with All Available Data 0 Detroit 230/13.8 #2 NORTHWEST 0.02 5.63 1.88 0.98 0.01 1.88 0.00 0.00 40345 40344 0 0 2 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Green Springs 115/69 #1 NORTHWEST 0.02 9.44 3.15 0.46 0.01 3.15 0.00 0.00 45125 45213 0 0 1 Gwye Gwye Unknown 0.14
0 Keeler 230/115 #1 NORTHWEST 0.018 4.569 2.907 0.692 0.018 4.517 0.007 3.405 40599 40597 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 42500 42511 0 0 2 0.45 3 -400 Baseline with All Available Data 0 Wild Horse Project 230/34.5 #1 NORTHWEST 0.02 5.61 1.87 0.54 0.01 1.87 0.00 0.00 42363 42364 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Talbot 230/115 #2 NORTHWEST 0.03 7.95 1.56 0.45 0.01 1.18 0.01 2.62 42500 42511 0 0 2 Gwye Gwye Unknown 0.28
0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.018 4.531 1.510 0.798 0.006 1.510 0.000 0.000 44165 44147 44148 44158 1 Gwye Delta Single Phase 0.51 61829 60255 0 0 1 0.45 3 -400 Baseline with All Available Data 0 Talbot 230/115 #1 NORTHWEST 0.02 5.60 1.81 0.53 0.01 2.52 0.01 2.54 42501 42512 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Amalgamated Sugar- Nampa 230/138 #1 IDAHO 0.03 8.61 3.37 0.45 0.02 4.11 0.00 1.25 61829 60255 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Dran 230/138 #2 IDAHO 0.018 4.519 1.471 0.199 0.006 1.568 0.002 0.895 60130 61223 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 43215 43219 0 0 1 0.45 3 -400 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.02 5.59 1.86 0.53 0.01 1.86 0.00 0.00 40671 41228 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Gresham 230/115 #1 NORTHWEST 0.02 5.09 1.57 0.45 0.01 1.78 0.00 1.47 43215 43219 0 0 1 Gwye Gwye Unknown 0.28
0 Intalco 230/13.8 #3 NORTHWEST 0.018 4.490 1.497 0.426 0.006 1.497 0.000 0.000 40573 41216 0 0 3 Unknown Unknown Unknown 0.28 65025 65026 0 0 1 0.45 3 -400 Baseline with All Available Data 0 Northeast (WWPC) 115/13.8 #1 NORTHWEST 0.01 5.57 1.86 0.26 0.00 1.86 0.00 0.00 48277 48275 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Amps 230/69 #1 PACE 0.02 4.85 1.62 0.45 0.01 1.62 0.00 0.00 65025 65026 0 0 1 Unknown Unknown Unknown 0.28
0 Libby - USCEPD 230/115 #1 NORTHWEST 0.018 4.473 1.739 0.416 0.014 3.521 0.008 4.135 40657 40655 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 43527 43525 0 0 1 0.44 3 -400 Baseline with All Available Data 0 Cushman 1 115/13.2 #1 NORTHWEST 0.01 5.56 1.85 0.49 0.00 1.85 0.00 0.00 46613 46790 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Sherwood 230/115 #1 NORTHWEST 0.03 7.69 1.54 0.44 0.01 3.10 0.01 4.80 43527 43525 0 0 1 Gwye Gwye Unknown 0.28
0 Port Of Washington 230/18 #1 NORTHWEST 0.018 4.454 1.485 0.422 0.006 1.485 0.000 0.000 43909 43905 0 0 1 Gwye Delta Unknown 0.28 45203 45348 0 0 1 0.44 3 -400 Baseline with All Available Data 0 Cushman 1 115/13.2 #1 NORTHWEST 0.01 5.56 1.85 0.49 0.00 1.85 0.00 0.00 46613 46789 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Mile Hi 115/69 #1 NORTHWEST 0.02 10.33 3.44 0.44 0.01 3.44 0.00 0.00 45203 45348 0 0 1 Gwye Gwye Unknown 0.14
0 Oak Grove (PGE) 115/35 #1 NORTHWEST 0.017 8.306 2.769 0.390 0.006 2.769 0.000 0.000 43372 43373 0 0 1 Gwye Delta Unknown 0.14 40485 40484 0 0 1 0.44 3 -400 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.55 1.85 0.26 0.00 1.85 0.00 0.00 42030 42031 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Green Peter 115/13.8 #1 NORTHWEST 0.02 11.39 3.80 0.44 0.01 3.80 0.00 0.00 40485 40484 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 C.J. Strike 138/13.8 #1 IDAHO 0.017 7.141 2.380 0.550 0.006 2.380 0.000 0.000 60320 60322 0 0 1 Gwye Delta Three Phase Shell 0.23 40573 41216 0 0 3 0.43 3 -400 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.02 5.54 1.85 0.49 0.01 1.85 0.00 0.00 40787 48287 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #3 NORTHWEST 0.02 4.49 1.50 0.43 0.01 1.50 0.00 0.00 40573 41216 0 0 3 Unknown Unknown Unknown 0.28
0 C.J. Strike 138/13.8 #1 IDAHO 0.017 7.135 2.378 0.549 0.006 2.378 0.000 0.000 60320 60323 0 0 1 Gwye Delta Three Phase Shell 0.23 43541 43737 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Massachusetts 230/115 #2 NORTHWEST 0.02 5.54 3.10 0.87 0.02 5.70 0.01 5.78 46435 46433 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.02 4.07 1.49 0.42 0.01 1.67 0.00 0.69 43541 43737 0 0 1 Gwye Gwye Unknown 0.28
0 C.J. Strike 138/13.8 #1 IDAHO 0.017 7.135 2.378 0.549 0.006 2.378 0.000 0.000 60320 60321 0 0 1 Gwye Delta Three Phase Shell 0.23 43909 43905 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.52 1.84 0.26 0.00 1.84 0.00 0.00 42030 42033 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Port Of Washington 230/18 #1 NORTHWEST 0.02 4.45 1.49 0.42 0.01 1.49 0.00 0.00 43909 43905 0 0 1 Gwye Delta Unknown 0.28
0 Bothell 230/115 #3 NORTHWEST 0.017 4.373 2.893 0.827 0.021 5.337 0.010 5.244 46403 46401 0 0 3 Gwye Gwye Unknown 0.28 40805 40803 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Massachusetts 230/115 #3 NORTHWEST 0.02 5.52 3.10 0.87 0.02 5.71 0.01 5.79 46435 46433 0 0 3 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Oregon City 115/59.8 #1 NORTHWEST 0.01 4.91 1.64 0.42 0.00 1.64 0.00 0.00 40805 40803 0 0 1 Gwye Gwye Single Phase 0.25
0 Bothell 230/115 #2 NORTHWEST 0.017 4.373 2.893 0.827 0.021 5.337 0.010 5.244 46403 46401 0 0 2 Gwye Gwye Unknown 0.28 40899 40897 0 0 2 0.42 3 -400 Baseline with All Available Data 0 Swan Falls 138/6.9 #1 IDAHO 0.01 5.51 1.84 0.15 0.00 1.84 0.00 0.00 60332 60331 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 6 +550 Baseline with All Available Data 0 J.D. Ross 230/115 #2 NORTHWEST 0.01 2.40 1.80 0.42 0.01 2.97 0.01 2.42 40899 40897 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23
0 Round Butte 230/13.8 #1 NORTHWEST 0.017 4.357 1.452 0.416 0.006 1.452 0.000 0.000 43483 43488 0 0 1 Gwye Delta Unknown 0.28 47165 47166 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Beaver 230/13.8 #1 NORTHWEST 0.02 5.48 1.83 0.53 0.01 1.83 0.00 0.00 43021 43018 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Hanly Road 115/115 #1 NORTHWEST 0.02 8.85 2.95 0.42 0.01 2.95 0.00 0.00 47165 47166 0 0 1 Unknown Unknown Unknown 0.14
0 Round Butte 230/13.8 #1 NORTHWEST 0.017 4.357 1.452 0.416 0.006 1.452 0.000 0.000 43483 43490 0 0 1 Gwye Delta Unknown 0.28 47830 47835 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Cove 230/69 #2 NORTHWEST 0.02 5.40 1.80 0.51 0.01 1.80 0.00 0.00 45128 45130 0 0 2 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 4.28 1.43 0.42 0.01 1.43 0.00 0.00 47830 47835 0 0 1 Unknown Unknown Unknown 0.28
0 Round Butte 230/13.8 #1 NORTHWEST 0.017 4.344 1.448 0.415 0.006 1.448 0.000 0.000 43482 43486 0 0 1 Gwye Delta Unknown 0.28 47830 47833 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Monitor 230/59.8 #1 NORTHWEST 0.02 5.39 2.11 0.60 0.01 2.46 0.00 2.15 43329 43327 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 4.28 1.43 0.42 0.01 1.43 0.00 0.00 47830 47833 0 0 1 Unknown Unknown Unknown 0.28
0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.017 4.324 1.441 0.402 0.006 1.441 0.000 0.000 47572 47571 0 0 1 Unknown Unknown Unknown 0.28 43483 43490 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Lone Pine 230/69/13.8 #1 NORTHWEST 0.02 5.36 1.91 0.54 0.01 1.97 0.00 0.19 45183 45179 45308 45310 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.36 1.45 0.42 0.01 1.45 0.00 0.00 43483 43490 0 0 1 Gwye Delta Unknown 0.28
0 Bonneville 230/13.8 #1 NORTHWEST 0.017 4.295 1.432 0.735 0.006 1.432 0.000 0.000 44014 44002 0 0 1 Gwye Delta Single Phase 0.51 43483 43488 0 0 1 0.42 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #2 NORTHWEST 0.01 5.33 1.78 0.20 0.00 1.78 0.00 0.00 40565 40560 0 0 2 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.36 1.45 0.42 0.01 1.45 0.00 0.00 43483 43488 0 0 1 Gwye Delta Unknown 0.28
0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.017 4.283 1.428 0.420 0.006 1.428 0.000 0.000 47830 47835 0 0 1 Unknown Unknown Unknown 0.28 40657 40655 0 0 1 0.42 3 -400 Baseline with All Available Data 0 O'Brien 230/115 #1 NORTHWEST 0.02 5.32 1.27 0.37 0.01 1.25 0.00 1.69 42503 42513 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Libby - USCEPD 230/115 #1 NORTHWEST 0.02 4.47 1.74 0.42 0.01 3.52 0.01 4.14 40657 40655 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.017 4.283 1.428 0.420 0.006 1.428 0.000 0.000 47830 47833 0 0 1 Unknown Unknown Unknown 0.28 44122 44101 44102 44115 1 0.42 3 -400 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.31 1.77 0.24 0.00 1.77 0.00 0.00 42130 42133 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.34 0.78 0.42 0.00 0.78 0.00 0.00 44122 44101 44102 44115 1 Gwye Delta Single Phase 0.51
0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.017 4.189 1.396 0.738 0.006 1.396 0.000 0.000 44163 44143 44144 44156 1 Gwye Delta Single Phase 0.51 43482 43486 0 0 1 0.42 3 -400 Baseline with All Available Data 0 La Pine 230/115 #1 NORTHWEST 0.02 5.31 0.99 0.24 0.00 0.64 0.00 1.79 40635 40633 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.34 1.45 0.42 0.01 1.45 0.00 0.00 43482 43486 0 0 1 Gwye Delta Unknown 0.28
0 Intalco 230/13.8 #6 NORTHWEST 0.017 4.186 1.395 0.398 0.006 1.395 0.000 0.000 40573 41219 0 0 6 Unknown Unknown Unknown 0.28 45093 45091 0 0 2 0.41 3 -400 Baseline with All Available Data 0 Foster 115/4.2/4.2 #1 NORTHWEST 0.01 5.31 1.77 0.20 0.00 1.77 0.00 0.00 40435 44031 44032 44033 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Dixonville 230/115 #2 NORTHWEST 0.01 3.51 1.43 0.41 0.01 1.81 0.00 1.06 45093 45091 0 0 2 Gwye Gwye Unknown 0.28
0 Bonneville 230/13.8 #1 NORTHWEST 0.017 4.182 1.394 0.721 0.006 1.394 0.000 0.000 44015 44004 0 0 1 Gwye Delta Single Phase 0.51 45093 45091 0 0 1 0.41 3 -400 Baseline with All Available Data 0 Grand Coulee 230/115 #1 NORTHWEST 0.02 5.29 0.25 0.07 0.01 2.26 0.01 4.02 41356 40281 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Dixonville 230/115 #1 NORTHWEST 0.01 3.51 1.43 0.41 0.01 1.81 0.00 1.06 45093 45091 0 0 1 Gwye Gwye Unknown 0.28
0 Bonneville 230/13.8 #1 NORTHWEST 0.017 4.182 1.394 0.712 0.006 1.394 0.000 0.000 44015 44003 0 0 1 Gwye Delta Single Phase 0.51 44123 44103 44104 44116 1 0.41 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #1 NORTHWEST 0.01 5.24 1.75 0.20 0.00 1.75 0.00 0.00 40565 40559 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.31 0.77 0.41 0.00 0.77 0.00 0.00 44123 44103 44104 44116 1 Gwye Delta Single Phase 0.51
0 Olympia 230/115 #2 NORTHWEST 0.017 4.182 1.205 0.289 0.007 1.855 0.004 2.248 40792 40790 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 43541 43555 0 0 1 0.41 3 -400 Baseline with All Available Data 0 Lucky Peak 138/13.8 #1 IDAHO 0.01 5.19 1.73 0.30 0.00 1.73 0.00 0.00 60215 61816 0 0 1 Gwye Delta Unknown 0.17 6 +550 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.02 6.13 1.41 0.41 0.02 4.23 0.01 6.04 43541 43555 0 0 1 Gwye Gwye Unknown 0.28
0 Port Angeles 115/69 #1 NORTHWEST 0.016 8.156 2.719 0.687 0.005 2.719 0.000 0.000 40843 40841 0 0 1 Gwye Delta Single Phase 0.25 43193 43191 0 0 1 0.40 3 -400 Baseline with All Available Data 0 Lucky Peak 138/13.8 #1 IDAHO 0.01 5.19 1.73 0.30 0.00 1.73 0.00 0.00 60215 61817 0 0 1 Gwye Delta Unknown 0.17 6 +550 Baseline with All Available Data 0 Faraday 115/59.8 #1 NORTHWEST 0.01 4.95 2.81 0.40 0.01 4.06 0.00 2.48 43193 43191 0 0 1 Gwye Gwye Unknown 0.14
0 Snoqualmie 115/6.9 #1 NORTHWEST 0.016 8.037 2.679 0.377 0.005 2.679 0.000 0.000 42335 42336 0 0 1 Gwye Delta Unknown 0.14 40573 41219 0 0 6 0.40 3 -400 Baseline with All Available Data 0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.14 1.72 0.23 0.00 1.72 0.00 0.00 42720 42722 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #6 NORTHWEST 0.02 4.19 1.40 0.40 0.01 1.40 0.00 0.00 40573 41219 0 0 6 Unknown Unknown Unknown 0.28
0 Castle 115/69 #1 NORTHWEST 0.016 8.014 2.671 0.373 0.005 2.671 0.000 0.000 47406 47407 0 0 1 Gwye Gwye Unknown 0.14 40021 40017 0 0 1 0.39 3 -400 Baseline with All Available Data 0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.14 1.72 0.23 0.00 1.72 0.00 0.00 42720 42721 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Addy 230/115 #1 NORTHWEST 0.02 4.12 1.65 0.39 0.01 2.14 0.00 1.42 40021 40017 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 La Grande 115/6.6 #1 NORTHWEST 0.016 7.962 2.654 0.378 0.005 2.654 0.000 0.000 46734 46732 0 0 1 Gwye Delta Unknown 0.14 43372 43373 0 0 1 0.39 3 -400 Baseline with All Available Data 0 Lancaster 230/18 #1 NORTHWEST 0.02 5.13 1.71 0.47 0.01 1.71 0.00 0.00 40624 47568 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Oak Grove (PGE) 115/35 #1 NORTHWEST 0.02 8.31 2.77 0.39 0.01 2.77 0.00 0.00 43372 43373 0 0 1 Gwye Delta Unknown 0.14
0 Krain Corner 115/57.5 #1 NORTHWEST 0.016 7.894 2.631 0.366 0.005 2.631 0.000 0.000 42509 42510 0 0 1 Gwye Delta Unknown 0.14 40095 40093 0 0 2 0.39 3 -400 Baseline with All Available Data 0 Rathdrum Power LLC 230/115 #1 NORTHWEST 0.02 5.12 1.73 0.49 0.01 1.79 0.00 0.53 48357 48355 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Bellingham Division 230/115 #2 NORTHWEST 0.01 3.04 1.35 0.39 0.01 1.73 0.00 0.82 40095 40093 0 0 2 Gwye Gwye Unknown 0.28
0 Cedar Falls (SCL) 115/6.6 #1 NORTHWEST 0.016 7.808 2.603 0.365 0.005 2.603 0.000 0.000 42125 42126 0 0 1 Gwye Delta Unknown 0.14 45111 45109 0 0 1 0.39 3 -400 Baseline with All Available Data 0 Gresham 230/115 #1 NORTHWEST 0.02 5.09 1.57 0.45 0.01 1.78 0.00 1.47 43215 43219 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Fry 230/115 #1 NORTHWEST 0.02 4.94 1.39 0.39 0.01 1.48 0.00 1.46 45111 45109 0 0 1 Gwye Gwye Unknown 0.28
0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.016 5.723 1.908 0.380 0.005 1.908 0.000 0.000 67512 67513 0 0 1 Unknown Unknown Unknown 0.19 40573 41217 0 0 4 0.39 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #6 NORTHWEST 0.01 5.09 1.70 0.19 0.00 1.70 0.00 0.00 40569 40564 0 0 6 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #4 NORTHWEST 0.02 4.06 1.35 0.39 0.01 1.35 0.00 0.00 40573 41217 0 0 4 Unknown Unknown Unknown 0.28
0 Addy 230/115 #1 NORTHWEST 0.016 4.122 1.647 0.390 0.009 2.140 0.003 1.424 40021 40017 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40573 41218 0 0 5 0.39 3 -400 Baseline with All Available Data 0 Greenwood 115/13 #1 NORTHWEST 0.01 5.09 1.70 0.24 0.00 1.70 0.00 0.00 48143 48229 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #5 NORTHWEST 0.02 4.06 1.35 0.39 0.01 1.35 0.00 0.00 40573 41218 0 0 5 Unknown Unknown Unknown 0.28
0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.016 4.108 1.369 0.724 0.005 1.369 0.000 0.000 44162 44141 44142 44155 1 Gwye Delta Single Phase 0.51 44126 44107 44108 44118 1 0.38 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #5 NORTHWEST 0.01 5.03 1.68 0.19 0.00 1.68 0.00 0.00 40569 40563 0 0 5 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.15 0.72 0.38 0.00 0.72 0.00 0.00 44126 44107 44108 44118 1 Gwye Delta Single Phase 0.51
0 Sno-king 230/115 #2 NORTHWEST 0.016 4.087 0.768 0.106 0.004 1.048 0.004 1.885 41008 41014 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 44124 44105 44106 44117 1 0.38 3 -400 Baseline with All Available Data 0 Maupin 230/69 #1 NORTHWEST 0.02 5.03 1.60 0.46 0.01 1.56 0.00 0.13 40709 40707 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.14 0.71 0.38 0.00 0.71 0.00 0.00 44124 44105 44106 44117 1 Gwye Delta Single Phase 0.51
0 St. Marys 230/115 #1 NORTHWEST 0.016 4.065 1.485 0.424 0.007 1.669 0.001 0.688 43541 43737 0 0 1 Gwye Gwye Unknown 0.28 44059 44047 0 0 1 0.38 3 -400 Baseline with All Available Data 0 Naches 115/12.5 #1 NORTHWEST 0.01 5.03 1.68 0.23 0.00 1.68 0.00 0.00 45211 45361 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 2.16 0.72 0.38 0.00 0.72 0.00 0.00 44059 44047 0 0 1 Gwye Delta Single Phase 0.51
0 Intalco 230/13.8 #4 NORTHWEST 0.016 4.061 1.354 0.386 0.005 1.354 0.000 0.000 40573 41217 0 0 4 Unknown Unknown Unknown 0.28 67512 67513 0 0 1 0.38 3 -400 Baseline with All Available Data 0 Mcloughlin 230/115 #1 NORTHWEST 0.02 5.03 2.82 0.81 0.02 4.40 0.01 3.59 43313 43311 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.02 5.72 1.91 0.38 0.01 1.91 0.00 0.00 67512 67513 0 0 1 Unknown Unknown Unknown 0.19
0 Intalco 230/13.8 #5 NORTHWEST 0.016 4.061 1.354 0.386 0.005 1.354 0.000 0.000 40573 41218 0 0 5 Unknown Unknown Unknown 0.28 46734 46732 0 0 1 0.38 3 -400 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.02 1.67 0.23 0.00 1.67 0.00 0.00 42110 42115 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 La Grande 115/6.6 #1 NORTHWEST 0.02 7.96 2.65 0.38 0.01 2.65 0.00 0.00 46734 46732 0 0 1 Gwye Delta Unknown 0.14
0 Grants Pass 230/115 #3 NORTHWEST 0.016 4.048 2.017 0.579 0.013 3.262 0.006 2.965 45123 45121 0 0 3 Gwye Gwye Unknown 0.28 42335 42336 0 0 1 0.38 3 -400 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 4.99 1.66 0.23 0.00 1.66 0.00 0.00 42110 42114 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Snoqualmie 115/6.9 #1 NORTHWEST 0.02 8.04 2.68 0.38 0.01 2.68 0.00 0.00 42335 42336 0 0 1 Gwye Delta Unknown 0.14
0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.016 3.917 1.306 0.359 0.005 1.306 0.000 0.000 42113 42112 0 0 1 Unknown Unknown Unknown 0.28 40939 45475 0 0 1 0.38 3 -400 Baseline with All Available Data 0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.02 4.97 1.66 0.46 0.01 1.66 0.00 0.00 44911 45332 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Santiam 230/69 #1 NORTHWEST 0.01 1.33 1.33 0.38 0.01 2.05 0.00 2.44 40939 45475 0 0 1 Gwye Gwye Unknown 0.28
0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.016 3.906 1.302 0.356 0.005 1.302 0.000 0.000 42113 42111 0 0 1 Gwye Delta Unknown 0.28 43123 43111 43119 43115 1 0.38 3 -400 Baseline with All Available Data 0 Faraday 115/59.8 #1 NORTHWEST 0.01 4.95 2.81 0.40 0.01 4.06 0.00 2.48 43193 43191 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.01 0.95 0.32 0.38 0.00 0.32 0.00 0.00 43123 43111 43119 43115 1 Gwye Delta Unknown 1.10
0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.016 1.901 0.634 0.753 0.005 0.634 0.000 0.000 47731 47736 47737 47733 1 Unknown Unknown Unknown 1.10 40367 40361 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Fry 230/115 #1 NORTHWEST 0.02 4.94 1.39 0.39 0.01 1.48 0.00 1.46 45111 45109 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Dworshak 115/13.8 #1 NORTHWEST 0.02 9.66 3.22 0.37 0.01 3.22 0.00 0.00 40367 40361 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.016 1.901 0.634 0.753 0.005 0.634 0.000 0.000 47731 47734 47735 47732 1 Unknown Unknown Unknown 1.10 47406 47407 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Troutdale 230/69 #1 NORTHWEST 0.02 4.94 0.49 0.14 0.00 0.00 0.00 1.65 45303 45297 0 0 1 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Castle 115/69 #1 NORTHWEST 0.02 8.01 2.67 0.37 0.01 2.67 0.00 0.00 47406 47407 0 0 1 Gwye Gwye Unknown 0.14
0 Kettle Falls 115/13.8 #1 NORTHWEST 0.015 7.764 2.588 0.366 0.005 2.588 0.000 0.000 48175 48173 0 0 1 Unknown Unknown Unknown 0.14 65850 65851 0 0 2 0.37 3 -400 Baseline with All Available Data 0 Miller 230/34.5 #1 NORTHWEST 0.02 4.93 1.64 0.48 0.01 1.64 0.00 0.00 47857 47966 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Jefferson 161/69 #2 PACE 0.02 8.10 1.97 0.37 0.00 1.42 0.00 1.28 65850 65851 0 0 2 Unknown Unknown Unknown 0.19
0 Cornelius 115/59.8 #1 NORTHWEST 0.015 7.621 2.490 0.349 0.005 2.463 0.000 0.303 43109 43107 0 0 1 Gwye Gwye Unknown 0.14 42503 42513 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Oregon City 115/59.8 #1 NORTHWEST 0.01 4.91 1.64 0.42 0.00 1.64 0.00 0.00 40805 40803 0 0 1 Gwye Gwye Single Phase 0.25 6 +550 Baseline with All Available Data 0 O'Brien 230/115 #1 NORTHWEST 0.02 5.32 1.27 0.37 0.01 1.25 0.00 1.69 42503 42513 0 0 1 Gwye Gwye Unknown 0.28
0 Cushman 2 115/12.6 #1 NORTHWEST 0.015 7.566 2.522 0.362 0.005 2.522 0.000 0.000 46682 46791 0 0 1 Gwye Delta Unknown 0.14 48175 48173 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Post Falls 115/2.4 #1 NORTHWEST 0.01 4.90 1.63 0.23 0.00 1.63 0.00 0.00 48329 48331 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Kettle Falls 115/13.8 #1 NORTHWEST 0.02 7.76 2.59 0.37 0.01 2.59 0.00 0.00 48175 48173 0 0 1 Unknown Unknown Unknown 0.14
0 Cushman 2 115/12.6 #1 NORTHWEST 0.015 7.281 2.427 0.348 0.005 2.427 0.000 0.000 46681 46791 0 0 1 Gwye Delta Unknown 0.14 47572 47571 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Amps 230/69 #1 PACE 0.02 4.85 1.62 0.44 0.01 1.62 0.00 0.00 65025 65026 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.02 3.94 1.31 0.37 0.01 1.31 0.00 0.00 47572 47571 0 0 1 Unknown Unknown Unknown 0.28
0 Linneman 230/115 #1 NORTHWEST 0.015 3.877 0.521 0.149 0.008 1.919 0.006 3.099 43291 43289 0 0 1 Gwye Gwye Unknown 0.28 40573 41220 0 0 7 0.37 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.02 4.82 1.61 0.46 0.01 1.61 0.00 0.00 40280 40279 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #7 NORTHWEST 0.02 3.84 1.28 0.37 0.01 1.28 0.00 0.00 40573 41220 0 0 7 Unknown Unknown Unknown 0.28
0 Grants Pass 230/115 #1 NORTHWEST 0.015 3.854 1.920 0.551 0.012 3.106 0.006 2.823 45123 45121 0 0 1 Gwye Gwye Unknown 0.28 42509 42510 0 0 1 0.37 3 -400 Baseline with All Available Data 0 Dran 230/138 #1 IDAHO 0.02 4.71 1.42 0.19 0.01 1.32 0.00 0.85 60130 61223 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Krain Corner 115/57.5 #1 NORTHWEST 0.02 7.89 2.63 0.37 0.01 2.63 0.00 0.00 42509 42510 0 0 1 Gwye Delta Unknown 0.14
0 Bellingham Division 230/115 #1 NORTHWEST 0.015 3.849 2.560 0.611 0.015 3.888 0.005 2.683 40095 40093 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 42125 42126 0 0 1 0.36 3 -400 Baseline with All Available Data 0 Cold Springs 230/69 #1 NORTHWEST 0.02 4.71 0.47 0.14 0.00 0.00 0.00 1.57 45051 45050 0 0 1 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Cedar Falls (SCL) 115/6.6 #1 NORTHWEST 0.02 7.81 2.60 0.36 0.01 2.60 0.00 0.00 42125 42126 0 0 1 Gwye Delta Unknown 0.14
0 Intalco 230/13.8 #7 NORTHWEST 0.015 3.840 1.280 0.365 0.005 1.280 0.000 0.000 40573 41220 0 0 7 Unknown Unknown Unknown 0.28 46682 46791 0 0 1 0.36 3 -400 Baseline with All Available Data 0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.02 4.71 1.57 0.44 0.01 1.57 0.00 0.00 47572 47571 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Cushman 2 115/12.6 #1 NORTHWEST 0.02 7.57 2.52 0.36 0.01 2.52 0.00 0.00 46682 46791 0 0 1 Gwye Delta Unknown 0.14
0 Hermiston Power Project 230/18 #1 NORTHWEST 0.015 3.806 1.269 0.350 0.005 1.269 0.000 0.000 45137 45456 0 0 1 Unknown Unknown Unknown 0.28 42113 42112 0 0 1 0.36 3 -400 Baseline with All Available Data 0 Headwork 115/13.8 #1 NORTHWEST 0.01 4.69 1.56 0.24 0.00 1.56 0.00 0.00 48149 46619 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.02 3.92 1.31 0.36 0.01 1.31 0.00 0.00 42113 42112 0 0 1 Unknown Unknown Unknown 0.28
0 Hermiston Power Project 230/18 #1 NORTHWEST 0.015 3.806 1.269 0.350 0.005 1.269 0.000 0.000 45137 45454 0 0 1 Unknown Unknown Unknown 0.28 42113 42111 0 0 1 0.36 3 -400 Baseline with All Available Data 0 Gresham 230/115 #1 NORTHWEST 0.02 4.68 1.10 0.31 0.01 3.57 0.01 5.05 43215 43217 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.02 3.91 1.30 0.36 0.01 1.30 0.00 0.00 42113 42111 0 0 1 Gwye Delta Unknown 0.28
0 Grants Pass 230/115 #2 NORTHWEST 0.015 3.772 1.879 0.539 0.012 3.040 0.006 2.763 45123 45121 0 0 2 Gwye Gwye Unknown 0.28 40573 41214 0 0 1 0.36 3 -400 Baseline with All Available Data 0 Redmond 230/115 #2 NORTHWEST 0.02 4.67 1.86 0.52 0.01 2.21 0.00 0.81 40875 40873 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #1 NORTHWEST 0.02 3.73 1.25 0.36 0.01 1.25 0.00 0.00 40573 41214 0 0 1 Unknown Unknown Unknown 0.28
0 Frenchman Hills (USBR) 230/115 #1 NORTHWEST 0.015 3.749 0.925 0.257 0.008 2.003 0.006 2.784 46164 46168 0 0 1 Unknown Unknown Unknown 0.28 43109 43107 0 0 1 0.35 3 -400 Baseline with All Available Data 0 Carmen Smith 115/11.5 #1 NORTHWEST 0.01 4.65 1.55 0.11 0.00 1.55 0.00 0.00 46209 46210 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Cornelius 115/59.8 #1 NORTHWEST 0.02 7.62 2.49 0.35 0.01 2.46 0.00 0.30 43109 43107 0 0 1 Gwye Gwye Unknown 0.14
0 Intalco 230/13.8 #1 NORTHWEST 0.015 3.734 1.245 0.355 0.005 1.245 0.000 0.000 40573 41214 0 0 1 Unknown Unknown Unknown 0.28 45137 45454 0 0 1 0.35 3 -400 Baseline with All Available Data 0 Rocky Reach 230/115 #2 NORTHWEST 0.02 4.63 0.20 0.03 0.01 1.52 0.01 3.04 46831 46821 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Hermiston Power Project 230/18 #1 NORTHWEST 0.02 3.80 1.27 0.35 0.01 1.27 0.00 0.00 45137 45454 0 0 1 Unknown Unknown Unknown 0.28
0 Ancient Lake 230/115 #1 NORTHWEST 0.015 3.701 1.000 0.284 0.007 1.654 0.004 2.143 46005 46003 0 0 1 Unknown Unknown Unknown 0.28 45137 45456 0 0 1 0.35 3 -400 Baseline with All Available Data 0 Redmond 230/115 #1 NORTHWEST 0.02 4.61 1.86 0.53 0.01 2.23 0.00 0.87 40875 40874 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Hermiston Power Project 230/18 #1 NORTHWEST 0.02 3.80 1.27 0.35 0.01 1.27 0.00 0.00 45137 45456 0 0 1 Unknown Unknown Unknown 0.28
0 Intalco 230/13.8 #2 NORTHWEST 0.015 3.661 1.220 0.348 0.005 1.220 0.000 0.000 40573 41215 0 0 2 Unknown Unknown Unknown 0.28 46681 46791 0 0 1 0.35 3 -400 Baseline with All Available Data 0 Dran 230/138 #2 IDAHO 0.02 4.58 1.49 0.20 0.01 1.57 0.00 0.88 60130 61223 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Cushman 2 115/12.6 #1 NORTHWEST 0.02 7.28 2.43 0.35 0.01 2.43 0.00 0.00 46681 46791 0 0 1 Gwye Delta Unknown 0.14
0 Scenic 115/69 #1 NORTHWEST 0.014 7.215 2.405 0.339 0.005 2.405 0.000 0.000 45478 45477 0 0 1 Gwye Gwye Unknown 0.14 40573 41215 0 0 2 0.35 3 -400 Baseline with All Available Data 0 Keeler 230/115 #1 NORTHWEST 0.02 4.57 2.91 0.69 0.02 4.52 0.01 3.41 40599 40597 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Intalco 230/13.8 #2 NORTHWEST 0.02 3.66 1.22 0.35 0.01 1.22 0.00 0.00 40573 41215 0 0 2 Unknown Unknown Unknown 0.28
0 Del Norte 115/69 #1 NORTHWEST 0.014 7.199 2.400 0.328 0.005 2.400 0.000 0.000 45085 45385 0 0 1 Gwye Gwye Unknown 0.14 45478 45477 0 0 1 0.34 3 -400 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.53 1.51 0.80 0.01 1.51 0.00 0.00 44165 44147 44148 44158 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Scenic 115/69 #1 NORTHWEST 0.01 7.22 2.41 0.34 0.01 2.41 0.00 0.00 45478 45477 0 0 1 Gwye Gwye Unknown 0.14
0 Del Norte 115/69 #1 NORTHWEST 0.014 7.199 2.400 0.328 0.005 2.400 0.000 0.000 45085 45386 0 0 1 Gwye Gwye Unknown 0.14 40261 40259 0 0 2 0.33 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #3 NORTHWEST 0.02 4.49 1.50 0.43 0.01 1.50 0.00 0.00 40573 41216 0 0 3 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Columbia 230/115 #2 NORTHWEST 0.00 1.03 0.63 0.33 0.01 1.58 0.00 1.90 40261 40259 0 0 2 Gwye Gwye Single Phase 0.51
0 Roza 115/34.5/6.6 #1 NORTHWEST 0.014 6.954 2.318 0.325 0.005 2.318 0.000 0.000 41286 41285 40756 41284 1 Unknown Unknown Unknown 0.14 45085 45386 0 0 1 0.33 3 -400 Baseline with All Available Data 0 Libby - USCEPD 230/115 #1 NORTHWEST 0.02 4.47 1.74 0.42 0.01 3.52 0.01 4.14 40657 40655 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Del Norte 115/69 #1 NORTHWEST 0.01 7.20 2.40 0.33 0.01 2.40 0.00 0.00 45085 45386 0 0 1 Gwye Gwye Unknown 0.14
0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.014 3.554 1.185 0.327 0.005 1.185 0.000 0.000 44856 44855 0 0 1 Gwye Gwye Unknown 0.28 45085 45385 0 0 1 0.33 3 -400 Baseline with All Available Data 0 Port Of Washington 230/18 #1 NORTHWEST 0.02 4.45 1.49 0.42 0.01 1.49 0.00 0.00 43909 43905 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Del Norte 115/69 #1 NORTHWEST 0.01 7.20 2.40 0.33 0.01 2.40 0.00 0.00 45085 45385 0 0 1 Gwye Gwye Unknown 0.14
0 Columbia Falls 230/115 #2 NORTHWEST 0.014 3.512 1.066 0.254 0.004 0.961 0.001 0.314 40249 40247 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 43519 43517 0 0 1 0.33 3 -400 Baseline with All Available Data 0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.04 4.44 1.48 1.76 0.01 1.48 0.00 0.00 43123 48516 48518 48519 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Sellwood 115/59.8 #1 NORTHWEST 0.01 3.38 2.32 0.33 0.01 3.69 0.00 2.68 43519 43517 0 0 1 Gwye Gwye Unknown 0.14
0 Dixonville 230/115 #1 NORTHWEST 0.014 3.505 1.433 0.414 0.007 1.812 0.002 1.064 45093 45091 0 0 1 Gwye Gwye Unknown 0.28 44127 44109 44110 44119 1 0.33 3 -400 Baseline with All Available Data 0 Snoqualmie 115/2 #1 NORTHWEST 0.01 4.43 1.48 0.21 0.00 1.48 0.00 0.00 42330 42331 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 1.83 0.61 0.33 0.00 0.61 0.00 0.00 44127 44109 44110 44119 1 Gwye Delta Single Phase 0.51
0 Dixonville 230/115 #2 NORTHWEST 0.014 3.505 1.433 0.414 0.007 1.812 0.002 1.064 45093 45091 0 0 2 Gwye Gwye Unknown 0.28 46482 46470 0 0 4 0.33 3 -400 Baseline with All Available Data 0 Hanford Generating Project 115/115 #1 NORTHWEST 0.01 4.40 1.47 0.21 0.00 1.47 0.00 0.00 40502 40504 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #4 NORTHWEST 0.01 3.43 1.14 0.33 0.01 1.14 0.00 0.00 46482 46470 0 0 4 Gwye Delta Unknown 0.28
0 Tacoma 230/115 #2 NORTHWEST 0.014 3.472 0.332 0.095 0.005 1.284 0.005 2.350 41049 46631 0 0 2 Gwye Gwye Unknown 0.28 41286 41285 40756 41284 1 0.33 3 -400 Baseline with All Available Data 0 Bothell 230/115 #2 NORTHWEST 0.02 4.37 2.89 0.83 0.02 5.34 0.01 5.24 46403 46401 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Roza 115/34.5/6.6 #1 NORTHWEST 0.01 6.96 2.32 0.33 0.01 2.32 0.00 0.00 41286 41285 40756 41284 1 Unknown Unknown Unknown 0.14
0 Locust 230/138 #2 IDAHO 0.014 3.437 0.544 0.073 0.005 1.270 0.005 2.174 60207 61254 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 44127 44111 44112 44120 1 0.32 3 -400 Baseline with All Available Data 0 Bothell 230/115 #3 NORTHWEST 0.02 4.37 2.89 0.83 0.02 5.34 0.01 5.24 46403 46401 0 0 3 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 1.82 0.61 0.32 0.00 0.61 0.00 0.00 44127 44111 44112 44120 1 Gwye Delta Single Phase 0.51
0 Boundary 230/14.4 #4 NORTHWEST 0.014 3.430 1.143 0.326 0.005 1.143 0.000 0.000 46482 46470 0 0 4 Gwye Delta Unknown 0.28 47260 47290 0 0 1 0.32 3 -400 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.36 1.45 0.42 0.01 1.45 0.00 0.00 43483 43490 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Wauna 230/13.8 #1 NORTHWEST 0.01 3.41 1.14 0.32 0.01 1.14 0.00 0.00 47260 47290 0 0 1 Unknown Unknown Unknown 0.28
0 Big Eddy 230/115 #1 NORTHWEST 0.014 3.407 0.676 0.267 0.010 2.457 0.007 3.593 41341 40107 0 0 1 Gwye Gwye Three Phase Shell 0.38 46478 46466 0 0 2 0.32 3 -400 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.36 1.45 0.42 0.01 1.45 0.00 0.00 43483 43488 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #2 NORTHWEST 0.01 3.36 1.12 0.32 0.00 1.12 0.00 0.00 46478 46466 0 0 2 Gwye Delta Unknown 0.28
0 Wauna 230/13.8 #1 NORTHWEST 0.014 3.406 1.135 0.321 0.005 1.135 0.000 0.000 47260 47290 0 0 1 Unknown Unknown Unknown 0.28 46480 46468 0 0 3 0.32 3 -400 Baseline with All Available Data 0 Parker 115/12.5 #1 NORTHWEST 0.01 4.35 1.45 0.20 0.00 1.45 0.00 0.00 40815 41254 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #3 NORTHWEST 0.01 3.34 1.11 0.32 0.00 1.11 0.00 0.00 46480 46468 0 0 3 Gwye Delta Unknown 0.28
0 McNary 115/69 #1 NORTHWEST 0.013 6.685 1.337 0.154 0.000 0.000 0.003 2.228 40717 40715 0 0 1 Delta Gwye Core, Three Phase Generic 0.12 47486 47490 0 0 1 0.32 3 -400 Baseline with All Available Data 0 Parker 115/12.5 #1 NORTHWEST 0.01 4.35 1.45 0.20 0.00 1.45 0.00 0.00 40815 41246 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.01 3.27 1.09 0.32 0.00 1.09 0.00 0.00 47486 47490 0 0 1 Unknown Unknown Unknown 0.28
0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.013 6.656 2.219 0.148 0.004 2.219 0.000 0.000 45685 45687 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 47486 47487 0 0 1 0.32 3 -400 Baseline with All Available Data 0 Round Butte 230/13.8 #1 NORTHWEST 0.02 4.34 1.45 0.42 0.01 1.45 0.00 0.00 43482 43486 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.01 3.27 1.09 0.32 0.00 1.09 0.00 0.00 47486 47487 0 0 1 Unknown Unknown Unknown 0.28
0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.013 6.656 2.219 0.148 0.004 2.219 0.000 0.000 45685 45689 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 43215 43217 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.31 1.44 1.71 0.01 1.44 0.00 0.00 44166 44149 44150 44159 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Gresham 230/115 #1 NORTHWEST 0.02 4.68 1.10 0.31 0.01 3.57 0.01 5.05 43215 43217 0 0 1 Gwye Gwye Unknown 0.28
0 Monpac 115/69 #1 NORTHWEST 0.013 6.566 2.189 0.298 0.004 2.189 0.000 0.000 45354 45355 0 0 1 Gwye Gwye Unknown 0.14 60215 61816 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.30 1.43 0.73 0.01 1.43 0.00 0.00 44014 44002 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Lucky Peak 138/13.8 #1 IDAHO 0.01 5.44 1.81 0.31 0.00 1.81 0.00 0.00 60215 61816 0 0 1 Gwye Delta Unknown 0.17
0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.013 6.456 2.152 0.298 0.004 2.152 0.000 0.000 48353 48361 0 0 1 Unknown Unknown Unknown 0.14 60215 61817 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 4.28 1.43 0.42 0.01 1.43 0.00 0.00 47830 47833 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Lucky Peak 138/13.8 #1 IDAHO 0.01 5.44 1.81 0.31 0.00 1.81 0.00 0.00 60215 61817 0 0 1 Gwye Delta Unknown 0.17
0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.013 6.406 2.135 0.295 0.004 2.135 0.000 0.000 42020 42022 0 0 1 Gwye Delta Unknown 0.14 46476 46464 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.02 4.28 1.43 0.42 0.01 1.43 0.00 0.00 47830 47835 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boundary 230/14.4 #1 NORTHWEST 0.01 3.27 1.09 0.31 0.00 1.09 0.00 0.00 46476 46464 0 0 1 Gwye Delta Unknown 0.28
0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.013 6.406 2.135 0.295 0.004 2.135 0.000 0.000 42020 42021 0 0 1 Gwye Delta Unknown 0.14 46625 46624 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.20 1.40 1.66 0.01 1.40 0.00 0.00 44167 44151 44152 44160 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Mayfield 230/13.8 #1 NORTHWEST 0.01 3.22 1.07 0.31 0.00 1.07 0.00 0.00 46625 46624 0 0 1 Gwye Delta Unknown 0.28
0 Jacksonville 115/69 #1 NORTHWEST 0.013 6.391 2.130 0.297 0.004 2.130 0.000 0.000 45252 45250 0 0 1 Gwye Gwye Unknown 0.14 43223 43221 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.19 1.40 0.74 0.01 1.40 0.00 0.00 44163 44143 44144 44156 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Grand Ronde 115/59.8 #1 NORTHWEST 0.01 6.38 2.18 0.31 0.00 2.24 0.00 0.47 43223 43221 0 0 1 Gwye Gwye Unknown 0.14
0 Grand Ronde 115/59.8 #1 NORTHWEST 0.013 6.379 2.176 0.307 0.004 2.242 0.000 0.465 43223 43221 0 0 1 Gwye Gwye Unknown 0.14 43459 43463 0 0 1 0.31 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #6 NORTHWEST 0.02 4.19 1.40 0.40 0.01 1.40 0.00 0.00 40573 41219 0 0 6 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rivergate 230/115 #1 NORTHWEST 0.01 3.26 1.09 0.31 0.00 1.09 0.00 0.00 43459 43463 0 0 1 Gwye Gwye Unknown 0.28
0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.013 6.316 2.105 0.292 0.004 2.105 0.000 0.000 48351 48359 0 0 1 Unknown Unknown Unknown 0.14 48281 48283 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.18 1.39 0.71 0.01 1.39 0.00 0.00 44015 44003 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.01 3.19 1.06 0.30 0.00 1.06 0.00 0.00 48281 48283 0 0 1 Unknown Unknown Unknown 0.28
0 Cougar 115/6.9 #1 NORTHWEST 0.013 6.301 2.100 0.251 0.004 2.100 0.000 0.000 46211 41304 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 47827 47813 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Bonneville 230/13.8 #1 NORTHWEST 0.02 4.18 1.39 0.72 0.01 1.39 0.00 0.00 44015 44004 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 White Creek Wind Project 230/115 #1 NORTHWEST 0.00 0.24 1.05 0.30 0.01 2.02 0.00 1.94 47827 47813 0 0 1 Unknown Unknown Unknown 0.28
0 Swan Falls 138/6.9 #1 IDAHO 0.013 5.503 1.834 0.150 0.004 1.834 0.000 0.000 60332 60331 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 48353 48361 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Olympia 230/115 #2 NORTHWEST 0.02 4.18 1.21 0.29 0.01 1.86 0.00 2.25 40792 40790 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.01 6.46 2.15 0.30 0.00 2.15 0.00 0.00 48353 48361 0 0 1 Unknown Unknown Unknown 0.14
0 Lucky Peak 138/13.8 #1 IDAHO 0.013 5.314 1.771 0.305 0.004 1.771 0.000 0.000 60215 61816 0 0 1 Gwye Delta Unknown 0.17 45354 45355 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Craig View 115/69 #1 NORTHWEST 0.01 4.15 1.83 0.25 0.01 2.49 0.00 1.11 45069 45134 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Monpac 115/69 #1 NORTHWEST 0.01 6.57 2.19 0.30 0.00 2.19 0.00 0.00 45354 45355 0 0 1 Gwye Gwye Unknown 0.14
0 Lucky Peak 138/13.8 #1 IDAHO 0.013 5.314 1.771 0.305 0.004 1.771 0.000 0.000 60215 61817 0 0 1 Gwye Delta Unknown 0.17 44856 44855 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Stateline Wind Project - Washington 115/34.5 #1 NORTHWEST 0.01 4.13 1.55 0.22 0.00 1.62 0.00 0.24 47574 47573 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.01 3.24 1.08 0.30 0.00 1.08 0.00 0.00 44856 44855 0 0 1 Gwye Gwye Unknown 0.28
0 Tacoma 230/115 #3 NORTHWEST 0.013 3.387 0.324 0.093 0.005 1.253 0.005 2.292 41049 46631 0 0 3 Gwye Gwye Unknown 0.28 42507 42508 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Addy 230/115 #1 NORTHWEST 0.02 4.12 1.65 0.39 0.01 2.14 0.00 1.43 40021 40017 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Berrydale 230/115 #1 NORTHWEST 0.04 9.09 1.03 0.30 0.01 3.43 0.01 6.15 42507 42508 0 0 1 Gwye Gwye Unknown 0.28
0 Boundary 230/14.4 #2 NORTHWEST 0.013 3.356 1.119 0.319 0.004 1.119 0.000 0.000 46478 46466 0 0 2 Gwye Delta Unknown 0.28 45252 45250 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.02 4.11 1.37 0.72 0.01 1.37 0.00 0.00 44162 44141 44142 44155 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Jacksonville 115/69 #1 NORTHWEST 0.01 6.39 2.13 0.30 0.00 2.13 0.00 0.00 45252 45250 0 0 1 Gwye Gwye Unknown 0.14
0 Boundary 230/14.4 #3 NORTHWEST 0.013 3.336 1.112 0.317 0.004 1.112 0.000 0.000 46480 46468 0 0 3 Gwye Delta Unknown 0.28 45538 45537 0 0 1 0.30 3 -400 Baseline with All Available Data 0 Olympia 300/230 #1 NORTHWEST 0.02 4.10 3.40 2.34 0.05 10.17 0.04 8.91 40795 40793 0 0 1 Gwye Gwye Single Phase 0.66 6 +550 Baseline with All Available Data 0 Yreka 115/69 #1 NORTHWEST 0.01 6.07 2.02 0.30 0.00 2.03 0.00 0.00 45538 45537 0 0 1 Gwye Gwye Unknown 0.14
0 Boundary 230/14.4 #1 NORTHWEST 0.013 3.271 1.090 0.311 0.004 1.090 0.000 0.000 46476 46464 0 0 1 Gwye Delta Unknown 0.28 42020 42022 0 0 1 0.30 3 -400 Baseline with All Available Data 0 I.E. Paper 115/13.8 #1 NORTHWEST 0.01 4.10 1.37 0.19 0.00 1.37 0.00 0.00 48163 48166 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.01 6.41 2.14 0.30 0.00 2.14 0.00 0.00 42020 42022 0 0 1 Gwye Delta Unknown 0.14
0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.013 3.270 1.090 0.318 0.004 1.090 0.000 0.000 47486 47490 0 0 1 Unknown Unknown Unknown 0.28 42020 42021 0 0 1 0.30 3 -400 Baseline with All Available Data 0 I.E. Paper 115/13.8 #1 NORTHWEST 0.01 4.10 1.37 0.19 0.00 1.37 0.00 0.00 48163 48168 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Sumas Cogeneration Company LP 115/13.8 #1 NORTHWEST 0.01 6.41 2.14 0.30 0.00 2.14 0.00 0.00 42020 42021 0 0 1 Gwye Delta Unknown 0.14
0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.013 3.270 1.090 0.318 0.004 1.090 0.000 0.000 47486 47487 0 0 1 Unknown Unknown Unknown 0.28 43909 43907 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Sno-king 230/115 #2 NORTHWEST 0.02 4.09 0.77 0.11 0.00 1.05 0.00 1.89 41008 41014 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Port Of Washington 230/16.5 #1 NORTHWEST 0.01 3.09 1.03 0.29 0.00 1.03 0.00 0.00 43909 43907 0 0 1 Gwye Delta Unknown 0.28
0 Rivergate 230/115 #1 NORTHWEST 0.013 3.258 1.086 0.306 0.004 1.086 0.000 0.000 43459 43463 0 0 1 Gwye Gwye Unknown 0.28 41751 41721 0 0 1 0.29 3 -400 Baseline with All Available Data 0 St. Marys 230/115 #1 NORTHWEST 0.02 4.07 1.49 0.42 0.01 1.67 0.00 0.69 43541 43737 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 3.04 1.01 0.29 0.00 1.01 0.00 0.00 41751 41721 0 0 1 Unknown Unknown Unknown 0.28
0 Copco 1 230/115 #2 NORTHWEST 0.013 3.254 2.175 0.625 0.014 3.448 0.005 2.699 45063 45061 0 0 2 Gwye Gwye Unknown 0.28 48351 48359 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #5 NORTHWEST 0.02 4.06 1.35 0.39 0.01 1.35 0.00 0.00 40573 41218 0 0 5 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rathdrum Power LLC 115/13.8 #1 NORTHWEST 0.01 6.32 2.11 0.29 0.00 2.11 0.00 0.00 48351 48359 0 0 1 Unknown Unknown Unknown 0.14
0 Copco 1 230/115 #1 NORTHWEST 0.013 3.254 2.175 0.625 0.014 3.448 0.005 2.699 45063 45061 0 0 1 Gwye Gwye Unknown 0.28 41401 41402 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #4 NORTHWEST 0.02 4.06 1.35 0.39 0.01 1.35 0.00 0.00 40573 41217 0 0 4 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rock Creek 500/230 #1 NORTHWEST 0.08 9.16 0.25 0.29 0.02 2.17 0.02 5.22 41401 41402 0 0 1 Gwye Gwye Single Phase 1.10
0 White Bluffs 230/115 #1 NORTHWEST 0.013 3.241 3.778 0.894 0.026 6.476 0.011 5.396 41149 41147 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 45167 45165 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Hilltop 345/230 #1 SIERRA 0.02 4.05 4.60 0.00 0.07 11.93 0.05 11.19 64058 40537 0 0 1 Unknown Unknown Unknown 0.41 6 +550 Baseline with All Available Data 0 Knott 115/59.8 #1 NORTHWEST 0.01 3.11 2.04 0.29 0.01 3.29 0.00 2.53 45167 45165 0 0 1 Gwye Gwye Unknown 0.14
0 Mayfield 230/13.8 #1 NORTHWEST 0.013 3.221 1.074 0.311 0.004 1.074 0.000 0.000 46625 46624 0 0 1 Gwye Delta Unknown 0.28 44057 44043 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Chief Joseph 500/13.8/13.8 #1 NORTHWEST 0.04 4.05 1.35 1.60 0.01 1.35 0.00 0.00 44167 44153 44154 44161 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.65 0.55 0.29 0.00 0.55 0.00 0.00 44057 44043 0 0 1 Gwye Delta Single Phase 0.51
0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.013 3.193 1.064 0.302 0.004 1.064 0.000 0.000 48281 48283 0 0 1 Unknown Unknown Unknown 0.28 40792 40790 0 0 2 0.29 3 -400 Baseline with All Available Data 0 Grants Pass 230/115 #3 NORTHWEST 0.02 4.05 2.02 0.58 0.01 3.26 0.01 2.97 45123 45121 0 0 3 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Olympia 230/115 #2 NORTHWEST 0.02 4.18 1.21 0.29 0.01 1.86 0.00 2.25 40792 40790 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23
0 Kendall 115/57.5 #1 NORTHWEST 0.012 6.231 2.077 0.286 0.004 2.077 0.000 0.000 42008 42009 0 0 1 Gwye Delta Unknown 0.14 47827 47902 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 3.99 1.33 0.19 0.00 1.33 0.00 0.00 42116 42117 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.01 2.97 0.99 0.29 0.00 0.99 0.00 0.00 47827 47902 0 0 1 Unknown Unknown Unknown 0.28
0 Hills Creek 115/6.9 #1 NORTHWEST 0.012 6.195 2.065 0.245 0.004 2.065 0.000 0.000 41212 41213 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 47827 47903 0 0 2 0.29 3 -400 Baseline with All Available Data 0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.02 3.92 1.31 0.36 0.01 1.31 0.00 0.00 42113 42112 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #2 NORTHWEST 0.01 2.97 0.99 0.29 0.00 0.99 0.00 0.00 47827 47903 0 0 2 Unknown Unknown Unknown 0.28
0 Yreka 115/69 #1 NORTHWEST 0.012 6.073 2.024 0.296 0.004 2.025 0.000 0.000 45538 45537 0 0 1 Gwye Gwye Unknown 0.14 48317 48315 0 0 2 0.29 3 -400 Baseline with All Available Data 0 Winchester 115/69 #1 NORTHWEST 0.01 3.91 1.30 0.18 0.00 1.30 0.00 0.00 45533 45534 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Pine Creek 230/115 #2 NORTHWEST 0.00 0.64 1.02 0.29 0.01 2.22 0.01 2.40 48317 48315 0 0 2 Unknown Unknown Unknown 0.28
0 Condon Windpower LLC 115/34.5 #1 NORTHWEST 0.012 5.821 1.946 0.281 0.004 1.948 0.000 0.007 41365 41363 0 0 1 Unknown Unknown Unknown 0.14 42008 42009 0 0 1 0.29 3 -400 Baseline with All Available Data 0 Fredonia (PSPL) 230/13.8 #1 NORTHWEST 0.02 3.91 1.30 0.35 0.01 1.30 0.00 0.00 42113 42111 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Kendall 115/57.5 #1 NORTHWEST 0.01 6.23 2.08 0.29 0.00 2.08 0.00 0.00 42008 42009 0 0 1 Gwye Delta Unknown 0.14
0 Orenco 115/59.8 #1 NORTHWEST 0.012 5.777 1.906 0.273 0.004 1.900 0.000 0.153 43381 43379 0 0 1 Gwye Gwye Unknown 0.14 47822 47829 0 0 1 0.28 3 -400 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.01 3.90 1.30 0.26 0.00 1.30 0.00 0.00 69513 69515 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Goodnoe 230/34.5 #1 NORTHWEST 0.01 2.94 0.98 0.28 0.00 0.98 0.00 0.00 47822 47829 0 0 1 Unknown Unknown Unknown 0.28
0 Port Of Washington 230/16.5 #1 NORTHWEST 0.012 3.089 1.030 0.292 0.004 1.030 0.000 0.000 43909 43907 0 0 1 Gwye Delta Unknown 0.28 46005 46003 0 0 1 0.28 3 -400 Baseline with All Available Data 0 Linneman 230/115 #1 NORTHWEST 0.02 3.88 0.52 0.15 0.01 1.92 0.01 3.10 43291 43289 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Ancient Lake 230/115 #1 NORTHWEST 0.02 3.70 1.00 0.28 0.01 1.65 0.00 2.14 46005 46003 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.012 3.038 1.013 0.292 0.004 1.013 0.000 0.000 41751 41721 0 0 1 Unknown Unknown Unknown 0.28 47329 47687 0 0 1 0.28 3 -400 Baseline with All Available Data 0 Stateline Wind Project - Washington 230/34.5 #1 NORTHWEST 0.02 3.87 1.29 0.36 0.01 1.29 0.00 0.00 44856 44855 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Goodnoe Hills East 230/18 #1 NORTHWEST 0.01 2.93 0.98 0.28 0.00 0.98 0.00 0.00 47329 47687 0 0 1 Unknown Unknown Unknown 0.28
0 Bellingham Division 230/115 #2 NORTHWEST 0.012 3.035 1.350 0.386 0.007 1.728 0.002 0.818 40095 40093 0 0 2 Gwye Gwye Unknown 0.28 41365 41363 0 0 1 0.28 3 -400 Baseline with All Available Data 0 Carmen Smith 115/11.5 #2 NORTHWEST 0.01 3.87 1.29 0.09 0.00 1.29 0.00 0.00 46209 46210 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Condon Windpower LLC 115/34.5 #1 NORTHWEST 0.01 5.82 1.95 0.28 0.00 1.95 0.00 0.01 41365 41363 0 0 1 Unknown Unknown Unknown 0.14
0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.012 2.973 0.991 0.289 0.004 0.991 0.000 0.000 47827 47902 0 0 1 Unknown Unknown Unknown 0.28 47215 47216 0 0 1 0.28 3 -400 Baseline with All Available Data 0 Grants Pass 230/115 #1 NORTHWEST 0.02 3.85 1.92 0.55 0.01 3.11 0.01 2.82 45123 45121 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 River Road 115/18 #1 NORTHWEST 0.01 3.32 1.11 0.28 0.00 1.11 0.00 0.00 47215 47216 0 0 1 Gwye Delta Single Phase 0.25
0 White Creek Wind Project 230/34.5 #2 NORTHWEST 0.012 2.973 0.991 0.289 0.004 0.991 0.000 0.000 47827 47903 0 0 2 Unknown Unknown Unknown 0.28 43381 43379 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.01 3.85 1.28 0.26 0.00 1.28 0.00 0.00 69513 69514 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Orenco 115/59.8 #1 NORTHWEST 0.01 5.78 1.91 0.27 0.00 1.90 0.00 0.15 43381 43379 0 0 1 Gwye Gwye Unknown 0.14
0 Snohomish 230/115 #3 NORTHWEST 0.012 2.939 0.941 0.493 0.011 2.771 0.007 3.730 41328 40992 0 0 3 Gwye Gwye Single Phase 0.51 44961 45525 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Bellingham Division 230/115 #1 NORTHWEST 0.02 3.85 2.56 0.61 0.02 3.89 0.01 2.68 40095 40093 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Weed Junction 115/69 #1 NORTHWEST 0.01 5.67 1.89 0.27 0.00 1.89 0.00 0.00 44961 45525 0 0 1 Gwye Gwye Unknown 0.14
0 Goodnoe 230/34.5 #1 NORTHWEST 0.012 2.937 0.979 0.284 0.004 0.979 0.000 0.000 47822 47829 0 0 1 Unknown Unknown Unknown 0.28 48317 48316 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #7 NORTHWEST 0.02 3.84 1.28 0.36 0.01 1.28 0.00 0.00 40573 41220 0 0 7 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Pine Creek 230/115 #1 NORTHWEST 0.00 0.21 0.96 0.27 0.01 1.84 0.00 1.77 48317 48316 0 0 1 Unknown Unknown Unknown 0.28
0 Goodnoe Hills East 230/18 #1 NORTHWEST 0.012 2.926 0.975 0.281 0.004 0.975 0.000 0.000 47329 47687 0 0 1 Unknown Unknown Unknown 0.28 42030 42031 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Hermiston Power Project 230/18 #1 NORTHWEST 0.02 3.82 1.27 0.35 0.01 1.27 0.00 0.00 45137 45456 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.55 1.85 0.27 0.00 1.85 0.00 0.00 42030 42031 0 0 1 Unknown Unknown Unknown 0.14
0 Twin Falls Hydro 115/13.8 #1 NORTHWEST 0.011 5.735 1.912 0.266 0.004 1.912 0.000 0.000 42340 42341 0 0 1 Unknown Unknown Unknown 0.14 41341 40107 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Hermiston Power Project 230/18 #1 NORTHWEST 0.02 3.82 1.27 0.35 0.01 1.27 0.00 0.00 45137 45454 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Big Eddy 230/115 #1 NORTHWEST 0.01 3.41 0.68 0.27 0.01 2.46 0.01 3.59 41341 40107 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Texaco 115/13.8 #1 NORTHWEST 0.011 5.692 1.897 0.255 0.004 1.897 0.000 0.000 42130 42131 0 0 1 Gwye Gwye Unknown 0.14 45327 45325 0 0 2 0.27 3 -400 Baseline with All Available Data 0 Grants Pass 230/115 #2 NORTHWEST 0.02 3.77 1.88 0.54 0.01 3.04 0.01 2.76 45123 45121 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Walla Walla 230/69 #2 NORTHWEST 0.01 2.90 0.97 0.27 0.00 0.97 0.00 0.00 45327 45325 0 0 2 Gwye Delta Unknown 0.28
0 Texaco 115/13.8 #1 NORTHWEST 0.011 5.692 1.897 0.255 0.004 1.897 0.000 0.000 42130 42132 0 0 1 Gwye Gwye Unknown 0.14 44057 44044 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Frenchman Hills (USBR) 230/115 #1 NORTHWEST 0.02 3.75 0.93 0.26 0.01 2.00 0.01 2.78 46164 46168 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.52 0.51 0.27 0.00 0.51 0.00 0.00 44057 44044 0 0 1 Gwye Delta Single Phase 0.51
0 Weed Junction 115/69 #1 NORTHWEST 0.011 5.665 1.888 0.270 0.004 1.888 0.000 0.000 44961 45525 0 0 1 Gwye Gwye Unknown 0.14 42030 42033 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #1 NORTHWEST 0.02 3.73 1.25 0.35 0.01 1.25 0.00 0.00 40573 41214 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.52 1.84 0.27 0.00 1.84 0.00 0.00 42030 42033 0 0 1 Unknown Unknown Unknown 0.14
0 Terrell Creek 115/13.8 #1 NORTHWEST 0.011 5.632 1.877 0.264 0.004 1.877 0.000 0.000 42030 42032 0 0 1 Unknown Unknown Unknown 0.14 42340 42341 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Smith Falls Hydroelectric Proj 115/13.8 #1 NORTHWEST 0.01 3.73 1.24 0.17 0.00 1.24 0.00 0.00 41299 41298 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Twin Falls Hydro 115/13.8 #1 NORTHWEST 0.01 5.74 1.91 0.27 0.00 1.91 0.00 0.00 42340 42341 0 0 1 Unknown Unknown Unknown 0.14
0 Northeast (WWPC) 115/13.8 #1 NORTHWEST 0.011 5.570 1.857 0.255 0.004 1.857 0.000 0.000 48277 48275 0 0 1 Unknown Unknown Unknown 0.14 47831 47970 0 0 1 0.27 3 -400 Baseline with All Available Data 0 Scoville 138/69 #1 PACE 0.01 3.71 1.24 0.20 0.00 1.24 0.00 0.00 65010 65050 0 0 1 Unknown Unknown Unknown 0.17 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.72 0.91 0.27 0.00 0.91 0.00 0.00 47831 47970 0 0 1 Unknown Unknown Unknown 0.28
0 Cushman 1 115/13.2 #1 NORTHWEST 0.011 5.555 1.852 0.488 0.004 1.852 0.000 0.000 46613 46789 0 0 1 Gwye Delta Single Phase 0.25 47082 47080 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Ancient Lake 230/115 #1 NORTHWEST 0.02 3.71 1.00 0.28 0.01 1.66 0.00 2.14 46005 46003 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Tap 230/115 #1 NORTHWEST 0.00 0.89 1.90 0.26 0.01 3.50 0.01 3.20 47082 47080 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Cushman 1 115/13.2 #1 NORTHWEST 0.011 5.555 1.852 0.488 0.004 1.852 0.000 0.000 46613 46790 0 0 1 Gwye Delta Single Phase 0.25 42030 42032 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Rigby 161/69 #3 PACE 0.01 3.70 1.23 0.24 0.00 1.23 0.00 0.00 66295 66296 0 0 3 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Terrell Creek 115/13.8 #1 NORTHWEST 0.01 5.63 1.88 0.26 0.00 1.88 0.00 0.00 42030 42032 0 0 1 Unknown Unknown Unknown 0.14
0 Terrell Creek 115/13.8 #1 NORTHWEST 0.011 5.551 1.850 0.266 0.004 1.850 0.000 0.000 42030 42031 0 0 1 Unknown Unknown Unknown 0.14 69513 69515 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Hopkins Ridge 115/34.5 #2 NORTHWEST 0.01 3.67 1.22 0.17 0.00 1.22 0.00 0.00 47800 47802 0 0 2 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.01 3.90 1.30 0.26 0.00 1.30 0.00 0.00 69513 69515 0 0 1 Unknown Unknown Unknown 0.19
0 Terrell Creek 115/13.8 #1 NORTHWEST 0.011 5.524 1.841 0.263 0.004 1.841 0.000 0.000 42030 42033 0 0 1 Unknown Unknown Unknown 0.14 46164 46168 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Intalco 230/13.8 #2 NORTHWEST 0.02 3.66 1.22 0.35 0.01 1.22 0.00 0.00 40573 41215 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Frenchman Hills (USBR) 230/115 #1 NORTHWEST 0.02 3.75 0.92 0.26 0.01 2.00 0.01 2.78 46164 46168 0 0 1 Unknown Unknown Unknown 0.28
0 Ice Harbor 115/13.8 #2 NORTHWEST 0.011 5.323 1.774 0.198 0.004 1.774 0.000 0.000 40565 40560 0 0 2 Gwye Delta Core, Three Phase Generic 0.12 69513 69514 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Cave Junction 115/69 #1 NORTHWEST 0.01 3.61 1.20 0.17 0.00 1.20 0.00 0.00 45037 45381 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.01 3.85 1.28 0.26 0.00 1.28 0.00 0.00 69513 69514 0 0 1 Unknown Unknown Unknown 0.19
0 Texaco 115/13.8 #1 NORTHWEST 0.011 5.311 1.770 0.240 0.004 1.770 0.000 0.000 42130 42133 0 0 1 Gwye Gwye Unknown 0.14 48277 48275 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Thurston 115/66 #1 NORTHWEST 0.01 3.60 1.34 0.09 0.00 1.53 0.00 0.33 46255 46256 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Northeast (WWPC) 115/13.8 #1 NORTHWEST 0.01 5.57 1.86 0.26 0.00 1.86 0.00 0.00 48277 48275 0 0 1 Unknown Unknown Unknown 0.14
0 Foster 115/4.2/4.2 #1 NORTHWEST 0.011 5.309 1.770 0.204 0.004 1.770 0.000 0.000 40435 44031 44032 44033 1 Gwye Delta Core, Three Phase Generic 0.12 42130 42131 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Dry Creek-LVE 115/69 #1 PACE 0.01 3.54 1.56 0.22 0.00 2.15 0.00 1.04 66813 66814 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.69 1.90 0.26 0.00 1.90 0.00 0.00 42130 42131 0 0 1 Gwye Gwye Unknown 0.14
0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.011 3.897 1.299 0.259 0.004 1.299 0.000 0.000 69513 69515 0 0 1 Unknown Unknown Unknown 0.19 42130 42132 0 0 1 0.26 3 -400 Baseline with All Available Data 0 Columbia Falls 230/115 #2 NORTHWEST 0.01 3.51 1.07 0.25 0.00 0.96 0.00 0.31 40249 40247 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.69 1.90 0.26 0.00 1.90 0.00 0.00 42130 42132 0 0 1 Gwye Gwye Unknown 0.14
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0 Wolverine Creek Energy (Goshen Wind) 161/34.5 #1 PACE 0.011 3.849 1.283 0.256 0.004 1.283 0.000 0.000 69513 69514 0 0 1 Unknown Unknown Unknown 0.19 40249 40247 0 0 2 0.25 3 -400 Baseline with All Available Data 0 Summer Falls 115/13.8 #1 NORTHWEST 0.01 3.51 1.17 0.17 0.00 1.17 0.00 0.00 46447 46653 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Columbia Falls 230/115 #2 NORTHWEST 0.01 3.51 1.07 0.25 0.00 0.96 0.00 0.31 40249 40247 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23
0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.011 2.723 0.908 0.267 0.004 0.908 0.000 0.000 47831 47970 0 0 1 Unknown Unknown Unknown 0.28 46625 46623 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Summer Falls 115/13.8 #1 NORTHWEST 0.01 3.51 1.17 0.17 0.00 1.17 0.00 0.00 46447 46655 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Mayfield 230/13.8 #1 NORTHWEST 0.01 1.42 0.48 0.25 0.00 0.48 0.00 0.00 46625 46623 0 0 1 Gwye Delta Single Phase 0.51
0 Sno-king 230/115 #1 NORTHWEST 0.011 2.719 0.639 0.152 0.004 1.107 0.003 1.567 41006 41012 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 44058 44046 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Dixonville 230/115 #1 NORTHWEST 0.01 3.51 1.43 0.41 0.01 1.81 0.00 1.06 45093 45091 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.43 0.48 0.25 0.00 0.48 0.00 0.00 44058 44046 0 0 1 Gwye Delta Single Phase 0.51
0 Antelope 230/161 #1 PACE 0.011 2.703 0.154 0.042 0.006 1.620 0.007 2.521 65075 65080 0 0 1 Unknown Unknown Unknown 0.28 46211 41304 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Dixonville 230/115 #2 NORTHWEST 0.01 3.51 1.43 0.41 0.01 1.81 0.00 1.06 45093 45091 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Cougar 115/6.9 #1 NORTHWEST 0.01 6.30 2.10 0.25 0.00 2.10 0.00 0.00 46211 41304 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Allston 230/115 #3 NORTHWEST 0.011 2.674 2.031 0.484 0.016 4.035 0.008 4.196 40043 40041 0 0 3 Gwye Gwye Core, Three Phase Generic 0.23 45327 45325 0 0 1 0.25 3 -400 Baseline with All Available Data 0 COB Energy Facility 500/13.8 #1 NORTHWEST 0.03 3.50 1.17 1.40 0.01 1.17 0.00 0.00 45262 47660 0 0 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Walla Walla 230/69 #1 NORTHWEST 0.01 2.72 0.91 0.25 0.00 0.91 0.00 0.00 45327 45325 0 0 1 Gwye Delta Unknown 0.28
0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.011 2.644 0.881 0.466 0.004 0.881 0.000 0.000 44164 44145 44146 44157 1 Gwye Delta Single Phase 0.51 45069 45134 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Hopkins Ridge 115/34.5 #1 NORTHWEST 0.01 3.50 1.17 0.16 0.00 1.17 0.00 0.00 47800 47801 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Craig View 115/69 #1 NORTHWEST 0.01 4.15 1.83 0.25 0.01 2.49 0.00 1.11 45069 45134 0 0 1 Gwye Gwye Unknown 0.14
0 Ice Harbor 115/13.8 #1 NORTHWEST 0.010 5.228 1.743 0.194 0.003 1.743 0.000 0.000 40565 40559 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 47855 47971 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Tacoma 230/115 #2 NORTHWEST 0.01 3.47 0.33 0.10 0.01 1.28 0.01 2.35 41049 46631 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.55 0.85 0.25 0.00 0.85 0.00 0.00 47855 47971 0 0 1 Unknown Unknown Unknown 0.28
0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.010 5.144 1.715 0.230 0.003 1.715 0.000 0.000 42720 42722 0 0 1 Gwye Delta Unknown 0.14 44058 44045 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Locust 230/138 #2 IDAHO 0.01 3.47 0.55 0.07 0.01 1.27 0.01 2.18 60207 61254 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.39 0.46 0.25 0.00 0.46 0.00 0.00 44058 44045 0 0 1 Gwye Delta Single Phase 0.51
0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.010 5.144 1.715 0.230 0.003 1.715 0.000 0.000 42720 42721 0 0 1 Gwye Delta Unknown 0.14 41212 41213 0 0 1 0.25 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #4 NORTHWEST 0.01 3.43 1.14 0.33 0.01 1.14 0.00 0.00 46482 46470 0 0 4 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Hills Creek 115/6.9 #1 NORTHWEST 0.01 6.20 2.07 0.25 0.00 2.07 0.00 0.00 41212 41213 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Greenwood 115/13 #1 NORTHWEST 0.010 5.087 1.696 0.236 0.003 1.696 0.000 0.000 48143 48229 0 0 1 Unknown Unknown Unknown 0.14 48249 48251 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Fossil 115/69 #1 NORTHWEST 0.01 3.43 1.19 0.17 0.00 1.27 0.00 0.13 40434 40433 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Moscow 230/115 #1 NORTHWEST 0.00 0.18 0.85 0.24 0.01 1.64 0.00 1.58 48249 48251 0 0 1 Unknown Unknown Unknown 0.28
0 Ice Harbor 115/13.8 #6 NORTHWEST 0.010 5.077 1.692 0.188 0.003 1.692 0.000 0.000 40569 40564 0 0 6 Gwye Delta Core, Three Phase Generic 0.12 47465 47496 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Big Eddy 230/115 #1 NORTHWEST 0.01 3.41 0.68 0.27 0.01 2.46 0.01 3.59 41341 40107 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 47465 47496 0 0 1 Unknown Unknown Unknown 0.28
0 Naches 115/12.5 #1 NORTHWEST 0.010 5.027 1.676 0.232 0.003 1.676 0.000 0.000 45211 45361 0 0 1 Gwye Delta Unknown 0.14 47465 47493 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Wauna 230/13.8 #1 NORTHWEST 0.01 3.41 1.14 0.32 0.01 1.14 0.00 0.00 47260 47290 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 47465 47493 0 0 1 Unknown Unknown Unknown 0.28
0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.010 5.021 1.674 0.227 0.003 1.674 0.000 0.000 42110 42115 0 0 1 Gwye Delta Unknown 0.14 41754 41738 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Hood River 115/69 #1 NORTHWEST 0.01 3.41 1.14 0.15 0.00 1.14 0.00 0.00 40541 45307 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41738 0 0 1 Unknown Unknown Unknown 0.28
0 Ice Harbor 115/13.8 #5 NORTHWEST 0.010 5.017 1.672 0.185 0.003 1.672 0.000 0.000 40569 40563 0 0 5 Gwye Delta Core, Three Phase Generic 0.12 41754 41737 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Tacoma 230/115 #3 NORTHWEST 0.01 3.39 0.32 0.09 0.01 1.25 0.01 2.29 41049 46631 0 0 3 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41737 0 0 1 Unknown Unknown Unknown 0.28
0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.010 4.993 1.664 0.226 0.003 1.664 0.000 0.000 42110 42114 0 0 1 Gwye Delta Unknown 0.14 41754 41736 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Sellwood 115/59.8 #1 NORTHWEST 0.01 3.38 2.32 0.33 0.01 3.69 0.00 2.68 43519 43517 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41736 0 0 1 Unknown Unknown Unknown 0.28
0 Faraday 115/59.8 #1 NORTHWEST 0.010 4.947 2.808 0.402 0.008 4.063 0.003 2.475 43193 43191 0 0 1 Gwye Gwye Unknown 0.14 42130 42133 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Danskin Wind Project 138/12 #1 IDAHO 0.01 3.38 1.13 0.09 0.00 1.13 0.00 0.00 60390 60393 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 6 +550 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.01 5.31 1.77 0.24 0.00 1.77 0.00 0.00 42130 42133 0 0 1 Gwye Gwye Unknown 0.14
0 Oregon City 115/59.8 #1 NORTHWEST 0.010 4.911 1.637 0.422 0.003 1.637 0.000 0.000 40805 40803 0 0 1 Gwye Gwye Single Phase 0.25 48149 46619 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Danskin Wind Project 138/12 #1 IDAHO 0.01 3.38 1.13 0.09 0.00 1.13 0.00 0.00 60390 60392 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 6 +550 Baseline with All Available Data 0 Headwork 115/13.8 #1 NORTHWEST 0.01 4.69 1.56 0.24 0.00 1.56 0.00 0.00 48149 46619 0 0 1 Unknown Unknown Unknown 0.14
0 Post Falls 115/2.4 #1 NORTHWEST 0.010 4.904 1.635 0.225 0.003 1.635 0.000 0.000 48329 48331 0 0 1 Unknown Unknown Unknown 0.14 40635 40633 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Rigby 161/69 #2 PACE 0.01 3.36 1.12 0.21 0.00 1.12 0.00 0.00 66295 66296 0 0 2 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 La Pine 230/115 #1 NORTHWEST 0.02 5.31 0.99 0.24 0.00 0.64 0.00 1.79 40635 40633 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Rigby 161/69 #3 PACE 0.010 3.701 1.234 0.234 0.003 1.234 0.000 0.000 66295 66296 0 0 3 Unknown Unknown Unknown 0.19 40671 47423 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #2 NORTHWEST 0.01 3.36 1.12 0.32 0.00 1.12 0.00 0.00 46478 46466 0 0 2 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Longview 230/69 #1 NORTHWEST 0.00 0.83 0.83 0.24 0.00 1.11 0.00 0.94 40671 47423 0 0 1 Unknown Unknown Unknown 0.28
0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.010 2.550 0.850 0.251 0.003 0.850 0.000 0.000 47855 47971 0 0 1 Unknown Unknown Unknown 0.28 48143 48229 0 0 1 0.24 3 -400 Baseline with All Available Data 0 Alder 115/13.8 #1 NORTHWEST 0.01 3.35 1.12 0.16 0.00 1.12 0.00 0.00 46670 46671 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Greenwood 115/13 #1 NORTHWEST 0.01 5.09 1.70 0.24 0.00 1.70 0.00 0.00 48143 48229 0 0 1 Unknown Unknown Unknown 0.14
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.010 2.503 0.834 0.241 0.003 0.834 0.000 0.000 41754 41736 0 0 1 Unknown Unknown Unknown 0.28 66295 66296 0 0 3 0.23 3 -400 Baseline with All Available Data 0 Alder 115/13.8 #1 NORTHWEST 0.01 3.35 1.12 0.16 0.00 1.12 0.00 0.00 46670 46672 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Rigby 161/69 #3 PACE 0.01 3.70 1.23 0.23 0.00 1.23 0.00 0.00 66295 66296 0 0 3 Unknown Unknown Unknown 0.19
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.010 2.503 0.834 0.241 0.003 0.834 0.000 0.000 41754 41737 0 0 1 Unknown Unknown Unknown 0.28 60064 60065 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #3 NORTHWEST 0.01 3.34 1.11 0.32 0.00 1.11 0.00 0.00 46480 46468 0 0 3 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Bowmont 230/138 #1 IDAHO 0.04 9.91 1.73 0.23 0.00 0.63 0.01 3.93 60064 60065 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.010 2.503 0.834 0.241 0.003 0.834 0.000 0.000 41754 41738 0 0 1 Unknown Unknown Unknown 0.28 45211 45361 0 0 1 0.23 3 -400 Baseline with All Available Data 0 River Road 115/18 #1 NORTHWEST 0.01 3.32 1.11 0.28 0.00 1.11 0.00 0.00 47215 47216 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Naches 115/12.5 #1 NORTHWEST 0.01 5.03 1.68 0.23 0.00 1.68 0.00 0.00 45211 45361 0 0 1 Gwye Delta Unknown 0.14
0 Windy Point 230/34.5 #1 NORTHWEST 0.010 2.501 0.834 0.242 0.003 0.834 0.000 0.000 47465 47493 0 0 1 Unknown Unknown Unknown 0.28 42720 42722 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Hazelwood 115/69 #3 NORTHWEST 0.01 3.29 1.10 0.16 0.00 1.10 0.00 0.00 45131 45226 0 0 3 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.14 1.72 0.23 0.00 1.72 0.00 0.00 42720 42722 0 0 1 Gwye Delta Unknown 0.14
0 Windy Point 230/34.5 #1 NORTHWEST 0.010 2.501 0.834 0.242 0.003 0.834 0.000 0.000 47465 47496 0 0 1 Unknown Unknown Unknown 0.28 42720 42721 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.01 3.27 1.09 0.32 0.00 1.09 0.00 0.00 47486 47487 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Frederickson (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.14 1.72 0.23 0.00 1.72 0.00 0.00 42720 42721 0 0 1 Gwye Delta Unknown 0.14
0 McNary 230/115 #1 NORTHWEST 0.010 2.454 2.493 0.603 0.019 4.780 0.009 4.665 41353 40717 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 42110 42115 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Golden Hills Wind Farm 230/34.5 #1 NORTHWEST 0.01 3.27 1.09 0.32 0.00 1.09 0.00 0.00 47486 47490 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 5.02 1.67 0.23 0.00 1.67 0.00 0.00 42110 42115 0 0 1 Gwye Delta Unknown 0.14
0 Douglas 230/115 #1 NORTHWEST 0.010 2.449 0.064 0.015 0.003 0.695 0.003 1.511 47031 47029 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40792 40791 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Boundary 230/14.4 #1 NORTHWEST 0.01 3.27 1.09 0.31 0.00 1.09 0.00 0.00 46476 46464 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Olympia 230/115 #1 NORTHWEST 0.01 2.32 0.43 0.23 0.00 0.34 0.00 0.83 40792 40791 0 0 1 Gwye Gwye Single Phase 0.51
0 J.D. Ross 230/115 #2 NORTHWEST 0.010 2.397 1.799 0.422 0.012 2.974 0.005 2.422 40899 40897 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 47329 47688 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Rivergate 230/115 #1 NORTHWEST 0.01 3.26 1.09 0.31 0.00 1.09 0.00 0.00 43459 43463 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Goodnoe Hills East 230/13.8 #1 NORTHWEST 0.01 2.35 0.78 0.23 0.00 0.78 0.00 0.00 47329 47688 0 0 1 Unknown Unknown Unknown 0.28
0 Headwork 115/13.8 #1 NORTHWEST 0.009 4.690 1.563 0.239 0.003 1.563 0.000 0.000 48149 46619 0 0 1 Unknown Unknown Unknown 0.14 42110 42114 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Copco 1 230/115 #2 NORTHWEST 0.01 3.25 2.18 0.63 0.01 3.45 0.01 2.70 45063 45061 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 4.99 1.66 0.23 0.00 1.66 0.00 0.00 42110 42114 0 0 1 Gwye Delta Unknown 0.14
0 Carmen Smith 115/11.5 #1 NORTHWEST 0.009 4.645 1.548 0.108 0.003 1.548 0.000 0.000 46209 46210 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 48329 48331 0 0 1 0.23 3 -400 Baseline with All Available Data 0 Copco 1 230/115 #1 NORTHWEST 0.01 3.25 2.18 0.63 0.01 3.45 0.01 2.70 45063 45061 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Post Falls 115/2.4 #1 NORTHWEST 0.01 4.91 1.64 0.23 0.00 1.64 0.00 0.00 48329 48331 0 0 1 Unknown Unknown Unknown 0.14
0 Snoqualmie 115/2 #1 NORTHWEST 0.009 4.425 1.475 0.207 0.003 1.475 0.000 0.000 42330 42331 0 0 1 Gwye Delta Unknown 0.14 41329 40988 0 0 2 0.23 3 -400 Baseline with All Available Data 0 White Bluffs 230/115 #1 NORTHWEST 0.01 3.25 3.78 0.89 0.03 6.48 0.01 5.39 41149 41147 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Snohomish 230/115 #2 NORTHWEST 0.01 1.33 0.43 0.23 0.01 1.27 0.00 1.70 41329 40988 0 0 2 Gwye Gwye Single Phase 0.51
0 Hanford Generating Project 115/115 #1 NORTHWEST 0.009 4.403 1.468 0.206 0.003 1.468 0.000 0.000 40502 40504 0 0 1 Unknown Unknown Unknown 0.14 41753 41732 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Mayfield 230/13.8 #1 NORTHWEST 0.01 3.22 1.07 0.31 0.00 1.07 0.00 0.00 46625 46624 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41732 0 0 1 Unknown Unknown Unknown 0.28
0 Parker 115/12.5 #1 NORTHWEST 0.009 4.349 1.450 0.203 0.003 1.450 0.000 0.000 40815 41254 0 0 1 Unknown Unknown Unknown 0.14 41753 41731 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Hood River 115/69 #1 NORTHWEST 0.01 3.22 1.07 0.15 0.00 1.07 0.00 0.00 40541 45309 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41731 0 0 1 Unknown Unknown Unknown 0.28
0 Parker 115/12.5 #1 NORTHWEST 0.009 4.349 1.450 0.203 0.003 1.450 0.000 0.000 40815 41246 0 0 1 Unknown Unknown Unknown 0.14 41753 41730 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Noxon Rapids 230/14.4 #1 NORTHWEST 0.01 3.19 1.07 0.30 0.00 1.07 0.00 0.00 48281 48283 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41730 0 0 1 Unknown Unknown Unknown 0.28
0 Scoville 138/69 #1 PACE 0.009 3.713 1.238 0.199 0.003 1.238 0.000 0.000 65010 65050 0 0 1 Unknown Unknown Unknown 0.17 66813 66814 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Residual (LVPL) 115/69 #1 PACE 0.01 3.19 0.76 0.11 0.00 0.63 0.00 1.04 65535 66815 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Dry Creek-LVE 115/69 #1 PACE 0.01 3.54 1.56 0.22 0.00 2.15 0.00 1.04 66813 66814 0 0 1 Unknown Unknown Unknown 0.14
0 Danskin Wind Project 138/12 #1 IDAHO 0.009 3.606 1.202 0.100 0.003 1.202 0.000 0.000 60390 60393 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 60045 60040 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Knott 115/59.8 #1 NORTHWEST 0.01 3.11 2.05 0.29 0.01 3.29 0.00 2.53 45167 45165 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Boise Bench 230/138 #1 IDAHO 0.01 2.00 1.63 0.22 0.01 3.43 0.01 3.11 60045 60040 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Danskin Wind Project 138/12 #1 IDAHO 0.009 3.602 1.201 0.100 0.003 1.201 0.000 0.000 60390 60392 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08 47049 47047 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Port Of Washington 230/16.5 #1 NORTHWEST 0.01 3.09 1.03 0.29 0.00 1.03 0.00 0.00 43909 43907 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Glenoma 230/69 #1 NORTHWEST 0.00 0.13 0.77 0.22 0.00 1.08 0.00 1.03 47049 47047 0 0 1 Unknown Unknown Unknown 0.28
0 Rigby 161/69 #2 PACE 0.009 3.364 1.121 0.213 0.003 1.121 0.000 0.000 66295 66296 0 0 2 Unknown Unknown Unknown 0.19 40624 47569 0 0 1 0.22 3 -400 Baseline with All Available Data 0 Sugermill 161/44 #1 PACE 0.01 3.09 1.03 0.20 0.00 1.03 0.00 0.00 66430 66440 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Lancaster 230/13.8 #1 NORTHWEST 0.01 2.34 0.78 0.22 0.00 0.78 0.00 0.00 40624 47569 0 0 1 Unknown Unknown Unknown 0.28
0 Sugermill 161/44 #1 PACE 0.009 3.089 1.030 0.198 0.003 1.030 0.000 0.000 66430 66440 0 0 1 Unknown Unknown Unknown 0.19 45301 45297 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Post Street 115/13.8 #1 NORTHWEST 0.01 3.06 1.02 0.14 0.00 1.02 0.00 0.00 48339 48337 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Troutdale 230/69 #1 NORTHWEST 0.03 7.47 0.75 0.21 0.00 0.00 0.00 2.49 45301 45297 0 0 1 Delta Gwye Unknown 0.28
0 Goodnoe Hills East 230/13.8 #1 NORTHWEST 0.009 2.352 0.784 0.226 0.003 0.784 0.000 0.000 47329 47688 0 0 1 Unknown Unknown Unknown 0.28 47574 47573 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Olympia 500/230 #1 NORTHWEST 0.03 3.05 14.35 17.09 0.23 26.30 0.10 26.23 40797 40794 0 0 1 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Stateline Wind Project - Washington 115/34.5 #1 NORTHWEST 0.01 4.04 1.51 0.21 0.00 1.58 0.00 0.24 47574 47573 0 0 1 Unknown Unknown Unknown 0.14
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.009 2.348 0.783 0.416 0.003 0.783 0.000 0.000 44122 44101 44102 44115 1 Gwye Delta Single Phase 0.51 66430 66435 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 3.04 1.01 0.29 0.00 1.01 0.00 0.00 41751 41721 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Sugermill 161/44 #1 PACE 0.01 2.95 1.11 0.21 0.00 1.16 0.00 0.18 66430 66435 0 0 1 Unknown Unknown Unknown 0.19
0 Lancaster 230/13.8 #1 NORTHWEST 0.009 2.341 0.780 0.216 0.003 0.780 0.000 0.000 40624 47569 0 0 1 Unknown Unknown Unknown 0.28 66295 66296 0 0 2 0.21 3 -400 Baseline with All Available Data 0 Bellingham Division 230/115 #2 NORTHWEST 0.01 3.04 1.35 0.39 0.01 1.73 0.00 0.82 40095 40093 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Rigby 161/69 #2 PACE 0.01 3.36 1.12 0.21 0.00 1.12 0.00 0.00 66295 66296 0 0 2 Unknown Unknown Unknown 0.19
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.009 2.321 0.774 0.223 0.003 0.774 0.000 0.000 41753 41730 0 0 1 Unknown Unknown Unknown 0.28 41751 41724 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.01 3.01 1.10 0.16 0.00 1.14 0.00 0.14 47848 47993 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 41751 41724 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.009 2.321 0.774 0.223 0.003 0.774 0.000 0.000 41753 41732 0 0 1 Unknown Unknown Unknown 0.28 46169 46182 46183 46196 1 0.21 3 -400 Baseline with All Available Data 0 Post Street 115/13.8 #2 NORTHWEST 0.01 2.98 0.99 0.14 0.00 0.99 0.00 0.00 48339 48337 0 0 2 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 46169 46182 46183 46196 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.009 2.321 0.774 0.223 0.003 0.774 0.000 0.000 41753 41731 0 0 1 Unknown Unknown Unknown 0.28 41751 41725 0 0 1 0.21 3 -400 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #2 NORTHWEST 0.01 2.97 0.99 0.29 0.00 0.99 0.00 0.00 47827 47903 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 41751 41725 0 0 1 Unknown Unknown Unknown 0.28
0 Olympia 230/115 #1 NORTHWEST 0.009 2.318 0.429 0.226 0.001 0.335 0.002 0.829 40792 40791 0 0 1 Gwye Gwye Single Phase 0.51 46169 46180 46181 46195 1 0.21 3 -400 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.01 2.97 0.99 0.29 0.00 0.99 0.00 0.00 47827 47902 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 46169 46180 46181 46195 1 Unknown Unknown Unknown 0.28
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.009 2.314 0.771 0.410 0.003 0.771 0.000 0.000 44123 44103 44104 44116 1 Gwye Delta Single Phase 0.51 43253 43251 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Covington 500/230 #4 NORTHWEST 0.03 2.97 4.45 2.41 0.08 8.68 0.04 9.39 40302 40303 0 0 4 Unknown Unknown Core, Three Phase Generic 0.50 6 +550 Baseline with All Available Data 0 Hogan 115/59.8 #1 NORTHWEST 0.00 0.71 1.46 0.21 0.01 2.92 0.00 2.83 43253 43251 0 0 1 Gwye Gwye Unknown 0.14
0 J.D. Ross 230/115 #1 NORTHWEST 0.009 2.295 0.818 0.192 0.004 0.973 0.001 0.630 40899 40897 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 45259 45446 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Sugermill 161/44 #1 PACE 0.01 2.95 1.11 0.21 0.00 1.16 0.00 0.18 66430 66435 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Prospect 1 115/69 #1 NORTHWEST 0.00 2.02 1.49 0.21 0.01 2.72 0.00 2.05 45259 45446 0 0 1 Gwye Gwye Unknown 0.14
0 Sedro Woolley 230/115 #2 NORTHWEST 0.009 2.259 3.091 0.886 0.025 6.202 0.013 6.327 42100 42120 0 0 2 Gwye Gwye Unknown 0.28 47329 40380 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Snohomish 230/115 #3 NORTHWEST 0.01 2.94 0.94 0.49 0.01 2.77 0.01 3.73 41328 40992 0 0 3 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Goodnoe Hills East 230/115 #1 NORTHWEST 0.01 1.74 0.74 0.21 0.00 0.92 0.00 0.45 47329 40380 0 0 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.009 2.192 0.731 0.211 0.003 0.731 0.000 0.000 41751 41724 0 0 1 Unknown Unknown Unknown 0.28 42330 42331 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Goodnoe 230/34.5 #1 NORTHWEST 0.01 2.94 0.98 0.28 0.00 0.98 0.00 0.00 47822 47829 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Snoqualmie 115/2 #1 NORTHWEST 0.01 4.43 1.48 0.21 0.00 1.48 0.00 0.00 42330 42331 0 0 1 Gwye Delta Unknown 0.14
0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.009 2.189 0.730 0.210 0.003 0.730 0.000 0.000 46169 46182 46183 46196 1 Unknown Unknown Unknown 0.28 43083 43081 0 0 2 0.21 3 -400 Baseline with All Available Data 0 Goodnoe Hills East 230/18 #1 NORTHWEST 0.01 2.93 0.98 0.28 0.00 0.98 0.00 0.00 47329 47687 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Canemah 115/59.8 #2 NORTHWEST 0.01 2.34 1.48 0.21 0.01 2.26 0.00 1.50 43083 43081 0 0 2 Gwye Gwye Unknown 0.14
0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.009 2.189 0.730 0.210 0.003 0.730 0.000 0.000 46169 46180 46181 46195 1 Unknown Unknown Unknown 0.28 48524 48520 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40032 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Boulder Park 230/115 #1 NORTHWEST 0.03 6.58 0.73 0.21 0.01 1.93 0.01 3.85 48524 48520 0 0 1 Gwye Gwye Unknown 0.28
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.009 2.186 0.729 0.210 0.003 0.729 0.000 0.000 41751 41725 0 0 1 Unknown Unknown Unknown 0.28 40502 40504 0 0 1 0.21 3 -400 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40030 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Hanford Generating Project 115/115 #1 NORTHWEST 0.01 4.41 1.47 0.21 0.00 1.47 0.00 0.00 40502 40504 0 0 1 Unknown Unknown Unknown 0.14
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.009 2.160 0.720 0.383 0.003 0.720 0.000 0.000 44126 44107 44108 44118 1 Gwye Delta Single Phase 0.51 40435 44031 44032 44033 1 0.20 3 -400 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40028 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Foster 115/4.2/4.2 #1 NORTHWEST 0.01 5.31 1.77 0.20 0.00 1.77 0.00 0.00 40435 44031 44032 44033 1 Gwye Delta Core, Three Phase Generic 0.12
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.009 2.158 0.719 0.380 0.003 0.719 0.000 0.000 44059 44047 0 0 1 Gwye Delta Single Phase 0.51 40815 41246 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Rigby 161/69 #1 PACE 0.01 2.74 0.91 0.18 0.00 0.91 0.00 0.00 66295 66296 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Parker 115/12.5 #1 NORTHWEST 0.01 4.35 1.45 0.20 0.00 1.45 0.00 0.00 40815 41246 0 0 1 Unknown Unknown Unknown 0.14
0 Rattlesnake Switchyard 230/161 #1 NORTHWEST 0.009 2.153 0.906 0.000 0.009 2.375 0.007 2.422 40867 62009 0 0 1 Unknown Unknown Unknown 0.28 40815 41254 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.72 0.91 0.27 0.00 0.91 0.00 0.00 47831 47970 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Parker 115/12.5 #1 NORTHWEST 0.01 4.35 1.45 0.20 0.00 1.45 0.00 0.00 40815 41254 0 0 1 Unknown Unknown Unknown 0.14
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.009 2.147 0.716 0.381 0.003 0.716 0.000 0.000 44124 44105 44106 44117 1 Gwye Delta Single Phase 0.51 45331 45329 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Sno-king 230/115 #1 NORTHWEST 0.01 2.72 0.64 0.15 0.00 1.11 0.00 1.57 41006 41012 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Wallula 230/69 #1 NORTHWEST 0.01 2.17 0.72 0.20 0.00 0.72 0.00 0.00 45331 45329 0 0 1 Gwye Delta Unknown 0.28
0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.009 2.136 0.712 0.202 0.003 0.712 0.000 0.000 46065 46178 46179 46194 1 Unknown Unknown Unknown 0.28 46065 46178 46179 46194 1 0.20 3 -400 Baseline with All Available Data 0 Antelope 230/161 #1 PACE 0.01 2.70 0.15 0.04 0.01 1.62 0.01 2.52 65075 65080 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 2.13 0.71 0.20 0.00 0.71 0.00 0.00 46065 46178 46179 46194 1 Unknown Unknown Unknown 0.28
0 Grand Coulee 300/230 #1 NORTHWEST 0.009 1.828 2.724 1.007 0.053 10.174 0.039 9.764 40285 41357 0 0 1 Unknown Unknown Unknown 0.36 65010 65050 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Allston 230/115 #3 NORTHWEST 0.01 2.67 2.03 0.48 0.02 4.04 0.01 4.20 40043 40041 0 0 3 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Scoville 138/69 #1 PACE 0.01 3.71 1.24 0.20 0.00 1.24 0.00 0.00 65010 65050 0 0 1 Unknown Unknown Unknown 0.17
0 Dixonville 500/230 #1 NORTHWEST 0.009 1.086 0.166 0.195 0.000 0.000 0.001 0.362 45095 44900 0 0 1 Gwye Gwye Unknown 1.10 44087 44073 44074 44082 1 0.20 3 -400 Baseline with All Available Data 0 Chief Joseph 230/13.8/13.8 #1 NORTHWEST 0.01 2.64 0.88 0.47 0.00 0.88 0.00 0.00 44164 44145 44146 44157 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44087 44073 44074 44082 1 Gwye Delta Single Phase 1.10
0 Craig View 115/69 #1 NORTHWEST 0.008 4.146 1.826 0.250 0.005 2.492 0.001 1.110 45069 45134 0 0 1 Gwye Gwye Unknown 0.14 44088 44075 44076 44083 1 0.20 3 -400 Baseline with All Available Data 0 East Jackson 115/69 #1 PACE 0.01 2.63 0.88 0.12 0.00 0.88 0.00 0.00 65480 66822 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44088 44075 44076 44083 1 Gwye Delta Single Phase 1.10
0 I.E. Paper 115/13.8 #1 NORTHWEST 0.008 4.097 1.366 0.189 0.003 1.366 0.000 0.000 48163 48168 0 0 1 Unknown Unknown Unknown 0.14 44086 44071 44072 44081 1 0.20 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #4 NORTHWEST 0.01 2.63 0.88 0.10 0.00 0.88 0.00 0.00 40567 40562 0 0 4 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44086 44071 44072 44081 1 Gwye Delta Single Phase 1.10
0 I.E. Paper 115/13.8 #1 NORTHWEST 0.008 4.097 1.366 0.189 0.003 1.366 0.000 0.000 48163 48166 0 0 1 Unknown Unknown Unknown 0.14 44089 44077 44078 44084 1 0.20 3 -400 Baseline with All Available Data 0 Cinder 161/12.5 #1 PACE 0.01 2.61 0.87 0.17 0.00 0.87 0.00 0.00 67672 67671 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.50 0.17 0.20 0.00 0.17 0.00 0.00 44089 44077 44078 44084 1 Gwye Delta Single Phase 1.10
0 Stateline Wind Project - Washington 115/34.5 #1 NORTHWEST 0.008 4.086 1.528 0.216 0.003 1.600 0.000 0.238 47574 47573 0 0 1 Unknown Unknown Unknown 0.14 40565 40560 0 0 2 0.20 3 -400 Baseline with All Available Data 0 Tolt 115/13.8 #1 NORTHWEST 0.01 2.59 0.86 0.12 0.00 0.86 0.00 0.00 42350 42351 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #2 NORTHWEST 0.01 5.31 1.77 0.20 0.00 1.77 0.00 0.00 40565 40560 0 0 2 Gwye Delta Core, Three Phase Generic 0.12
0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.008 3.987 1.329 0.185 0.003 1.329 0.000 0.000 42116 42117 0 0 1 Unknown Unknown Unknown 0.14 47860 47450 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Boardman (PGE) 115/69 #1 NORTHWEST 0.01 2.59 0.90 0.11 0.00 0.96 0.00 0.18 40127 40125 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.05 0.68 0.20 0.00 0.68 0.00 0.00 47860 47450 0 0 1 Unknown Unknown Unknown 0.28
0 Winchester 115/69 #1 NORTHWEST 0.008 3.909 1.303 0.178 0.003 1.303 0.000 0.000 45533 45534 0 0 1 Gwye Gwye Unknown 0.14 47860 47453 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Macks Inn 115/46 #1 PACE 0.01 2.56 0.85 0.10 0.00 0.85 0.00 0.00 65915 65914 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.05 0.68 0.20 0.00 0.68 0.00 0.00 47860 47453 0 0 1 Unknown Unknown Unknown 0.28
0 Carmen Smith 115/11.5 #2 NORTHWEST 0.008 3.871 1.290 0.090 0.003 1.290 0.000 0.000 46209 46210 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.07 66430 66440 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Macks Inn 115/46 #2 PACE 0.01 2.56 0.85 0.10 0.00 0.85 0.00 0.00 65915 65914 0 0 2 Unknown Unknown Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Sugermill 161/44 #1 PACE 0.01 3.09 1.03 0.20 0.00 1.03 0.00 0.00 66430 66440 0 0 1 Unknown Unknown Unknown 0.19
0 Sugermill 161/44 #1 PACE 0.008 2.948 1.110 0.214 0.003 1.158 0.000 0.175 66430 66435 0 0 1 Unknown Unknown Unknown 0.19 60130 61223 0 0 2 0.20 3 -400 Baseline with All Available Data 0 Covington 500/230 #5 NORTHWEST 0.02 2.55 4.90 5.83 0.08 9.51 0.04 10.18 40306 40304 0 0 5 Gwye Gwye Single Phase 1.10 6 +550 Baseline with All Available Data 0 Dran 230/138 #2 IDAHO 0.02 4.46 1.46 0.20 0.01 1.57 0.00 0.92 60130 61223 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Rigby 161/69 #1 PACE 0.008 2.741 0.914 0.173 0.003 0.914 0.000 0.000 66295 66296 0 0 1 Unknown Unknown Unknown 0.19 48524 48522 0 0 2 0.20 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.55 0.85 0.25 0.00 0.85 0.00 0.00 47855 47971 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boulder Park 230/115 #2 NORTHWEST 0.03 6.22 0.70 0.20 0.01 1.83 0.01 3.63 48524 48522 0 0 2 Gwye Gwye Unknown 0.28
0 Antelope Rd. 230/34.5 #1 NORTHWEST 0.008 2.061 0.687 0.192 0.003 0.687 0.000 0.000 44280 44281 0 0 1 Unknown Unknown Unknown 0.28 45095 44900 0 0 1 0.20 3 -400 Baseline with All Available Data 0 Ager 115/69 #1 NORTHWEST 0.01 2.54 0.85 0.12 0.00 0.85 0.00 0.00 45004 44978 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Dixonville 500/230 #1 NORTHWEST 0.01 1.09 0.17 0.20 0.00 0.00 0.00 0.36 45095 44900 0 0 1 Gwye Gwye Unknown 1.10
0 McKenzie 230/115 #1 NORTHWEST 0.008 2.055 3.491 0.485 0.025 6.328 0.011 5.673 46293 46292 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 40565 40559 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Roberts Creek 115/69 #1 NORTHWEST 0.01 2.51 0.84 0.12 0.00 0.84 0.00 0.00 45467 45468 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #1 NORTHWEST 0.01 5.22 1.74 0.19 0.00 1.74 0.00 0.00 40565 40559 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.008 2.051 0.684 0.199 0.003 0.684 0.000 0.000 47860 47453 0 0 1 Unknown Unknown Unknown 0.28 44055 44041 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41737 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 2.20 0.73 0.19 0.00 0.73 0.00 0.00 44055 44041 0 0 1 Gwye Delta Single Phase 0.25
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.008 2.051 0.684 0.199 0.003 0.684 0.000 0.000 47860 47450 0 0 1 Unknown Unknown Unknown 0.28 48075 48481 0 0 2 0.19 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41738 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Clearwater 115/34.5 #2 NORTHWEST 0.00 1.68 1.39 0.19 0.00 1.75 0.00 1.19 48075 48481 0 0 2 Unknown Unknown Unknown 0.14
0 Boise Bench 230/138 #1 IDAHO 0.008 2.020 1.652 0.224 0.014 3.478 0.008 3.138 60045 60040 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 48075 48481 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 41754 41736 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Clearwater 115/34.5 #1 NORTHWEST 0.00 1.68 1.39 0.19 0.00 1.74 0.00 1.18 48075 48481 0 0 1 Unknown Unknown Unknown 0.14
0 Longview 230/13.8 #1 NORTHWEST 0.008 2.018 0.673 0.183 0.003 0.673 0.000 0.000 40672 41226 0 0 1 Unknown Unknown Unknown 0.28 44280 44281 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 47465 47493 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Antelope Rd. 230/34.5 #1 NORTHWEST 0.01 2.07 0.69 0.19 0.00 0.69 0.00 0.00 44280 44281 0 0 1 Unknown Unknown Unknown 0.28
0 Longview 230/13.8 #1 NORTHWEST 0.008 2.018 0.673 0.183 0.003 0.673 0.000 0.000 40672 41225 0 0 1 Unknown Unknown Unknown 0.28 40899 40897 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Windy Point 230/34.5 #1 NORTHWEST 0.01 2.50 0.83 0.24 0.00 0.83 0.00 0.00 47465 47496 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 J.D. Ross 230/115 #1 NORTHWEST 0.01 2.30 0.82 0.19 0.00 0.97 0.00 0.63 40899 40897 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Boise Bench 230/138/13.8 #4 IDAHO 0.008 2.016 0.711 0.096 0.004 0.995 0.002 0.815 60045 60040 60051 60058 4 Gwye Gwye 3-Legged Core, Three Phase 0.13 48163 48166 0 0 1 0.19 3 -400 Baseline with All Available Data 0 McNary 230/115 #1 NORTHWEST 0.01 2.47 2.50 0.60 0.02 4.78 0.01 4.67 41353 40717 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 I.E. Paper 115/13.8 #1 NORTHWEST 0.01 4.10 1.37 0.19 0.00 1.37 0.00 0.00 48163 48166 0 0 1 Unknown Unknown Unknown 0.14
0 Longview 230/13.8 #1 NORTHWEST 0.008 1.993 0.664 0.181 0.003 0.664 0.000 0.000 40672 41224 0 0 1 Unknown Unknown Unknown 0.28 48163 48168 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Douglas 230/115 #1 NORTHWEST 0.01 2.45 0.06 0.02 0.00 0.70 0.00 1.51 47031 47029 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 I.E. Paper 115/13.8 #1 NORTHWEST 0.01 4.10 1.37 0.19 0.00 1.37 0.00 0.00 48163 48168 0 0 1 Unknown Unknown Unknown 0.14
0 Wallula 230/69 #1 NORTHWEST 0.008 1.944 0.648 0.181 0.003 0.648 0.000 0.000 45331 45329 0 0 1 Gwye Delta Unknown 0.28 60130 61223 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Morrow Power Program 115/13.8 #1 NORTHWEST 0.01 2.40 0.80 0.11 0.00 0.80 0.00 0.00 47334 47658 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Dran 230/138 #1 IDAHO 0.02 4.59 1.39 0.19 0.01 1.32 0.00 0.87 60130 61223 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.008 1.894 0.631 0.184 0.003 0.631 0.000 0.000 47844 47841 0 0 1 Gwye Gwye Unknown 0.28 40569 40564 0 0 6 0.19 3 -400 Baseline with All Available Data 0 J.D. Ross 230/115 #2 NORTHWEST 0.01 2.40 1.80 0.42 0.01 2.97 0.01 2.42 40899 40897 0 0 2 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #6 NORTHWEST 0.01 5.07 1.69 0.19 0.00 1.69 0.00 0.00 40569 40564 0 0 6 Gwye Delta Core, Three Phase Generic 0.12
0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.008 0.954 0.318 0.378 0.003 0.318 0.000 0.000 43123 43111 43119 43115 1 Gwye Delta Unknown 1.10 60207 61254 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Copco # 2 115/69 #1 NORTHWEST 0.01 2.38 1.16 0.17 0.00 1.78 0.00 1.10 45065 45126 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Locust 230/138 #1 IDAHO 0.04 8.75 1.40 0.19 0.01 2.16 0.01 4.60 60207 61254 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Smith Falls Hydroelectric Proj 115/13.8 #1 NORTHWEST 0.007 3.727 1.242 0.173 0.002 1.242 0.000 0.000 41299 41298 0 0 1 Unknown Unknown Unknown 0.14 42116 42117 0 0 1 0.19 3 -400 Baseline with All Available Data 0 Port Angeles 115/69 #2 NORTHWEST 0.01 2.38 0.48 0.06 0.00 0.00 0.00 0.79 40843 40841 0 0 2 Delta Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Fredonia (PSPL) 115/13.8 #1 NORTHWEST 0.01 3.99 1.33 0.19 0.00 1.33 0.00 0.00 42116 42117 0 0 1 Unknown Unknown Unknown 0.14
0 Hopkins Ridge 115/34.5 #2 NORTHWEST 0.007 3.709 1.236 0.174 0.002 1.236 0.000 0.000 47800 47802 0 0 2 Gwye Delta Unknown 0.14 40569 40563 0 0 5 0.19 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.35 0.79 0.42 0.00 0.79 0.00 0.00 44122 44101 44102 44115 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #5 NORTHWEST 0.01 5.01 1.67 0.19 0.00 1.67 0.00 0.00 40569 40563 0 0 5 Gwye Delta Core, Three Phase Generic 0.12
0 Cave Junction 115/69 #1 NORTHWEST 0.007 3.605 1.202 0.170 0.002 1.202 0.000 0.000 45037 45381 0 0 1 Gwye Gwye Unknown 0.14 40672 41225 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Goodnoe Hills East 230/13.8 #1 NORTHWEST 0.01 2.35 0.78 0.23 0.00 0.78 0.00 0.00 47329 47688 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 2.02 0.67 0.18 0.00 0.67 0.00 0.00 40672 41225 0 0 1 Unknown Unknown Unknown 0.28
0 Thurston 115/66 #1 NORTHWEST 0.007 3.597 1.339 0.090 0.003 1.529 0.000 0.330 46255 46256 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 40672 41226 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Lancaster 230/13.8 #1 NORTHWEST 0.01 2.34 0.78 0.22 0.00 0.78 0.00 0.00 40624 47569 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 2.02 0.67 0.18 0.00 0.67 0.00 0.00 40672 41226 0 0 1 Unknown Unknown Unknown 0.28
0 Dry Creek-LVE 115/69 #1 PACE 0.007 3.544 1.558 0.223 0.004 2.145 0.001 1.041 66813 66814 0 0 1 Unknown Unknown Unknown 0.14 47844 47841 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Canemah 115/59.8 #2 NORTHWEST 0.01 2.34 1.48 0.21 0.01 2.26 0.00 1.50 43083 43081 0 0 2 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.89 0.63 0.18 0.00 0.63 0.00 0.00 47844 47841 0 0 1 Gwye Gwye Unknown 0.28
0 Hopkins Ridge 115/34.5 #1 NORTHWEST 0.007 3.531 1.177 0.165 0.002 1.177 0.000 0.000 47800 47801 0 0 1 Gwye Delta Unknown 0.14 43037 43035 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41732 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Bethel (PGE) 115/59.8 #1 NORTHWEST 0.00 0.88 1.27 0.18 0.01 2.74 0.00 2.88 43037 43035 0 0 1 Gwye Gwye Unknown 0.14
0 Summer Falls 115/13.8 #1 NORTHWEST 0.007 3.511 1.170 0.166 0.002 1.170 0.000 0.000 46447 46653 0 0 1 Unknown Unknown Unknown 0.14 40672 41224 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41730 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 1.99 0.66 0.18 0.00 0.66 0.00 0.00 40672 41224 0 0 1 Unknown Unknown Unknown 0.28
0 Summer Falls 115/13.8 #1 NORTHWEST 0.007 3.511 1.170 0.166 0.002 1.170 0.000 0.000 46447 46655 0 0 1 Unknown Unknown Unknown 0.14 47844 47842 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.22 0.00 0.77 0.00 0.00 41753 41731 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.87 0.62 0.18 0.00 0.62 0.00 0.00 47844 47842 0 0 1 Gwye Gwye Unknown 0.28
0 Fossil 115/69 #1 NORTHWEST 0.007 3.425 1.193 0.170 0.003 1.269 0.000 0.130 40434 40433 0 0 1 Unknown Unknown Unknown 0.14 45533 45534 0 0 1 0.18 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.32 0.77 0.41 0.00 0.77 0.00 0.00 44123 44103 44104 44116 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Winchester 115/69 #1 NORTHWEST 0.01 3.91 1.30 0.18 0.00 1.30 0.00 0.00 45533 45534 0 0 1 Gwye Gwye Unknown 0.14
0 Hood River 115/69 #1 NORTHWEST 0.007 3.406 1.135 0.150 0.002 1.135 0.000 0.000 40541 45307 0 0 1 Gwye Delta Unknown 0.14 47830 47327 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Olympia 230/115 #1 NORTHWEST 0.01 2.32 0.43 0.23 0.00 0.34 0.00 0.83 40792 40791 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 230/115 #1 NORTHWEST 0.01 1.24 0.60 0.18 0.00 0.79 0.00 0.37 47830 47327 0 0 1 Unknown Unknown Unknown 0.28
0 Sellwood 115/59.8 #1 NORTHWEST 0.007 3.382 2.316 0.327 0.007 3.690 0.003 2.683 43519 43517 0 0 1 Gwye Gwye Unknown 0.14 45089 45388 0 0 1 0.18 3 -400 Baseline with All Available Data 0 J.D. Ross 230/115 #1 NORTHWEST 0.01 2.30 0.82 0.19 0.00 0.97 0.00 0.63 40899 40897 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Diamond Hill 230/69 #1 NORTHWEST 0.01 1.80 0.62 0.18 0.00 0.63 0.00 0.04 45089 45388 0 0 1 Gwye Gwye Unknown 0.28
0 Alder 115/13.8 #1 NORTHWEST 0.007 3.345 1.115 0.159 0.002 1.115 0.000 0.000 46670 46671 0 0 1 Gwye Delta Unknown 0.14 47800 47802 0 0 2 0.18 3 -400 Baseline with All Available Data 0 Sedro Woolley 230/115 #2 NORTHWEST 0.01 2.26 3.09 0.88 0.03 6.20 0.01 6.33 42100 42120 0 0 2 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Hopkins Ridge 115/34.5 #2 NORTHWEST 0.01 3.75 1.25 0.18 0.00 1.25 0.00 0.00 47800 47802 0 0 2 Gwye Delta Unknown 0.14
0 Alder 115/13.8 #1 NORTHWEST 0.007 3.345 1.115 0.159 0.002 1.115 0.000 0.000 46670 46672 0 0 1 Gwye Delta Unknown 0.14 40981 40979 0 0 1 0.18 3 -400 Baseline with All Available Data 0 Winston Ridddle 115/69 #1 NORTHWEST 0.00 2.24 0.75 0.11 0.00 0.75 0.00 0.00 44879 45464 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Sifton 230/115 #1 NORTHWEST 0.00 1.09 0.75 0.18 0.01 1.76 0.00 2.08 40981 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 River Road 115/18 #1 NORTHWEST 0.007 3.321 1.107 0.280 0.002 1.107 0.000 0.000 47215 47216 0 0 1 Gwye Delta Single Phase 0.25 41299 41298 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Ice Harbor 115/13.8 #3 NORTHWEST 0.00 2.23 0.75 0.09 0.00 0.75 0.00 0.00 40567 40561 0 0 3 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Smith Falls Hydroelectric Proj 115/13.8 #1 NORTHWEST 0.01 3.73 1.24 0.17 0.00 1.24 0.00 0.00 41299 41298 0 0 1 Unknown Unknown Unknown 0.14
0 Hazelwood 115/69 #3 NORTHWEST 0.007 3.293 1.098 0.155 0.002 1.098 0.000 0.000 45131 45226 0 0 3 Gwye Gwye Unknown 0.14 40983 40979 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.00 2.23 0.74 0.10 0.00 0.74 0.00 0.00 42130 42134 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Sifton 230/115 #1 NORTHWEST 0.00 1.10 0.75 0.17 0.01 1.76 0.00 2.08 40983 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Cinder 161/12.5 #1 PACE 0.007 2.611 0.870 0.170 0.002 0.870 0.000 0.000 67672 67671 0 0 1 Unknown Unknown Unknown 0.19 66295 66296 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.00 2.22 0.74 0.11 0.00 0.74 0.00 0.00 48193 48189 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rigby 161/69 #1 PACE 0.01 2.74 0.91 0.17 0.00 0.91 0.00 0.00 66295 66296 0 0 1 Unknown Unknown Unknown 0.19
0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.007 1.867 0.622 0.181 0.002 0.622 0.000 0.000 47844 47842 0 0 1 Gwye Gwye Unknown 0.28 41752 41728 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Dexter 115/13.8 #1 NORTHWEST 0.00 2.21 0.74 0.09 0.00 0.74 0.00 0.00 40347 40346 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 1.78 0.59 0.17 0.00 0.59 0.00 0.00 41752 41728 0 0 1 Unknown Unknown Unknown 0.28
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.007 1.839 0.613 0.327 0.002 0.613 0.000 0.000 44127 44109 44110 44119 1 Gwye Delta Single Phase 0.51 67672 67671 0 0 1 0.17 3 -400 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 2.20 0.73 0.19 0.00 0.73 0.00 0.00 44055 44041 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Cinder 161/12.5 #1 PACE 0.01 2.61 0.87 0.17 0.00 0.87 0.00 0.00 67672 67671 0 0 1 Unknown Unknown Unknown 0.19
0 McNary 230/13.8/13.8 #1 NORTHWEST 0.007 1.828 0.609 0.325 0.002 0.609 0.000 0.000 44127 44111 44112 44120 1 Gwye Delta Single Phase 0.51 41752 41727 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 41751 41724 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 1.78 0.59 0.17 0.00 0.59 0.00 0.00 41752 41727 0 0 1 Unknown Unknown Unknown 0.28
0 Diamond Hill 230/69 #1 NORTHWEST 0.007 1.799 0.621 0.176 0.003 0.629 0.000 0.038 45089 45388 0 0 1 Gwye Gwye Unknown 0.28 45037 45381 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 46169 46180 46181 46195 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Cave Junction 115/69 #1 NORTHWEST 0.01 3.61 1.20 0.17 0.00 1.20 0.00 0.00 45037 45381 0 0 1 Gwye Gwye Unknown 0.14
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.007 1.776 0.592 0.171 0.002 0.592 0.000 0.000 41752 41727 0 0 1 Unknown Unknown Unknown 0.28 40434 40433 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Wanapum 230/13.8/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 46169 46182 46183 46196 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Fossil 115/69 #1 NORTHWEST 0.01 3.43 1.19 0.17 0.00 1.27 0.00 0.13 40434 40433 0 0 1 Unknown Unknown Unknown 0.14
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.007 1.776 0.592 0.171 0.002 0.592 0.000 0.000 41752 41728 0 0 1 Unknown Unknown Unknown 0.28 43083 43081 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 2.19 0.73 0.21 0.00 0.73 0.00 0.00 41751 41725 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Canemah 115/59.8 #1 NORTHWEST 0.00 1.90 1.21 0.17 0.00 1.84 0.00 1.22 43083 43081 0 0 1 Gwye Gwye Unknown 0.14
0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.007 1.757 0.586 0.162 0.002 0.586 0.000 0.000 45137 45455 0 0 1 Unknown Unknown Unknown 0.28 47800 47801 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Fishhole 115/69 #1 NORTHWEST 0.00 2.17 0.72 0.10 0.00 0.72 0.00 0.00 45105 45184 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Hopkins Ridge 115/34.5 #1 NORTHWEST 0.01 3.57 1.19 0.17 0.00 1.19 0.00 0.00 47800 47801 0 0 1 Gwye Delta Unknown 0.14
0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.007 1.757 0.586 0.162 0.002 0.586 0.000 0.000 45137 45457 0 0 1 Unknown Unknown Unknown 0.28 47858 47979 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Lookout Point 115/13.8 #3 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44273 0 0 3 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.01 1.72 0.57 0.17 0.00 0.57 0.00 0.00 47858 47979 0 0 1 Unknown Unknown Unknown 0.28
0 Goodnoe Hills East 230/115 #1 NORTHWEST 0.007 1.743 0.737 0.208 0.004 0.923 0.001 0.452 47329 40380 0 0 1 Unknown Unknown Unknown 0.28 46447 46655 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Lookout Point 115/13.8 #2 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44272 0 0 2 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Summer Falls 115/13.8 #1 NORTHWEST 0.01 3.51 1.17 0.17 0.00 1.17 0.00 0.00 46447 46655 0 0 1 Unknown Unknown Unknown 0.14
0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.007 1.719 0.573 0.167 0.002 0.573 0.000 0.000 47858 47979 0 0 1 Unknown Unknown Unknown 0.28 46447 46653 0 0 1 0.17 3 -400 Baseline with All Available Data 0 Lookout Point 115/13.8 #1 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44271 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Summer Falls 115/13.8 #1 NORTHWEST 0.01 3.51 1.17 0.17 0.00 1.17 0.00 0.00 46447 46653 0 0 1 Unknown Unknown Unknown 0.14
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.007 1.648 0.549 0.290 0.002 0.549 0.000 0.000 44057 44043 0 0 1 Gwye Delta Single Phase 0.51 45065 45126 0 0 1 0.17 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.17 0.72 0.38 0.00 0.72 0.00 0.00 44126 44107 44108 44118 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Copco # 2 115/69 #1 NORTHWEST 0.01 2.38 1.16 0.17 0.00 1.78 0.00 1.10 45065 45126 0 0 1 Gwye Gwye Unknown 0.14
0 Boise Bench 230/138/13.8 #2 IDAHO 0.007 1.641 0.907 0.123 0.007 1.681 0.003 1.425 60045 60040 60050 60056 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 45331 45329 0 0 2 0.17 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 2.16 0.72 0.38 0.00 0.72 0.00 0.00 44059 44047 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Wallula 230/69 #2 NORTHWEST 0.01 1.78 0.59 0.17 0.00 0.59 0.00 0.00 45331 45329 0 0 2 Gwye Delta Unknown 0.28
0 Hood River 115/69 #1 NORTHWEST 0.006 3.216 1.072 0.149 0.002 1.072 0.000 0.000 40541 45309 0 0 1 Gwye Delta Unknown 0.14 44128 44113 44114 44121 1 0.16 3 -400 Baseline with All Available Data 0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.00 2.15 0.72 0.10 0.00 0.72 0.00 0.00 48193 48191 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 McNary 115/13.8/13.8 #1 NORTHWEST 0.00 1.88 0.63 0.16 0.00 0.63 0.00 0.00 44128 44113 44114 44121 1 Gwye Delta Single Phase 0.25
0 Residual (LVPL) 115/69 #1 PACE 0.006 3.194 0.760 0.108 0.001 0.632 0.001 1.040 65535 66815 0 0 1 Unknown Unknown Unknown 0.14 45137 45455 0 0 1 0.16 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 2.15 0.72 0.38 0.00 0.72 0.00 0.00 44124 44105 44106 44117 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.01 1.75 0.58 0.16 0.00 0.58 0.00 0.00 45137 45455 0 0 1 Unknown Unknown Unknown 0.28
0 Knott 115/59.8 #1 NORTHWEST 0.006 3.110 2.044 0.290 0.007 3.290 0.003 2.533 45167 45165 0 0 1 Gwye Gwye Unknown 0.14 45137 45457 0 0 1 0.16 3 -400 Baseline with All Available Data 0 Rattlesnake Switchyard 230/161 #1 NORTHWEST 0.01 2.15 0.91 0.00 0.01 2.38 0.01 2.42 40867 62009 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.01 1.75 0.58 0.16 0.00 0.58 0.00 0.00 45137 45457 0 0 1 Unknown Unknown Unknown 0.28
0 Post Street 115/13.8 #1 NORTHWEST 0.006 3.063 1.021 0.144 0.002 1.021 0.000 0.000 48339 48337 0 0 1 Unknown Unknown Unknown 0.14 46670 46672 0 0 1 0.16 3 -400 Baseline with All Available Data 0 Oak Grove 115/11 #1 NORTHWEST 0.00 2.15 0.72 0.10 0.00 0.72 0.00 0.00 43371 43369 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Alder 115/13.8 #1 NORTHWEST 0.01 3.35 1.12 0.16 0.00 1.12 0.00 0.00 46670 46672 0 0 1 Gwye Delta Unknown 0.14
0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.006 3.013 1.099 0.155 0.002 1.140 0.000 0.135 47848 47993 0 0 1 Unknown Unknown Unknown 0.14 46670 46671 0 0 1 0.16 3 -400 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 2.14 0.71 0.20 0.00 0.71 0.00 0.00 46065 46178 46179 46194 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Alder 115/13.8 #1 NORTHWEST 0.01 3.35 1.12 0.16 0.00 1.12 0.00 0.00 46670 46671 0 0 1 Gwye Delta Unknown 0.14
0 Post Street 115/13.8 #2 NORTHWEST 0.006 2.979 0.993 0.140 0.002 0.993 0.000 0.000 48339 48337 0 0 2 Unknown Unknown Unknown 0.14 45131 45226 0 0 3 0.16 3 -400 Baseline with All Available Data 0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.00 2.09 0.78 0.11 0.00 0.82 0.00 0.12 47847 47990 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Hazelwood 115/69 #3 NORTHWEST 0.01 3.29 1.10 0.16 0.00 1.10 0.00 0.00 45131 45226 0 0 3 Gwye Gwye Unknown 0.14
0 Goshen 161/46 #1 PACE 0.006 2.088 0.696 0.138 0.002 0.696 0.000 0.000 65670 65672 0 0 1 Unknown Unknown Unknown 0.19 47848 47993 0 0 1 0.16 3 -400 Baseline with All Available Data 0 Goshen 161/46 #1 PACE 0.01 2.09 0.70 0.14 0.00 0.70 0.00 0.00 65670 65672 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.01 3.01 1.10 0.16 0.00 1.14 0.00 0.14 47848 47993 0 0 1 Unknown Unknown Unknown 0.14
0 Jefferson 161/161 #1 PACE 0.006 2.043 0.681 0.125 0.017 6.205 0.017 6.164 65860 65850 0 0 1 Unknown Unknown Unknown 0.19 40139 44005 0 0 1 0.16 3 -400 Baseline with All Available Data 0 Plummel 115/13.8 #1 NORTHWEST 0.00 2.07 0.69 0.10 0.00 0.69 0.00 0.00 48323 48327 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Bonneville 115/13.8 #1 NORTHWEST 0.00 1.79 0.60 0.16 0.00 0.60 0.00 0.00 40139 44005 0 0 1 Gwye Delta Single Phase 0.25
0 Goshen 161/115 #2 PACE 0.006 2.024 0.199 0.033 0.004 1.486 0.004 2.113 65670 65675 0 0 2 Unknown Unknown Core, Three Phase Generic 0.16 40717 40715 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Antelope Rd. 230/34.5 #1 NORTHWEST 0.01 2.06 0.69 0.19 0.00 0.69 0.00 0.00 44280 44281 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 McNary 115/69 #1 NORTHWEST 0.01 6.67 1.33 0.15 0.00 0.00 0.00 2.22 40717 40715 0 0 1 Delta Gwye Core, Three Phase Generic 0.12
0 Goshen 161/115 #1 PACE 0.006 2.024 0.199 0.033 0.004 1.486 0.004 2.113 65670 65675 0 0 1 Unknown Unknown Core, Three Phase Generic 0.16 41006 41012 0 0 1 0.15 3 -400 Baseline with All Available Data 0 McKenzie 230/115 #1 NORTHWEST 0.01 2.06 3.49 0.49 0.03 6.33 0.01 5.67 46293 46292 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Sno-king 230/115 #1 NORTHWEST 0.01 2.72 0.64 0.15 0.00 1.11 0.00 1.57 41006 41012 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Wallula 230/69 #2 NORTHWEST 0.006 1.588 0.529 0.148 0.002 0.529 0.000 0.000 45331 45329 0 0 2 Gwye Delta Unknown 0.28 40139 44001 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.05 0.69 0.20 0.00 0.69 0.00 0.00 47860 47450 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Bonneville 115/13.8 #1 NORTHWEST 0.00 1.79 0.60 0.15 0.00 0.60 0.00 0.00 40139 44001 0 0 1 Gwye Delta Single Phase 0.25
0 Boise Bench 230/138 #3 IDAHO 0.006 1.574 1.051 0.142 0.008 2.089 0.004 1.835 60045 60040 0 0 3 Gwye Gwye 3-Legged Core, Three Phase 0.13 40541 45307 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 2.05 0.69 0.20 0.00 0.69 0.00 0.00 47860 47453 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Hood River 115/69 #1 NORTHWEST 0.01 3.41 1.14 0.15 0.00 1.14 0.00 0.00 40541 45307 0 0 1 Gwye Delta Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.529 0.510 0.070 0.002 0.510 0.000 0.000 46856 46851 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 40541 45309 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Jefferson 161/161 #1 PACE 0.01 2.04 0.68 0.13 0.02 6.21 0.02 6.16 65860 65850 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Hood River 115/69 #1 NORTHWEST 0.01 3.22 1.07 0.15 0.00 1.07 0.00 0.00 40541 45309 0 0 1 Gwye Delta Unknown 0.14
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.006 1.518 0.506 0.267 0.002 0.506 0.000 0.000 44057 44044 0 0 1 Gwye Delta Single Phase 0.51 60332 60331 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Boise Bench 230/138 #1 IDAHO 0.01 2.04 1.68 0.23 0.01 3.52 0.01 3.17 60045 60040 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Swan Falls 138/6.9 #1 IDAHO 0.01 5.50 1.83 0.15 0.00 1.83 0.00 0.00 60332 60331 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.513 0.504 0.070 0.002 0.504 0.000 0.000 46856 46850 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 43291 43289 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Boise Bench 230/138/13.8 #4 IDAHO 0.01 2.04 0.72 0.10 0.00 1.01 0.00 0.81 60045 60040 60051 60058 4 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Linneman 230/115 #1 NORTHWEST 0.02 3.88 0.52 0.15 0.01 1.92 0.01 3.10 43291 43289 0 0 1 Gwye Gwye Unknown 0.28
0 Calapooya 230/69 #1 NORTHWEST 0.006 1.491 0.481 0.137 0.002 0.476 0.000 0.038 45031 45380 0 0 1 Gwye Gwye Unknown 0.28 48029 48027 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Albina 115/69 #2 NORTHWEST 0.00 2.04 0.41 0.06 0.00 0.00 0.00 0.68 45001 45003 0 0 2 Delta Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Beacon (Spokane) 115/13.8 #1 NORTHWEST 0.00 0.58 1.06 0.15 0.00 1.18 0.00 0.98 48029 48027 0 0 1 Unknown Unknown Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.471 0.490 0.068 0.002 0.490 0.000 0.000 46855 46848 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 45685 45689 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Goshen 161/115 #2 PACE 0.01 2.02 0.20 0.03 0.00 1.49 0.00 2.11 65670 65675 0 0 2 Unknown Unknown Core, Three Phase Generic 0.16 6 +550 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.01 6.66 2.22 0.15 0.00 2.22 0.00 0.00 45685 45689 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.439 0.480 0.066 0.002 0.480 0.000 0.000 46854 46845 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 45685 45687 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Goshen 161/115 #1 PACE 0.01 2.02 0.20 0.03 0.00 1.49 0.00 2.11 65670 65675 0 0 1 Unknown Unknown Core, Three Phase Generic 0.16 6 +550 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.01 6.66 2.22 0.15 0.00 2.22 0.00 0.00 45685 45687 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.006 1.429 0.476 0.252 0.002 0.476 0.000 0.000 44058 44046 0 0 1 Gwye Delta Single Phase 0.51 45001 45003 0 0 1 0.15 3 -400 Baseline with All Available Data 0 Prospect 1 115/69 #1 NORTHWEST 0.00 2.02 1.49 0.21 0.01 2.72 0.00 2.05 45259 45446 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Albina 115/69 #1 NORTHWEST 0.00 0.29 1.03 0.15 0.01 2.44 0.00 2.34 45001 45003 0 0 1 Gwye Gwye Unknown 0.14
0 Mayfield 230/13.8 #1 NORTHWEST 0.006 1.424 0.475 0.252 0.002 0.475 0.000 0.000 46625 46623 0 0 1 Gwye Delta Single Phase 0.51 48339 48337 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 2.02 0.67 0.18 0.00 0.67 0.00 0.00 40672 41226 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Post Street 115/13.8 #1 NORTHWEST 0.01 3.06 1.02 0.14 0.00 1.02 0.00 0.00 48339 48337 0 0 1 Unknown Unknown Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.416 0.472 0.065 0.002 0.472 0.000 0.000 46855 46849 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 48339 48337 0 0 2 0.14 3 -400 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 2.02 0.67 0.18 0.00 0.67 0.00 0.00 40672 41225 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Post Street 115/13.8 #2 NORTHWEST 0.01 2.98 0.99 0.14 0.00 0.99 0.00 0.00 48339 48337 0 0 2 Unknown Unknown Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.412 0.471 0.065 0.002 0.471 0.000 0.000 46852 46841 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 60045 60040 0 0 3 0.14 3 -400 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 1.99 0.66 0.18 0.00 0.66 0.00 0.00 40672 41224 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boise Bench 230/138 #3 IDAHO 0.01 1.56 1.04 0.14 0.01 2.06 0.00 1.82 60045 60040 0 0 3 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Rocky Reach 230/15 #1 NORTHWEST 0.006 1.405 0.468 0.065 0.002 0.468 0.000 0.000 46852 46842 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 47102 47099 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66160 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Wells (DOPD) 230/115 #1 NORTHWEST 0.00 0.68 1.00 0.14 0.01 1.94 0.00 1.89 47102 47099 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.006 1.393 0.464 0.245 0.002 0.464 0.000 0.000 44058 44045 0 0 1 Gwye Delta Single Phase 0.51 45303 45297 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66165 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Troutdale 230/69 #1 NORTHWEST 0.02 4.94 0.49 0.14 0.00 0.00 0.00 1.65 45303 45297 0 0 1 Delta Gwye Unknown 0.28
0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.006 1.386 0.462 0.135 0.002 0.462 0.000 0.000 47844 47840 0 0 1 Gwye Gwye Unknown 0.28 65670 65672 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66170 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Goshen 161/46 #1 PACE 0.01 2.09 0.70 0.14 0.00 0.70 0.00 0.00 65670 65672 0 0 1 Unknown Unknown Unknown 0.19
0 Albeni Falls 115/13.8 #1 NORTHWEST 0.005 2.761 0.920 0.102 0.002 0.920 0.000 0.000 40029 40032 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 45031 45380 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66175 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Calapooya 230/69 #1 NORTHWEST 0.01 1.49 0.48 0.14 0.00 0.48 0.00 0.04 45031 45380 0 0 1 Gwye Gwye Unknown 0.28
0 Albeni Falls 115/13.8 #1 NORTHWEST 0.005 2.761 0.920 0.101 0.002 0.920 0.000 0.000 40029 40030 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 65850 65851 65852 98533 1 0.14 3 -400 Baseline with All Available Data 0 White River (PSPL) 115/57.5 #1 NORTHWEST 0.00 1.93 0.64 0.09 0.00 0.64 0.00 0.00 42701 42702 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Jefferson 161/69/6.6 #1 PACE 0.00 0.00 0.73 0.14 0.00 1.28 0.00 1.28 65850 65851 65852 98533 1 Unknown Unknown Unknown 0.19
0 Albeni Falls 115/13.8 #1 NORTHWEST 0.005 2.761 0.920 0.101 0.002 0.920 0.000 0.000 40029 40028 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 45051 45050 0 0 1 0.14 3 -400 Baseline with All Available Data 0 Kelso 115/69 #1 NORTHWEST 0.00 1.93 0.64 0.09 0.00 0.64 0.00 0.00 47035 47402 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Cold Springs 230/69 #1 NORTHWEST 0.02 4.69 0.47 0.14 0.00 0.00 0.00 1.56 45051 45050 0 0 1 Delta Gwye Unknown 0.28
0 East Jackson 115/69 #1 PACE 0.005 2.632 0.877 0.123 0.002 0.878 0.000 0.000 65480 66822 0 0 1 Unknown Unknown Unknown 0.14 47844 47840 0 0 1 0.13 3 -400 Baseline with All Available Data 0 McNary 115/13.8/13.8 #1 NORTHWEST 0.00 1.91 0.64 0.16 0.00 0.64 0.00 0.00 44128 44113 44114 44121 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.39 0.46 0.13 0.00 0.46 0.00 0.00 47844 47840 0 0 1 Gwye Gwye Unknown 0.28
0 Ice Harbor 115/13.8 #4 NORTHWEST 0.005 2.628 0.876 0.099 0.002 0.876 0.000 0.000 40567 40562 0 0 4 Gwye Delta Core, Three Phase Generic 0.12 47861 47456 0 0 1 0.13 3 -400 Baseline with All Available Data 0 Canemah 115/59.8 #1 NORTHWEST 0.00 1.90 1.21 0.17 0.00 1.84 0.00 1.22 43083 43081 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 1.31 0.44 0.13 0.00 0.44 0.00 0.00 47861 47456 0 0 1 Unknown Unknown Unknown 0.28
0 Tolt 115/13.8 #1 NORTHWEST 0.005 2.589 0.863 0.120 0.002 0.863 0.000 0.000 42350 42351 0 0 1 Gwye Delta Unknown 0.14 47861 47459 0 0 1 0.13 3 -400 Baseline with All Available Data 0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.02 1.90 0.63 0.75 0.01 0.63 0.00 0.00 47731 47734 47735 47732 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 1.31 0.44 0.13 0.00 0.44 0.00 0.00 47861 47459 0 0 1 Unknown Unknown Unknown 0.28
0 Boardman (PGE) 115/69 #1 NORTHWEST 0.005 2.586 0.901 0.105 0.002 0.959 0.000 0.176 40127 40125 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 46069 46176 46177 46193 1 0.13 3 -400 Baseline with All Available Data 0 Centralia Switching Station 500/13.8/13.8 #1 NORTHWEST 0.02 1.90 0.63 0.75 0.01 0.63 0.00 0.00 47731 47736 47737 47733 1 Unknown Unknown Unknown 1.10 6 +550 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 1.32 0.44 0.13 0.00 0.44 0.00 0.00 46069 46176 46177 46193 1 Unknown Unknown Unknown 0.28
0 Macks Inn 115/46 #1 PACE 0.005 2.558 0.853 0.102 0.002 0.853 0.000 0.000 65915 65914 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12 46069 46174 46175 46192 1 0.13 3 -400 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.90 0.63 0.19 0.00 0.63 0.00 0.00 47844 47841 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 1.32 0.44 0.13 0.00 0.44 0.00 0.00 46069 46174 46175 46192 1 Unknown Unknown Unknown 0.28
0 Macks Inn 115/46 #2 PACE 0.005 2.558 0.853 0.102 0.002 0.853 0.000 0.000 65915 65914 0 0 2 Unknown Unknown Core, Three Phase Generic 0.12 65480 66822 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.87 0.62 0.18 0.00 0.62 0.00 0.00 47844 47842 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 East Jackson 115/69 #1 PACE 0.01 2.63 0.88 0.12 0.00 0.88 0.00 0.00 65480 66822 0 0 1 Unknown Unknown Unknown 0.14
0 Ager 115/69 #1 NORTHWEST 0.005 2.544 0.848 0.115 0.002 0.848 0.000 0.000 45004 44978 0 0 1 Gwye Gwye Unknown 0.14 47578 47577 0 0 1 0.12 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 1.84 0.62 0.33 0.00 0.62 0.00 0.00 44127 44109 44110 44119 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Frederickson (PSPL) 230/18 #1 NORTHWEST 0.01 1.27 0.42 0.12 0.00 0.42 0.00 0.00 47578 47577 0 0 1 Unknown Unknown Unknown 0.28
0 Roberts Creek 115/69 #1 NORTHWEST 0.005 2.505 0.835 0.115 0.002 0.835 0.000 0.000 45467 45468 0 0 1 Gwye Gwye Unknown 0.14 65860 65850 0 0 1 0.12 3 -400 Baseline with All Available Data 0 McNary 230/13.8/13.8 #1 NORTHWEST 0.01 1.83 0.61 0.33 0.00 0.61 0.00 0.00 44127 44111 44112 44120 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Jefferson 161/161 #1 PACE 0.01 2.04 0.68 0.12 0.02 6.21 0.02 6.16 65860 65850 0 0 1 Unknown Unknown Unknown 0.19
0 Morrow Power Program 115/13.8 #1 NORTHWEST 0.005 2.402 0.801 0.112 0.002 0.801 0.000 0.000 47334 47658 0 0 1 Unknown Unknown Unknown 0.14 60045 60040 60050 60056 2 0.12 3 -400 Baseline with All Available Data 0 Grand Coulee 300/230 #1 NORTHWEST 0.01 1.83 2.72 1.01 0.05 10.17 0.04 9.76 40285 41357 0 0 1 Unknown Unknown Unknown 0.36 6 +550 Baseline with All Available Data 0 Boise Bench 230/138/13.8 #2 IDAHO 0.01 1.62 0.89 0.12 0.01 1.66 0.00 1.42 60045 60040 60050 60056 2 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Copco # 2 115/69 #1 NORTHWEST 0.005 2.381 1.155 0.166 0.004 1.775 0.001 1.101 45065 45126 0 0 1 Gwye Gwye Unknown 0.14 42350 42351 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #3 NORTHWEST 0.00 1.82 0.68 0.10 0.00 0.71 0.00 0.11 47314 47313 0 0 3 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Tolt 115/13.8 #1 NORTHWEST 0.01 2.59 0.86 0.12 0.00 0.86 0.00 0.00 42350 42351 0 0 1 Gwye Delta Unknown 0.14
0 Port Angeles 115/69 #2 NORTHWEST 0.005 2.377 0.475 0.055 0.000 0.000 0.001 0.792 40843 40841 0 0 2 Delta Gwye Core, Three Phase Generic 0.12 45004 44978 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #2 NORTHWEST 0.00 1.82 0.68 0.10 0.00 0.71 0.00 0.11 47314 47316 0 0 2 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Ager 115/69 #1 NORTHWEST 0.01 2.54 0.85 0.12 0.00 0.85 0.00 0.00 45004 44978 0 0 1 Gwye Gwye Unknown 0.14
0 Canemah 115/59.8 #2 NORTHWEST 0.005 2.340 1.481 0.207 0.005 2.260 0.002 1.497 43083 43081 0 0 2 Gwye Gwye Unknown 0.14 40477 47162 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #1 NORTHWEST 0.00 1.82 0.68 0.10 0.00 0.71 0.00 0.11 47314 47315 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Goldendale 115/69 #1 NORTHWEST 0.00 1.36 0.45 0.12 0.00 0.45 0.00 0.00 40477 47162 0 0 1 Gwye Delta Single Phase 0.25
0 Meadow Creek 161/34.5 #1 PACE 0.005 1.734 0.578 0.116 0.002 0.578 0.000 0.000 69524 69525 0 0 1 Unknown Unknown Unknown 0.19 69524 69525 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Dry Gulch 115/69 #1 NORTHWEST 0.00 1.81 0.61 0.09 0.00 0.61 0.00 0.00 48113 45097 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Meadow Creek 161/34.5 #1 PACE 0.01 1.73 0.58 0.12 0.00 0.58 0.00 0.00 69524 69525 0 0 1 Unknown Unknown Unknown 0.19
0 Snohomish 230/115 #1 NORTHWEST 0.005 1.377 0.181 0.095 0.003 0.760 0.002 1.205 41330 40984 0 0 1 Gwye Gwye Single Phase 0.51 47814 47817 0 0 1 0.12 3 -400 Baseline with All Available Data 0 Chiloquin 115/69 #1 NORTHWEST 0.00 1.81 0.60 0.09 0.00 0.60 0.00 0.00 45045 45094 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.01 1.19 0.40 0.12 0.00 0.40 0.00 0.00 47814 47817 0 0 1 Unknown Unknown Unknown 0.28
0 Libby - PACIF 230/13.8/13.8 #3 NORTHWEST 0.005 1.357 0.452 0.108 0.002 0.452 0.000 0.000 44201 44195 44196 44199 3 Gwye Delta Core, Three Phase Generic 0.23 45467 45468 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Diamond Hill 230/69 #1 NORTHWEST 0.01 1.80 0.62 0.18 0.00 0.63 0.00 0.04 45089 45388 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Roberts Creek 115/69 #1 NORTHWEST 0.01 2.51 0.84 0.11 0.00 0.84 0.00 0.00 45467 45468 0 0 1 Gwye Gwye Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.005 1.350 0.450 0.062 0.002 0.450 0.000 0.000 46853 46843 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 40671 41227 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Bonneville 115/13.8 #1 NORTHWEST 0.00 1.79 0.60 0.15 0.00 0.60 0.00 0.00 40139 44005 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 1.19 0.40 0.11 0.00 0.40 0.00 0.00 40671 41227 0 0 1 Unknown Unknown Unknown 0.28
0 Rocky Reach 230/15 #1 NORTHWEST 0.005 1.341 0.447 0.062 0.002 0.447 0.000 0.000 46853 46844 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 47334 47658 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Bonneville 115/13.8 #1 NORTHWEST 0.00 1.79 0.60 0.15 0.00 0.60 0.00 0.00 40139 44001 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Morrow Power Program 115/13.8 #1 NORTHWEST 0.01 2.40 0.80 0.11 0.00 0.80 0.00 0.00 47334 47658 0 0 1 Unknown Unknown Unknown 0.14
0 Rocky Reach 230/15 #1 NORTHWEST 0.005 1.337 0.446 0.062 0.002 0.446 0.000 0.000 46854 46846 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 47847 47990 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 1.78 0.59 0.17 0.00 0.59 0.00 0.00 41752 41728 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.00 2.10 0.79 0.11 0.00 0.82 0.00 0.12 47847 47990 0 0 1 Unknown Unknown Unknown 0.14
0 Santiam 230/69 #1 NORTHWEST 0.005 1.327 1.327 0.376 0.008 2.054 0.003 2.440 40939 45475 0 0 1 Gwye Gwye Unknown 0.28 46209 46210 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.01 1.78 0.59 0.17 0.00 0.59 0.00 0.00 41752 41727 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Carmen Smith 115/11.5 #1 NORTHWEST 0.01 4.65 1.55 0.11 0.00 1.55 0.00 0.00 46209 46210 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Snohomish 230/115 #2 NORTHWEST 0.005 1.326 0.430 0.225 0.005 1.265 0.003 1.698 41329 40988 0 0 2 Gwye Gwye Single Phase 0.51 65535 66815 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Addy 115/23 #1 NORTHWEST 0.00 1.77 0.59 0.08 0.00 0.59 0.00 0.00 40017 48007 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Residual (LVPL) 115/69 #1 PACE 0.01 3.19 0.76 0.11 0.00 0.63 0.00 1.04 65535 66815 0 0 1 Unknown Unknown Unknown 0.14
0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.005 1.315 0.438 0.125 0.002 0.438 0.000 0.000 46069 46174 46175 46192 1 Unknown Unknown Unknown 0.28 44201 44195 44196 44199 3 0.11 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 1.77 0.59 0.04 0.00 0.59 0.00 0.00 46894 46893 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #3 NORTHWEST 0.01 1.36 0.45 0.11 0.00 0.45 0.00 0.00 44201 44195 44196 44199 3 Gwye Delta Core, Three Phase Generic 0.23
0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.005 1.315 0.438 0.125 0.002 0.438 0.000 0.000 46069 46176 46177 46193 1 Unknown Unknown Unknown 0.28 44879 45464 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.01 1.76 0.59 0.16 0.00 0.59 0.00 0.00 45137 45455 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Winston Ridddle 115/69 #1 NORTHWEST 0.00 2.24 0.75 0.11 0.00 0.75 0.00 0.00 44879 45464 0 0 1 Unknown Unknown Unknown 0.14
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.005 1.308 0.436 0.127 0.002 0.436 0.000 0.000 47861 47459 0 0 1 Unknown Unknown Unknown 0.28 41008 41014 0 0 2 0.11 3 -400 Baseline with All Available Data 0 Hermiston Power Project 230/13.8 #1 NORTHWEST 0.01 1.76 0.59 0.16 0.00 0.59 0.00 0.00 45137 45457 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Sno-king 230/115 #2 NORTHWEST 0.02 4.09 0.77 0.11 0.00 1.05 0.00 1.89 41008 41014 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.005 1.308 0.436 0.127 0.002 0.436 0.000 0.000 47861 47456 0 0 1 Unknown Unknown Unknown 0.28 60390 60393 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #3 NORTHWEST 0.00 1.76 0.59 0.04 0.00 0.59 0.00 0.00 46818 46812 46814 46828 3 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Danskin Wind Project 138/12 #1 IDAHO 0.01 3.83 1.28 0.11 0.00 1.28 0.00 0.00 60390 60393 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.005 1.307 0.436 0.105 0.002 0.436 0.000 0.000 44060 44049 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 60390 60392 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 1.74 0.58 0.04 0.00 0.58 0.00 0.00 46896 46895 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Danskin Wind Project 138/12 #1 IDAHO 0.01 3.83 1.28 0.11 0.00 1.28 0.00 0.00 60390 60392 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.08
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.005 1.296 0.432 0.104 0.002 0.432 0.000 0.000 44060 44051 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 44060 44049 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Goodnoe Hills East 230/115 #1 NORTHWEST 0.01 1.74 0.74 0.21 0.00 0.92 0.00 0.45 47329 40380 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.31 0.44 0.11 0.00 0.44 0.00 0.00 44060 44049 0 0 1 Gwye Delta Core, Three Phase Generic 0.23
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.005 1.286 0.429 0.103 0.002 0.429 0.000 0.000 44060 44050 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 40127 40125 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Meadow Creek 161/34.5 #1 PACE 0.01 1.73 0.58 0.12 0.00 0.58 0.00 0.00 69524 69525 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Boardman (PGE) 115/69 #1 NORTHWEST 0.01 2.59 0.90 0.11 0.00 0.96 0.00 0.18 40127 40125 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12
0 Frederickson (PSPL) 230/18 #1 NORTHWEST 0.005 1.271 0.424 0.122 0.002 0.424 0.000 0.000 47578 47577 0 0 1 Unknown Unknown Unknown 0.28 48193 48189 0 0 1 0.11 3 -400 Baseline with All Available Data 0 Orenco 115/59.8 #2 NORTHWEST 0.00 1.72 0.57 0.08 0.00 0.57 0.00 0.05 43381 43379 0 0 2 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.00 2.22 0.74 0.11 0.00 0.74 0.00 0.00 48193 48189 0 0 1 Unknown Unknown Unknown 0.14
0 McKenzic 230/13.8 #2 NORTHWEST 0.005 1.271 0.424 0.058 0.002 0.424 0.000 0.000 46809 46858 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.13 47814 47816 0 0 1 0.10 3 -400 Baseline with All Available Data 0 White Creek Wind Project 230/34.5 #1 NORTHWEST 0.01 1.72 0.57 0.17 0.00 0.57 0.00 0.00 47858 47979 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 1.08 0.36 0.10 0.00 0.36 0.00 0.00 47814 47816 0 0 1 Unknown Unknown Unknown 0.28
0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.005 1.263 0.421 0.101 0.002 0.421 0.000 0.000 44059 44048 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 43371 43369 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #4 NORTHWEST 0.00 1.72 0.57 0.04 0.00 0.57 0.00 0.00 46818 46820 46822 46836 4 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Oak Grove 115/11 #1 NORTHWEST 0.00 2.15 0.72 0.10 0.00 0.72 0.00 0.00 43371 43369 0 0 1 Gwye Delta Unknown 0.14
0 McKenzic 230/13.8 #1 NORTHWEST 0.005 1.263 0.421 0.058 0.002 0.421 0.000 0.000 46809 46857 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 44060 44051 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Wallula 230/69 #1 NORTHWEST 0.01 1.72 0.57 0.16 0.00 0.57 0.00 0.00 45331 45329 0 0 1 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.30 0.43 0.10 0.00 0.43 0.00 0.00 44060 44051 0 0 1 Gwye Delta Core, Three Phase Generic 0.23
0 Klondike Wind Farm 230/115 #1 NORTHWEST 0.005 1.237 0.600 0.177 0.003 0.787 0.001 0.374 47830 47327 0 0 1 Unknown Unknown Unknown 0.28 40905 40903 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Boulder Park 115/13.8 #1 NORTHWEST 0.00 1.70 0.57 0.08 0.00 0.57 0.00 0.00 48522 48526 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Roundup 230/69 #1 NORTHWEST 0.00 1.08 0.39 0.10 0.00 0.40 0.00 0.03 40905 40903 0 0 1 Unknown Unknown Unknown 0.28
0 Rocky Reach 230/15 #1 NORTHWEST 0.005 1.221 0.407 0.056 0.002 0.407 0.000 0.000 46855 46847 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 44060 44050 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Boise Bench 230/138/13.8 #2 IDAHO 0.01 1.66 0.92 0.13 0.01 1.70 0.00 1.44 60045 60040 60050 60056 2 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.29 0.43 0.10 0.00 0.43 0.00 0.00 44060 44050 0 0 1 Gwye Delta Core, Three Phase Generic 0.23
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.005 1.193 0.398 0.116 0.002 0.398 0.000 0.000 47814 47817 0 0 1 Unknown Unknown Unknown 0.28 40905 40903 0 0 2 0.10 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.65 0.55 0.29 0.00 0.55 0.00 0.00 44057 44043 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Roundup 230/69 #2 NORTHWEST 0.00 1.08 0.38 0.10 0.00 0.39 0.00 0.03 40905 40903 0 0 2 Unknown Unknown Unknown 0.28
0 Longview 230/13.8 #1 NORTHWEST 0.005 1.185 0.395 0.113 0.002 0.395 0.000 0.000 40671 41227 0 0 1 Unknown Unknown Unknown 0.28 65915 65914 0 0 2 0.10 3 -400 Baseline with All Available Data 0 Tieton 115/13.8 #1 NORTHWEST 0.00 1.63 0.54 0.08 0.00 0.54 0.00 0.00 44869 44870 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Macks Inn 115/46 #2 PACE 0.01 2.56 0.85 0.10 0.00 0.85 0.00 0.00 65915 65914 0 0 2 Unknown Unknown Core, Three Phase Generic 0.12
0 Winston Ridddle 115/69 #1 NORTHWEST 0.004 2.239 0.746 0.107 0.001 0.746 0.000 0.000 44879 45464 0 0 1 Unknown Unknown Unknown 0.14 40029 40032 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Anderson Ranch 115/6.9 #1 IDAHO 0.00 1.63 0.54 0.08 0.00 0.54 0.00 0.00 61800 61802 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40032 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Ice Harbor 115/13.8 #3 NORTHWEST 0.004 2.234 0.745 0.088 0.001 0.745 0.000 0.000 40567 40561 0 0 3 Gwye Delta Core, Three Phase Generic 0.12 65915 65914 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Anderson Ranch 115/6.9 #1 IDAHO 0.00 1.62 0.54 0.08 0.00 0.54 0.00 0.00 61800 61801 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Macks Inn 115/46 #1 PACE 0.01 2.56 0.85 0.10 0.00 0.85 0.00 0.00 65915 65914 0 0 1 Unknown Unknown Core, Three Phase Generic 0.12
0 Texaco 115/13.8 #1 NORTHWEST 0.004 2.230 0.743 0.100 0.001 0.743 0.000 0.000 42130 42134 0 0 1 Gwye Gwye Unknown 0.14 48193 48191 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Ross Park 115/13.8 #1 NORTHWEST 0.00 1.59 0.53 0.08 0.00 0.53 0.00 0.00 48409 48407 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.00 2.15 0.72 0.10 0.00 0.72 0.00 0.00 48193 48191 0 0 1 Unknown Unknown Unknown 0.14
0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.004 2.217 0.739 0.106 0.001 0.739 0.000 0.000 48193 48189 0 0 1 Unknown Unknown Unknown 0.14 44059 44048 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Boise Bench 230/138 #3 IDAHO 0.01 1.59 1.07 0.15 0.01 2.12 0.00 1.85 60045 60040 0 0 3 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.26 0.42 0.10 0.00 0.42 0.00 0.00 44059 44048 0 0 1 Gwye Delta Core, Three Phase Generic 0.23
0 Dexter 115/13.8 #1 NORTHWEST 0.004 2.210 0.737 0.085 0.001 0.737 0.000 0.000 40347 40346 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 40029 40030 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Post Falls 115/2.4 #1 NORTHWEST 0.00 1.58 0.53 0.07 0.00 0.53 0.00 0.00 48329 48333 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40030 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.004 2.202 0.734 0.193 0.001 0.734 0.000 0.000 44055 44041 0 0 1 Gwye Delta Single Phase 0.25 40029 40028 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Fidalgo 115/69 #5 NORTHWEST 0.00 1.57 0.36 0.04 0.00 0.13 0.00 0.40 42118 40415 0 0 5 Unknown Unknown Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Albeni Falls 115/13.8 #1 NORTHWEST 0.01 2.76 0.92 0.10 0.00 0.92 0.00 0.00 40029 40028 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Fishhole 115/69 #1 NORTHWEST 0.004 2.171 0.724 0.097 0.001 0.724 0.000 0.000 45105 45184 0 0 1 Gwye Gwye Unknown 0.14 44056 44042 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Dixonville 115/69 #2 NORTHWEST 0.00 1.55 0.52 0.07 0.00 0.52 0.00 0.00 45091 45152 0 0 2 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 1.16 0.39 0.10 0.00 0.39 0.00 0.00 44056 44042 0 0 1 Gwye Delta Single Phase 0.25
0 Lookout Point 115/13.8 #3 NORTHWEST 0.004 2.169 0.723 0.081 0.001 0.723 0.000 0.000 44274 44273 0 0 3 Gwye Delta Core, Three Phase Generic 0.12 42130 42134 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.53 0.51 0.07 0.00 0.51 0.00 0.00 46856 46851 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Texaco 115/13.8 #1 NORTHWEST 0.00 2.23 0.74 0.10 0.00 0.74 0.00 0.00 42130 42134 0 0 1 Gwye Gwye Unknown 0.14
0 Lookout Point 115/13.8 #2 NORTHWEST 0.004 2.169 0.723 0.081 0.001 0.723 0.000 0.000 44274 44272 0 0 2 Gwye Delta Core, Three Phase Generic 0.12 40567 40562 0 0 4 0.10 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.52 0.51 0.27 0.00 0.51 0.00 0.00 44057 44044 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #4 NORTHWEST 0.01 2.63 0.88 0.10 0.00 0.88 0.00 0.00 40567 40562 0 0 4 Gwye Delta Core, Three Phase Generic 0.12
0 Lookout Point 115/13.8 #1 NORTHWEST 0.004 2.169 0.723 0.081 0.001 0.723 0.000 0.000 44274 44271 0 0 1 Gwye Delta Core, Three Phase Generic 0.12 46066 46170 46171 46190 1 0.10 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.51 0.50 0.07 0.00 0.50 0.00 0.00 46856 46850 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.00 1.03 0.34 0.10 0.00 0.34 0.00 0.00 46066 46170 46171 46190 1 Unknown Unknown Unknown 0.28
0 Little Falls (WWPC) 115/4 #1 NORTHWEST 0.004 2.154 0.718 0.102 0.001 0.718 0.000 0.000 48193 48191 0 0 1 Unknown Unknown Unknown 0.14 46066 46172 46173 46191 1 0.10 3 -400 Baseline with All Available Data 0 Calapooya 230/69 #1 NORTHWEST 0.01 1.49 0.48 0.14 0.00 0.48 0.00 0.04 45031 45380 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.00 1.03 0.34 0.10 0.00 0.34 0.00 0.00 46066 46172 46173 46191 1 Unknown Unknown Unknown 0.28
0 Oak Grove 115/11 #1 NORTHWEST 0.004 2.150 0.717 0.104 0.001 0.717 0.000 0.000 43371 43369 0 0 1 Gwye Delta Unknown 0.14 45105 45184 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Oregon Street 115/13.8 #1 NORTHWEST 0.00 1.49 0.50 0.07 0.00 0.50 0.00 0.00 47339 47337 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Fishhole 115/69 #1 NORTHWEST 0.00 2.17 0.72 0.10 0.00 0.72 0.00 0.00 45105 45184 0 0 1 Gwye Gwye Unknown 0.14
0 Willow Creek Winds 115/34.5 #1 NORTHWEST 0.004 2.095 0.785 0.111 0.002 0.822 0.000 0.123 47847 47990 0 0 1 Unknown Unknown Unknown 0.14 66547 66548 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Oregon Street 115/13.8 #1 NORTHWEST 0.00 1.49 0.50 0.07 0.00 0.50 0.00 0.00 47339 47338 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Horse Butte 115/34.5 #1 PACE 0.00 0.71 0.68 0.10 0.00 0.87 0.00 0.63 66547 66548 0 0 1 Unknown Unknown Unknown 0.14
0 Plummel 115/13.8 #1 NORTHWEST 0.004 2.064 0.688 0.095 0.001 0.688 0.000 0.000 48323 48327 0 0 1 Unknown Unknown Unknown 0.14 41049 46631 0 0 2 0.10 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.47 0.49 0.07 0.00 0.49 0.00 0.00 46855 46848 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Tacoma 230/115 #2 NORTHWEST 0.01 3.47 0.33 0.10 0.01 1.28 0.01 2.35 41049 46631 0 0 2 Gwye Gwye Unknown 0.28
0 Albina 115/69 #2 NORTHWEST 0.004 2.035 0.407 0.057 0.000 0.000 0.001 0.678 45001 45003 0 0 2 Delta Gwye Unknown 0.14 48323 48327 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.44 0.48 0.07 0.00 0.48 0.00 0.00 46854 46845 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Plummel 115/13.8 #1 NORTHWEST 0.00 2.06 0.69 0.10 0.00 0.69 0.00 0.00 48323 48327 0 0 1 Unknown Unknown Unknown 0.14
0 Prospect 1 115/69 #1 NORTHWEST 0.004 2.020 1.491 0.208 0.005 2.718 0.002 2.045 45259 45446 0 0 1 Gwye Gwye Unknown 0.14 60045 60040 60051 60058 4 0.10 3 -400 Baseline with All Available Data 0 Clearwater 115/34.5 #2 NORTHWEST 0.00 1.44 1.19 0.16 0.00 1.49 0.00 1.01 48075 48481 0 0 2 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Boise Bench 230/138/13.8 #4 IDAHO 0.01 2.00 0.70 0.10 0.00 0.98 0.00 0.82 60045 60040 60051 60058 4 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Palisades (USBRID) 115/11.5 #1 PACE 0.004 1.965 0.655 0.088 0.001 0.655 0.000 0.000 66185 66160 0 0 1 Unknown Unknown Unknown 0.14 41330 40984 0 0 1 0.10 3 -400 Baseline with All Available Data 0 Clearwater 115/34.5 #1 NORTHWEST 0.00 1.43 1.19 0.16 0.00 1.49 0.00 1.01 48075 48481 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Snohomish 230/115 #1 NORTHWEST 0.01 1.38 0.18 0.10 0.00 0.76 0.00 1.21 41330 40984 0 0 1 Gwye Gwye Single Phase 0.51
0 Palisades (USBRID) 115/11.5 #1 PACE 0.004 1.965 0.655 0.088 0.001 0.655 0.000 0.000 66185 66165 0 0 1 Unknown Unknown Unknown 0.14 47314 47315 0 0 1 0.09 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.43 0.48 0.25 0.00 0.48 0.00 0.00 44058 44046 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #1 NORTHWEST 0.00 1.81 0.68 0.09 0.00 0.71 0.00 0.11 47314 47315 0 0 1 Unknown Unknown Unknown 0.14
0 Palisades (USBRID) 115/11.5 #1 PACE 0.004 1.965 0.655 0.087 0.001 0.655 0.000 0.000 66185 66170 0 0 1 Unknown Unknown Unknown 0.14 47314 47316 0 0 2 0.09 3 -400 Baseline with All Available Data 0 Mayfield 230/13.8 #1 NORTHWEST 0.01 1.42 0.48 0.25 0.00 0.48 0.00 0.00 46625 46623 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #2 NORTHWEST 0.00 1.81 0.68 0.09 0.00 0.71 0.00 0.11 47314 47316 0 0 2 Unknown Unknown Unknown 0.14
0 Palisades (USBRID) 115/11.5 #1 PACE 0.004 1.965 0.655 0.087 0.001 0.655 0.000 0.000 66185 66175 0 0 1 Unknown Unknown Unknown 0.14 47314 47313 0 0 3 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.42 0.47 0.07 0.00 0.47 0.00 0.00 46855 46849 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Nine Canyon Wind Project 115/34.5 #3 NORTHWEST 0.00 1.81 0.68 0.09 0.00 0.71 0.00 0.11 47314 47313 0 0 3 Unknown Unknown Unknown 0.14
0 White River (PSPL) 115/57.5 #1 NORTHWEST 0.004 1.932 0.644 0.090 0.001 0.644 0.000 0.000 42701 42702 0 0 1 Gwye Delta Unknown 0.14 41049 46631 0 0 3 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.41 0.47 0.07 0.00 0.47 0.00 0.00 46852 46841 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Tacoma 230/115 #3 NORTHWEST 0.01 3.39 0.32 0.09 0.01 1.25 0.01 2.29 41049 46631 0 0 3 Gwye Gwye Unknown 0.28
0 Kelso 115/69 #1 NORTHWEST 0.004 1.931 0.644 0.090 0.001 0.644 0.000 0.000 47035 47402 0 0 1 Gwye Gwye Unknown 0.14 40767 40765 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.40 0.47 0.07 0.00 0.47 0.00 0.00 46852 46842 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Murray 230/115 #1 NORTHWEST 0.03 8.19 0.65 0.09 0.02 3.71 0.01 6.35 40767 40765 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Canemah 115/59.8 #1 NORTHWEST 0.004 1.904 1.205 0.168 0.004 1.839 0.001 1.219 43083 43081 0 0 1 Gwye Gwye Unknown 0.14 46209 46210 0 0 2 0.09 3 -400 Baseline with All Available Data 0 Wallula 230/69 #2 NORTHWEST 0.01 1.40 0.47 0.13 0.00 0.47 0.00 0.00 45331 45329 0 0 2 Gwye Delta Unknown 0.28 6 +550 Baseline with All Available Data 0 Carmen Smith 115/11.5 #2 NORTHWEST 0.01 3.87 1.29 0.09 0.00 1.29 0.00 0.00 46209 46210 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.07
0 McNary 115/13.8/13.8 #1 NORTHWEST 0.004 1.896 0.632 0.162 0.001 0.632 0.000 0.000 44128 44113 44114 44121 1 Gwye Delta Single Phase 0.25 46255 46256 0 0 1 0.09 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.39 0.46 0.25 0.00 0.46 0.00 0.00 44058 44045 0 0 1 Gwye Delta Single Phase 0.51 6 +550 Baseline with All Available Data 0 Thurston 115/66 #1 NORTHWEST 0.01 3.60 1.34 0.09 0.00 1.53 0.00 0.33 46255 46256 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07
0 Dry Gulch 115/69 #1 NORTHWEST 0.004 1.831 0.610 0.086 0.001 0.610 0.000 0.000 48113 45097 0 0 1 Gwye Delta Unknown 0.14 47035 47402 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Dixonville 115/69 #1 NORTHWEST 0.00 1.39 0.46 0.07 0.00 0.46 0.00 0.00 45091 45152 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Kelso 115/69 #1 NORTHWEST 0.00 1.93 0.64 0.09 0.00 0.64 0.00 0.00 47035 47402 0 0 1 Gwye Gwye Unknown 0.14
0 Nine Canyon Wind Project 115/34.5 #1 NORTHWEST 0.004 1.815 0.679 0.095 0.001 0.711 0.000 0.106 47314 47315 0 0 1 Unknown Unknown Unknown 0.14 42701 42702 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Biglow Canyon Wind 230/34.5 #1 NORTHWEST 0.01 1.39 0.46 0.14 0.00 0.46 0.00 0.00 47844 47840 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 White River (PSPL) 115/57.5 #1 NORTHWEST 0.00 1.93 0.64 0.09 0.00 0.64 0.00 0.00 42701 42702 0 0 1 Gwye Delta Unknown 0.14
0 Nine Canyon Wind Project 115/34.5 #2 NORTHWEST 0.004 1.815 0.679 0.095 0.001 0.711 0.000 0.106 47314 47316 0 0 2 Unknown Unknown Unknown 0.14 66185 66160 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Finley 115/13.8 #1 NORTHWEST 0.00 1.38 0.46 0.06 0.00 0.46 0.00 0.00 47312 47311 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66160 0 0 1 Unknown Unknown Unknown 0.14
0 Nine Canyon Wind Project 115/34.5 #3 NORTHWEST 0.004 1.815 0.679 0.095 0.001 0.711 0.000 0.106 47314 47313 0 0 3 Unknown Unknown Unknown 0.14 47677 47675 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Snohomish 230/115 #1 NORTHWEST 0.01 1.38 0.18 0.10 0.00 0.76 0.00 1.21 41330 40984 0 0 1 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Mint Farm Energy Center LLC 230/18 #1 NORTHWEST 0.00 0.96 0.32 0.09 0.00 0.32 0.00 0.00 47677 47675 0 0 1 Unknown Unknown Unknown 0.28
0 Chiloquin 115/69 #1 NORTHWEST 0.004 1.812 0.604 0.086 0.001 0.604 0.000 0.000 45045 45094 0 0 1 Gwye Gwye Unknown 0.14 66185 66165 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Libby - PACIF 230/13.8/13.8 #3 NORTHWEST 0.01 1.36 0.45 0.11 0.00 0.45 0.00 0.00 44201 44195 44196 44199 3 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66165 0 0 1 Unknown Unknown Unknown 0.14
0 Bonneville 115/13.8 #1 NORTHWEST 0.004 1.794 0.598 0.150 0.001 0.598 0.000 0.000 40139 44005 0 0 1 Gwye Delta Single Phase 0.25 40567 40561 0 0 3 0.09 3 -400 Baseline with All Available Data 0 Goldendale 115/69 #1 NORTHWEST 0.00 1.36 0.45 0.12 0.00 0.45 0.00 0.00 40477 47162 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Ice Harbor 115/13.8 #3 NORTHWEST 0.00 2.23 0.74 0.09 0.00 0.74 0.00 0.00 40567 40561 0 0 3 Gwye Delta Core, Three Phase Generic 0.12
0 Bonneville 115/13.8 #1 NORTHWEST 0.004 1.794 0.598 0.149 0.001 0.598 0.000 0.000 40139 44001 0 0 1 Gwye Delta Single Phase 0.25 66185 66175 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.35 0.45 0.06 0.00 0.45 0.00 0.00 46853 46843 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66175 0 0 1 Unknown Unknown Unknown 0.14
0 Addy 115/23 #1 NORTHWEST 0.004 1.772 0.591 0.083 0.001 0.591 0.000 0.000 40017 48007 0 0 1 Unknown Unknown Unknown 0.14 66185 66170 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Grants Pass 115/69 #1 NORTHWEST 0.00 1.35 0.45 0.07 0.00 0.45 0.00 0.00 45121 45393 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Palisades (USBRID) 115/11.5 #1 PACE 0.00 1.97 0.66 0.09 0.00 0.66 0.00 0.00 66185 66170 0 0 1 Unknown Unknown Unknown 0.14
0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.004 1.763 0.588 0.040 0.001 0.588 0.000 0.000 46894 46893 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 48113 45097 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.34 0.45 0.06 0.00 0.45 0.00 0.00 46853 46844 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Dry Gulch 115/69 #1 NORTHWEST 0.00 1.85 0.62 0.09 0.00 0.62 0.00 0.00 48113 45097 0 0 1 Gwye Delta Unknown 0.14
0 Rock Island Powerhouse 115/6.9/6.9 #3 NORTHWEST 0.004 1.760 0.587 0.041 0.001 0.587 0.000 0.000 46818 46812 46814 46828 3 Gwye Delta 3-Legged Core, Three Phase 0.07 45045 45094 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.34 0.45 0.06 0.00 0.45 0.00 0.00 46854 46846 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Chiloquin 115/69 #1 NORTHWEST 0.00 1.81 0.60 0.09 0.00 0.60 0.00 0.00 45045 45094 0 0 1 Gwye Gwye Unknown 0.14
0 Sifton 230/115 #1 NORTHWEST 0.004 1.095 0.747 0.174 0.007 1.758 0.004 2.075 40983 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40347 40346 0 0 1 0.09 3 -400 Baseline with All Available Data 0 Santiam 230/69 #1 NORTHWEST 0.01 1.33 1.33 0.38 0.01 2.05 0.00 2.44 40939 45475 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Dexter 115/13.8 #1 NORTHWEST 0.00 2.21 0.74 0.09 0.00 0.74 0.00 0.00 40347 40346 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Sifton 230/115 #1 NORTHWEST 0.004 1.086 0.750 0.175 0.007 1.763 0.004 2.077 40981 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 40017 48007 0 0 1 0.08 3 -400 Baseline with All Available Data 0 Snohomish 230/115 #2 NORTHWEST 0.01 1.33 0.43 0.23 0.01 1.27 0.00 1.70 41329 40988 0 0 2 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Addy 115/23 #1 NORTHWEST 0.00 1.77 0.59 0.08 0.00 0.59 0.00 0.00 40017 48007 0 0 1 Unknown Unknown Unknown 0.14
0 Roundup 230/69 #1 NORTHWEST 0.004 1.085 0.385 0.104 0.002 0.395 0.000 0.033 40905 40903 0 0 1 Unknown Unknown Unknown 0.28 40621 40619 0 0 2 0.08 3 -400 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 1.31 0.44 0.12 0.00 0.44 0.00 0.00 46069 46174 46175 46192 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 LaGrande 230/69 #2 NORTHWEST 0.00 0.94 0.31 0.08 0.00 0.31 0.00 0.00 40621 40619 0 0 2 Unknown Unknown Unknown 0.28
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.004 1.081 0.360 0.105 0.001 0.360 0.000 0.000 47814 47816 0 0 1 Unknown Unknown Unknown 0.28 43381 43379 0 0 2 0.08 3 -400 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.01 1.31 0.44 0.12 0.00 0.44 0.00 0.00 46069 46176 46177 46193 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Orenco 115/59.8 #2 NORTHWEST 0.00 1.72 0.57 0.08 0.00 0.57 0.00 0.05 43381 43379 0 0 2 Gwye Gwye Unknown 0.14
0 Roundup 230/69 #2 NORTHWEST 0.004 1.081 0.384 0.104 0.002 0.393 0.000 0.033 40905 40903 0 0 2 Unknown Unknown Unknown 0.28 44274 44271 0 0 1 0.08 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 1.31 0.44 0.13 0.00 0.44 0.00 0.00 47861 47456 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Lookout Point 115/13.8 #1 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44271 0 0 1 Gwye Delta Core, Three Phase Generic 0.12
0 Cove 230/69 #1 NORTHWEST 0.004 1.052 0.105 0.030 0.000 0.000 0.000 0.351 45128 45130 0 0 1 Delta Gwye Unknown 0.28 44274 44273 0 0 3 0.08 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.01 1.31 0.44 0.13 0.00 0.44 0.00 0.00 47861 47459 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Lookout Point 115/13.8 #3 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44273 0 0 3 Gwye Delta Core, Three Phase Generic 0.12
0 Columbia 230/115 #2 NORTHWEST 0.004 1.032 0.627 0.327 0.006 1.573 0.004 1.896 40261 40259 0 0 2 Gwye Gwye Single Phase 0.51 61800 61802 0 0 1 0.08 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.31 0.44 0.11 0.00 0.44 0.00 0.00 44060 44049 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Anderson Ranch 115/6.9 #1 IDAHO 0.00 1.72 0.57 0.08 0.00 0.57 0.00 0.00 61800 61802 0 0 1 Unknown Unknown Unknown 0.14
0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.004 1.029 0.343 0.098 0.001 0.343 0.000 0.000 46066 46172 46173 46191 1 Unknown Unknown Unknown 0.28 44274 44272 0 0 2 0.08 3 -400 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.30 0.43 0.06 0.00 0.43 0.00 0.00 48199 48205 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Lookout Point 115/13.8 #2 NORTHWEST 0.00 2.17 0.72 0.08 0.00 0.72 0.00 0.00 44274 44272 0 0 2 Gwye Delta Core, Three Phase Generic 0.12
0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.004 1.029 0.343 0.098 0.001 0.343 0.000 0.000 46066 46170 46171 46190 1 Unknown Unknown Unknown 0.28 61800 61801 0 0 1 0.08 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.30 0.43 0.10 0.00 0.43 0.00 0.00 44060 44051 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Anderson Ranch 115/6.9 #1 IDAHO 0.00 1.71 0.57 0.08 0.00 0.57 0.00 0.00 61800 61801 0 0 1 Unknown Unknown Unknown 0.14
0 Mint Farm Energy Center LLC 230/18 #1 NORTHWEST 0.004 0.962 0.321 0.088 0.001 0.321 0.000 0.000 47677 47675 0 0 1 Unknown Unknown Unknown 0.28 48522 48526 0 0 1 0.08 3 -400 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.29 0.43 0.06 0.00 0.43 0.00 0.00 48201 48211 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Boulder Park 115/13.8 #1 NORTHWEST 0.00 1.71 0.57 0.08 0.00 0.57 0.00 0.00 48522 48526 0 0 1 Unknown Unknown Unknown 0.14
0 LaGrande 230/69 #2 NORTHWEST 0.004 0.928 0.309 0.084 0.001 0.309 0.000 0.000 40621 40619 0 0 2 Unknown Unknown Unknown 0.28 48409 48407 0 0 1 0.08 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.29 0.43 0.10 0.00 0.43 0.00 0.00 44060 44050 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Ross Park 115/13.8 #1 NORTHWEST 0.00 1.59 0.53 0.08 0.00 0.53 0.00 0.00 48409 48407 0 0 1 Unknown Unknown Unknown 0.14
0 Tap 230/115 #1 NORTHWEST 0.004 0.895 1.900 0.262 0.014 3.501 0.006 3.203 47082 47080 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 44869 44870 0 0 1 0.08 3 -400 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.28 0.43 0.06 0.00 0.43 0.00 0.00 48199 48207 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Tieton 115/13.8 #1 NORTHWEST 0.00 1.63 0.54 0.08 0.00 0.54 0.00 0.00 44869 44870 0 0 1 Unknown Unknown Unknown 0.14
0 Snohomish 345/230 #1 NORTHWEST 0.004 0.737 4.115 1.762 0.075 12.565 0.050 12.674 40993 41329 0 0 1 Unknown Unknown Unknown 0.41 45091 45152 0 0 2 0.07 3 -400 Baseline with All Available Data 0 McKenzic 230/13.8 #2 NORTHWEST 0.01 1.28 0.43 0.06 0.00 0.43 0.00 0.00 46809 46858 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Dixonville 115/69 #2 NORTHWEST 0.00 1.55 0.52 0.07 0.00 0.52 0.00 0.00 45091 45152 0 0 2 Gwye Gwye Unknown 0.14
0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.004 0.510 0.170 0.203 0.001 0.170 0.000 0.000 44086 44071 44072 44081 1 Gwye Delta Single Phase 1.10 60207 61254 0 0 2 0.07 3 -400 Baseline with All Available Data 0 Grants Pass 115/69 #2 NORTHWEST 0.00 1.27 0.42 0.06 0.00 0.42 0.00 0.00 45121 45393 0 0 2 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Locust 230/138 #2 IDAHO 0.01 3.41 0.54 0.07 0.01 1.28 0.01 2.17 60207 61254 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.004 0.510 0.170 0.202 0.001 0.170 0.000 0.000 44088 44075 44076 44083 1 Gwye Delta Single Phase 1.10 48329 48333 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Frederickson (PSPL) 230/18 #1 NORTHWEST 0.01 1.27 0.42 0.12 0.00 0.42 0.00 0.00 47578 47577 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Post Falls 115/2.4 #1 NORTHWEST 0.00 1.58 0.53 0.07 0.00 0.53 0.00 0.00 48329 48333 0 0 1 Unknown Unknown Unknown 0.14
0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.004 0.508 0.169 0.202 0.001 0.169 0.000 0.000 44087 44073 44074 44082 1 Gwye Delta Single Phase 1.10 41356 40281 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.27 0.42 0.06 0.00 0.42 0.00 0.00 48201 48209 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Grand Coulee 230/115 #1 NORTHWEST 0.02 5.29 0.25 0.07 0.01 2.26 0.01 4.02 41356 40281 0 0 1 Unknown Unknown Unknown 0.28
0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.004 0.504 0.168 0.200 0.001 0.168 0.000 0.000 44089 44077 44078 44084 1 Gwye Delta Single Phase 1.10 46831 46821 0 0 1 0.07 3 -400 Baseline with All Available Data 0 McKenzic 230/13.8 #1 NORTHWEST 0.01 1.27 0.42 0.06 0.00 0.42 0.00 0.00 46809 46857 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Rocky Reach 230/115 #1 NORTHWEST 0.02 5.87 0.51 0.07 0.00 0.99 0.01 2.92 46831 46821 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.003 1.741 0.580 0.039 0.001 0.580 0.000 0.000 46896 46895 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 47339 47338 0 0 1 0.07 3 -400 Baseline with All Available Data 0 The Dalles Ph 230/13.8 #1 NORTHWEST 0.01 1.26 0.42 0.10 0.00 0.42 0.00 0.00 44059 44048 0 0 1 Gwye Delta Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Oregon Street 115/13.8 #1 NORTHWEST 0.00 1.51 0.50 0.07 0.00 0.50 0.00 0.00 47339 47338 0 0 1 Unknown Unknown Unknown 0.14
0 Orenco 115/59.8 #2 NORTHWEST 0.003 1.722 0.568 0.081 0.001 0.566 0.000 0.046 43381 43379 0 0 2 Gwye Gwye Unknown 0.14 47339 47337 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 230/115 #1 NORTHWEST 0.01 1.24 0.60 0.18 0.00 0.79 0.00 0.37 47830 47327 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Oregon Street 115/13.8 #1 NORTHWEST 0.00 1.51 0.50 0.07 0.00 0.50 0.00 0.00 47339 47337 0 0 1 Unknown Unknown Unknown 0.14
0 Rock Island Powerhouse 115/6.9/6.9 #4 NORTHWEST 0.003 1.718 0.573 0.040 0.001 0.573 0.000 0.000 46818 46820 46822 46836 4 Gwye Delta 3-Legged Core, Three Phase 0.07 46856 46851 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.22 0.41 0.06 0.00 0.41 0.00 0.00 46855 46847 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.53 0.51 0.07 0.00 0.51 0.00 0.00 46856 46851 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Boulder Park 115/13.8 #1 NORTHWEST 0.003 1.706 0.569 0.079 0.001 0.569 0.000 0.000 48522 48526 0 0 1 Unknown Unknown Unknown 0.14 46856 46850 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.01 1.20 0.40 0.12 0.00 0.40 0.00 0.00 47814 47817 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.51 0.50 0.07 0.00 0.50 0.00 0.00 46856 46850 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Anderson Ranch 115/6.9 #1 IDAHO 0.003 1.674 0.558 0.078 0.001 0.558 0.000 0.000 61800 61802 0 0 1 Unknown Unknown Unknown 0.14 46855 46848 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Longview 230/13.8 #1 NORTHWEST 0.01 1.19 0.40 0.11 0.00 0.40 0.00 0.00 40671 41227 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.47 0.49 0.07 0.00 0.49 0.00 0.00 46855 46848 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Anderson Ranch 115/6.9 #1 IDAHO 0.003 1.663 0.554 0.078 0.001 0.554 0.000 0.000 61800 61801 0 0 1 Unknown Unknown Unknown 0.14 47677 47676 0 0 1 0.07 3 -400 Baseline with All Available Data 0 North Fork 115/13.8 #1 NORTHWEST 0.00 1.17 0.39 0.06 0.00 0.39 0.00 0.00 43361 43359 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Mint Farm Energy Center LLC 230/13.8 #1 NORTHWEST 0.00 0.72 0.24 0.07 0.00 0.24 0.00 0.00 47677 47676 0 0 1 Unknown Unknown Unknown 0.28
0 Tieton 115/13.8 #1 NORTHWEST 0.003 1.631 0.544 0.075 0.001 0.544 0.000 0.000 44869 44870 0 0 1 Unknown Unknown Unknown 0.14 45091 45152 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Enid Rd. 115/13.8 #1 NORTHWEST 0.00 1.16 0.39 0.03 0.00 0.39 0.00 0.00 46296 46297 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Dixonville 115/69 #1 NORTHWEST 0.00 1.39 0.46 0.07 0.00 0.46 0.00 0.00 45091 45152 0 0 1 Gwye Gwye Unknown 0.14
0 Ross Park 115/13.8 #1 NORTHWEST 0.003 1.589 0.530 0.077 0.001 0.530 0.000 0.000 48409 48407 0 0 1 Unknown Unknown Unknown 0.14 44860 44859 0 0 1 0.07 3 -400 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 1.16 0.39 0.10 0.00 0.39 0.00 0.00 44056 44042 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.00 0.71 0.24 0.07 0.00 0.24 0.00 0.00 44860 44859 0 0 1 Gwye Gwye Unknown 0.28
0 Post Falls 115/2.4 #1 NORTHWEST 0.003 1.582 0.527 0.073 0.001 0.527 0.000 0.000 48329 48333 0 0 1 Unknown Unknown Unknown 0.14 46854 46845 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Fidalgo 115/34.5 #4 NORTHWEST 0.00 1.14 0.38 0.05 0.00 0.38 0.00 0.00 42118 41204 0 0 4 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.44 0.48 0.07 0.00 0.48 0.00 0.00 46854 46845 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Fidalgo 115/69 #5 NORTHWEST 0.003 1.570 0.364 0.043 0.000 0.126 0.000 0.397 42118 40415 0 0 5 Unknown Unknown Core, Three Phase Generic 0.12 46852 46841 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Sifton 230/115 #1 NORTHWEST 0.00 1.10 0.75 0.17 0.01 1.76 0.00 2.08 40983 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.41 0.47 0.07 0.00 0.47 0.00 0.00 46852 46841 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Clearwater 115/34.5 #2 NORTHWEST 0.003 1.562 1.291 0.179 0.003 1.621 0.001 1.100 48075 48481 0 0 2 Unknown Unknown Unknown 0.14 46852 46842 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 1.09 0.36 0.11 0.00 0.36 0.00 0.00 47814 47816 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.41 0.47 0.07 0.00 0.47 0.00 0.00 46852 46842 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Clearwater 115/34.5 #1 NORTHWEST 0.003 1.555 1.286 0.178 0.003 1.614 0.001 1.096 48075 48481 0 0 1 Unknown Unknown Unknown 0.14 46855 46849 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Roundup 230/69 #1 NORTHWEST 0.00 1.09 0.39 0.11 0.00 0.40 0.00 0.03 40905 40903 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.42 0.47 0.07 0.00 0.47 0.00 0.00 46855 46849 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
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0 Dixonville 115/69 #2 NORTHWEST 0.003 1.546 0.515 0.074 0.001 0.516 0.000 0.000 45091 45152 0 0 2 Gwye Gwye Unknown 0.14 41753 41733 0 0 1 0.07 3 -400 Baseline with All Available Data 0 Sifton 230/115 #1 NORTHWEST 0.00 1.09 0.75 0.18 0.01 1.76 0.00 2.08 40981 40979 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.68 0.23 0.07 0.00 0.23 0.00 0.00 41753 41733 0 0 1 Unknown Unknown Unknown 0.28
0 Oregon Street 115/13.8 #1 NORTHWEST 0.003 1.499 0.500 0.069 0.001 0.500 0.000 0.000 47339 47338 0 0 1 Unknown Unknown Unknown 0.14 47312 47311 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Dixonville 500/230 #1 NORTHWEST 0.01 1.09 0.17 0.20 0.00 0.00 0.00 0.36 45095 44900 0 0 1 Gwye Gwye Unknown 1.10 6 +550 Baseline with All Available Data 0 Finley 115/13.8 #1 NORTHWEST 0.00 1.38 0.46 0.06 0.00 0.46 0.00 0.00 47312 47311 0 0 1 Unknown Unknown Unknown 0.14
0 Oregon Street 115/13.8 #1 NORTHWEST 0.003 1.499 0.500 0.069 0.001 0.500 0.000 0.000 47339 47337 0 0 1 Unknown Unknown Unknown 0.14 40987 40985 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Roundup 230/69 #2 NORTHWEST 0.00 1.08 0.38 0.11 0.00 0.39 0.00 0.03 40905 40903 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Silver Creek 230/69 #1 NORTHWEST 0.00 0.70 0.23 0.06 0.00 0.23 0.00 0.06 40987 40985 0 0 1 Unknown Unknown Unknown 0.28
0 Dixonville 115/69 #1 NORTHWEST 0.003 1.389 0.463 0.067 0.001 0.463 0.000 0.000 45091 45152 0 0 1 Gwye Gwye Unknown 0.14 41754 41734 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Cove 230/69 #1 NORTHWEST 0.00 1.05 0.11 0.03 0.00 0.00 0.00 0.35 45128 45130 0 0 1 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.66 0.22 0.06 0.00 0.22 0.00 0.00 41754 41734 0 0 1 Unknown Unknown Unknown 0.28
0 Finley 115/13.8 #1 NORTHWEST 0.003 1.377 0.459 0.064 0.001 0.459 0.000 0.000 47312 47311 0 0 1 Unknown Unknown Unknown 0.14 45121 45393 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Columbia 230/115 #2 NORTHWEST 0.00 1.04 0.62 0.33 0.01 1.57 0.00 1.89 40261 40259 0 0 2 Gwye Gwye Single Phase 0.51 6 +550 Baseline with All Available Data 0 Grants Pass 115/69 #1 NORTHWEST 0.00 1.35 0.45 0.06 0.00 0.45 0.00 0.00 45121 45393 0 0 1 Gwye Gwye Unknown 0.14
0 Goldendale 115/69 #1 NORTHWEST 0.003 1.357 0.452 0.116 0.001 0.452 0.000 0.000 40477 47162 0 0 1 Gwye Delta Single Phase 0.25 41754 41735 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.00 1.03 0.34 0.10 0.00 0.34 0.00 0.00 46066 46172 46173 46191 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.66 0.22 0.06 0.00 0.22 0.00 0.00 41754 41735 0 0 1 Unknown Unknown Unknown 0.28
0 Grants Pass 115/69 #1 NORTHWEST 0.003 1.349 0.450 0.064 0.001 0.450 0.000 0.000 45121 45393 0 0 1 Gwye Gwye Unknown 0.14 46853 46844 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Priest Rapids 230/13.8/13.8 #1 NORTHWEST 0.00 1.03 0.34 0.10 0.00 0.34 0.00 0.00 46066 46170 46171 46190 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.34 0.45 0.06 0.00 0.45 0.00 0.00 46853 46844 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Long Lake 115/4 #1 NORTHWEST 0.003 1.302 0.434 0.060 0.001 0.434 0.000 0.000 48199 48205 0 0 1 Unknown Unknown Unknown 0.14 46853 46843 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Drummond 115/46 #1 PACE 0.00 1.01 0.24 0.03 0.00 0.18 0.00 0.16 65470 66760 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.35 0.45 0.06 0.00 0.45 0.00 0.00 46853 46843 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Long Lake 115/4 #1 NORTHWEST 0.003 1.293 0.431 0.060 0.001 0.431 0.000 0.000 48201 48211 0 0 1 Unknown Unknown Unknown 0.14 46854 46846 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Hazelwood 115/69 #1 NORTHWEST 0.00 0.99 0.33 0.05 0.00 0.33 0.00 0.00 45131 45226 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.34 0.45 0.06 0.00 0.45 0.00 0.00 46854 46846 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Long Lake 115/4 #1 NORTHWEST 0.003 1.282 0.427 0.059 0.001 0.427 0.000 0.000 48199 48207 0 0 1 Unknown Unknown Unknown 0.14 47578 47576 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Mint Farm Energy Center LLC 230/18 #1 NORTHWEST 0.00 0.96 0.32 0.09 0.00 0.32 0.00 0.00 47677 47675 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Frederickson (PSPL) 230/13.8 #1 NORTHWEST 0.00 0.64 0.21 0.06 0.00 0.21 0.00 0.00 47578 47576 0 0 1 Unknown Unknown Unknown 0.28
0 Grants Pass 115/69 #2 NORTHWEST 0.003 1.272 0.424 0.061 0.001 0.424 0.000 0.000 45121 45393 0 0 2 Gwye Gwye Unknown 0.14 45121 45393 0 0 2 0.06 3 -400 Baseline with All Available Data 0 Coyote Springs 500/18/13.8 #1 NORTHWEST 0.01 0.96 0.32 0.38 0.00 0.32 0.00 0.00 43123 43111 43119 43115 1 Gwye Delta Unknown 1.10 6 +550 Baseline with All Available Data 0 Grants Pass 115/69 #2 NORTHWEST 0.00 1.27 0.42 0.06 0.00 0.42 0.00 0.00 45121 45393 0 0 2 Gwye Gwye Unknown 0.14
0 Long Lake 115/4 #1 NORTHWEST 0.003 1.268 0.423 0.059 0.001 0.423 0.000 0.000 48201 48209 0 0 1 Unknown Unknown Unknown 0.14 48201 48211 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Drain 115/69 #1 NORTHWEST 0.00 0.95 0.32 0.04 0.00 0.32 0.00 0.00 40353 41200 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.29 0.43 0.06 0.00 0.43 0.00 0.00 48201 48211 0 0 1 Unknown Unknown Unknown 0.14
0 Longview 230/69 #1 NORTHWEST 0.003 0.827 0.828 0.236 0.004 1.106 0.001 0.940 40671 47423 0 0 1 Unknown Unknown Unknown 0.28 48199 48205 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Weyerhaeuser 3 115/13.8 #1 NORTHWEST 0.00 0.92 0.31 0.02 0.00 0.31 0.00 0.00 46267 46268 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.30 0.43 0.06 0.00 0.43 0.00 0.00 48199 48205 0 0 1 Unknown Unknown Unknown 0.14
0 Mint Farm Energy Center LLC 230/13.8 #1 NORTHWEST 0.003 0.716 0.239 0.066 0.001 0.239 0.000 0.000 47677 47676 0 0 1 Unknown Unknown Unknown 0.28 40987 40985 0 0 2 0.06 3 -400 Baseline with All Available Data 0 LaGrande 230/69 #2 NORTHWEST 0.00 0.92 0.31 0.08 0.00 0.31 0.00 0.00 40621 40619 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Silver Creek 230/69 #2 NORTHWEST 0.00 0.65 0.21 0.06 0.00 0.21 0.00 0.06 40987 40985 0 0 2 Unknown Unknown Unknown 0.28
0 Silver Creek 230/69 #1 NORTHWEST 0.003 0.703 0.226 0.064 0.001 0.227 0.000 0.062 40987 40985 0 0 1 Unknown Unknown Unknown 0.28 48201 48209 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 0.91 0.30 0.02 0.00 0.30 0.00 0.00 46892 46891 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.27 0.42 0.06 0.00 0.42 0.00 0.00 48201 48209 0 0 1 Unknown Unknown Unknown 0.14
0 McKenzic 230/13.8 #3 NORTHWEST 0.003 0.688 0.229 0.031 0.001 0.229 0.000 0.000 46809 46859 0 0 3 Gwye Delta 3-Legged Core, Three Phase 0.13 48199 48207 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 0.90 0.30 0.02 0.00 0.30 0.00 0.00 46890 46889 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Long Lake 115/4 #1 NORTHWEST 0.00 1.28 0.43 0.06 0.00 0.43 0.00 0.00 48199 48207 0 0 1 Unknown Unknown Unknown 0.14
0 Wells (DOPD) 230/115 #1 NORTHWEST 0.003 0.678 1.004 0.139 0.008 1.937 0.004 1.886 47102 47099 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 46809 46858 0 0 2 0.06 3 -400 Baseline with All Available Data 0 Tap 230/115 #1 NORTHWEST 0.00 0.90 1.90 0.26 0.01 3.50 0.01 3.20 47082 47080 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 McKenzic 230/13.8 #2 NORTHWEST 0.01 1.27 0.42 0.06 0.00 0.42 0.00 0.00 46809 46858 0 0 2 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.003 0.675 0.225 0.065 0.001 0.225 0.000 0.000 41753 41733 0 0 1 Unknown Unknown Unknown 0.28 46809 46857 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Bethel (PGE) 115/59.8 #1 NORTHWEST 0.00 0.88 1.27 0.18 0.01 2.74 0.00 2.88 43037 43035 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 McKenzic 230/13.8 #1 NORTHWEST 0.01 1.26 0.42 0.06 0.00 0.42 0.00 0.00 46809 46857 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.003 0.675 0.225 0.063 0.001 0.225 0.000 0.000 44860 44859 0 0 1 Gwye Gwye Unknown 0.28 45001 45003 0 0 2 0.06 3 -400 Baseline with All Available Data 0 Sugermill 161/69 #1 PACE 0.00 0.83 0.28 0.05 0.00 0.28 0.00 0.00 66430 66432 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Albina 115/69 #2 NORTHWEST 0.00 2.04 0.41 0.06 0.00 0.00 0.00 0.68 45001 45003 0 0 2 Delta Gwye Unknown 0.14
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.003 0.663 0.221 0.064 0.001 0.221 0.000 0.000 41754 41734 0 0 1 Unknown Unknown Unknown 0.28 43361 43359 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Longview 230/69 #1 NORTHWEST 0.00 0.83 0.83 0.24 0.00 1.11 0.00 0.94 40671 47423 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 North Fork 115/13.8 #1 NORTHWEST 0.00 1.17 0.39 0.06 0.00 0.39 0.00 0.00 43361 43359 0 0 1 Gwye Delta Unknown 0.14
0 Grand Coulee 230/13.8 #1 NORTHWEST 0.003 0.663 0.221 0.064 0.001 0.221 0.000 0.000 41754 41735 0 0 1 Unknown Unknown Unknown 0.28 46855 46847 0 0 1 0.06 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #2 NORTHWEST 0.00 0.82 0.27 0.02 0.00 0.27 0.00 0.00 46817 46806 46810 46826 2 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Rocky Reach 230/15 #1 NORTHWEST 0.01 1.22 0.41 0.06 0.00 0.41 0.00 0.00 46855 46847 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Silver Creek 230/69 #2 NORTHWEST 0.003 0.652 0.209 0.060 0.001 0.210 0.000 0.057 40987 40985 0 0 2 Unknown Unknown Unknown 0.28 40843 40841 0 0 2 0.06 3 -400 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.81 0.27 0.04 0.00 0.27 0.00 0.00 42010 42014 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Port Angeles 115/69 #2 NORTHWEST 0.01 2.38 0.48 0.06 0.00 0.00 0.00 0.79 40843 40841 0 0 2 Delta Gwye Core, Three Phase Generic 0.12
0 Pine Creek 230/115 #2 NORTHWEST 0.003 0.639 1.020 0.286 0.009 2.220 0.005 2.399 48317 48315 0 0 2 Unknown Unknown Unknown 0.28 66430 66432 0 0 1 0.05 3 -400 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.79 0.26 0.04 0.00 0.26 0.00 0.00 42010 42013 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Sugermill 161/69 #1 PACE 0.00 0.83 0.28 0.05 0.00 0.28 0.00 0.00 66430 66432 0 0 1 Unknown Unknown Unknown 0.19
0 Frederickson (PSPL) 230/13.8 #1 NORTHWEST 0.003 0.636 0.212 0.061 0.001 0.212 0.000 0.000 47578 47576 0 0 1 Unknown Unknown Unknown 0.28 42118 41204 0 0 4 0.05 3 -400 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.79 0.26 0.04 0.00 0.26 0.00 0.00 42010 42012 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Fidalgo 115/34.5 #4 NORTHWEST 0.00 1.14 0.38 0.05 0.00 0.38 0.00 0.00 42118 41204 0 0 4 Unknown Unknown Unknown 0.14
0 North Fork 115/13.8 #1 NORTHWEST 0.002 1.172 0.391 0.057 0.001 0.391 0.000 0.000 43361 43359 0 0 1 Gwye Delta Unknown 0.14 47425 47405 0 0 1 0.05 3 -400 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.78 0.26 0.04 0.00 0.26 0.00 0.00 42010 42011 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Olive Way 115/69 #1 NORTHWEST 0.00 0.63 0.36 0.05 0.00 0.80 0.00 0.80 47425 47405 0 0 1 Gwye Gwye Unknown 0.14
0 Enid Rd. 115/13.8 #1 NORTHWEST 0.002 1.162 0.387 0.027 0.001 0.387 0.000 0.000 46296 46297 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 45131 45226 0 0 1 0.05 3 -400 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #1 NORTHWEST 0.00 0.76 0.25 0.02 0.00 0.25 0.00 0.00 46817 46802 46804 46824 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Hazelwood 115/69 #1 NORTHWEST 0.00 0.99 0.33 0.05 0.00 0.33 0.00 0.00 45131 45226 0 0 1 Gwye Gwye Unknown 0.14
0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.002 1.155 0.385 0.101 0.001 0.385 0.000 0.000 44056 44042 0 0 1 Gwye Delta Single Phase 0.25 65075 65080 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Weyerhaeuser 3 115/11.5 #1 NORTHWEST 0.00 0.75 0.25 0.02 0.00 0.25 0.00 0.00 46267 46266 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Antelope 230/161 #1 PACE 0.01 2.70 0.16 0.04 0.01 1.62 0.01 2.52 65075 65080 0 0 1 Unknown Unknown Unknown 0.28
0 Fidalgo 115/34.5 #4 NORTHWEST 0.002 1.135 0.378 0.053 0.001 0.378 0.000 0.000 42118 41204 0 0 4 Unknown Unknown Unknown 0.14 42118 40415 0 0 5 0.04 3 -400 Baseline with All Available Data 0 Snohomish 345/230 #1 NORTHWEST 0.00 0.74 4.12 1.76 0.08 12.57 0.05 12.67 40993 41329 0 0 1 Unknown Unknown Unknown 0.41 6 +550 Baseline with All Available Data 0 Fidalgo 115/69 #5 NORTHWEST 0.00 1.57 0.36 0.04 0.00 0.13 0.00 0.40 42118 40415 0 0 5 Unknown Unknown Core, Three Phase Generic 0.12
0 Drummond 115/46 #1 PACE 0.002 1.009 0.243 0.029 0.000 0.182 0.000 0.155 65470 66760 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 46818 46812 46814 46828 3 0.04 3 -400 Baseline with All Available Data 0 Mint Farm Energy Center LLC 230/13.8 #1 NORTHWEST 0.00 0.72 0.24 0.07 0.00 0.24 0.00 0.00 47677 47676 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #3 NORTHWEST 0.00 1.76 0.59 0.04 0.00 0.59 0.00 0.00 46818 46812 46814 46828 3 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Hazelwood 115/69 #1 NORTHWEST 0.002 0.993 0.331 0.047 0.001 0.331 0.000 0.000 45131 45226 0 0 1 Gwye Gwye Unknown 0.14 46894 46893 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Horse Butte 115/34.5 #1 PACE 0.00 0.71 0.68 0.10 0.00 0.87 0.00 0.63 66547 66548 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 1.76 0.59 0.04 0.00 0.59 0.00 0.00 46894 46893 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Drain 115/69 #1 NORTHWEST 0.002 0.949 0.316 0.038 0.001 0.316 0.000 0.000 40353 41200 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12 47862 47467 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Hogan 115/59.8 #1 NORTHWEST 0.00 0.71 1.46 0.21 0.01 2.92 0.00 2.83 43253 43251 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.00 0.42 0.14 0.04 0.00 0.14 0.00 0.00 47862 47467 0 0 1 Unknown Unknown Unknown 0.28
0 Weyerhaeuser 3 115/13.8 #1 NORTHWEST 0.002 0.923 0.308 0.020 0.001 0.308 0.000 0.000 46267 46268 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 46818 46820 46822 46836 4 0.04 3 -400 Baseline with All Available Data 0 Silver Creek 230/69 #1 NORTHWEST 0.00 0.70 0.23 0.06 0.00 0.23 0.00 0.06 40987 40985 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #4 NORTHWEST 0.00 1.72 0.57 0.04 0.00 0.57 0.00 0.00 46818 46820 46822 46836 4 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.002 0.904 0.301 0.020 0.001 0.301 0.000 0.000 46892 46891 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 47862 47462 0 0 1 0.04 3 -400 Baseline with All Available Data 0 McKenzic 230/13.8 #3 NORTHWEST 0.00 0.69 0.23 0.03 0.00 0.23 0.00 0.00 46809 46859 0 0 3 Gwye Delta 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.00 0.42 0.14 0.04 0.00 0.14 0.00 0.00 47862 47462 0 0 1 Unknown Unknown Unknown 0.28
0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.002 0.899 0.300 0.020 0.001 0.300 0.000 0.000 46890 46889 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 46896 46895 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Wells (DOPD) 230/115 #1 NORTHWEST 0.00 0.68 1.00 0.14 0.01 1.94 0.00 1.89 47102 47099 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.13 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 1.74 0.58 0.04 0.00 0.58 0.00 0.00 46896 46895 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Bethel (PGE) 115/59.8 #1 NORTHWEST 0.002 0.883 1.274 0.181 0.005 2.742 0.003 2.880 43037 43035 0 0 1 Gwye Gwye Unknown 0.14 42010 42014 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.68 0.23 0.07 0.00 0.23 0.00 0.00 41753 41733 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.81 0.27 0.04 0.00 0.27 0.00 0.00 42010 42014 0 0 1 Gwye Delta Unknown 0.14
0 Sugermill 161/69 #1 PACE 0.002 0.830 0.277 0.053 0.001 0.277 0.000 0.000 66430 66432 0 0 1 Unknown Unknown Unknown 0.19 40353 41200 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.66 0.22 0.06 0.00 0.22 0.00 0.00 41754 41734 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Drain 115/69 #1 NORTHWEST 0.00 0.95 0.32 0.04 0.00 0.32 0.00 0.00 40353 41200 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12
0 Rock Island Powerhouse 115/6.9/6.9 #2 NORTHWEST 0.002 0.816 0.272 0.019 0.001 0.272 0.000 0.000 46817 46806 46810 46826 2 Gwye Delta 3-Legged Core, Three Phase 0.07 65080 65070 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Grand Coulee 230/13.8 #1 NORTHWEST 0.00 0.66 0.22 0.06 0.00 0.22 0.00 0.00 41754 41735 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Antelope 161/138 #1 PACE 0.00 0.33 0.19 0.04 0.00 0.75 0.00 0.66 65080 65070 0 0 1 Unknown Unknown Unknown 0.19
0 Encogen NW 115/13.8 #1 NORTHWEST 0.002 0.810 0.270 0.038 0.001 0.270 0.000 0.000 42010 42014 0 0 1 Gwye Delta Unknown 0.14 42010 42012 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Silver Creek 230/69 #2 NORTHWEST 0.00 0.65 0.21 0.06 0.00 0.21 0.00 0.06 40987 40985 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.79 0.26 0.04 0.00 0.26 0.00 0.00 42010 42012 0 0 1 Gwye Delta Unknown 0.14
0 Encogen NW 115/13.8 #1 NORTHWEST 0.002 0.788 0.263 0.037 0.001 0.263 0.000 0.000 42010 42012 0 0 1 Gwye Delta Unknown 0.14 42010 42013 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Pine Creek 230/115 #2 NORTHWEST 0.00 0.64 1.02 0.29 0.01 2.22 0.01 2.40 48317 48315 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.79 0.26 0.04 0.00 0.26 0.00 0.00 42010 42013 0 0 1 Gwye Delta Unknown 0.14
0 Encogen NW 115/13.8 #1 NORTHWEST 0.002 0.788 0.263 0.037 0.001 0.263 0.000 0.000 42010 42013 0 0 1 Gwye Delta Unknown 0.14 42010 42011 0 0 1 0.04 3 -400 Baseline with All Available Data 0 Marengo Wind Project 230/34.5 #1 NORTHWEST 0.00 0.64 0.21 0.06 0.00 0.21 0.00 0.00 44860 44859 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Encogen NW 115/13.8 #1 NORTHWEST 0.00 0.78 0.26 0.04 0.00 0.26 0.00 0.00 42010 42011 0 0 1 Gwye Delta Unknown 0.14
0 Encogen NW 115/13.8 #1 NORTHWEST 0.002 0.777 0.259 0.036 0.001 0.259 0.000 0.000 42010 42011 0 0 1 Gwye Delta Unknown 0.14 65670 65675 0 0 1 0.03 3 -400 Baseline with All Available Data 0 Frederickson (PSPL) 230/13.8 #1 NORTHWEST 0.00 0.64 0.21 0.06 0.00 0.21 0.00 0.00 47578 47576 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Goshen 161/115 #1 PACE 0.01 2.02 0.20 0.03 0.00 1.49 0.00 2.11 65670 65675 0 0 1 Unknown Unknown Core, Three Phase Generic 0.16
0 Rock Island Powerhouse 115/6.9/6.9 #1 NORTHWEST 0.002 0.756 0.252 0.017 0.001 0.252 0.000 0.000 46817 46802 46804 46824 1 Gwye Delta 3-Legged Core, Three Phase 0.07 65670 65675 0 0 2 0.03 3 -400 Baseline with All Available Data 0 Olive Way 115/69 #1 NORTHWEST 0.00 0.63 0.36 0.05 0.00 0.80 0.00 0.80 47425 47405 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Goshen 161/115 #2 PACE 0.01 2.02 0.20 0.03 0.00 1.49 0.00 2.11 65670 65675 0 0 2 Unknown Unknown Core, Three Phase Generic 0.16
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.002 0.416 0.139 0.040 0.001 0.139 0.000 0.000 47862 47462 0 0 1 Unknown Unknown Unknown 0.28 46809 46859 0 0 3 0.03 3 -400 Baseline with All Available Data 0 Beacon (Spokane) 115/13.8 #1 NORTHWEST 0.00 0.58 1.06 0.15 0.00 1.18 0.00 0.98 48029 48027 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 McKenzic 230/13.8 #3 NORTHWEST 0.00 0.69 0.23 0.03 0.00 0.23 0.00 0.00 46809 46859 0 0 3 Gwye Delta 3-Legged Core, Three Phase 0.13
0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.002 0.416 0.139 0.040 0.001 0.139 0.000 0.000 47862 47467 0 0 1 Unknown Unknown Unknown 0.28 65080 65065 0 0 1 0.03 3 -400 Baseline with All Available Data 0 De Moss 115/34.5 #1 NORTHWEST 0.00 0.55 0.21 0.03 0.00 0.22 0.00 0.03 47480 47481 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Antelope 161/138 #1 PACE 0.00 0.25 0.16 0.03 0.00 0.65 0.00 0.58 65080 65065 0 0 1 Unknown Unknown Unknown 0.19
0 Weyerhaeuser 3 115/11.5 #1 NORTHWEST 0.001 0.745 0.248 0.018 0.000 0.248 0.000 0.000 46267 46266 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 45128 45130 0 0 1 0.03 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.00 0.52 0.20 0.03 0.00 0.20 0.00 0.03 47327 47326 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Cove 230/69 #1 NORTHWEST 0.00 1.05 0.11 0.03 0.00 0.00 0.00 0.35 45128 45130 0 0 1 Delta Gwye Unknown 0.28
0 Horse Butte 115/34.5 #1 PACE 0.001 0.709 0.678 0.096 0.002 0.867 0.000 0.631 66547 66548 0 0 1 Unknown Unknown Unknown 0.14 47480 47481 0 0 1 0.03 3 -400 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44088 44075 44076 44083 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 De Moss 115/34.5 #1 NORTHWEST 0.00 0.55 0.21 0.03 0.00 0.22 0.00 0.03 47480 47481 0 0 1 Unknown Unknown Unknown 0.14
0 Hogan 115/59.8 #1 NORTHWEST 0.001 0.708 1.459 0.208 0.006 2.924 0.003 2.825 43253 43251 0 0 1 Gwye Gwye Unknown 0.14 47327 47326 0 0 1 0.03 3 -400 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44086 44071 44072 44081 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.00 0.52 0.20 0.03 0.00 0.20 0.00 0.03 47327 47326 0 0 1 Unknown Unknown Unknown 0.14
0 Olive Way 115/69 #1 NORTHWEST 0.001 0.628 0.355 0.050 0.002 0.797 0.001 0.798 47425 47405 0 0 1 Gwye Gwye Unknown 0.14 40261 40259 0 0 1 0.03 3 -400 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44087 44073 44074 44082 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Columbia 230/115 #1 NORTHWEST 0.00 0.31 0.08 0.03 0.00 0.25 0.00 0.35 40261 40259 0 0 1 Gwye Gwye Three Phase Shell 0.38
0 Beacon (Spokane) 115/13.8 #1 NORTHWEST 0.001 0.583 1.059 0.149 0.002 1.177 0.000 0.982 48029 48027 0 0 1 Unknown Unknown Unknown 0.14 65470 66760 0 0 1 0.03 3 -400 Baseline with All Available Data 0 John Day Ph 500/13.8/13.8 #1 NORTHWEST 0.00 0.51 0.17 0.20 0.00 0.17 0.00 0.00 44089 44077 44078 44084 1 Gwye Delta Single Phase 1.10 6 +550 Baseline with All Available Data 0 Drummond 115/46 #1 PACE 0.00 1.01 0.24 0.03 0.00 0.18 0.00 0.16 65470 66760 0 0 1 Gwye Gwye Core, Three Phase Generic 0.12
0 De Moss 115/34.5 #1 NORTHWEST 0.001 0.551 0.207 0.030 0.000 0.216 0.000 0.033 47480 47481 0 0 1 Unknown Unknown Unknown 0.14 41111 46186 46187 46198 1 0.03 3 -400 Baseline with All Available Data 0 De Moss 115/34.5 #1 NORTHWEST 0.00 0.49 0.18 0.03 0.00 0.19 0.00 0.03 47472 47473 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41111 46186 46187 46198 1 Unknown Unknown Unknown 0.28
0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.001 0.519 0.195 0.029 0.000 0.204 0.000 0.031 47327 47326 0 0 1 Unknown Unknown Unknown 0.14 41111 46184 46185 46197 1 0.03 3 -400 Baseline with All Available Data 0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.00 0.42 0.16 0.02 0.00 0.17 0.00 0.03 47327 47323 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41111 46184 46185 46197 1 Unknown Unknown Unknown 0.28
0 De Moss 115/34.5 #1 NORTHWEST 0.001 0.487 0.183 0.026 0.000 0.191 0.000 0.029 47472 47473 0 0 1 Unknown Unknown Unknown 0.14 46831 46821 0 0 2 0.03 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.00 0.42 0.14 0.04 0.00 0.14 0.00 0.00 47862 47462 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Rocky Reach 230/115 #2 NORTHWEST 0.02 4.63 0.20 0.03 0.01 1.52 0.01 3.04 46831 46821 0 0 2 Gwye Gwye 3-Legged Core, Three Phase 0.13
0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.001 0.422 0.162 0.024 0.000 0.171 0.000 0.030 47327 47323 0 0 1 Unknown Unknown Unknown 0.14 46296 46297 0 0 1 0.03 3 -400 Baseline with All Available Data 0 Shepherds Flat Wind Farm 230/34.5 #1 NORTHWEST 0.00 0.42 0.14 0.04 0.00 0.14 0.00 0.00 47862 47467 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Enid Rd. 115/13.8 #1 NORTHWEST 0.00 1.16 0.39 0.03 0.00 0.39 0.00 0.00 46296 46297 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Simpson 115/13.8 #1 NORTHWEST 0.001 0.379 0.126 0.018 0.000 0.126 0.000 0.000 46769 46606 0 0 1 Gwye Delta Unknown 0.14 41112 46188 46189 46199 1 0.03 3 -400 Baseline with All Available Data 0 Simpson 115/13.8 #1 NORTHWEST 0.00 0.38 0.13 0.02 0.00 0.13 0.00 0.00 46769 46606 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41112 46188 46189 46199 1 Unknown Unknown Unknown 0.28
0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.001 0.366 0.122 0.008 0.000 0.122 0.000 0.000 45685 45690 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 47472 47473 0 0 1 0.03 3 -400 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.00 0.37 0.12 0.01 0.00 0.12 0.00 0.00 45685 45690 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 De Moss 115/34.5 #1 NORTHWEST 0.00 0.49 0.18 0.03 0.00 0.19 0.00 0.03 47472 47473 0 0 1 Unknown Unknown Unknown 0.14
0 Hayden Bridge 115/66 #1 NORTHWEST 0.001 0.356 0.137 0.009 0.000 0.163 0.000 0.044 46229 46227 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 40876 41250 0 0 1 0.03 3 -400 Baseline with All Available Data 0 Hayden Bridge 115/66 #1 NORTHWEST 0.00 0.36 0.14 0.01 0.00 0.16 0.00 0.04 46229 46227 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Redmond 230/69 #1 NORTHWEST 0.00 0.27 0.09 0.03 0.00 0.09 0.00 0.00 40876 41250 0 0 1 Unknown Unknown Unknown 0.28
0 Antelope 161/138 #1 PACE 0.001 0.327 0.192 0.036 0.002 0.751 0.002 0.659 65080 65070 0 0 1 Unknown Unknown Unknown 0.19 65470 66760 0 0 2 0.03 3 -400 Baseline with All Available Data 0 Antelope 161/138 #1 PACE 0.00 0.33 0.19 0.04 0.00 0.75 0.00 0.66 65080 65070 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Drummond 115/46 #2 PACE 0.00 0.26 0.18 0.03 0.00 0.24 0.00 0.16 65470 66760 0 0 2 Unknown Unknown Unknown 0.14
0 Columbia 230/115 #1 NORTHWEST 0.001 0.314 0.075 0.029 0.001 0.246 0.001 0.347 40261 40259 0 0 1 Gwye Gwye Three Phase Shell 0.38 40876 41250 0 0 2 0.03 3 -400 Baseline with All Available Data 0 Columbia 230/115 #1 NORTHWEST 0.00 0.32 0.07 0.03 0.00 0.25 0.00 0.35 40261 40259 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Redmond 230/69 #2 NORTHWEST 0.00 0.27 0.09 0.03 0.00 0.09 0.00 0.00 40876 41250 0 0 2 Unknown Unknown Unknown 0.28
0 Noti Creek 115/69 #1 NORTHWEST 0.001 0.299 0.100 0.014 0.000 0.100 0.000 0.000 40785 47201 0 0 1 Unknown Unknown Unknown 0.14 47327 47323 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Noti Creek 115/69 #1 NORTHWEST 0.00 0.30 0.10 0.01 0.00 0.10 0.00 0.00 40785 47201 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Klondike Wind Farm 115/34.5 #1 NORTHWEST 0.00 0.42 0.16 0.02 0.00 0.17 0.00 0.03 47327 47323 0 0 1 Unknown Unknown Unknown 0.14
0 Albina 115/69 #1 NORTHWEST 0.001 0.293 1.032 0.145 0.005 2.438 0.003 2.343 45001 45003 0 0 1 Gwye Gwye Unknown 0.14 47814 47818 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Albina 115/69 #1 NORTHWEST 0.00 0.29 1.03 0.15 0.01 2.44 0.00 2.34 45001 45003 0 0 1 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.25 0.08 0.02 0.00 0.08 0.00 0.00 47814 47818 0 0 1 Unknown Unknown Unknown 0.28
0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.001 0.286 0.095 0.027 0.000 0.095 0.000 0.000 41111 46184 46185 46197 1 Unknown Unknown Unknown 0.28 47814 44887 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41111 46186 46187 46198 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.25 0.08 0.02 0.00 0.08 0.00 0.00 47814 44887 0 0 1 Gwye Gwye Unknown 0.28
0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.001 0.286 0.095 0.027 0.000 0.095 0.000 0.000 41112 46188 46189 46199 1 Unknown Unknown Unknown 0.28 40145 40143 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41112 46188 46189 46199 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Boundary 230/115 #1 NORTHWEST 0.03 8.37 0.08 0.02 0.01 2.63 0.01 5.43 40145 40143 0 0 1 Unknown Unknown Unknown 0.28
0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.001 0.286 0.095 0.027 0.000 0.095 0.000 0.000 41111 46186 46187 46198 1 Unknown Unknown Unknown 0.28 47814 47812 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Vantage 230/13.8/13.8 #1 NORTHWEST 0.00 0.29 0.10 0.03 0.00 0.10 0.00 0.00 41111 46184 46185 46197 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.23 0.08 0.02 0.00 0.08 0.00 0.00 47814 47812 0 0 1 Unknown Unknown Unknown 0.28
0 Redmond 230/69 #2 NORTHWEST 0.001 0.274 0.091 0.025 0.000 0.092 0.000 0.000 40876 41250 0 0 2 Unknown Unknown Unknown 0.28 45161 45276 45274 45568 2 0.02 3 -400 Baseline with All Available Data 0 Redmond 230/69 #2 NORTHWEST 0.00 0.27 0.09 0.03 0.00 0.09 0.00 0.00 40876 41250 0 0 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 COB Energy Facility 230/69/13.8 #2 NORTHWEST 0.00 0.00 0.07 0.02 0.00 0.10 0.00 0.10 45161 45276 45274 45568 2 Unknown Unknown Unknown 0.28
0 Redmond 230/69 #1 NORTHWEST 0.001 0.274 0.091 0.025 0.000 0.092 0.000 0.000 40876 41250 0 0 1 Unknown Unknown Unknown 0.28 45161 45276 45273 45567 1 0.02 3 -400 Baseline with All Available Data 0 Redmond 230/69 #1 NORTHWEST 0.00 0.27 0.09 0.03 0.00 0.09 0.00 0.00 40876 41250 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 COB Energy Facility 230/69/13.8 #1 NORTHWEST 0.00 0.00 0.07 0.02 0.00 0.10 0.00 0.10 45161 45276 45273 45567 1 Unknown Unknown Unknown 0.28
0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.001 0.265 0.088 0.013 0.000 0.088 0.000 0.000 47009 47012 0 0 1 Unknown Unknown Unknown 0.14 46892 46891 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47016 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 0.90 0.30 0.02 0.00 0.30 0.00 0.00 46892 46891 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.001 0.265 0.088 0.013 0.000 0.088 0.000 0.000 47009 47016 0 0 1 Unknown Unknown Unknown 0.14 46890 46889 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47014 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/13.8 #1 NORTHWEST 0.00 0.90 0.30 0.02 0.00 0.30 0.00 0.00 46890 46889 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.001 0.265 0.088 0.013 0.000 0.088 0.000 0.000 47009 47014 0 0 1 Unknown Unknown Unknown 0.14 46267 46268 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47012 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Weyerhaeuser 3 115/13.8 #1 NORTHWEST 0.00 0.92 0.31 0.02 0.00 0.31 0.00 0.00 46267 46268 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.001 0.265 0.088 0.013 0.000 0.088 0.000 0.000 47009 47010 0 0 1 Unknown Unknown Unknown 0.14 46817 46806 46810 46826 2 0.02 3 -400 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47010 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #2 NORTHWEST 0.00 0.82 0.27 0.02 0.00 0.27 0.00 0.00 46817 46806 46810 46826 2 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Drummond 115/46 #2 PACE 0.001 0.255 0.178 0.025 0.000 0.240 0.000 0.155 65470 66760 0 0 2 Unknown Unknown Unknown 0.14 47814 47808 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Drummond 115/46 #2 PACE 0.00 0.26 0.18 0.03 0.00 0.24 0.00 0.16 65470 66760 0 0 2 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.20 0.07 0.02 0.00 0.07 0.00 0.00 47814 47808 0 0 1 Unknown Unknown Unknown 0.28
0 Antelope 161/138 #1 PACE 0.001 0.253 0.158 0.030 0.002 0.649 0.001 0.579 65080 65065 0 0 1 Unknown Unknown Unknown 0.19 46267 46266 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.25 0.08 0.03 0.00 0.08 0.00 0.00 47814 44887 0 0 1 Gwye Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Weyerhaeuser 3 115/11.5 #1 NORTHWEST 0.00 0.75 0.25 0.02 0.00 0.25 0.00 0.00 46267 46266 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.001 0.252 0.084 0.024 0.000 0.084 0.000 0.000 47814 44887 0 0 1 Gwye Gwye Unknown 0.28 46769 46606 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.25 0.08 0.03 0.00 0.08 0.00 0.00 47814 47818 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Simpson 115/13.8 #1 NORTHWEST 0.00 0.38 0.13 0.02 0.00 0.13 0.00 0.00 46769 46606 0 0 1 Gwye Delta Unknown 0.14
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.001 0.252 0.084 0.024 0.000 0.084 0.000 0.000 47814 47818 0 0 1 Unknown Unknown Unknown 0.28 46817 46802 46804 46824 1 0.02 3 -400 Baseline with All Available Data 0 Antelope 161/138 #1 PACE 0.00 0.25 0.16 0.03 0.00 0.65 0.00 0.58 65080 65065 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Rock Island Powerhouse 115/6.9/6.9 #1 NORTHWEST 0.00 0.76 0.25 0.02 0.00 0.25 0.00 0.00 46817 46802 46804 46824 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 White Creek Wind Project 230/115 #1 NORTHWEST 0.001 0.243 1.052 0.302 0.008 2.022 0.004 1.941 47827 47813 0 0 1 Unknown Unknown Unknown 0.28 47031 47029 0 0 1 0.02 3 -400 Baseline with All Available Data 0 Three Mile 115/69 #1 NORTHWEST 0.00 0.25 0.08 0.01 0.00 0.08 0.00 0.00 47247 47248 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Douglas 230/115 #1 NORTHWEST 0.01 2.45 0.06 0.02 0.00 0.70 0.00 1.51 47031 47029 0 0 1 Gwye Gwye Core, Three Phase Generic 0.23
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.001 0.232 0.077 0.022 0.000 0.077 0.000 0.000 47814 47812 0 0 1 Unknown Unknown Unknown 0.28 40785 47201 0 0 1 0.01 3 -400 Baseline with All Available Data 0 White Creek Wind Project 230/115 #1 NORTHWEST 0.00 0.24 1.05 0.30 0.01 2.02 0.00 1.94 47827 47813 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Noti Creek 115/69 #1 NORTHWEST 0.00 0.30 0.10 0.01 0.00 0.10 0.00 0.00 40785 47201 0 0 1 Unknown Unknown Unknown 0.14
0 Pine Creek 230/115 #1 NORTHWEST 0.001 0.206 0.954 0.268 0.007 1.840 0.004 1.771 48317 48316 0 0 1 Unknown Unknown Unknown 0.28 47009 47014 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.23 0.08 0.02 0.00 0.08 0.00 0.00 47814 47812 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47014 0 0 1 Unknown Unknown Unknown 0.14
0 Goshen 161/69 #1 PACE 0.001 0.202 0.067 0.013 0.000 0.067 0.000 0.000 65670 65671 0 0 1 Unknown Unknown Unknown 0.19 47009 47012 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Pine Creek 230/115 #1 NORTHWEST 0.00 0.21 0.95 0.27 0.01 1.84 0.00 1.77 48317 48316 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47012 0 0 1 Unknown Unknown Unknown 0.14
0 Jones Canyon 230/34.5 #1 NORTHWEST 0.001 0.201 0.067 0.019 0.000 0.067 0.000 0.000 47814 47808 0 0 1 Unknown Unknown Unknown 0.28 47009 47010 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Jones Canyon 230/34.5 #1 NORTHWEST 0.00 0.20 0.07 0.02 0.00 0.07 0.00 0.00 47814 47808 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47010 0 0 1 Unknown Unknown Unknown 0.14
0 Roundup 230/69 #3 NORTHWEST 0.001 0.198 0.020 0.005 0.000 0.000 0.000 0.066 40905 41253 0 0 3 Delta Gwye Unknown 0.28 65670 65671 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Goshen 161/69 #1 PACE 0.00 0.20 0.07 0.01 0.00 0.07 0.00 0.00 65670 65671 0 0 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Goshen 161/69 #1 PACE 0.00 0.20 0.07 0.01 0.00 0.07 0.00 0.00 65670 65671 0 0 1 Unknown Unknown Unknown 0.19
0 Sacheen 230/115 #1 NORTHWEST 0.001 0.184 2.101 0.814 0.017 4.177 0.008 4.153 40909 40907 0 0 1 Gwye Gwye Three Phase Shell 0.38 47009 47016 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Roundup 230/69 #3 NORTHWEST 0.00 0.20 0.02 0.01 0.00 0.00 0.00 0.07 40905 41253 0 0 3 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Box Canyon (PEND) 115/13.8 #1 NORTHWEST 0.00 0.27 0.09 0.01 0.00 0.09 0.00 0.00 47009 47016 0 0 1 Unknown Unknown Unknown 0.14
0 Moscow 230/115 #1 NORTHWEST 0.001 0.181 0.857 0.243 0.007 1.653 0.003 1.593 48249 48251 0 0 1 Unknown Unknown Unknown 0.28 47247 47248 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Faraday 115/13.8 #1 NORTHWEST 0.00 0.19 0.06 0.01 0.00 0.06 0.00 0.00 43193 43189 0 0 1 Gwye Delta Unknown 0.14 6 +550 Baseline with All Available Data 0 Three Mile 115/69 #1 NORTHWEST 0.00 0.25 0.08 0.01 0.00 0.08 0.00 0.00 47247 47248 0 0 1 Unknown Unknown Unknown 0.14
0 Glenoma 230/69 #1 NORTHWEST 0.001 0.129 0.765 0.217 0.004 1.075 0.001 1.032 47049 47047 0 0 1 Unknown Unknown Unknown 0.28 46229 46227 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Sacheen 230/115 #1 NORTHWEST 0.00 0.18 2.10 0.81 0.02 4.18 0.01 4.15 40909 40907 0 0 1 Gwye Gwye Three Phase Shell 0.38 6 +550 Baseline with All Available Data 0 Hayden Bridge 115/66 #1 NORTHWEST 0.00 0.36 0.14 0.01 0.00 0.16 0.00 0.04 46229 46227 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07
0 Three Mile 115/69 #1 NORTHWEST 0.000 0.248 0.083 0.012 0.000 0.083 0.000 0.000 47247 47248 0 0 1 Unknown Unknown Unknown 0.14 43193 43189 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Moscow 230/115 #1 NORTHWEST 0.00 0.18 0.86 0.24 0.01 1.67 0.00 1.61 48249 48251 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Faraday 115/13.8 #1 NORTHWEST 0.00 0.19 0.06 0.01 0.00 0.06 0.00 0.00 43193 43189 0 0 1 Gwye Delta Unknown 0.14
0 Faraday 115/13.8 #1 NORTHWEST 0.000 0.189 0.063 0.009 0.000 0.063 0.000 0.000 43193 43189 0 0 1 Gwye Delta Unknown 0.14 45685 45690 0 0 1 0.01 3 -400 Baseline with All Available Data 0 McKenzie 115/69 #1 NORTHWEST 0.00 0.15 0.05 0.00 0.00 0.05 0.00 0.00 46292 46294 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 6 +550 Baseline with All Available Data 0 Jackson Hydroelectric #2157 115/13.8 #1 NORTHWEST 0.00 0.37 0.12 0.01 0.00 0.12 0.00 0.00 45685 45690 0 0 1 Gwye Delta 3-Legged Core, Three Phase 0.07
0 McKenzie 115/69 #1 NORTHWEST 0.000 0.152 0.051 0.004 0.000 0.051 0.000 0.000 46292 46294 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07 48269 48267 0 0 1 0.01 3 -400 Baseline with All Available Data 0 Glenoma 230/69 #1 NORTHWEST 0.00 0.13 0.77 0.22 0.00 1.08 0.00 1.03 47049 47047 0 0 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Nine Mile 115/13.8 #1 NORTHWEST 0.00 0.13 0.04 0.01 0.00 0.04 0.00 0.00 48269 48267 0 0 1 Unknown Unknown Unknown 0.14
0 Nine Mile 115/13.8 #1 NORTHWEST 0.000 0.125 0.042 0.006 0.000 0.042 0.000 0.000 48269 48267 0 0 1 Unknown Unknown Unknown 0.14 45131 45226 0 0 2 0.01 3 -400 Baseline with All Available Data 0 Nine Mile 115/13.8 #1 NORTHWEST 0.00 0.13 0.04 0.01 0.00 0.04 0.00 0.00 48269 48267 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 Hazelwood 115/69 #2 NORTHWEST 0.00 0.12 0.04 0.01 0.00 0.04 0.00 0.00 45131 45226 0 0 2 Gwye Gwye Unknown 0.14
0 Hazelwood 115/69 #2 NORTHWEST 0.000 0.124 0.041 0.006 0.000 0.041 0.000 0.000 45131 45226 0 0 2 Gwye Gwye Unknown 0.14 40905 41253 0 0 3 0.01 3 -400 Baseline with All Available Data 0 Hazelwood 115/69 #2 NORTHWEST 0.00 0.12 0.04 0.01 0.00 0.04 0.00 0.00 45131 45226 0 0 2 Gwye Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Roundup 230/69 #3 NORTHWEST 0.00 0.20 0.02 0.01 0.00 0.00 0.00 0.07 40905 41253 0 0 3 Delta Gwye Unknown 0.28
0 Nine Mile 115/2.3 #1 NORTHWEST 0.000 0.032 0.011 0.001 0.000 0.011 0.000 0.000 48269 48265 0 0 1 Unknown Unknown Unknown 0.14 46292 46294 0 0 1 0.00 3 -400 Baseline with All Available Data 0 Nine Mile 115/2.3 #1 NORTHWEST 0.00 0.03 0.01 0.00 0.00 0.01 0.00 0.00 48269 48265 0 0 1 Unknown Unknown Unknown 0.14 6 +550 Baseline with All Available Data 0 McKenzie 115/69 #1 NORTHWEST 0.00 0.15 0.05 0.00 0.00 0.05 0.00 0.00 46292 46294 0 0 1 Gwye Gwye 3-Legged Core, Three Phase 0.07
0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.000 0.020 0.007 0.002 0.000 0.007 0.000 0.000 44055 44052 0 0 1 Gwye Delta Single Phase 0.25 44055 44052 0 0 1 0.00 3 -400 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 0.02 0.01 0.00 0.00 0.01 0.00 0.00 44055 44052 0 0 1 Gwye Delta Single Phase 0.25 6 +550 Baseline with All Available Data 0 The Dalles Ph 115/13.8 #1 NORTHWEST 0.00 0.02 0.01 0.00 0.00 0.01 0.00 0.00 44055 44052 0 0 1 Gwye Delta Single Phase 0.25
0 Jefferson 161/69/6.6 #1 PACE 0.000 0.000 0.732 0.139 0.004 1.281 0.002 1.281 65850 65851 65852 98533 1 Unknown Unknown Unknown 0.19 48269 48265 0 0 1 0.00 3 -400 Baseline with All Available Data 0 COB Energy Facility 230/69/13.8 #2 NORTHWEST 0.00 0.00 0.07 0.02 0.00 0.10 0.00 0.10 45161 45276 45274 45568 2 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Nine Mile 115/2.3 #1 NORTHWEST 0.00 0.03 0.01 0.00 0.00 0.01 0.00 0.00 48269 48265 0 0 1 Unknown Unknown Unknown 0.14
0 COB Energy Facility 230/69/13.8 #2 NORTHWEST 0.000 0.000 0.072 0.021 0.000 0.102 0.000 0.102 45161 45276 45274 45568 2 Unknown Unknown Unknown 0.28 64058 40537 0 0 1 0.00 3 -400 Baseline with All Available Data 0 Hurricane 230/69 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 45103 45101 0 0 1 Delta Gwye Unknown 0.28 6 +550 Baseline with All Available Data 0 Hilltop 345/230 #1 SIERRA 0.02 4.07 4.62 0.00 0.07 11.97 0.05 11.22 64058 40537 0 0 1 Unknown Unknown Unknown 0.41
0 COB Energy Facility 230/69/13.8 #1 NORTHWEST 0.000 0.000 0.071 0.021 0.000 0.102 0.000 0.102 45161 45276 45273 45567 1 Unknown Unknown Unknown 0.28 40867 62009 0 0 1 0.00 3 -400 Baseline with All Available Data 0 De Moss 115/69 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 40343 40341 0 0 1 Delta Gwye Core, Three Phase Generic 0.12 6 +550 Baseline with All Available Data 0 Rattlesnake Switchyard 230/161 #1 NORTHWEST 0.01 2.15 0.91 0.00 0.01 2.38 0.01 2.42 40867 62009 0 0 1 Unknown Unknown Unknown 0.28
0 Electron 115/57.5 #1 NORTHWEST 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 42705 42706 0 0 1 Delta Gwye Unknown 0.14 40343 40341 0 0 1 0.00 3 -400 Baseline with All Available Data 0 Electron 115/57.5 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 42705 42706 0 0 1 Delta Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 De Moss 115/69 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 40343 40341 0 0 1 Delta Gwye Core, Three Phase Generic 0.12
0 De Moss 115/69 #1 NORTHWEST 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 40343 40341 0 0 1 Delta Gwye Core, Three Phase Generic 0.12 45103 45101 0 0 1 0.00 3 -400 Baseline with All Available Data 0 Jefferson 161/69/6.6 #1 PACE 0.00 0.00 0.73 0.14 0.00 1.28 0.00 1.28 65850 65851 65852 98533 1 Unknown Unknown Unknown 0.19 6 +550 Baseline with All Available Data 0 Hurricane 230/69 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 45103 45101 0 0 1 Delta Gwye Unknown 0.28
0 Hurricane 230/69 #1 NORTHWEST 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 45103 45101 0 0 1 Delta Gwye Unknown 0.28 42177 42178 0 0 1 0.00 3 -400 Baseline with All Available Data 0 Shannon 115/34.5 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 42177 42178 0 0 1 Delta Gwye Unknown 0.14 6 +550 Baseline with All Available Data 0 Shannon 115/34.5 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 42177 42178 0 0 1 Delta Gwye Unknown 0.14
0 Shannon 115/34.5 #1 NORTHWEST 0.000 0.000 0.000 0.000 0.000 0.000 0.000 0.000 42177 42178 0 0 1 Delta Gwye Unknown 0.14 42705 42706 0 0 1 0.00 3 -400 Baseline with All Available Data 0 COB Energy Facility 230/69/13.8 #1 NORTHWEST 0.00 0.00 0.07 0.02 0.00 0.10 0.00 0.10 45161 45276 45273 45567 1 Unknown Unknown Unknown 0.28 6 +550 Baseline with All Available Data 0 Electron 115/57.5 #1 NORTHWEST 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 42705 42706 0 0 1 Delta Gwye Unknown 0.14
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Purpose 

The study seeks to characterize the impact of geomagnetic disturbances (GMD) on the BPA high 
voltage transmission grid. The focus is on transmission line and transformer geomagnetic-
induced currents (GIC), GIC reactive power losses due to transformer half-cycle saturation, and 
the resulting AC voltage profile of the power system. Several options for mitigating GIC flow, 
reactive power losses, and AC voltage drop are also examined. 

Study Methodology 

This study incorporates models of the physical operation of the Western Interconnect power grid 
(WECC) under summer 2013 peak conditions, with different transfer levels on the Summer 
Lake-Hemingway (HMSL) interface. One model features 550 MW from Summer Lake to 
Hemingway (HMSL +550) and the other features 400 MW of flow from Hemingway to Summer 
Lake (HMSL -400). 

A set of baseline GIC calculations and power flow simulations are performed, using PowerWorld 
Simulator GIC software. Network mitigation measures, including opening transmission lines and 
installing transformer capacitive neutral blocking, are considered in the next study phase. 

Uniform Field Scenarios 

The uniform field scenarios assume electric fields of 1 volt/km at orientations varying from 
south-north (zero degrees) and at 15 degree increments through 165 degrees as illustrated in 
Figure 1. 

 

Figure 1 - Electric Field Orientation 

Electric fields of identical magnitude separated by 180 degrees have identical effects, except the 
sign of the GICs is reversed. Thus it is only necessary to simulate half of the spectrum of field 
orientations. The quasi-DC GIC quantities scale linearly with field strength, so a 2 volt/km field 
would produce twice the GIC and transformer reactive power losses as a 1 volt/km field. 

Full power flow simulation is also performed under each GMD storm scenario to quantify the 
extent of transformer reactive power losses, voltage drop, and risk of large-scale voltage 

0° (south-north) 

90° (west-east) 

N 

165° 

15° 
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collapse. Geomagnetic-induced current (GIC) is calculated for the BPA network, and the control 
areas that comprise BPA's first-tier neighbors (areas with at least one tie-line connection to a 
BPA area). The uniform field strength that causes operating voltage limit violations and large 
scale voltage collapse is also identified for each field orientation. 

GIC Network Modeling 

Quasi-DC GICs flow through circuits formed by grounded transformer coils, transmission lines, 
and the earth. The effects are modeled as DC voltage sources in transmission lines as illustrated 
in Figure 2 with a simple example with two generators connected to a common transmission line 
through step-up transformers. 

 

Figure 2 - Simple GIC Flow in a Two Generator Example 

For purposes of this study, GIC equivalent DC voltage sources are modeled in transmission lines 
at operated at nominal voltages of 115 kV and above, in areas in which contain at least one 
transformer identified as BPA-owned in the FERC 715 power flow models, and in neighboring 
areas that have a connection to the zones within these areas and zones to which such BPA-owned 
transformers belong. The areas that contain BPA-owned transformers are shown in Table 1. 
Transformer GIC reactive power losses are also modeled in these areas. 

Table 1 – Areas with BPA-owned Transformers at 115 kV and above 

FERC 715 Name    FERC 715 Number

Northwest    40 

Idaho  60 

PACE  65 
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First-tier neighboring areas with high-voltage connections to the areas and zones that contain 
BPA-owned transformers are shown in Table 2. 

 Table 2 – First-Tier Neighboring Areas  

FERC 715 Name    FERC 715 Number

PG and E  30 

B.C. Hydro  50 

Montana  62 

Sierra  64 

 

GIC equivalent DC voltage sources are modeled in transmission lines at operated at nominal 
voltages of 115 kV and above in these areas to capture the effect of GIC currents flowing into the 
BPA network from neighbors. Transformer GIC Mvar losses are not considered in these external 
areas. The study thus focuses on AC voltage issues only within the BPA system. 

The study footprint is shown graphically in Figure 3, with the emphasized transmission 
representing the areas and zones containing BPA transformers at 115 kV and above. This 
includes all of area 40 and zones within areas 60 and 65 that contain such transformers. The 
arrows depict GIC flow through the transmission network during a 1 V/km, 0 degree uniform 
field GIC event. 
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Figure 3 - Study System 

Transformer Modeling 

Key transformer parameters for GIC modeling include grounding configuration, coil resistance, 
whether the transformer is an autotransformer, and core type. PowerWorld requested these 
transformer parameters, as well as substation grounding resistance, from BPA and several 
foreign utilities. Data were provided by Avista Corporation, Chelan PUD, Clark PUD, Cowlitz 
PUD, Douglas PUD, Eugene Water and Electric Board, Idaho Power Company, PacifiCorp, 
Portland General Electric, Puget Sound Energy, Seattle City Light, Snohomish PUD, Tacoma 
Power, and the US Army Corps of Engineers, in addition to BPA.  

There are a total of 842 transformers in the study footprint with primary voltages of 115 kV and 
above. Known parameter coverage rates are shown in Table 3. 



  BPA GMD Impact Assessment 
  Revised September 30, 2013  

Page 5 

 

Table 3 - Coverage Rates of Known Transformer Parameters, Primary Voltage of 115 kV and above (842 
units total) 

Parameter  Number of 
Units 

Grounding Configuration  545 (65%) 

Coil Resistance  249 (30%) 

Is an Autotransformer?  557 (66%) 

Core Type  289 (34%) 

 

PowerWorld Simulator software applies a set of assumptions as follows to transformers when 
owner-provided data is not available: 

1. Configuration: All windings are assumed to be either delta or grounded wye. If the high 
voltage side is greater than 100 kV and the low voltage is less than 100 kV, it is assumed 
the high side is grounded wye and the low side is delta. GSUs are generally subsets of 
this class, where the generator is connected to the low side, which is assumed delta. If the 
high and low voltage sides are both less than or both greater than 100 kV, both sides are 
assumed to be grounded wye. 

2. Coil resistance is derived from the positive-sequence AC per-unit series resistance in the 
power flow model. The value in the power flow model contains the total series resistance 
for both high and low voltage windings. Simulator estimates the split between each 
winding as: 

,
 ( 1 ) 

 ( 2 ) 

3. Units are assumed to be autotransformers if all of the following criteria are met: 

a. the unit is not a phase-shifting transformer, 

b. the high side and low side are at different nominal voltages, 

c. the high side nominal voltage is at least 100 kV, and 

d. the turns ratio is less than or equal to 4. 
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4. K-Factor: The K-Factor relates the transformer’s effective GIC current to its reactive 
power losses caused by GIC half-cycle saturation at nominal voltage (1.0 pu). 1 The total 
three-phase GIC reactive power loss, or QLoss, is computed as: 

 ( 3 ) 

where IGIC is per-phase effective GIC amps. (500 kV is the assumed K-Factor base in 
PowerWorld Simulator software.) IGIC is computed from the current flowing in the 
primary and secondary windings as: 

t H L
GIC

t

a I I
I

a


  ( 4 ) 

where ai is the turns ratio, IH is the primary (high-side) per-phase current and IL is the 
secondary (medium-side in a 3-winding transformer) per-phase current. 

Simulator applies the K-Factor assumptions shown in Table 4 to compute GIC Mvar losses from 
GIC effective current. 

Table 4 - PowerWorld Simulator K-Factor Assumptions 

Core Type  Primary (Highest) 
Voltage 

K‐Factor for 500 
kV Primary 

Single Phase (3 separate cores)  All  1.10 

Three Phase, Shell Form  All  0.82 

Three Phase, Core Form Generic  All  0.50 

Three Phase, 3‐Legged  All  0.29 

Three Phase, 5‐Legged  All  0.66 

Three Phase, 7‐Legged  All  0.66 

Unknown (not owner‐specified)  >400  1.10 

Unknown (not owner‐specified)  <=400  0.60 

 

GIC Mvar Losses are modeled only in BPA control areas (identified in Table 1).  

                                                 
1 T. J. Overbye, T. R. Hutchins, K. Shetye, J. Weber, S. Dahman, “Integration of Geomagnetic Disturbance 
Modeling into the Power Flow: A Methodology for Large-Scale System Studies”, IEEE North American Power 
Symposium, September 9-11, 2012. 
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Substation Modeling 

Key substation parameters are geographic coordinates and grounding resistance. PowerWorld 
maintains a database of substation geographic coordinates which are applied to the study 
footprint. The grounding resistance is defined as the resistance, in ohms, between the substation 
neutral and earth ground. The best method of determining grounding resistance is from an actual 
measurement, such as taken during a fall of potential test. There are a total of 398 substations in 
the study area with at least one transformer with a primary of 115 kV or above. BPA and foreign 
utilities provided grounding resistance for 148 substations, or 37% of these. Simulator software 
applies an assumed grounding resistance to substations for which no data is provided, based on 
the size of the substation. The values assigned range from 0.1Ω to 2.0Ω. Substations with more 
buses and higher nominal voltages are assumed to have lower values. 

Study Limitations 

The analytic methods used in this study are highly dependent and sensitive to the transmission 
models and transformer and substation parameter inputs collected for the study. In particular, 
recent research has shown that substation grounding resistance has a significant impact on GIC 
network modeling and that estimated substation grounding resistance is subject to a significant 
standard error.2 Furthermore, the characteristics of transformer half-cycle saturation 
characteristics are not well understood and are also the subject of ongoing research. 
  

                                                 
2 U. Bui, T. J. Overbye, K. Shetye, H. Zhu, J. Weber, “Geomagnetically Induced Current Sensitivity to Assumed 
Substation Grounding Resistance”, submitted for IEEE North American Power Symposium, Sept 22-24 2013. 
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Uniform Field Modeling Results 

Uniform field simulations were performed across all orientations and for both the HMSL -400 
and HMSL 500 transfer levels. Table 5 shows the total GIC transformer neutral current and GIC 
Mvar losses for each orientation at 1 V/km. All quantities are 3-phase, for transformers in the 
study footprint with high side nominal voltages of at least 115 kV.  

Table 5 - GIC Transformer Neutral Current and Mvar Losses at 1 V/km Uniform Electric Field, by 
Orientation 

  GIC 3‐phase transformer 
neutral current (Amps) 

GIC 3‐phase transformer 
Mvar Losses (QLoss) 

Orientation  HMSL ‐400  HMSL +550  HMSL ‐400  HMSL +550 

0  4,789 4,800 912 911 

15  5,050 5,062 1,011 1,010 

30  5,506 5,502 1,131 1,130 

45  6,037 6,014 1,245 1,243 

60  6,431 6,403 1,325 1,323 

75  6,572 6,553 1,335 1,334 

90  6,499 6,484 1,284 1,283 

105  6,191 6,184 1,185 1,186 

120  5,739 5,741 1,051 1,053 

135  5,367 5,380 960 962 

150  5,019 5,034 884 887 

165  4,822 4,830 863 864 

 

The highest GIC currents and highest GIC Mvar losses tend to occur in GSUs connected to EHV 
transmission on the high-side. Long transmission lines have relatively high GIC DC equivalent 
voltages (Figure 2) and relatively low series resistance and thus can induce high GIC currents. 
Table 6 below shows the 20 transformers with the highest average per-unit neutral GICs3, 
averaged across all simulated electric field orientations from 0 to 165 degrees. All quantities are 
3-phase, except as noted. 

 

                                                 
3 Per-unitization is applied only to rank the GIC current with consideration of the nominal voltage level and size of 
each transformer. As GIC is quasi-DC, there is no transformation of current or voltage in the GIC circuit model. 
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Table 6 – Transformers with highest GIC neutral amps under uniform field simulation at 1 V/km, averaged 
across all orientations and HMSL loading cases 

Transformer Description 

Neutral 
Current, 

pu 
Neutral 
Amps 

I GIC (per 
phase) 

Mvar 
Losses 

Ashe 500/25 #1  0.648 74.782 24.927  29.614

Dworshak 500/13.8/13.8 #1  0.567 65.495 21.832  25.744

Lane 500/230 #1  0.524 60.458 26.479  31.960

McNary 345/230 #1  0.359 60.019 18.140  14.502

Santiam 500/230 #1  0.482 55.689 35.722  42.961

Lower Granite 500/13.8/13.8 #1  0.456 52.694 17.565  20.838

South Bremerton 230/115 #1  0.208 52.269 11.543  3.262

Aberdeen 230/115 #5  0.203 50.862 13.139  3.138

Novelty 230/115 #1  0.195 48.824 10.926  3.109

Ostrander 500/230 #1  0.410 47.380 21.906  26.186

Lower Monumental 500/13.8/13.8 #1 0.373 43.122 14.374  17.075

Slatt 500/230 #1  0.359 41.445 17.466  20.838

East Omak 230/115 #1  0.160 40.091 11.005  2.630

Bell 500/230 #1  0.343 39.581 25.165  30.090

Boardman (PGE) 500/24 #1  0.342 39.518 13.173  14.218

Aberdeen 115/13.8 #1  0.078 39.290 13.097  1.850

Salem 230/115 #1  0.152 38.062 9.921  2.847

Shelton 230/115 #1  0.150 37.553 9.698  2.327

Tacoma 500/230 #1  0.316 36.479 13.596  16.232

Snohomish 345/230 #1  0.215 35.941 12.152  9.540

 

Figure 4 graphically depicts concentrations of transformer neutral GIC current averaged across 
all simulated orientations. The flow arrows on the transmission network (de-emphasized to better 
reveal the contour) depict GIC flows during a 75 degree uniform field event, under which the 
maximum transformer neutral GIC occurs. The red contouring depicts the highest GIC currents. 
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Figure 4 - Contour of Per-Unit Transformer Neutral GIC Density, Averaged Over All Simulated Orientations 

 

Table 7 shows the same quantities for the 20 transformers with the highest GIC Mvar losses. 
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Table 7 – Transformers with highest GIC Mvar losses under uniform field simulation at 1 V/km 

Transformer Description 

Neutral 
Current, 

pu 
Neutral 
Amps 

I GIC (per 
phase) 

Mvar 
Losses 

Santiam 500/230 #1  0.482 55.689 35.722  42.961 

Lane 500/230 #1  0.524 60.458 26.479  31.960 

Bell 500/230 #1  0.343 39.581 25.165  30.090 

Ashe 500/25 #1  0.648 74.782 24.927  29.614 

Ostrander 500/230 #1  0.410 47.380 21.906  26.186 

Dworshak 500/13.8/13.8 #1  0.567 65.495 21.832  25.744 

Satsop 500/230 #1  0.210 24.198 19.175  22.880 

Lower Granite 500/13.8/13.8 #1  0.456 52.694 17.565  20.838 

Slatt 500/230 #1  0.359 41.445 17.466  20.838 

Malin 500/230 #1  0.281 32.466 15.369  17.544 

Olympia 500/230 #1  0.026 3.047 14.351  17.094 

Lower Monumental 500/13.8/13.8 #1 0.373 43.122 14.374  17.075 

Tacoma 500/230 #1  0.316 36.479 13.596  16.232 

Pearl 500/230 #1  0.240 27.753 13.273  15.949 

Big Eddy 500/230 #2  0.054 6.209 12.835  15.293 

McNary 345/230 #1  0.359 60.019 18.140  14.502 

Boardman (PGE) 500/24 #1  0.342 39.518 13.173  14.218 

Chief Joseph 500/230 #3  0.074 8.503 11.610  13.793 

Ponderosa 500/230 #1  0.208 24.053 10.986  13.179 

Central Ferry 500/230 #1  0.231 26.667 11.109  13.165 

 

Some locations with high simulated GIC reactive losses have generator reactive power reserves 
under normal operating conditions to compensate for losses. Table 8 shows the substations with 
the lowest simulated difference between generation reactive reserves and average GIC reactive 
losses at 1 V/km across all simulated orientations. This difference is termed “Net Mvar 
Reserves” in the table. 
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Table 8 – Substations with lowest average net GIC Mvar reserves under uniform field simulation at 1 V/km 

  Average Net Mvar Reserves 

Station and Voltage (kV)  HMSL ‐400  HMSL 550 

Lower Granite 500  ‐77.386 ‐77.009 

Little Goose Ph 500  ‐48.576  

Santiam 500  ‐43.305 ‐43.369 

McNary 500  ‐35.185 ‐35.161 

Lane 500  ‐34.344 ‐34.395 

Bell 500  ‐30.666 ‐30.757 

Big Eddy 500  ‐26.778 ‐26.790 

Ostrander 500  ‐26.184 ‐26.189 

Ponderosa 500  ‐25.085 ‐25.103 

Allston 500  ‐24.696 ‐24.695 

Satsop 500  ‐22.880 ‐22.879 

Slatt 500  ‐20.840 ‐20.835 

Meridian 500  ‐20.389 ‐20.411 

Olympia 500  ‐19.951 ‐19.949 

Pearl 500  ‐19.560 ‐19.564 

Malin 500  ‐18.641 ‐18.638 

Tacoma 500  ‐17.689 ‐17.696 

Maple Valley 500  ‐13.337 ‐13.346 

Central Ferry 500  ‐13.187 ‐13.142 

Snohomish 345  ‐12.107 ‐12.124 

Hatwai 500  ‐11.470 ‐11.425 

 

Figure 5 depicts locations with negative net Mvar reserves with a geospatial contour. The red 
contouring depicts the most negative reserves. 
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 (a) HMSL -400 (b) HMSL 550 

Figure 5 - Contour of Net Mvar Reserve Density (HMSL -400), Averaged Over All Simulated Orientations 

Full AC power flow solutions were also performed at each orientation with increasing electric 
field strength until voltage collapse. Field strengths were recorded where 0.95 pu and 0.90 pu 
thresholds were first crossed and where voltage collapse occurred. A summary of the results is 
shown in Table 9. 

Table 9 – Field Strength (V/km) resulting in voltage limit violation and voltage collapse 

HMSL 

Voltage 
Level 
(pu) 

Field Orientation (degrees) 

0  15  30  45  60  75  90  105 120  135  150  165 

‐400  0.95  2.4  2.4  2.1 2.0 1.8 1.8 1.8 2.0 2.1  2.0  2.1 2.2

0.90  4.5  4.3  4.0 3.7 3.4 3.4 3.6 3.7 3.9  4.0  4.1 4.3

Collapse  5.6  5.2  4.7 4.2 3.9 3.9 4.0 4.4 5.1  5.7  6.0 6.1

+550  0.95  2.4  2.4  2.2 2.0 2.0 1.8 2.0 2.0 2.0  2.0  2.1 2.2

0.90  4.6  4.3  4.0 3.7 3.6 3.6 3.6 3.7 4.0  4.0  4.0 4.3

Collapse  5.6  5.0  4.5 4.2 3.9 3.9 4.0 4.3 5.0  5.6  6.0 6.0

 

A trace of the lowest per-unit voltage buses at each simulated electric field magnitude and 
orientation for HMSL -400 and HMSL +550 are shown in Figure 6 and Figure 7, respectively. 
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Figure 6 
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Figure 7 

The simulations show that 60-90 degrees is the most stressful field orientation for voltage 
performance, with similar results for 45-105 degrees. The contours in the following figures 
illustrate voltage drop for the 75 degree orientation at increasing field strengths in each case. 
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 (a) 1 V/km (b) 2 V/km  

   
 (c) 3 V/km  (d) 3.85 V/km - last valid solution 

Figure 8 - Voltage Change Contours, HMSL -400, 75 degrees Electric Field Orientation 
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 (a) 1 V/km (b) 2 V/km  

     
 (c) 3 V/km  (d) 3.78 V/km - last valid solution 

Figure 9 - Voltage Change Contours, HMSL +550, 75 degrees Electric Field Orientation 
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Uniform Field Analysis Conclusions 

The uniform field analysis reveals some vulnerability of the Pacific Northwest power grid due to 
GIC transformer reactive power losses. The Olympic peninsula and coastal 115 kV networks are 
especially susceptible to voltage drop. The HMSL +550 scenario performs slightly better than 
the HMSL -400 scenario, likely a result of it having more spinning generator reactive power 
reserves. GMD electric field orientations of 60-90 degrees pose the greatest threat in both 
scenarios. The next phase of analysis will examine methods to increase the ability of the network 
to withstand GMD events. 

Mitigation 

Several mitigation strategies were examined for reducing GIC flow, GIC transformer Mvar 
losses, and voltage drop due to GIC during extreme events. These strategies fell into 2 broad 
classes: install capacitive transformer neutral blocking at select substations and open or de-
energize select transmission lines. With each mitigation measure, the objective is to reduce stress 
on equipment by reducing GIC flow through the power system and to improve voltage 
performance during GMD. Voltage performance is evaluated by AC voltage drop caused by GIC 
transformer reactive power losses and the GIC electric field magnitude that causes widespread 
voltage collapse at each field orientation. Effective mitigation measures would reduce voltage 
drop and increase margins to voltage collapse. 

Capacitive Neutral Blocking 

Capacitive devices in series with grounded transformer neutrals can effectively block flow of 
quasi-DC GIC. For transformers that are not autotransformers, blocking the neutral effectively 
eliminates all GIC flow in the transformer, as the windings are electrically isolated. For 
autotransformers, blocking neutral usually reduces the effective GIC flow, but GIC can still flow 
through the series winding. Blocking GIC flow through one substation neutral causes GIC to re-
distribute through the network and may even cause an increase in GIC flow and GIC reactive 
power losses in other substations, making it challenging to identify a globally optimum neutral 
blocking scheme. 

Method 1: Iterative selection based on neutral current 

Substations are selected one at a time, through an iterative process as follows: 

Do until all BPA 115 kV+ transformers are protected 

Calculate average neutral current at 1 V/km, for each 
simulated storm orientation (0 to 165 degrees, in 15 degree 
increments) 

Place capacitive neutral protection in the substation(s) 
with the 5 transformers with highest average neutral 
current 

Repeat 

Only transformers with high-side voltages of 115 kV and higher are considered for capacitive 
neutral DC protection. Though the iterative selection is made based on the highest currents in 
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each transformer, it is assumed that neutral protection would be applied to all transformers in a 
substation, as the incremental cost is small relative to that of protecting a single transformer. 
Also, if a transformer with high neutral current is blocked, but other transformers in the same 
substation are not blocked, those other transformers would experience an increase in GIC current 
in many circumstances. Thus it makes sense to apply neutral blocking to entire substations. 

This method, hereafter referred to as "Neutral Current Iterative Selection" seeks to identify 
where a transmission owner might place the first several capacitive neutral protection devices for 
maximum improvement in reactive power margin. This process is performed repeated on each 
HMSL scenario. 

The iterative simulation is run on each HMSL loading case independently, though the results 
show a lot of common transformers and substations across the cases. Table 10 shows the 
selection set for each and the neutral current observed in the prior iteration (prior to blocking). 
The order of transformer selection and most numbers in the table are taken from a simulation on 
the HMSL -400 case. The first column, “Iter.” gives the iteration number in the algorithm 
described above. The “Station and Transformer” column lists the selected transformer (up to 5 
per iteration). The GIC neutral amps, averaged across all simulated orientations at 1 V/km, are 
shown for each selected transformer, in the iteration prior to its selection (prior to neutral 
blocking). The next 2 columns show the total GIC neutral amps and GIC transformer reactive 
power losses in all BPA-owned transformers with primary nominal voltages of 115 kV and 
higher, after the neutral protection is applied in that iteration. (These numbers are given once per 
iteration, on the line of the first station and transformer.) The last column shows the iteration that 
the transformer was selected in the same simulation using the HMSL +550 case, if different from 
the HMSL -400 case. In most instances, they are the same. 

Table 10 – Iterative Selection and GIC Neutral Current in Iteration Prior to Selection 

    HMSL ‐400 
HMSL 
+550 

   
This unit, 
prior iter. 

All BPA xfrs, this 
iteration   

Iter. 
Station and 
Transformer 

GIC Neutral 
Amps 

GIC 
Neutral 
Amps 

GIC Q 
Losses 

Iter. (if 
different)

0      2,106 601   

1  Lane 500/230 #1  60.46 1,856 547   

1  McNary 345/230 #1  60.09    

1  Santiam 500/230 #1  55.69    

1  Aberdeen 230/115 #5  50.86    
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    HMSL ‐400 
HMSL 
+550 

   
This unit, 
prior iter. 

All BPA xfrs, this 
iteration   

Iter. 
Station and 
Transformer 

GIC Neutral 
Amps 

GIC 
Neutral 
Amps 

GIC Q 
Losses 

Iter. (if 
different)

1  Ostrander 500/230 #1  47.38    

2  Satsop 500/230 #1  63.59 1,661 517   

2  Slatt 500/230 #1  41.57    

2  Salem 230/115 #1  41.50    

2  Shelton 230/115 #1  41.20    

2  East Omak 230/115 #1  40.08    

3  Bell 500/230 #1  39.39 1,479 478   

3  Tacoma 500/230 #1  37.05    

3  Carlton 230/115 #1  36.86    

3  Snohomish 345/230 #1  35.78    

3  Maple Valley 345/230 #1  34.12   4 

4  Tillamook 230/115 #1  35.19 1,312 457   

4  Chief Joseph 345/230 #1  35.14    

4  Pearl 500/230 #1  35.06    

4  Rogue 230/115 #1  33.76    

4  Clatsop 230/115 #1  32.82   5 

5  Hatwai 500/230 #1  32.40 1,153 431  3 

5  Fairview 230/115 #1  31.37    

5  Sacajawea 500/115 #1  28.75    

5  Chemawa 115/59.8 #1  27.66    

 

Table 11 compares the voltage collapse margin for each capacitive neutral blocking set for each 
simulation model. Performance generally improves as transformers in more substations are 
blocked, though marginal improvement is generally reduced with successive iterations. 
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Table 11 - Field strength that causes voltage collapse with each iteration, with selection based on transformer 
neutral current 

HMSL and 
substations 
blocked 

Field Orientation (degrees) 

0  15  30  45  60  75  90  105  120  135  150  165  Min  Avg 

‐400  Base  5.6  5.2  4.7  4.2 3.9 3.9 4.0 4.4 5.1 5.7 6.0  6.1  3.9 4.9

  5  6.1  5.6  5.1  4.6 4.3 4.2 4.4 4.7 5.4 6.0 6.6  6.5  4.2 5.3

  10  6.2  5.7  5.1  4.7 4.5 4.4 4.6 5.1 5.7 6.2 7.0  6.7  4.4 5.5

  15  6.3  5.7  5.2  4.8 4.6 4.5 4.7 5.1 5.8 6.4 7.1  6.8  4.5 5.6

  20  6.4  5.8  5.3  4.9 4.6 4.6 4.8 5.2 5.8 6.6 7.1  6.8  4.6 5.7

  25  6.4  5.8  5.4  5.0 4.7 4.7 4.9 5.4 6.1 6.7 7.2  7.0  4.7 5.8

  50  6.8  6.4  5.7  5.2 5.1 5.1 5.4 5.8 6.6 7.4 8.1  7.8  5.1 6.3

  75  7.4  6.6  5.8  5.4 5.1 5.1 5.4 6.0 6.8 7.6 8.5  8.2  5.1 6.5

  100  7.7  7.0  6.2  5.7 5.5 5.4 5.7 6.2 7.1 7.8 8.5  8.4  5.4 6.8

  125  7.7  7.0  6.2  5.7 5.5 5.5 5.7 6.2 7.1 7.8 8.5  8.4  5.5 6.8

  all  7.7  7.0  6.2  5.7 5.5 5.5 5.7 6.2 7.1 7.8 8.5  8.4  5.5 6.8

+550  Base  5.6  5.0  4.5  4.2 3.9 3.9 4.0 4.3 5.0 5.6 6.0  6.0  3.9 4.8

  5  6.0  5.6  5.0  4.6 4.2 4.2 4.4 4.7 5.4 5.8 6.5  6.4  4.2 5.2

  10  6.2  5.6  5.1  4.7 4.4 4.4 4.6 5.0 5.6 6.1 6.7  6.6  4.4 5.4

  15  6.2  5.7  5.1  4.7 4.5 4.4 4.6 5.0 5.6 6.2 6.8  6.7  4.4 5.5

  20  6.3  5.7  5.2  4.8 4.5 4.5 4.7 5.1 5.7 6.4 6.8  6.7  4.5 5.5

  25  6.4  5.8  5.3  4.9 4.6 4.6 4.8 5.2 5.8 6.5 7.1  6.8  4.6 5.7

  50  6.7  6.4  5.6  5.2 5.0 5.0 5.2 5.7 6.5 7.2 7.8  7.7  5.0 6.2

  75  7.3  6.5  5.8  5.2 5.1 5.1 5.3 5.8 6.7 7.4 8.2  8.1  5.1 6.4

  100  7.6  6.8  6.1  5.6 5.4 5.4 5.6 6.1 6.8 7.6 8.2  8.2  5.4 6.6

  125  7.6  6.8  6.1  5.6 5.4 5.4 5.6 6.1 6.8 7.6 8.2  8.2  5.4 6.6

  all  7.6  6.8  6.1  5.6 5.4 5.4 5.6 6.1 6.8 7.6 8.2  8.2  5.4 6.6

 

The contours in the following figures illustrate voltage drop at the 5th selection iteration (25 
stations blocked) for the 75 degree orientation at increasing field strengths. 
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 (a) 1 V/km (b) 2 V/km  

   
(c) 3.85 V/km – last valid solution without neutral protection  (d) 4.6 V/km - last valid solution 

Figure 10 - Voltage Change Contours, HMSL -400, 75 degrees Electric Field Orientation, iteration with 
selection based on neutral current, 25 stations blocked 
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 (a) 1 V/km (b) 2 V/km  

     
(c) 3.78 V/km – last valid solution without neutral protection  (d) 4.5 V/km - last valid solution 

Figure 11 - Voltage Change Contours, HMSL +550, 75 degrees Electric Field Orientation, iteration with 
selection based on neutral current, 25 stations blocked 
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Method 2: Iterative selection by substation Mvar reserve margin 

Substations are selected one at a time, through an iterative process as follows: 

Do until 35 substations with BPA transformers protected 

Estimate the change in average net reactive power margin 
(generator reserves less GIC Mvar losses) that would be 
achieved with blocked transformer neutrals at 1 V/km, 
averaged across all uniform field orientations 

Place capacitive neutral protection on all transformers in 
the substation with the greatest estimated change in 
average reactive power margin 

Repeat 

This method, hereafter referred to as "iterative Mvar reserve" seeks to identify where a 
transmission owner might place the first several capacitive neutral protection devices for 
maximum improvement in reactive power margin. This process is repeated on each HMSL base 
power flow model independently, though the results show a lot of common substations across 
seasonal cases. Table 12 shows the selection set for each. “EAMB” refers to the estimated 
average margin benefit provided by blocking the neutrals of transformers in that substation at the 
next iteration. 

Table 12 – Iterative Mvar Reserve Selection Substations and Estimated Average Reactive Power Margin 
Benefits 

Station  Zone 
HMSL 
‐400 

HMSL 
+550 

McNary 500  Lower Columbia Basin  13.93  13.87

Lane 500  Western Oregon  12.44  12.46

Santiam 500  Western Oregon  11.17  11.19

Ostrander 500  Portland Area  8.16  8.16

Ponderosa 500  Southern Oregon  8.13  8.13

Tacoma 500  Seattle Area, Olympic Peninsula  7.78  7.78

Maple Valley 500  Seattle Area, Olympic Peninsula  7.79  7.79

Pearl 500  Portland Area  7.66  7.66

Slatt 500  Lower Columbia Basin  7.44  7.44

Bell 500  Spokane Area, N Idaho, W Montana  6.51  6.53

Alvey 500  Western Oregon  5.98  5.99

Snohomish 345  Seattle Area, Olympic Peninsula  5.85  5.86
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Table 13 compares the voltage collapse margin for each capacitive neutral blocking set for each 
simulation model. Performance generally improves as transformers in more substations are 
blocked. 

Hatwai 500  AVA: Lewiston/Clarkston  5.72  6.29

Central Ferry 500  Southeast Washington  4.81  4.77

Keeler 500  Portland Area  4.41  4.41

Satsop 500  Seattle Area, Olympic Peninsula  4.41  4.41

Sno‐king 500  Seattle Area, Olympic Peninsula  4.27  4.27

Anaconda Mill Creek 230  BUTTE_MT  4.14  4.13

Allston 500  Portland Area  3.93  3.93

Troutdale 500  PAC:PTLD  3.18  3.18

Garrison 500  Western Montana  3.05  3.07

Walla Walla 230  PAC:WALA  3.04  ‐

Clatsop 230  Portland Area  2.73  2.73

Intalco 230  Seattle Area, Olympic Peninsula  2.71  2.71

Sacajawea 500  Lower Columbia Basin  2.67  2.64

Longview 230  Cowlitz County, WA  2.49  2.49

Chehalis 230  Seattle Area, Olympic Peninsula  2.54  2.54

Big Eddy 500  Lower Columbia Basin  2.49  2.49

Aberdeen 230  Seattle Area, Olympic Peninsula  2.29  2.41

Sickler 500  Central Washington  2.20  2.22

Olympia 500  Seattle Area, Olympic Peninsula  2.09  2.09

Shelton 230  Seattle Area, Olympic Peninsula  2.08  2.08

Chemawa 230  Portland Area  2.06  2.06

Salem 230  Portland Area  2.59  2.60

Hot Springs 500  Western Montana  2.04  2.05

Carlton 230  Portland Area  ‐  1.73
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Table 13 - Field strength that causes voltage collapse, iterative Mvar reserve selection 

HMSL and 
stations 
blocked 

Field Orientation (degrees) 

0  15  30  45  60  75  90  105  120  135  150  165  Min  Avg 

‐400  Base  5.6  5.2  4.7  4.2 3.9 3.9 4.0 4.4 5.1 5.7 6.0  6.1  3.9 4.9

  5  6.2  5.7  5.1  4.6 4.3 4.2 4.4 4.8 5.6 6.1 6.8  6.7  4.2 5.4

  10  6.4  5.8  5.2  4.7 4.5 4.4 4.6 5.0 5.6 6.2 6.8  6.7  4.4 5.5

  15  6.6  6.0  5.4  4.8 4.6 4.5 4.6 5.1 5.7 6.2 7.0  6.8  4.5 5.6

  20  6.8  6.1  5.5  5.0 4.7 4.6 4.7 5.1 5.8 6.4 7.1  7.1  4.6 5.7

  25  6.8  6.2  5.5  5.0 4.7 4.7 4.8 5.2 5.8 6.5 7.2  7.2  4.7 5.8

  30  7.0  6.2  5.6  5.1 4.8 4.8 5.1 5.5 6.2 6.8 7.6  7.5  4.8 6.0

  35  7.0  6.2  5.6  5.1 4.8 4.8 5.1 5.7 6.4 7.2 7.8  7.6  4.8 6.1

+550  Base  5.6  5.0  4.5  4.2 3.9 3.9 4.0 4.3 5.0 5.6 6.0  6.0  3.9 4.8

  5  6.1  5.6  5.0  4.5 4.2 4.2 4.4 4.7 5.4 6.0 6.6  6.6  4.2 5.3

  10  6.4  5.8  5.2  4.7 4.4 4.4 4.5 4.8 5.5 6.1 6.7  6.7  4.4 5.4

  15  6.5  6.0  5.4  4.8 4.5 4.4 4.6 5.0 5.6 6.1 6.8  6.8  4.4 5.5

  20  6.7  6.1  5.4  4.8 4.6 4.6 4.7 5.1 5.7 6.3 7.1  7.1  4.6 5.7

  25  6.7  6.2  5.5  5.0 4.7 4.6 4.7 5.1 5.7 6.4 7.1  7.1  4.6 5.7

  30  6.8  6.2  5.5  5.0 4.7 4.7 5.0 5.4 6.1 6.7 7.5  7.4  4.7 5.9

  35  6.8  6.2  5.5  5.1 4.8 4.8 5.0 5.5 6.3 7.0 7.6  7.5  4.8 6.0

 

Method 3: Iterative selection by voltage drop at maximum E-field 

Substations are selected one at a time, through an iterative process as follows: 

Do until 35 substations with BPA transformers protected 

Compute the per-unit voltage drop at the highest nominal 
voltage level in each substation, from the base case (no 
GMD) to the GIC electric field strength at the last valid 
power flow solution (just prior to voltage collapse) 

Place capacitive neutral protection on all transformers in 
the substation with the greatest voltage drop, averaged 
across all orientations 

Repeat 
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This method, hereafter referred to as "iterative voltage drop", is repeated on each HMSL base 
power flow model independently, as with the other selection methods. Table 16 shows the 
selection set for each. The “dV” column shows the voltage drop just prior to voltage collapse and 
“dV/dQ mult.” shows the maximum bus dV/dQ multiple within each substation (the dV/dQ 
sensitivity taken just prior to voltage collapse, divided by that taken in the base case, with no 
GMD.) 

Table 14 – Iterative Voltage Drop Selection Substations, Voltage Drop, and dV/dQ multiple 

    HMSL ‐400  HMSL +550 

Station  Zone  dV 
dV/dQ 
mult.  dV 

dV/dQ 
mult. 

Sappho 115  Seattle Area, Olympic Peninsula  ‐0.132 1.406  ‐0.120  1.394

Port Angeles 230  Seattle Area, Olympic Peninsula  ‐0.115 1.820  ‐0.102  2.034

Happy Valley 230  Seattle Area, Olympic Peninsula  ‐0.103 1.977  ‐0.095  1.940

Fairmount 230  Seattle Area, Olympic Peninsula  ‐0.096 2.209  ‐0.085  1.828

Toledo 230  Western Oregon  ‐0.095 1.656  ‐0.088  1.646

Kitsap 230  Seattle Area, Olympic Peninsula  ‐0.091 2.421  ‐0.086  2.383

Lane 500  Western Oregon  ‐0.091 3.351  ‐0.085  3.519

Tahkenitch 230  Western Oregon  ‐0.087 1.571  ‐0.081  1.603

Wendson 230  Western Oregon  ‐0.086 1.730  ‐0.080  1.761

Tillamook 230  Portland Area  ‐0.083 1.888  ‐0.073  1.970

Shelton 230  Seattle Area, Olympic Peninsula  ‐0.083 3.442  ‐0.075  3.976

Albany 230  Western Oregon  ‐0.080 2.162  ‐0.073  2.415

Salem 230  Portland Area  ‐0.079 2.165  ‐0.071  2.757

Aberdeen 230  Seattle Area, Olympic Peninsula  ‐0.076 3.662  ‐0.070  3.794

Drain 115  Western Oregon  ‐0.078 1.267  ‐0.071  1.315

Carlton 230  Portland Area  ‐0.078 2.800  ‐0.068  2.683

Green Valley 230  Western Oregon  ‐0.077 1.578  ‐0.069  1.628

Chemawa 230  Portland Area  ‐0.076 2.515  ‐0.072  2.406

Parker 115  Western Oregon  ‐0.076 1.678  ‐0.071  1.778

Oregon City 115  Portland Area  ‐0.077 1.589  ‐0.065  1.697

Martin Creek 230  Western Oregon  ‐0.074 1.984  ‐0.069  2.063

Satsop 500  Seattle Area, Olympic Peninsula  ‐0.077 6.112  ‐0.067  7.122
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Table 15 compares the voltage collapse margin for each capacitive neutral blocking set for each 
simulation model. Performance improves as transformers in more substations are blocked, 
though the method is less effective per blocked substation than the other iterative methods. One 
shortcoming of the method is that it does not incorporate an estimate of the improvement that 
blocking could provide for each substation. Some stations that experience the lowest voltage 
drop are not good candidates for blocking because they still experience voltage drop due to GIC 
reactive power losses in autotransformers even when the neutrals are blocked. 

Alvey 500  Western Oregon  ‐0.072 4.021  ‐0.069  4.068

Fairview 230  Western Oregon  ‐0.073 1.611  ‐0.065  1.758

Pearl 500  Portland Area  ‐0.071 8.467  ‐0.063  9.640

Santiam 500  Western Oregon  ‐0.069 6.222  ‐0.064  8.732

Keeler 500  Portland Area  ‐0.069 7.854  ‐0.061  8.926

Troutdale 500  PAC:PTLD  ‐0.067 5.890  ‐0.062  6.229

Ostrander 500  Portland Area  ‐0.064 7.982  ‐0.060  7.796

Olympia 500  Seattle Area, Olympic Peninsula  ‐0.064 10.577  ‐0.057  7.740

Allston 500  Portland Area  ‐0.058 13.812  ‐0.048  13.521

Clatsop 230  Portland Area  ‐0.055 2.204  ‐0.051  1.816

St. Johns 230  Portland Area  ‐0.056 4.313  ‐  ‐

Bald Mountain 115  Portland Area  ‐0.056 1.254  ‐  ‐

Sifton 230  Portland Area  ‐0.056 4.749  ‐  ‐

Hatwai 500  AVA: Lewiston/Clarkston  ‐ ‐  ‐0.048  2.079

Canby 2 230  Southern Oregon  ‐ ‐  ‐0.046  1.143

La Pine 230  Southern Oregon  ‐ ‐  ‐0.046  1.254
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Table 15 - Field strength that causes voltage collapse, iterative voltage drop selection 

HMSL and 
stations 
blocked 

Field Orientation (degrees) 

0  15  30  45  60  75  90  105  120  135  150  165  Min  Avg 

‐400  Base  5.6  5.2  4.7  4.2 3.9 3.9 4.0 4.4 5.1 5.7 6.0  6.1  3.9 4.9

  5  5.7  5.2  4.7  4.2 4.0 4.0 4.1 4.5 5.1 5.7 6.2  6.2  4.0 5.0

  10  5.8  5.4  4.7  4.4 4.1 4.0 4.2 4.6 5.3 5.7 6.3  6.4  4.0 5.1

  15  5.9  5.4  4.8  4.4 4.1 4.1 4.2 4.6 5.4 6.0 6.5  6.4  4.1 5.2

  20  6.0  5.4  4.8  4.4 4.1 4.1 4.2 4.7 5.4 6.1 6.6  6.5  4.1 5.2

  25  6.1  5.5  4.8  4.5 4.2 4.2 4.4 4.8 5.7 6.5 6.8  6.7  4.2 5.4

  30  6.7  6.0  5.2  4.7 4.4 4.4 4.6 5.2 5.8 6.7 7.5  7.4  4.4 5.7

  35  6.8  6.1  5.4  4.8 4.5 4.5 4.7 5.2 6.1 6.7 7.6  7.6  4.5 5.8

+550  Base  5.6  5.0  4.5  4.2 3.9 3.9 4.0 4.3 5.0 5.6 6.0  6.0  3.9 4.8

  5  5.7  5.2  4.6  4.2 4.0 3.8 4.1 4.4 5.1 5.6 6.1  6.1  3.8 4.9

  10  5.8  5.2  4.7  4.2 4.0 4.0 4.1 4.5 5.1 5.7 6.2  6.2  4.0 5.0

  15  5.8  5.3  4.7  4.2 4.1 4.0 4.2 4.6 5.2 5.8 6.4  6.4  4.0 5.1

  20  5.9  5.4  4.7  4.4 4.1 4.1 4.2 4.6 5.4 6.0 6.5  6.5  4.1 5.2

  25  6.2  5.6  5.0  4.6 4.3 4.2 4.5 4.8 5.6 6.4 6.7  6.7  4.2 5.4

  30  6.6  5.8  5.1  4.6 4.4 4.4 4.5 5.0 5.7 6.5 7.2  7.2  4.4 5.6

  35  6.7  6.0  5.2  4.7 4.4 4.4 4.6 5.1 5.8 6.5 7.4  7.4  4.4 5.7

 

De-energize Transmission Lines 

The linear nature of the DC GIC network allows fast computation of sensitivities of transformer 
effective GIC with respect to GIC electric field across transmission lines (dIGIC/dEfield). 
Sensitivities were computed for transformers in the substations that experienced the largest 
voltage drops prior to voltage collapse. Table 16 shows the 15 stations with the largest voltage 
drops system-wide, grouped into 3 general geographic zones. 



  BPA GMD Impact Assessment 
  Revised September 30, 2013  

Page 30 

Table 16 - Voltage Drop at Maximum E-field Prior to Voltage Collapse (average for all orientations) 

Zone  Station  HMSL ‐400  HMSL +550 

Seattle, Olympic 
Peninsula 

Sappho 115  ‐0.1301 ‐0.1224 

Port Angeles 230  ‐0.1143 ‐0.1070 

Happy Valley 230  ‐0.1099 ‐0.1028 

Fairmount 230  ‐0.1060 ‐0.0990 

Kitsap 230  ‐0.0969 ‐0.0901 

South Bremerton 230  ‐0.0957 ‐0.0891 

Pacificorp/Grants 
Pass, Crescent City 

Del Norte 115  ‐0.1057 ‐0.1026 

Cave Junction 115  ‐0.0970 ‐0.0941 

Applegate Dam 115  ‐0.0896 ‐0.0869 

Western Oregon  Toledo 230  ‐0.0917 ‐0.0870 

Green Peter 115  ‐0.0915 ‐0.0861 

Foster 115  ‐0.0905 ‐0.0852 

Tahkenitch 230  ‐0.0895 ‐0.0854 

Wendson 230  ‐0.0886 ‐0.0845 

Lane 500  ‐0.0885 ‐0.0847 

 

Table 17 shows the transmission lines with the highest dIGIC/dEfield sensitivities for transformers 
in these substations. Methods of GIC sensitivity are described in recent research.4 Sensitivities 
are identical in both HMSL scenarios. These lines are considered as candidates for opening 
during a GMD event. 

                                                 
4 T. J. Overbye, K. S. Shetye, T. R. Hutchins, Q. Qiu, J. D. Weber, “Power Grid Sensitivity Analysis of 
Geomagnetically Induced Currents”, IEEE Transactions on Power Systems, March 2013. 
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Table 17 – dIGIC/dEfield Sensitivities for transformer GIC flow in high voltage-drop substations 

Zone  Line  dIGIC/dEfield 

Seattle, 
Olympic 
Peninsula 

Fairmount‐Shelton 230 #3  9.444 

Fairmount‐Shelton 230 #4  9.444 

South Bremerton‐Shelton 230 #1  8.521 

Kitsap‐Shelton 230 #4  8.490 

Shelton‐Kitsap 230 #3  8.141 

Fairmount‐Port Angeles 230 #1  4.535 

Pacificorp/ 
Grants Pass, 
Crescent City 

Applegate Dam‐Grants Pass 115 #1  7.908 

Meridian‐Grants Pass 230 #1  1.715 

Applegate Dam‐Cave Junction 115 #1  1.621 

Jerome Prairie‐Selma 115 #1  1.210 

Glendale‐Grants Pass 230 #1  1.166 

Grants Pass‐Jerome Prairie 115 #1  1.130 

Western 
Oregon 

Lane‐Marion 500 #1  36.84 

Ashe‐Marion 500 #2  8.787 

Alvey‐Lane 230 #1  7.456 

Santiam‐Wren 230 #1  6.986 

 

Opening too many lines causes thermal overloads and voltage drop, especially at times of peak 
demand. Compromises are needed to balance the base case network performance with the 
potential reduction in GIC flow through critical transformers. Several alternate topologies were 
tested on each simulation case with different sets of opened lines. The tested topologies are 
shown in Table 18. 
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Table 18 – Set of opened transmission lines for alternate topologies 

Line  L1  L2  L3  L4 

Fairmount‐Shelton 230 #4    x  x  x 

South Bremerton‐Shelton 230 #1      x  x 

Kitsap‐Shelton 230 #4        x 

Applegate Dam‐Grants Pass 115 #1    x  x  x 

Lane‐Marion 500 #1  x  x  x  x 

 

Simulations revealed that opening lines in the heavy summer scenarios is counter-productive. 
While it reduces GIC flows, especially in transformers that experience the greatest voltage 
change during simulated GMD events, it also weakens voltage support in zones that are already 
vulnerable to low voltage. It is possible that such schemes could be effective during light load 
periods. Table 19 compares the voltage collapse margin for each alternate to the base topology 
for each simulation model. 

Table 19 – Field strength that causes voltage collapse for each alternate topology, system model, and electric 
field orientation 

HMSL 

Field Orientation (degrees) 

0  15  30  45  60  75  90  105  120  135  150  165  Min  Avg 

‐440  Base  5.6  5.2  4.7  4.2 3.9 3.9 4.0 4.4 5.1 5.7 6.0  6.1  3.9 4.9

  L1  5.4  5.0  4.4  4.0 3.7 3.7 3.8 4.1 4.7 5.4 5.7  5.8  3.7 4.6

  L2  5.4  4.8  4.4  4.0 3.7 3.6 3.7 4.1 4.7 5.3 5.6  5.6  3.6 4.6

  L3  5.2  4.7  4.3  3.8 3.6 3.6 3.7 4.0 4.6 5.2 5.6  5.6  3.6 4.5

  L4  4.8  4.5  4.1  3.7 3.5 3.4 3.6 3.8 4.4 4.8 5.1  5.1  3.4 4.2

+550  Base  5.6  5.0  4.5  4.2 3.9 3.9 4.0 4.3 5.0 5.6 6.0  6.0  3.9 4.8

  L1  5.4  4.8  4.4  4.0 3.7 3.6 3.7 4.1 4.7 5.3 5.7  5.7  3.6 4.6

  L2  5.2  4.7  4.2  3.8 3.6 3.6 3.7 4.0 4.6 5.2 5.6  5.6  3.6 4.5

  L3  5.1  4.7  4.2  3.8 3.6 3.5 3.6 4.0 4.5 5.1 5.5  5.5  3.5 4.4

  L4  4.8  4.5  4.1  3.7 3.5 3.4 3.5 3.7 4.2 4.8 5.1  5.1  3.4 4.2
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Mitigation Summary and Conclusions 

Several mitigation strategies were examined for reducing GIC flow, GIC transformer Mvar 
losses, and voltage drop due to GIC during extreme events. These strategies fell into two broad 
classes: install capacitive transformer neutral blocking at select substations and open or de-
energize select transmission lines. With each mitigation measure, the objective is to reduce stress 
on equipment by reducing GIC flow through the power system and to improve voltage 
performance during GMD. Voltage performance is evaluated by AC voltage drop caused by GIC 
transformer reactive power losses and the GIC electric field magnitude that causes widespread 
voltage collapse at each field orientation. Effective mitigation measures would reduce voltage 
drop and increase margins to voltage collapse. GIC flow through the power system is examined 
primarily as the current in transformer neutrals. 

Capacitive neutral blocking enhances the margins to voltage collapse across all field orientations. 
Three different iterative methods of prioritizing substations for installation of capacitive neutral 
blocking were examined. Selection by neutral current and estimated improvement to Mvar 
reserve margin produced similar results. Selection by substation voltage drop just prior to voltage 
collapse did not perform as well as the other methods, but still increased margins to voltage 
collapse. 

The capacitive neutral blocking schemes were initially examined considering only substations 
with BPA-owned transformers. The simulations were re-run considering all substations in the 
study footprint. The following figures summarize the voltage and transformer neutral current 
performance for each method by number of protected substations. Voltage performance 
generally improves if all regional substations are considered for blocking. The total current in the 
neutrals of BPA-owned transformers is generally reduced more if only BPA transformers are 
blocked, as blocking a transformer’s neutral often diverts GIC to other nearby transformers. 
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Figure 12 
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Figure 13 

Several operational schemes to open transmission lines with high sensitivities to GIC currents in 
vulnerable transformers were tested, but none performed well under the simulated conditions. 
Most such lines with high sensitivities are also important to providing reactive power support. 
Other methods might also be considered in future work, such as the effects of adding series 
compensation to lines with high sensitivities to transformer GIC currents. 
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Appendix 

The following tables show variations on Table 5 with different assumptions about GIC DC input 
voltages or monitored transformers. All tables are based on a 1 V/km uniform electric field. 

Table 20 - GIC Transformer Neutral Current and Mvar Losses: 
GIC DC voltage inputs applied to transmission lines with nominal voltage of 115 kV and higher; quantities 

summed on transformers with primary nominal voltage of 200 kV and higher 

  GIC 3‐phase transformer 
neutral current (Amps) 

GIC 3‐phase transformer 
Mvar Losses (QLoss) 

Orientation  HMSL ‐400  HMSL +550  HMSL ‐400  HMSL +550 

0  3,802 3,803 860 858 

15  4,044 4,053 959 958 

30  4,445 4,443 1,076 1,075 

45  4,904 4,886 1,188 1,186 

60  5,236 5,212 1,265 1,263 

75  5,359 5,336 1,274 1,272 

90  5,257 5,232 1,220 1,219 

105  4,911 4,888 1,119 1,119 

120  4,478 4,462 986 987 

135  4,173 4,168 897 898 

150  3,908 3,910 825 827 

165  3,792 3,791 809 809 

 

Table 21 - GIC Transformer Neutral Current and Mvar Losses: 
GIC DC voltage inputs applied to transmission lines with nominal voltage of 200 kV and higher; quantities 

summed on transformers with primary nominal voltage of 200 kV and higher 

  GIC 3‐phase transformer 
neutral current (Amps) 

GIC 3‐phase transformer 
Mvar Losses (QLoss) 

Orientation  HMSL ‐400  HMSL +550  HMSL ‐400  HMSL +550 

0  3,539 3,544 855 855 
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  GIC 3‐phase transformer 
neutral current (Amps) 

GIC 3‐phase transformer 
Mvar Losses (QLoss) 

Orientation  HMSL ‐400  HMSL +550  HMSL ‐400  HMSL +550 

15  3,763 3,774 954 953 

30  4,075 4,075 1,060 1,059 

45  4,438 4,427 1,171 1,169 

60  4,717 4,692 1,249 1,247 

75  4,812 4,784 1,265 1,263 

90  4,689 4,659 1,216 1,214 

105  4,342 4,320 1,116 1,115 

120  3,886 3,869 979 978 

135  3,603 3,594 888 889 

150  3,453 3,452 818 820 

165  3,420 3,420 804 804 
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