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Overview 

 COI DTC Allocation 
 COI DTC Studies 
 Use of Upper/Lower Limits on the Network 
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COI DTC Allocation 

 BPA  updated COI DTC allocation 
methodology and processes  
 BPA developed the methodology and 

processes in conjunction with other COI 
Facility Owners 
• PAC currently has customers requesting COI 

DTC 
 Working with Capacity Owners on updates 

to facilitate their usage 
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COI DTC Studies 

 Studies ongoing through ColumbiaGrid and with 
regional parties 
• Have preliminary results 
• Continuing contingency analysis 

 Preliminary results indicate the potential for 
increased limits within acceptable voltage criteria, 
but manual RAS arming may be a constraint 
• BPA has begun internal assessments on the RAS arming 

and reliability constraints 

 BPA will discuss any recommended changes with 
the ColumbiaGrid-led study group 
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Upper and Lower Limits 

 New U/L Limit BP is in place 
 Applies only to SCEDs using Network Tx 
 PAC, through CAISO EIM, is the current user 
 BPA is continuing to work with CAISO/PAC to 

tune the limits 
 BPA is closely monitoring their operation to 

ensure no negative impacts to customers 

5 



B     O     N     N     E     V     I     L     L     E         P     O     W     E     R         A     D     M     I     N     I     S     T     R     A     T     I     O     N 

Next Steps 

 Continue to Monitor Use of Upper/Lower Limits on 
Network 

 Continue to refine COI studies 
 Analyze and develop solutions as needed to mitigate 

RAS constraint  
 Determine whether to revise current DTC limits 
 Engage COA owners in discussions regarding DTC 

allocation 
 Analysis of Upper/Lower limit utilization in NWPP SCED 
 Report back to stakeholders 
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 Questions? 
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